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Section 1 – Background  
The Pine Hall Road Ash Landfill is located at the Duke Energy Carolinas, LLC (Duke Energy) 
Belews Creek Steam Station in Stokes County, North Carolina. The landfill is permitted under 
the North Carolina Department of Environment and Natural Resources (NCDENR) Solid Waste 
Permit No. 8503 and was closed in December 2008. The ash landfill was permitted to accept 
only fly ash from Belews Creek Steam Station operations. The ash landfill and nearby 
surrounding area are portrayed on Figure 1.  

The landfill was originally permitted in 1983. The original landfill was unlined and was permitted 
with a soil cap 1 foot thick on the side slopes and 2 feet thick on flatter areas. A subsequent 
expansion (Phase I Expansion) was permitted in 2003. This phase was also unlined but was 
permitted with a synthetic cap system to be applied at closure.  

After groundwater exceedances were observed in wells installed near the landfill, the placement 
of additional ash in the Phase I Expansion was halted. The closure design was changed to 
utilize an engineered cover system for the portion of the landfill indicated on Figure 2. The 
engineered cover system consists of a 40-mil linear low density polyethylene geomembrane, a 
geonet composite, 18 inches of compacted soil, and 6 inches of vegetative soil cover. The 
engineered cover system was installed over a 37.9 acre area, indicated on Figure 2 as 
“Approximate Limits of Engineered Cover System.” An adjacent 14.5 acre area, located to the 
northeast, had additional soil cover applied and was graded to improve surface drainage. This 
area is indicated on Figure 2 as “Limits of Soil Cap.” The construction of the engineered cover 
system and additional soil cover on the 14.5 acre area was completed in December 2008.  

The ash landfill is located to the north of the surface water divide that runs along Pine Hall Road 
and to the east of a surface water divide that runs along Middleton Loop Road. These surface 
water divides appear to mimic the shallow groundwater divides in the area near the landfill. Two 
surface water features are located in the area near the landfill. One surface water drainage 
feature drains along the eastern side of the landfill to the Ash Basin. The second surface water 
drainage feature is located on the western side of the landfill and drains to the Ash Basin. The 
surface water sample locations in these features are groundwater seeps and are believed to be 
representative of groundwater. Samples collected from these locations are compared to 15A 
North Carolina Administrative Code (NCAC) 2L groundwater quality standards (2L Standards). 
Groundwater flow beneath the landfill is from Pine Hall Road, generally northward, toward the 
Ash Basin. The Ash Basin is operated as a water treatment facility and is permitted by the 
National Pollutant Discharge Elimination System (NPDES) program (NPDES Permit 
#NC0024406).  

The groundwater monitoring system at the landfill consists of the following sample locations as 
listed below.  
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 Monitoring Wells: MW-1 MW-1D 
  MW-2 MW-3 
  MW-4 MW-5 
  MW-6 MW-7 
  MW2-7 MW2-9 
  OB-4 OB-5 
  OB-9 
 Surface Water   
 Sample Locations: SW-1A SW-2 

 

The locations of the monitoring wells and surface water sample locations are shown on 
Figure 2. A summary of monitoring well construction information is presented in Table 1. As 
defined by the Groundwater Monitoring, Sampling and Analysis Plan (SAP) for the Pine Hall 
Road Ash Landfill (prepared by S&ME, Inc. dated November 8, 2010, and approved by 
NCDENR on November 23, 2010), monitoring well MW-3 is considered to represent 
“background” groundwater quality conditions.  

The groundwater and surface water sampling was conducted by Duke Energy according to 
North Carolina Solid Waste Management Guidelines. The constituents sampled and analyzed 
were selected by Duke Energy and the NCDENR Division of Solid Waste and are listed in the 
SAP, hereafter referred to as semiannual constituents. The samples were analyzed by a North 
Carolina certified laboratory.  

In addition to the semiannual constituents listed in the SAP, the groundwater samples were also 
analyzed for Part 40 Code of Federal Regulations (CFR) Part 258, Appendix I constituents. 
Appendix I sampling and analysis was performed as part of the requirements contained in the 
Closure Plan Approval letter dated December 7, 2007, Document ID RC03425. Condition 11 of 
that document states: 

Ground-water and surface water samples should be analyzed for Appendix I 
constituents in addition to currently analyzed constituents semi-annually. 
Appendix I analytical data will be evaluated, and based on results, the 
compliance Branch of the SWS may not require continued Appendix I analysis. 
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Section 2 – Methods  
2.1 Sampling and Analysis Methods 
Groundwater sampling and documentation of sampling activities were performed by Duke 
Energy personnel (Duke Energy Carolinas Field Certification #5193). A copy of the field 
sampling forms are included in Appendix A. The groundwater samples were analyzed by the 
Duke Energy Analytical Laboratory (North Carolina Laboratory Certification #248) and 
TestAmerica Laboratories, Inc. (North Carolina Laboratory Certification #358) and provided to 
HDR by Duke Energy. The laboratory report and chain-of-custody forms are included in 
Appendix B. 

The groundwater samples were analyzed for the following constituents and/or parameters: 

 Barium, beryllium, boron, chromium, copper, iron, manganese, nickel, silver, and zinc 
using United States Environmental Protection Agency (EPA) Method 200.7 

 Antimony, arsenic, cadmium, cobalt, lead, selenium, thallium, and vanadium using EPA 
Method 200.8 

 Mercury using EPA Method 245.1 

 Chloride, fluoride, nitrate as nitrogen, and sulfate using EPA Method 300.0 

 Total dissolved solids using Standard Method (SM) 2540C 

 Volatile organic compounds (VOCs) using EPA Solid Waste (SW)846 Method 8260B 

2.2 Statement of Work 
HDR completed the following tasks: 

 Received field sampling information provided by Duke Energy for monitoring wells 
MW-1, MW-1D, MW-3, MW-4, MW-5, MW-6, MW-7, MW2-7, MW2-9, OB-4, OB-5, and 
OB-9 and surface water sampling locations SW-1A and SW-2. No sample was collected 
at MW-2 because the pump would not discharge. The samples were collected by Duke 
Energy personnel on October 20, 2014, and HDR received the data on November 10, 
2014. 

 Reviewed the laboratory analytical results for samples. The Electronic Data Deliverable 
(EDD) provided by Duke Energy was adapted to conform to the format requirements of 
the NCDENR EDD template. HDR added an italicized J data qualifier (J) to indicate a 
detected concentration that equals or is greater than the laboratory’s method reporting 
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limit (MRL), but is less than the Solid Waste Section Limit1 (SWSL). A copy of the 
original EDD is retained in HDR’s files.  

 Developed a generalized groundwater surface contour map using map data and 
groundwater elevation data supplied by Duke Energy. 

 Prepared this Semiannual Groundwater Monitoring Report and submitted it to Duke 
Energy. 

 

                                                
1 The Solid Waste Section Limit (SWSL) is defined by NCDENR as the lowest amount of analyte in a 
sample that can be quantitatively determined with suitable precision and accuracy. The SWSL is the 
concentration below which reported results must be qualified as estimated. NCDENR Division of Waste 
Management Memorandum dated February 23, 2007. 
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Section 3 – Results  
3.1 Site Groundwater Flow 
Generalized groundwater surface contours and groundwater flow direction arrows for the site 
are shown on Figure 3. These contours were developed using the measured groundwater 
elevations in the wells on the date of sampling.  Calculated groundwater flow velocities are 
presented in Table 2. 

Pine Hall Road is located generally along a surface water divide that also appears to be a 
groundwater divide. Groundwater flow at the landfill site is from areas of higher topography 
along Pine Hall Road, generally northward, toward the Ash Basin.  

3.2 Analytical Results 
A summary of the field data is presented in Table 3.  

The field and analytical results of groundwater and surface water sampling are summarized in 
Table 4. The analytical results for the Appendix I constituents are summarized in Table 5. The 
analytical results for the semiannual and Appendix I constituents are compared to the 
groundwater standards found in Title 15A NCAC 02L .0202 (g) (2L Standards). Concentrations 
that attain or exceed the 2L Standards are noted in Tables 4 and 5 by bold font. Concentrations 
that equal or are greater than the SWSLs are noted in Table 4 and Table 5 by gray-shaded 
cells.  

A summary of the 2L Standard exceedances for the semiannual constituents and a preliminary 
analysis of the cause and significance of the exceedances is presented in Table 6 for sampling 
locations located within the review boundary and in Table 7 for sampling locations located at or 
beyond the review boundary. A summary of the 2L Standard exceedances for Appendix I 
constituents and a preliminary analysis of the cause and significance of the exceedances is 
presented in Table 8 for sampling locations located within the review boundary and in Table 9 
for sampling locations located at or beyond the review boundary. 

The method detection limit (MDL) was greater than the respective 2L Standard for the following 
constituents for one or more samples: 

 1,2,3-Trichloropropane 

 1,2-Dibromo-3-chloropropane 

 1,2-Dibromoethane (EDB) 

 Vinyl chloride 

The MDLs for the above-mentioned constituents were all below their corresponding SWSLs as 
required by the February 23, 2007, NCDENR memo. Therefore, in accordance with the 
February 23, 2007, memo, the results for these constituents are qualified as estimated. These 
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constituents, for samples that were not detected above the MDL, are not reported as 
exceedances of the 2L Standards in Tables 5, 8, and 9.  

Select samples were diluted as is normal laboratory practice to bring samples to the calibrated 
range of the analysis. Specifics regarding the samples that were diluted, including the dilution 
factor, are reported in the EDD. 

HDR previously prepared and submitted an assessment to the NCDENR for exceedances of 2L 
Standards at this landfill (Groundwater Assessment Belews Creek Steam Station Pine Hall 
Road Ash Landfill, Permit No. 8503, dated October 1, 2012). The report assessed 2L Standard 
exceedances at wells MW-3 and MW-6 and found those exceedances to be attributed to 
naturally occurring conditions.  

The assessment report reviewed the location of wells and surface water sample locations with 
exceedances of 2L Standards (MW-4, MW-7, MW2-7, MW2-9, SW-1A, and SW-2) and found 
that the hydrologic boundaries and the groundwater flow at the site was such that the 
groundwater at these locations was discharging to the ash basin. The report also concluded that 
with the reduced infiltration, due to the engineered cover system installed in 2008, the 
groundwater concentration of constituents attributable to fly ash in these wells will likely 
continue to decrease over time. 

The Appendix I volatile organic compounds (VOCs) have been analyzed in the groundwater 
samples collected from the landfill monitoring wells during eleven (11) semiannual monitoring 
events between April 2009 and October 2014. The Appendix I VOC results have consistently 
been below the 15A NCAC 2L Standards. 

The Appendix I metals have been analyzed in the groundwater samples collected from the 
landfill monitoring wells during eleven (11) semiannual monitoring events between April 2009 
and October 2014.  With the exception of beryllium, all of the Appendix I metals have been 
measured in one or more of the monitoring wells during each sampling event at concentrations 
exceeding the 15A NCAC 2L Standards.  

HDR and Duke Energy recommend that the Appendix I metals (antimony, beryllium, cobalt, 
thallium, and vanadium) continue to be analyzed for during the semiannual monitoring events. 

HDR and Duke Energy recommend and requests to discontinue analyzing samples for the 
Appendix I VOCs. 
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Table 1 - Well Construction Information
Duke Energy Carolinas, LLC/Belews Creek Steam Station

Pine Hall Road Ash Landfill - Permit No. 8503

Latitude Longitude
MW-1 8/3/1989 36.28097494 -80.08156807 852.69 850.55 2.14 816.10 36.59 47.20 37.20 37.20 - 47.20 Saprolite 2 PVC

MW-1D 12/9/2008 36.28097494 -80.08156807 854.15 850.99 3.16 810.30 43.85 90.53 85.53 85.53 - 90.53 Bedrock 2 PVC
MW-2 8/8/1989 36.28078222 -80.07973472 858.05 855.44 2.61 811.24 46.81 50.00 40.00 40.00 - 50.00 Saprolite 2 PVC
MW-3 7/27/1989 36.28320658 -80.07240815 842.81 840.57 2.24 799.34 43.47 49.50 39.50 39.50 - 49.50 Saprolite 2 PVC
MW-4 8/3/1989 36.28525987 -80.07944080 767.58 766.10 1.48 754.99 12.59 40.20 30.20 30.20 - 40.20 Saprolite 2 PVC
MW-5 8/8/1989 36.28368608 -80.08173559 786.77 785.39 1.38 760.83 25.94 60.20 50.20 50.20 - 60.20 Saprolite 2 PVC
MW-6 5/4/2000 36.28073657 -80.07825548 836.91 834.40 2.51 802.03 34.88 36.84 26.84 26.84 - 36.84 Saprolite 2 PVC
MW-7 12/9/2008 36.28303198 -80.07525049 815.57 812.52 3.05 807.03 8.54 14.26 4.26 4.26 - 14.26 Saprolite/PWR 2 PVC

MW2-7 11/14/2002 36.28446830 -80.07592534 777.64 775.45 2.19 763.25 14.39 30.62 15.62 15.62 - 30.62 PWR/Bedrock 2 PVC
MW2-9 1/21/2003 36.28385617 -80.07563476 797.38 794.75 2.63 788.96 8.42 14.61 4.61 4.61 - 14.61 PWR 2 PVC
OB-4 1/27/2003 36.28561953 -80.07814195 777.60 774.72 2.88 754.92 22.68 30.03 15.03 15.03 - 30.03 Saprolite 2 PVC
OB-5 1/27/2003 36.28623989 -80.07675362 780.93 778.13 2.80 754.82 26.11 36.60 21.60 21.60 - 36.60 Saprolite 2 PVC
OB-9 3/11/2004 36.28334907 -80.08108717 799.59 797.11 2.48 761.62 37.97 48.57 39.17 39.17 - 48.57 PWR 2 PVC

Notes:
 1.  TOC indicates top of casing.
 2.  ft. indicates feet.
 3.  in. indicates inches nominal diameter.
 4.  PVC indicates polyvinyl chloride.
 5.  PWR indicates partially weathered rock.
 6.  Horizontal datum assumed to be NAD83.
 7.  Elevations based on NAVD 88 vertical datum.
 8.  Information provided by Duke Energy Carolinas, LLC.

Well ID
Well Installation 

Date
TOC 

Elevation (ft.)

Ground Surface 
Elevation

(ft.)

Well Stick-up 
Height Above 

Ground Surface 
(ft.)

GPS Coordinates

Well Diameter 
(in.)

Casing 
Type

Groundwater 
Elevation (ft.)

Depth to Water 
below TOC

(ft.)

Total Well 
Depth below 

TOC
(ft.)

Depth to Top of 
Screen from TOC

(ft.)

Screened Interval 
below TOC

(ft.)
Geology of Screened 

Interval



Table 2 - Groundwater Flow Velocity
Duke Energy Carolinas, LLC/Belews Creek Steam Station

Pine Hall Road Ash Landfill - Permit No. 8503

Page 1 of 1

OB-9 800 760 763 0.05239 0.41102 0.259 0.08315

MW-4 810 754.99 1469 0.03745 0.41102 0.259 0.05943

OB-4 810 754.92 1306 0.04217 0.41102 0.259 0.06693

OB-5 785 754.82 642 0.04701 0.41102 0.259 0.07460

MW-7 810 765 591 0.07614 0.41102 0.259 0.12083

MW2-9 810 765 591 0.07614 0.41102 0.259 0.12083

MW2-7 790 763.25 166 0.16114 0.41102 0.259 0.25573

Notes:
 1. Linear distance measured through monitoring wells is generally perpendicular to groundwater contours.
 2. At monitoring well locations where downgradient contours are not present, the groundwater elevation at
      the monitoring well is used as the downgradient groundwater elevation.
 3. At monitoring well locations where upgradient contours are not present, the groundwater elevation at
      the monitoring well is used as the upgradient groundwater elevation.
 4. Monitoring wells are not listed where insufficient groundwater contour information is available to calculate velocity.
 5. Hydraulic gradient is approximate.
 6. Hydraulic conductivity presented is the geometric mean of the conductivity data for the alluvium/soil/saprolite hydrostratigraphic layer 
     in the HDR Conductivity Database (unpublished data from Carolina sites with foliated/layered bedrock).
 7. Effective porosity presented is the mean value of the alluvium/soil/saprolite hydrostratigraphic layer estimated from soil testing using Fetter/Bear Diagrams. 
  

Hydraulic 
Conductivity 

(ft/day)

Effective 
Porosity 
(%/100)

Groundwater 
Velocity 
(ft/day)Well ID

  Upgradient 
Groundwater 

Contour 
Elevation

(ft)

 Downgradient 
Groundwater 

Contour 
Elevation

(ft)

Linear Distance 
Between 

Contours through 
Well
(ft)

Hydraulic 
Gradient 

(ft/ft)



Table 3--Field Data Parameters
Duke Energy Carolinas, LLC/Belews Creek Steam Station

Pine Hall Road Ash Landfill - Permit No. 8503

Page 1 of 1

10/20/2014 MW-1 47.20 36.59 816.10 Normal None CP N/A 1.73 4.75 NO 14.83 17 4.8 4.0 420 8.28

10/20/2014 MW-1D 90.53 43.85 810.30 Normal None CP N/A 7.61 14.00 NO 14.28 130 6.4 1.3 319 4.07

10/20/2014 MW-2 50.00 46.81 811.24 NS NS NS NS NS NS NS NS NS NS NS NS NS

10/20/2014 MW-3 49.50 43.47 799.34 Normal None CP N/A 0.98 1.50 YES 14.25 57 5.5 19.0 370 9.13

10/20/2014 MW-4 40.20 12.59 754.99 Normal None CP N/A 4.50 12.00 NO 14.66 243 5.9 4.7 292 2.63

10/20/2014 MW-5 60.20 25.94 760.83 Normal None CP N/A 5.59 12.25 NO 14.89 37 5.6 20.0 418 7.24

10/20/2014 MW-6 36.84 34.88 802.03 Normal None CP N/A 0.32 1.25 NO 15.17 55 5.2 4.9 363 2.75

10/20/2014 MW-7 14.26 8.54 807.03 Turbid None CP N/A 0.93 4.00 YES 17.07 495 5.4 68.3 367 4.13

10/20/2014 MW2-7 30.62 14.39 763.25 Normal None CP N/A 2.65 15.25 NO 15.53 2,092 5.2 2.9 379 0.20

10/20/2014 MW2-9 14.61 8.42 788.96 Normal None CP N/A 1.01 1.00 YES 15.32 329 5.9 17.8 317 6.97

10/20/2014 OB-4 30.03 22.68 754.92 Normal None CP N/A 1.20 3.75 NO 15.15 2,414 7.2 6.0 119 0.17

10/20/2014 OB-5 36.60 26.11 754.82 Normal None CP N/A 1.71 5.25 NO 15.03 28 5.2 5.7 413 5.77

10/20/2014 OB-9 48.57 37.97 761.62 Normal None CP N/A 1.73 5.25 NO 14.73 2,010 5.1 2.5 311 0.00

10/20/2014 SW-1A N/A N/A N/A Normal None N/A N/A N/A N/A N/A 11.39 1,828 6.0 4.6 341 6.17

10/20/2014 SW-2 N/A N/A N/A Normal None N/A N/A N/A N/A N/A 14.97 178 6.1 6.3 246 8.15

Notes:
 1.  Purge Methods; LF=Low Flow, LF(M)= Low Flow (Modified), CP=Conventional Purge (3-5 well volumes), EOP=Equipment Only Purge, NP=No Purge (HydraSleeve).  Average pump rate applicable to LF and LF(M) purging only.
 2.  Field sampling performed by Duke Energy Carolinas, LLC personnel.
 3.  EVAC indicates whether the water level in the well was drawn down to the level of the pump during purging.
 4.  umho/cm indicates microohms per centimeter.
 5.  SU indicates Standard Units.
 6.  NTU indicates Nephelometric Turbidity Units.
 7.  mV-NHE indicates millivolts-Normal Hydrogen Electrode.
 8.  mg/L indicates milligrams per liter.
 9.  N/A indicates not applicable.
10. NS indicates no sample was collected.  The pump and tubing in monitoring well MW-2 were infested with ants at the time of sampling and the pump would not discharge.
11. Information provided by Tim Hunsucker of Duke Energy Carolinas, LLC on November 10, 2014.

DO
(mg/L)ODOR

PURGE
METHOD 

AVERAGE
PUMP 
RATE

(ml/min)

WELL
VOLUME

(gal)

EVAC
VOLUME

(gal)
EVAC

(YES/NO)
TEMP

(deg C)

SPECIFIC
CONDUCTANCE

(umho/cm)
pH

(SU)
TURBIDITY

(NTU)
ORP

(mV-NHE)APPEARANCEDATE SAMPLE ID

WELL
DEPTH
(feet)

DEPTH TO
WATER
(feet)

WATER
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(feet)



Table 4--Field and Analytical Results for Semiannual Constituents
Duke Energy Carolinas, LLC/Belews Creek Steam Station

Pine Hall Road Ash Landfill - Permit No. 8503

Page 1 of 3

Field pH 320 SU 5193 - NE 6.5-8.5 6.5-8.5*
Field Specific Conductance 323 umho/cm 5193 - NE NE NE

Temperature 325 °C 5193 - NE NE NE
Top Casing 328 feet - - NE NE NE

Depth to Water 318 feet - - NE NE NE
Water Elevation 319 feet - - NE NE NE

Well Depth 411 feet - - NE NE NE
Arsenic 14 µg/L 248 0.078 U 0.103 J 0.246 J 0.148 J 2.02 J' 0.078 10 10 10
Barium 15 µg/L 248 17.9 J' 1.73 J 57.1 J' 4.18 J 39.9 J' 0.1 100 700 2,000
Boron 428 µg/L 248 3.3 U 5.71 J 3.3 U 612 3.3 U 3.3 NE 700 NE

Cadmium 34 µg/L 248 0.101 U 0.101 U 0.101 U 0.101 U 0.101 U 0.101 1 2 5
Chloride 455 µg/L 248 1,900 8,200 10,100 2,530 1,990 22 NE 250,000 250,000*

Chromium 51 µg/L 248 0.671 J 0.5 U 2.08 J 13.1 2.37 J 0.5 10 10 100
Copper 54 µg/L 248 1 U 1 U 1 U 1 U 102 1 10 1,000 1,300
Fluoride 312 µg/L 248 34.4 J 137 J' 50.9 J 74.8 J 36.5 J 17 2,000 2,000 4,000

Iron 340 µg/L 248 67.3 J' 17.5 J' 436 374 1,320 1.3 300 300 300*
Lead 131 µg/L 248 0.221 J 0.065 U 0.256 J 0.165 J 14.5 0.065 10 15 15

Manganese 342 µg/L 248 23.6 J' 9.25 J' 9.69 J' 6.32 J' 32.2 J' 0.2 50 50 50*
Mercury 132 µg/L 248 0.006 U 0.006 U 0.006 U 0.006 U 0.006 U 0.006 0.2 1 2
Nickel 152 µg/L 248 1.22 J 0.896 J 1.64 J 2.31 J 1.42 J 0.5 50 100 NE

Nitrate (as Nitrogen) 303 µg/L 248 152 J' 1860 J' 6.95 J 829 J' 685 J' 5.4 10,000 10,000 10,000
Selenium 183 µg/L 248 0.092 U 0.166 J 0.092 U 16.7 0.092 U 0.092 10 20 50

Silver 184 µg/L 248 1.75 J 3.37 J 3.61 J 2.58 J 4.5 J 0.7 10 20 100*
Sulfate 315 µg/L 248 669 J' 1,060 J' 192 J' 75,000 J' 101 J' 18 250,000 250,000 250,000*

Total Dissolved Solids 311 µg/L 248 16,700 U 89,000 52,000 178,000 44,000 16,700 NE 500,000 500,000*
Zinc 213 µg/L 248 7.55 J' 4.71 J 20.9 46.3 64.7 2.6 10 1,000 5,000*

Notes:
 1.  Concentrations presented in micrograms per liter (µg/L).
 2.  SWS ID is the Solid Waste Section Identification Number.
 3.  MDL is the laboratory method detection limit.  The MDL values presented are for samples not diluted by the laboratory during analysis.  
 4.  SWSL is the Solid Waste Section Limit.  NCDENR defines the SWSL as the lowest amount of analyte in a sample that can be quantitatively determined with suitable precision and accuracy.  
 5.  15A NCAC 2L Standard refers to Class GA Standards as found in 15A NCAC 02L. 0202 Groundwater Quality Standards, last amended on April 1, 2013 (Appendix I revised April 1, 2013).   
 6.  MCL is the Federal Maximum Contaminant Level as found in 40 CFR, Subpart G, §141.62.
 7.  * Concentration listed is a secondary maximum contaminant level (SMCL).  SMCLs are established by EPA in the National Secondary Drinking Water Regulations.
 8.  NE indicates not established.  NS indicates no sample was collected.  Blank cells indicate that there is no information relevant to the respective row. 
 9.  Grayed values indicate values that equal or are greater than the SWSL.
10. Bold values indicate values that attain or exceed the 15A NCAC 2L Standard.
11. Qualifiers in non-italicized text are laboratory data qualifiers or "flags". "U" is used to identify results not detected at concentrations which equal the laboratory's MDL.  
      "J" is used to identify estimated concentrations which equal or are greater than the MDL but are less than the laboratory's method reporting limit (MRL).   
      An italicized J' -flag is a data qualifier, added by HDR to indicate concentrations which equal or are greater than the laboratory's MRL but are less than the SWSL. 
12. SU indicates Standard Units.
13. umho/cm indicates micromhos per centimeter.
14. According to the Constituent Look-up webpage on the NCDENR Division of Waste Management webpage, there is no SWSL or 2L Standard for chloride associated with CAS number 16887-00-6, which is the CAS reported by the laboratory
       for the analyses completed.  Therefore, the SWSL and 2L Standard listed are for the chloride with CAS number SW301 as specified on the Constituent Look-up webpage (last updated June 13, 2011).
15. Semiannual constituents refers to constituents required to be analyzed in the Groundwater Monitoring, Sampling and Analysis Plan for the Pine Hall Road Ash Landfill dated November 1, 2008.
16. Analytical results obtained from Electronic Data Deliverable (EDD) provided by Tim Hunsucker of Duke Energy Carolinas, LLC on November 10, 2014.  

Federal
MCLSWSL

Sample Date:  October 20, 2014                                                                                                                                                                                                                                                                                                                                                        
                                                                                                                                                                                                                                                                                                                                                                                                                                                               
Field Sampling performed by Duke Energy Carolinas, LLC                                                                                                                                                                                                                                                                                                                                                                                                                                                                                                                                                                                                                                                                                                                                                                                  

Laboratory Certificate Codes:
Duke Energy Carolinas Field #5193

Duke Energy Analytical Laboratory #248

Parameter SWS ID Units
Certificate

Code 8503 MW-1 8503 MW-1D 8503 MW-2 8503 MW-3 8503 MW-4 8508 MW-5
Monitoring Wells 15A NCAC

2L Standard

816.10
47.20

6.4
130

14.28
854.15
43.85

810.30
90.53

4.8
17

14.83
852.69
36.59

NS
NS
NS

858.05
46.81

5.5
57

14.25
842.81
43.47

760.83
60.20

5.9
243

14.66
767.58
12.59

5.6
37

14.89
786.77
25.94

NS
NS
NS
NS

754.99
40.20

811.24
50.00

799.34
49.50

NS
NS
NS
NS

MDL

NS
NS
NS
NS
NS

NS
NS
NS
NS
NS

NS



Table 4--Field and Analytical Results for Semiannual Consituents
Duke Energy Carolinas, LLC/Belews Creek Steam Station

Pine Hall Road Ash Landfill - Permit No. 8503

Page 2 of 3

Field pH 320 SU 5193 - NE 6.5-8.5 6.5-8.5*
Field Specific Conductance 323 umho/cm 5193 - NE NE NE

Temperature 325 °C 5193 - NE NE NE
Top Casing 328 feet - - NE NE NE

Depth to Water 318 feet - - NE NE NE
Water Elevation 319 feet - - NE NE NE

Well Depth 411 feet - - NE NE NE
Arsenic 14 µg/L 248 0.078 U 0.408 J 0.621 J 0.703 J 30.9 0.324 J 0.078 10 10 10
Barium 15 µg/L 248 55.8 J' 39.2 J' 32.5 J' 83.6 J' 39.1 J' 112 0.1 100 700 2,000
Boron 428 µg/L 248 3.3 U 3,630 22,100 1,730 21,500 3.3 U 3.3 NE 700 NE

Cadmium 34 µg/L 248 0.101 U 0.124 J 0.719 J 0.101 U 0.78 J 0.101 U 0.101 1 2 5
Chloride 455 µg/L 248 8,580 9,690 13,300 8,380 8,750 3,390 22 NE 250,000 250,000*

Chromium 51 µg/L 248 0.5 U 2.15 J 0.68 J 12.7 0.5 U 1.31 J 0.5 10 10 100
Copper 54 µg/L 248 1 U 1 U 1 U 1.64 J 1 U 1 U 1 10 1,000 1,300
Fluoride 312 µg/L 248 42.2 J 37.9 J 229 J 118 J' 935 J 39.7 J 17 2,000 2,000 4,000

Iron 340 µg/L 248 122 J' 1,910 98.6 J' 2,920 419 314 1.3 300 300 300*
Lead 131 µg/L 248 0.065 U 1.01 J' 0.065 U 0.541 J 0.328 J 0.187 J 0.065 10 15 15

Manganese 342 µg/L 248 2.24 J 49.4 J' 418 880 3,410 10.2 J' 0.2 50 50 50*
Mercury 132 µg/L 248 0.006 U 0.031 J 0.171 J' 0.006 U 0.006 U 0.006 U 0.006 0.2 1 2
Nickel 152 µg/L 248 0.616 J 2.66 J 13.9 J' 13.2 J' 4.36 J 1.29 J 0.5 50 100 NE

Nitrate (as Nitrogen) 303 µg/L 248 5.87 J 5,640 J' 40,600 74.5 J' 78.8 J' 5.4 U 5.4 10,000 10,000 10,000
Selenium 183 µg/L 248 0.092 U 32.7 178 2.93 J' 42.8 0.092 U 0.092 10 20 50

Silver 184 µg/L 248 1.14 J 2.63 J 1.11 J 3.71 J 3.99 J 1.21 J 0.7 10 20 100*
Sulfate 315 µg/L 248 51.3 J 195,000 J' 1,090,000 91,900 J' 1,390,000 152 J' 18 250,000 250,000 250,000*

Total Dissolved Solids 311 µg/L 248 54,000 390,000 1,890,000 240,000 1,950,000 34,000 16,700 NE 500,000 500,000*
Zinc 213 µg/L 248 6.87 J' 19.0 18.1 12.5 7.08 J' 8.06 J' 2.6 10 1,000 5,000*

Notes:
 1.  Concentrations presented in micrograms per liter (µg/L).
 2.  SWS ID is the Solid Waste Section Identification Number.
 3.  MDL is the laboratory method detection limit.  The MDL values presented are for samples not diluted by the laboratory during analysis.  
 4.  SWSL is the Solid Waste Section Limit.  NCDENR defines the SWSL as the lowest amount of analyte in a sample that can be quantitatively determined with suitable precision and accuracy.  
 5.  15A NCAC 2L Standard refers to Class GA Standards as found in 15A NCAC 02L. 0202 Groundwater Quality Standards, last amended on April 1, 2013 (Appendix I revised April 1, 2013).   
 6.  MCL is the Federal Maximum Contaminant Level as found in 40 CFR, Subpart G, §141.62.
 7.  * Concentration listed is a secondary maximum contaminant level (SMCL).  SMCLs are established by EPA in the National Secondary Drinking Water Regulations.
 8.  NE indicates not established.  NS indicates no sample was collected.  Blank cells indicate that there is no information relevant to the respective row. 
 9.  Grayed values indicate values that equal or are greater than the SWSL.
10. Bold values indicate values that attain or exceed the 15A NCAC 2L Standard.
11. Qualifiers in non-italicized text are laboratory data qualifiers or "flags". "U" is used to identify results not detected at concentrations which equal the laboratory's MDL.  
      "J" is used to identify estimated concentrations which equal or are greater than the MDL but are less than the laboratory's method reporting limit (MRL).   
      An italicized J' -flag is a data qualifier, added by HDR to indicate concentrations which equal or are greater than the laboratory's MRL but are less than the SWSL. 
12. SU indicates Standard Units.
13. umho/cm indicates micromhos per centimeter.
14. According to the Constituent Look-up webpage on the NCDENR Division of Waste Management webpage, there is no SWSL or 2L Standard for chloride associated with CAS number 16887-00-6, which is the CAS reported by the laboratory

MDL

Sample Date:  October 20, 2014                                                                                                                                                                                                                                                                                                                                                       
                                                                                                                                                                                                                                                                                                                                                                                                                                                               
Field Sampling performed by Duke Energy Carolinas, LLC                                                                                                                                                                                                                                                                                                                                                                                                                                                                                                                                                                                                                                                                                                                                                                                  

Laboratory Certificate Codes:
Duke Energy Carolinas Field #5193

Duke Energy Analytical Laboratory #248

Parameter SWS ID Units
Certificate

Code SWSL
Federal

MCL8503 MW-6 8503 MW-7 8503 MW2-7 8503 MW2-9 8503 OB-4 8503 OB-5
Monitoring Wells 15A NCAC

2L Standard

802.03
36.84

5.4
495

17.07
815.57

8.54
807.03
14.26

5.2
55

15.17
836.91
34.88

763.25
30.62

5.9
329

15.32
797.38

8.42
788.96
14.61

5.2
2,092

777.64
14.39

15.53

754.92
30.03

5.2
28

15.03
780.93
26.11

754.82
36.60

7.2
2,414
15.15

777.60
22.68



Table 4--Field and Analytical Results for Semiannual Constituents
Duke Energy Carolinas, LLC/Belews Creek Steam Station

Pine Hall Road Ash Landfill - Permit No. 8503

Page 3 of 3

Field pH 320 SU 5193 - NE 6.5-8.5 6.5-8.5*
Field Specific Conductance 323 umho/cm 5193 - NE NE NE

Temperature 325 °C 5193 - NE NE NE
Top Casing 328 feet - - NE NE NE

Depth to Water 318 feet - - NE NE NE
Water Elevation 319 feet - - NE NE NE

Well Depth 411 feet - - NE NE NE
Arsenic 14 µg/L 248 0.959 J 0.443 J 0.248 J 0.078 U 0.078 10 10 10
Barium 15 µg/L 248 16.5 J' 38.7 J' 29.3 J' 0.1 U 0.1 100 700 2,000
Boron 428 µg/L 248 30,100 19,100 1,760 3.3 U 3.3 NE 700 NE

Cadmium 34 µg/L 248 3.5 0.572 J 0.101 U 0.101 U 0.101 1 2 5
Chloride 455 µg/L 248 10,900 13,100 5,030 32.6 J 22 NE 250,000 250,000*

Chromium 51 µg/L 248 0.5 U 0.5 U 0.5 U 0.5 U 0.5 10 10 100
Copper 54 µg/L 248 1 U 1 U 1 U 1 U 1 10 1,000 1,300
Fluoride 312 µg/L 248 213 J 252 J 65 J 23.6 J 17 2,000 2,000 4,000

Iron 340 µg/L 248 4.33 J 19 J' 258 J' 2.95 J 1.3 300 300 300*
Lead 131 µg/L 248 0.065 U 0.065 U 0.065 U 0.065 U 0.065 10 15 15

Manganese 342 µg/L 248 2,590 511 29.8 J' 0.2 U 0.2 50 50 50*
Mercury 132 µg/L 248 0.146 J' 0.006 U 0.006 U 0.006 U 0.006 0.2 1 2
Nickel 152 µg/L 248 16.8 J' 11 J' 1.38 J 0.5 U 0.5 50 100 NE

Nitrate (as Nitrogen) 303 µg/L 248 5,400 J' 26,800 463 J' 5.4 U 5.4 10,000 10,000 10,000
Selenium 183 µg/L 248 332 125 11 0.092 U 0.092 10 20 50

Silver 184 µg/L 248 1.21 J 2.66 J 0.7 U 0.7 U 0.7 10 20 100*
Sulfate 315 µg/L 248 1,140,000 950,000 55,900 J' 18 U 18 250,000 250,000 250,000*

Total Dissolved Solids 311 µg/L 248 1,800,000 1,630,000 142,000 16,700 NE 500,000 500,000*
Zinc 213 µg/L 248 70.2 16.3 6.41 J' 4.93 J 2.6 10 1,000 5,000*

Notes:
 1.  Concentrations presented in micrograms per liter (µg/L).
 2.  SWS ID is the Solid Waste Section Identification Number.
 3.  MDL is the laboratory method detection limit.  The MDL values presented are for samples not diluted by the laboratory during analysis.  
 4.  SWSL is the Solid Waste Section Limit.  NCDENR defines the SWSL as the lowest amount of analyte in a sample that can be quantitatively determined with suitable precision and accuracy.  
 5.  15A NCAC 2L Standard refers to Class GA Standards as found in 15A NCAC 02L. 0202 Groundwater Quality Standards, last amended on April 1, 2013 (Appendix I revised April 1, 2013).   
 6.  MCL is the Federal Maximum Contaminant Level as found in 40 CFR, Subpart G, §141.62.
 7.  * Concentration listed is a secondary maximum contaminant level (SMCL).  SMCLs are established by EPA in the National Secondary Drinking Water Regulations.
 8.  NE indicates not established.  NS indicates no sample was collected.  Blank cells indicate that there is no information relevant to the respective row. 
 9.  Grayed values indicate values that equal or are greater than the SWSL.
10. Bold values indicate values that attain or exceed the 15A NCAC 2L Standard.
11. Qualifiers in non-italicized text are laboratory data qualifiers or "flags". "U" is used to identify results not detected at concentrations which equal the laboratory's MDL.  
      "J" is used to identify estimated concentrations which equal or are greater than the MDL but are less than the laboratory's method reporting limit (MRL).   
      An italicized J' -flag is a data qualifier, added by HDR to indicate concentrations which equal or are greater than the laboratory's MRL but are less than the SWSL. 
12. SU indicates Standard Units.
13. umho/cm indicates micromhos per centimeter.
14. According to the Constituent Look-up webpage on the NCDENR Division of Waste Management webpage, there is no SWSL or 2L Standard for chloride associated with CAS number 16887-00-6, which is the CAS reported by the laboratory

Laboratory Certificate Codes:
Duke Energy Carolinas Field #5193

Duke Energy Analytical Laboratory #248

Sample Date:  October 20, 2014                                                                                                                                                                                                                                                                                                                                                         
                                                                                                                                                                                                                                                                                                                                                                                                                                                               
Field Sampling performed by Duke Energy Carolinas, LLC                                                                                                                                                                                                                                                                                                                                                               
                                                                                                                                                                                                                                                                                                                                                                                                                        

Parameter SWS ID Units
Certificate

Code SWSL
Federal

MCL8503 OB-9 8503 SW-1A 8503 SW-2 Field Blank
Monitoring Well Surface Water Sample Locations 15A NCAC

2L StandardMDL

761.62
48.57

6.0
1,828
11.39

-
N/A
N/A
N/A

5.1
2,010
14.73

799.59
37.97

-

N/A
N/A

-
-
-
-
-
-
-

6.1
178

14.97
-

N/A



Table 5--Analytical Results for Appendix I - 40 CFR Part 258 Constituents
Duke Energy Carolinas, LLC/Belews Creek Steam Station

Pine Hall Road Ash Landfill - Permit No. 8503

Page 1 of 3

Sample Date: October 20, 2014

Compound
MDL

(µg/L)

Federal
MCL

(µg/L)

15A NCAC
2L 

Standard
(µg/L)

SWSL
(µg/L)

(1) Antimony 0.106 6 1* 6 0.75 J 0.76 J 0.48 J 0.61 J 0.72 J
(2) Arsenic ** ** ** **
(3) Barium ** ** ** **
(4) Beryllium 0.2 4 4* 1 0.20 U 0.20 U 0.27 J 0.20 U 0.37 J
(5) Cadmium ** ** ** **
(6) Chromium ** ** ** **
(7) Cobalt 0.118 NE 1* 10 0.81 J 0.12 U 0.18 J 0.15 J 0.23 J
(8) Copper ** ** ** **
(9) Lead ** ** ** **

(10) Nickel ** ** ** **
(11) Selenium ** ** ** **
(12) Silver ** ** ** **
(13) Thallium 0.133 2 0.2* 5.5 0.13 U 0.13 U 0.13 U 0.13 U 0.13 U
(14) Vanadium 0.053 NE 0.3* 25 0.142 J 0.419 J 0.999 J 2.74 J' 2.72 J'
(15) Zinc ** ** ** **
(16) Acetone 2.66 NE 6,000 100 2.66 U 2.66 U 2.66 U 2.66 U 2.66 U
(17) Acrylonitrile 0.5 NE NE 200 0.50 U 0.50 U 0.50 U 0.50 U 0.50 U
(18) Benzene 0.2 5 1 1 0.20 U 0.20 U 0.20 U 0.20 U 0.20 U
(19) Bromochloromethane 0.15 NE NE 3 0.15 U 0.15 U 0.15 U 0.15 U 0.15 U
(20) Bromodichloromethane 0.17 NE 0.6 1 0.17 U 0.17 U 0.17 U 0.17 U 0.17 U
(21) Bromoform 0.29 NE 4 3 0.29 U 0.29 U 0.29 U 0.29 U 0.29 U
(22) Carbon disulfide 0.22 NE 700 100 0.22 U 0.22 U 0.22 U 0.22 U 0.22 U
(23) Carbon tetrachloride 0.18 5 0.3 1 0.18 U 0.18 U 0.18 U 0.18 U 0.18 U
(24) Chlorobenzene 0.18 100 50 3 0.18 U 0.18 U 0.18 U 0.18 U 0.18 U
(25) Chloroethane 0.36 NE 3,000 10 0.36 U 0.36 U 0.36 U 0.36 U 0.36 U
(26) Chloroform 0.23 NE 70 5 0.23 U 0.23 U 0.34 J B 0.23 U 0.23 U
(27) Dibromochloromethane 0.25 NE 0.4 3 0.25 U 0.25 U 0.25 U 0.25 U 0.25 U
(28) 1,2-Dibromo-3-chloropropane 0.94 0.2 0.04 13 0.94 U 0.94 U 0.94 U 0.94 U 0.94 U
(29) 1,2-Dibromoethane (EDB) 0.21 0.05 0.02 1 0.21 U 0.21 U 0.21 U 0.21 U 0.21 U
(30) 1,2-Dichlorobenzene 0.19 600 20 5 0.19 U 0.19 U 0.19 U 0.19 U 0.19 U
(31) 1,4-Dichlorobenzene 0.17 75 6 1 0.17 U 0.17 U 0.17 U 0.17 U 0.17 U
(32) trans-1,4-Dichloro-2-butene 0.46 NE NE 100 0.46 U 0.46 U 0.46 U 0.46 U 0.46 U
(33) 1,1-Dichloroethane 0.24 NE 6 5 0.24 U 0.24 U 0.24 U 0.24 U 0.24 U
(34) 1,2-Dichloroethane 0.2 5 0.4 1 0.20 U 0.20 U 0.20 U 0.20 U 0.20 U
(35) 1,1-Dichloroethene 0.25 7 350 5 0.25 U 0.25 U 0.25 U 0.25 U 0.25 U
(36) cis-1,2-Dichloroethene 0.21 70 70 5 0.21 U 0.21 U 0.21 U 0.21 U 0.21 U
(37) trans-1,2-Dichloroethene 0.23 100 100 5 0.23 U 0.23 U 0.23 U 0.23 U 0.23 U
(38) 1,2-Dichloropropane 0.25 5 0.6 1 0.25 U 0.25 U 0.25 U 0.25 U 0.25 U
(39) cis-1,3-Dichloropropene 0.17 NE 0.4 1 0.17 U 0.17 U 0.17 U 0.17 U 0.17 U
(40) trans-1,3-Dichloropropene 0.17 NE 0.4 1 0.17 U 0.17 U 0.17 U 0.17 U 0.17 U
(41) Ethylbenzene 0.19 700 600 1 0.19 U 0.19 U 0.19 U 0.19 U 0.19 U
(42) 2-Hexanone 1.28 NE 40* 50 1.28 U 1.28 U 1.28 U 1.28 U 1.28 U
(43) Bromomethane 0.35 NE 10* 10 0.35 U 0.35 U 0.35 U 0.35 U 0.35 U
(44) Chloromethane 0.36 NE 3 1 0.36 U 0.36 U 0.36 U 0.36 U 0.36 U
(45) Dibromomethane 0.45 NE 70* 10 0.45 U 0.45 U 0.45 U 0.45 U 0.45 U
(46) Methylene Chloride 0.22 5 5 1 0.22 U 0.22 U 0.22 U 0.22 U 0.22 U
(47) 2-Butanone (MEK) 2.64 NE 4,000 100 2.64 U 2.64 U 2.64 U 2.64 U 2.64 U
(48) Iodomethane 1.5 NE NE 10 1.50 U 1.50 U 1.50 U 1.50 U 1.50 U
(49) 4-Methyl-2-pentanone (MIBK) 0.81 NE 100* 100 0.81 U 0.81 U 0.81 U 0.81 U 0.81 U
(50) Styrene 0.28 100 70 1 0.28 U 0.28 U 0.28 U 0.28 U 0.28 U
(51) 1,1,1,2-Tetrachloroethane 0.15 NE 1* 5 0.15 U 0.15 U 0.15 U 0.15 U 0.15 U
(52) 1,1,2,2-Tetrachloroethane 0.19 NE 0.2 3 0.19 U 0.19 U 0.19 U 0.19 U 0.19 U
(53) Tetrachloroethene 0.14 5 0.7 1 0.14 U 0.14 U 0.14 U 0.14 U 0.14 U
(54) Toluene 0.17 1,000 600 1 0.17 U 0.17 U 0.17 U 0.17 U 0.17 U
(55) 1,1,1-Trichloroethane 0.19 200 200 1 0.19 U 0.19 U 0.19 U 0.19 U 0.19 U
(56) 1,1,2-Trichloroethane 0.19 5 0.6* 1 0.19 U 0.19 U 0.19 U 0.19 U 0.19 U
(57) Trichloroethene 0.2 5 3 1 0.20 U 0.20 U 0.20 U 0.20 U 0.20 U
(58) Trichlorofluoromethane 0.21 NE 2,000 1 0.21 U 0.21 U 0.21 U 0.21 U 0.21 U
(59) 1,2,3-Trichloropropane 0.23 NE 0.005 1 0.23 U 0.23 U 0.23 U 0.23 U 0.23 U
(60) Vinyl acetate 1.71 NE 88* 50 1.71 U 1.71 U 1.71 U 1.71 U 1.71 U
(61) Vinyl chloride 0.18 2 0.03 1 0.18 U 0.18 U 0.18 U 0.18 U 0.18 U
(62) m,p,o-Xylenes 0.38 10,000 500 5 0.38 U 0.38 U 0.38 U 0.38 U 0.38 U

Notes:
 1.  Concentrations presented in micrograms per liter (µg/L).
 2.  15A NCAC 2L Standard refers to Class GA Standards as found in 15A NCAC 02L. 0202 Groundwater Quality Standards, last amended on April 1, 2013 (Appendix I revised April 1, 2013).   
 3. * Indicates a 2L Standard Interim Maximum Allowable Concentration (IMAC).
 4.  MDL is the laboratory method detection limit.  The MDL values presented are for samples not diluted by the laboratory during analysis.  
 5.  MCL is the Federal Maximum Contaminant Level as found in 40 CFR, Subpart G, §141.61 and §141.62.
 6.  SWSL is the Solid Waste Section Limit.  This limit (identified by NCDENR) is the lowest amount of analyte in a sample that can be quantitatively determined with suitable precision and accuracy.  
 7.  Grayed values indicate values that equal or are greater than the SWSL.
 8.  Bold values indicate values that attain or exceed the 15A NCAC 2L Standard.
 9.  NE indicates not established.  Blank cells indicate that there is no information relevant to the respective row.
10.  Qualifiers in non-italicized text are laboratory data qualifiers or "flags". "U" is used to identify results not detected at concentrations which equal the laboratory's method detection limit (MDL).  
       "J" is used to identify estimated concentrations which equal or are greater than the MDL but are less than the laboratory's method reporting limit (MRL).   
       An italicized J' -flag is a data qualifier, added by HDR to indicate concentrations which equal or are greater than the laboratory's MRL but are less than the SWSL. 
       "B" is used to identify estimated concentrations where the parameter was detected in the method blank at a concentration greater than the MDL but below the MRL, 
       and the associated sample concentration was greater than the laboratory MDL and/or the MRL.   
11.  Laboratory Certificate Codes:
       Duke Energy Analytical Laboratory #248 - Compounds (1) through (15)
       TestAmerica Laboratory #358- Compound (16) through (62)
12.  ** See Table 4 for Analytical Results
13.  Analytical results obtained from Electronic Data Deliverable (EDD) provided by Tim Hunsucker of Duke Energy Carolinas, LLC on November 10, 2014.

**** **
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** ** **

8503-MW-1 8503-MW-1D 8503-MW-2 8503-MW-3 8503-MW-4



Table 5--Analytical Results for Appendix I - 40 CFR Part 258 Constituents
Duke Energy Carolinas, LLC/Belews Creek Steam Station

Pine Hall Road Ash Landfill - Permit No. 8503

Page 2 of 3

Sample Dates: October 20, 2014

Compound
MDL

(µg/L)

Federal
MCL

(µg/L)

15A NCAC
2L 

Standard
(µg/L)

SWSL
(µg/L)

(1) Antimony 0.106 6 1* 6 0.60 J 0.60 J 0.68 J 1.12 J' 9.69 0.63 J
(2) Arsenic ** ** ** **
(3) Barium ** ** ** **
(4) Beryllium 0.2 4 4* 1 0.76 J 0.68 J 2.94 J 0.20 U 0.20 U 0.72 J
(5) Cadmium ** ** ** **
(6) Chromium ** ** ** **
(7) Cobalt 0.118 NE 1* 10 0.12 U 0.19 J 0.37 J 3.08 J' 1.45 J' 0.12 U
(8) Copper ** ** ** **
(9) Lead ** ** ** **

(10) Nickel ** ** ** **
(11) Selenium ** ** ** **
(12) Silver ** ** ** **
(13) Thallium 0.133 2 0.2* 5.5 0.13 U 0.13 U 0.13 U 0.13 U 10.9 0.13 U
(14) Vanadium 0.053 NE 0.3* 25 0.324 J 1.85 J' 0.556 J 1.44 J' 129 0.704 J
(15) Zinc ** ** ** **
(16) Acetone 2.66 NE 6,000 100 2.66 U 2.66 U 2.66 U 2.66 U 2.66 U 2.66 U
(17) Acrylonitrile 0.5 NE NE 200 0.50 U 0.50 U 0.50 U 0.50 U 0.50 U 0.50 U
(18) Benzene 0.2 5 1 1 0.20 U 0.20 U 0.20 U 0.20 U 0.20 U 0.20 U
(19) Bromochloromethane 0.15 NE NE 3 0.15 U 0.15 U 0.15 U 0.15 U 0.15 U 0.15 U
(20) Bromodichloromethane 0.17 NE 0.6 1 0.17 U 0.17 U 0.17 U 0.17 U 0.17 U 0.17 U
(21) Bromoform 0.29 NE 4 3 0.29 U 0.29 U 0.29 U 0.29 U 0.29 U 0.29 U
(22) Carbon disulfide 0.22 NE 700 100 0.22 U 0.22 U 0.22 U 0.22 U 0.22 U 0.22 U
(23) Carbon tetrachloride 0.18 5 0.3 1 0.18 U 0.18 U 0.18 U 0.18 U 0.18 U 0.18 U
(24) Chlorobenzene 0.18 100 50 3 0.18 U 0.18 U 0.18 U 0.18 U 0.18 U 0.18 U
(25) Chloroethane 0.36 NE 3,000 10 0.36 U 0.36 U 0.36 U 0.36 U 0.36 U 0.36 U
(26) Chloroform 0.23 NE 70 5 16.2 B 0.23 U 0.23 U 0.23 U 0.23 U 0.23 U
(27) Dibromochloromethane 0.25 NE 0.4 3 0.25 U 0.25 U 0.25 U 0.25 U 0.25 U 0.25 U
(28) 1,2-Dibromo-3-chloropropane 0.94 0.2 0.04 13 0.94 U 0.94 U 0.94 U 0.94 U 0.94 U 0.94 U
(29) 1,2-Dibromoethane (EDB) 0.21 0.05 0.02 1 0.21 U 0.21 U 0.21 U 0.21 U 0.21 U 0.21 U
(30) 1,2-Dichlorobenzene 0.19 600 20 5 0.19 U 0.19 U 0.19 U 0.19 U 0.19 U 0.19 U
(31) 1,4-Dichlorobenzene 0.17 75 6 1 0.17 U 0.17 U 0.17 U 0.17 U 0.17 U 0.17 U
(32) trans-1,4-Dichloro-2-butene 0.46 NE NE 100 0.46 U 0.46 U 0.46 U 0.46 U 0.46 U 0.46 U
(33) 1,1-Dichloroethane 0.24 NE 6 5 0.24 U 0.24 U 0.24 U 0.24 U 0.24 U 0.24 U
(34) 1,2-Dichloroethane 0.2 5 0.4 1 0.20 U 0.20 U 0.20 U 0.20 U 0.20 U 0.20 U
(35) 1,1-Dichloroethene 0.25 7 350 5 0.25 U 0.25 U 0.25 U 0.25 U 0.25 U 0.25 U
(36) cis-1,2-Dichloroethene 0.21 70 70 5 0.21 U 0.21 U 0.21 U 0.21 U 0.21 U 0.21 U
(37) trans-1,2-Dichloroethene 0.23 100 100 5 0.23 U 0.23 U 0.23 U 0.23 U 0.23 U 0.23 U
(38) 1,2-Dichloropropane 0.25 5 0.6 1 0.25 U 0.25 U 0.25 U 0.25 U 0.25 U 0.25 U
(39) cis-1,3-Dichloropropene 0.17 NE 0.4 1 0.17 U 0.17 U 0.17 U 0.17 U 0.17 U 0.17 U
(40) trans-1,3-Dichloropropene 0.17 NE 0.4 1 0.17 U 0.17 U 0.17 U 0.17 U 0.17 U 0.17 U
(41) Ethylbenzene 0.19 700 600 1 0.19 U 0.19 U 0.19 U 0.19 U 0.19 U 0.19 U
(42) 2-Hexanone 1.28 NE 40* 50 1.28 U 1.28 U 1.28 U 1.28 U 1.28 U 1.28 U
(43) Bromomethane 0.35 NE 10* 10 0.35 U 0.35 U 0.35 U 0.35 U 0.35 U 0.35 U
(44) Chloromethane 0.36 NE 3 1 0.36 U 0.36 U 0.36 U 0.36 U 0.36 U 0.36 U
(45) Dibromomethane 0.45 NE 70* 10 0.45 U 0.45 U 0.45 U 0.45 U 0.45 U 0.45 U
(46) Methylene Chloride 0.22 5 5 1 0.22 U 0.22 U 0.22 U 0.22 U 0.22 U 0.22 U
(47) 2-Butanone (MEK) 2.64 NE 4,000 100 2.64 U 2.64 U 2.64 U 2.64 U 2.64 U 2.64 U
(48) Iodomethane 1.5 NE NE 10 1.50 U 1.50 U 1.50 U 1.50 U 1.50 U 1.50 U
(49) 4-Methyl-2-pentanone (MIBK) 0.81 NE 100* 100 0.81 U 0.81 U 0.81 U 0.81 U 0.81 U 0.81 U
(50) Styrene 0.28 100 70 1 0.28 U 0.28 U 0.28 U 0.28 U 0.28 U 0.28 U
(51) 1,1,1,2-Tetrachloroethane 0.15 NE 1* 5 0.15 U 0.15 U 0.15 U 0.15 U 0.15 U 0.15 U
(52) 1,1,2,2-Tetrachloroethane 0.19 NE 0.2 3 0.19 U 0.19 U 0.19 U 0.19 U 0.19 U 0.19 U
(53) Tetrachloroethene 0.14 5 0.7 1 0.14 U 0.14 U 0.14 U 0.14 U 0.14 U 0.14 U
(54) Toluene 0.17 1,000 600 1 0.17 U 0.17 U 0.17 U 0.17 U 0.17 U 0.17 U
(55) 1,1,1-Trichloroethane 0.19 200 200 1 0.19 U 0.19 U 0.19 U 0.19 U 0.19 U 0.19 U
(56) 1,1,2-Trichloroethane 0.19 5 0.6* 1 0.19 U 0.19 U 0.19 U 0.19 U 0.19 U 0.19 U
(57) Trichloroethene 0.2 5 3 1 0.20 U 0.20 U 0.20 U 0.20 U 0.20 U 0.20 U
(58) Trichlorofluoromethane 0.21 NE 2,000 1 0.21 U 0.21 U 0.21 U 0.21 U 0.21 U 0.21 U
(59) 1,2,3-Trichloropropane 0.23 NE 0.005 1 0.23 U 0.23 U 0.23 U 0.23 U 0.23 U 0.23 U
(60) Vinyl acetate 1.71 NE 88* 50 1.71 U 1.71 U 1.71 U 1.71 U 1.71 U 1.71 U
(61) Vinyl chloride 0.18 2 0.03 1 0.18 U 0.18 U 0.18 U 0.18 U 0.18 U 0.18 U
(62) m,p,o-Xylenes 0.38 10,000 500 5 0.38 U 0.38 U 0.38 U 0.38 U 0.38 U 0.38 U

Notes:
 1.  Concentrations presented in micrograms per liter (µg/L).
 2.  15A NCAC 2L Standard refers to Class GA Standards as found in 15A NCAC 02L. 0202 Groundwater Quality Standards, last amended on April 1, 2013 (Appendix I revised April 1, 2013).   
 3. * Indicates a 2L Standard Interim Maximum Allowable Concentration (IMAC).
 4.  MDL is the laboratory method detection limit.  The MDL values presented are for samples not diluted by the laboratory during analysis.  
 5.  MCL is the Federal Maximum Contaminant Level as found in 40 CFR, Subpart G, §141.61 and §141.62.
 6.  SWSL is the Solid Waste Section Limit.  This limit (identified by NCDENR) is the lowest amount of analyte in a sample that can be quantitatively determined with suitable precision and accuracy.  
 7.  Grayed values indicate values that equal or are greater than the SWSL.
 8.  Bold values indicate values that attain or exceed the 15A NCAC 2L Standard.
 9.  NE indicates not established.  Blank cells indicate that there is no information relevant to the respective row.
10.  Qualifiers in non-italicized text are laboratory data qualifiers or "flags". "U" is used to identify results not detected at concentrations which equal the laboratory's method detection limit (MDL).  
       "J" is used to identify estimated concentrations which equal or are greater than the MDL but are less than the laboratory's method reporting limit (MRL).   
       An italicized J' -flag is a data qualifier, added by HDR to indicate concentrations which equal or are greater than the laboratory's MRL but are less than the SWSL. 
       "B" is used to identify estimated concentrations where the parameter was detected in the method blank at a concentration greater than the MDL but below the MRL, 
       and the associated sample concentration was greater than the laboratory MDL and/or the MRL.   
11.  Laboratory Certificate Codes:
       Duke Energy Analytical Laboratory #248 - Compounds (1) through (15)
       TestAmerica Laboratory #358- Compound (16) through (62)
12.  ** See Table 4 for Analytical Results
13.  Analytical results obtained from Electronic Data Deliverable (EDD) provided by Tim Hunsucker of Duke Energy Carolinas, LLC on November 10, 2014.

**

** ** ** ** ** **

** ** ** ** **

**
** ** ** ** ** **
** ** ** ** **

**
** ** ** ** ** **
** ** ** ** **

**
** ** ** ** ** **
** ** ** ** **

**
** ** ** ** ** **
** ** ** ** **

8503-MW-6 8503-MW-7 8503-MW2-7 8503-MW2-9 8503-OB-4 8503-OB-5



Table 5--Analytical Results for Appendix I - 40 CFR Part 258 Constituents
Duke Energy Carolinas, LLC/Belews Creek Steam Station

Pine Hall Road Ash Landfill - Permit No. 8503

Page 3 of 3

Sample Date: October 20, 2014

Compound
MDL

(µg/L)

Federal
MCL

(µg/L)

15A NCAC
2L 

Standard
(µg/L)

SWSL
(µg/L)

(1) Antimony 0.106 6 1* 6 0.63 J 0.74 J 1.20 J' 0.22 J
(2) Arsenic ** ** ** **
(3) Barium ** ** ** **
(4) Beryllium 0.2 4 4* 1 2.89 J 1.48 J 0.59 J 0.20 U
(5) Cadmium ** ** ** **
(6) Chromium ** ** ** **
(7) Cobalt 0.118 NE 1* 10 0.48 J 0.25 J 0.13 J 0.12 U
(8) Copper ** ** ** **
(9) Lead ** ** ** **

(10) Nickel ** ** ** **
(11) Selenium ** ** ** **
(12) Silver ** ** ** **
(13) Thallium 0.133 2 0.2* 5.5 0.13 U 0.13 U 0.13 U 0.13 U
(14) Vanadium 0.053 NE 0.3* 25 0.085 J 0.212 J 0.224 J 0.053 U
(15) Zinc ** ** ** **
(16) Acetone 2.66 NE 6,000 100 2.66 U 2.66 U 2.66 U 2.66 U
(17) Acrylonitrile 0.5 NE NE 200 0.50 U 0.50 U 0.50 U 0.50 U
(18) Benzene 0.2 5 1 1 0.20 U 0.20 U 0.20 U 0.20 U
(19) Bromochloromethane 0.15 NE NE 3 0.15 U 0.15 U 0.15 U 0.15 U
(20) Bromodichloromethane 0.17 NE 0.6 1 0.17 U 0.17 U 0.17 U 0.17 U
(21) Bromoform 0.29 NE 4 3 0.29 U 0.29 U 0.29 U 0.29 U
(22) Carbon disulfide 0.22 NE 700 100 0.22 U 0.22 U 0.22 U 0.22 U
(23) Carbon tetrachloride 0.18 5 0.3 1 0.18 U 0.18 U 0.18 U 0.18 U
(24) Chlorobenzene 0.18 100 50 3 0.18 U 0.18 U 0.18 U 0.18 U
(25) Chloroethane 0.36 NE 3,000 10 0.36 U 0.36 U 0.36 U 0.36 U
(26) Chloroform 0.23 NE 70 5 0.23 U 0.23 U 0.23 U 0.23 U
(27) Dibromochloromethane 0.25 NE 0.4 3 0.25 U 0.25 U 0.25 U 0.25 U
(28) 1,2-Dibromo-3-chloropropane 0.94 0.2 0.04 13 0.94 U 0.94 U 0.94 U 0.94 U
(29) 1,2-Dibromoethane (EDB) 0.21 0.05 0.02 1 0.21 U 0.21 U 0.21 U 0.21 U
(30) 1,2-Dichlorobenzene 0.19 600 20 5 0.19 U 0.19 U 0.19 U 0.19 U
(31) 1,4-Dichlorobenzene 0.17 75 6 1 0.17 U 0.17 U 0.17 U 0.17 U
(32) trans-1,4-Dichloro-2-butene 0.46 NE NE 100 0.46 U 0.46 U 0.46 U 0.46 U
(33) 1,1-Dichloroethane 0.24 NE 6 5 0.24 U 0.24 U 0.24 U 0.24 U
(34) 1,2-Dichloroethane 0.2 5 0.4 1 0.20 U 0.20 U 0.20 U 0.20 U
(35) 1,1-Dichloroethene 0.25 7 350 5 0.25 U 0.25 U 0.25 U 0.25 U
(36) cis-1,2-Dichloroethene 0.21 70 70 5 0.21 U 0.21 U 0.21 U 0.21 U
(37) trans-1,2-Dichloroethene 0.23 100 100 5 0.23 U 0.23 U 0.23 U 0.23 U
(38) 1,2-Dichloropropane 0.25 5 0.6 1 0.25 U 0.25 U 0.25 U 0.25 U
(39) cis-1,3-Dichloropropene 0.17 NE 0.4 1 0.17 U 0.17 U 0.17 U 0.17 U
(40) trans-1,3-Dichloropropene 0.17 NE 0.4 1 0.17 U 0.17 U 0.17 U 0.17 U
(41) Ethylbenzene 0.19 700 600 1 0.19 U 0.19 U 0.19 U 0.19 U
(42) 2-Hexanone 1.28 NE 40* 50 1.28 U 1.28 U 1.28 U 1.28 U
(43) Bromomethane 0.35 NE 10* 10 0.35 U 0.35 U 0.35 U 0.35 U
(44) Chloromethane 0.36 NE 3 1 0.36 U 0.36 U 0.36 U 0.45 U
(45) Dibromomethane 0.45 NE 70* 10 0.45 U 0.45 U 0.45 U 0.36 U
(46) Methylene Chloride 0.22 5 5 1 0.22 U 0.22 U 0.22 U 0.22 U
(47) 2-Butanone (MEK) 2.64 NE 4,000 100 2.64 U 2.64 U 2.64 U 2.64 U
(48) Iodomethane 1.5 NE NE 10 1.50 U 1.50 U 1.50 U 1.50 U
(49) 4-Methyl-2-pentanone (MIBK) 0.81 NE 100* 100 0.81 U 0.81 U 0.81 U 0.81 U
(50) Styrene 0.28 100 70 1 0.28 U 0.28 U 0.28 U 0.28 U
(51) 1,1,1,2-Tetrachloroethane 0.15 NE 1* 5 0.15 U 0.15 U 0.15 U 0.15 U
(52) 1,1,2,2-Tetrachloroethane 0.19 NE 0.2 3 0.19 U 0.19 U 0.19 U 0.19 U
(53) Tetrachloroethene 0.14 5 0.7 1 0.14 U 0.14 U 0.14 U 0.14 U
(54) Toluene 0.17 1,000 600 1 0.17 U 0.66 J 0.90 J 0.17 U
(55) 1,1,1-Trichloroethane 0.19 200 200 1 0.19 U 0.19 U 0.19 U 0.19 U
(56) 1,1,2-Trichloroethane 0.19 5 0.6* 1 0.19 U 0.19 U 0.19 U 0.19 U
(57) Trichloroethene 0.2 5 3 1 0.20 U 0.20 U 0.20 U 0.20 U
(58) Trichlorofluoromethane 0.21 NE 2,000 1 0.21 U 0.21 U 0.21 U 0.21 U
(59) 1,2,3-Trichloropropane 0.23 NE 0.005 1 0.23 U 0.23 U 0.23 U 0.23 U
(60) Vinyl acetate 1.71 NE 88* 50 1.71 U 1.71 U 1.71 U 1.71 U
(61) Vinyl chloride 0.18 2 0.03 1 0.18 U 0.18 U 0.18 U 0.18 U
(62) m,p,o-Xylenes 0.38 10,000 500 5 0.38 U 0.76 J 0.90 J 0.38 U

Notes:
 1.  Concentrations presented in micrograms per liter (µg/L).
 2.  15A NCAC 2L Standard refers to Class GA Standards as found in 15A NCAC 02L. 0202 Groundwater Quality Standards, last amended on April 1, 2013 (Appendix I revised April 1, 2013).   
 3. * Indicates a 2L Standard Interim Maximum Allowable Concentration (IMAC).
 4.  MDL is the laboratory method detection limit.  The MDL values presented are for samples not diluted by the laboratory during analysis.  
 5.  MCL is the Federal Maximum Contaminant Level as found in 40 CFR, Subpart G, §141.61 and §141.62.
 6.  SWSL is the Solid Waste Section Limit.  This limit (identified by NCDENR) is the lowest amount of analyte in a sample that can be quantitatively determined with suitable precision and accuracy.  
 7.  Grayed values indicate values that equal or are greater than the SWSL.
 8.  Bold values indicate values that attain or exceed the 15A NCAC 2L Standard.
 9.  NE indicates not established.  Blank cells indicate that there is no information relevant to the respective row.
10.  Qualifiers in non-italicized text are laboratory data qualifiers or "flags". "U" is used to identify results not detected at concentrations which equal the laboratory's method detection limit (MDL).  
       "J" is used to identify estimated concentrations which equal or are greater than the MDL but are less than the laboratory's method reporting limit (MRL).   
       An italicized J' -flag is a data qualifier, added by HDR to indicate concentrations which equal or are greater than the laboratory's MRL but are less than the SWSL. 
       "B" is used to identify estimated concentrations where the parameter was detected in the method blank at a concentration greater than the MDL but below the MRL, 
       and the associated sample concentration was greater than the laboratory MDL and/or the MRL.   
11.  Laboratory Certificate Codes:
       Duke Energy Analytical Laboratory #248 - Compounds (1) through (15)
       TestAmerica Laboratory #358- Compound (16) through (62)
12.  ** See Table 4 for Analytical Results
13.  Analytical results obtained from Electronic Data Deliverable (EDD) provided by Tim Hunsucker of Duke Energy Carolinas, LLC on November 10, 2014.

** ** ** **

** ** ** **

** ** ** **
** ** ** **

** ** ** **
** ** ** **

** ** ** **
** ** ** **

** ** ** **
** ** ** **

8503-OB-9 8503-SW-1A 8503-SW-2 FIELD BLANK



Table 6--Semiannual Constituents 15A NCAC 2L Groundwater Quality Exceedances 
for Wells Within Review Boundary

Duke Energy Carolinas, LLC/Belews Creek Steam Station
Pine Hall Road Ash Landfill - Permit No. 8503

Page 1 of 1

Parameter Sample ID Result Units
15A NCAC

2L Standard Historical Concentrations Cause and Significance
MW-1D 6.4 SU 6.3 - 6.9 pH in MW-1D is consistent with historical readings at well.
MW-4 5.9 SU 5.4 - 6.7 pH in MW-4 is consistent with historical readings at well.

MW2-7 5.2 SU 5.0 - 5.5 pH in MW2-7 is consistent with historical readings at well.
OB-5 5.2 SU 5.0 - 5.7 pH in OB-5 is consistent with historical readings at well.
OB-9 5.1 SU 4.9 - 5.7 pH in OB-9 is consistent with historical reading at well.

Arsenic OB-4 30.9 µg/L 10 29.5 - 91.8 Arsenic concentration in OB-4 is consistent with historical readings at well.

MW2-7 22,100 µg/L 10,000 - 22,900 Boron concentration in MW2-7 is consistent with historical readings at well.
OB-4 21,500 µg/L 19,500 - 49,482 Boron concentration in OB-4 is consistent with historical readings at well.
OB-9 30,100 µg/L 19,700 - 33,400 Boron concentration in OB-9 is consistent with historical readings at well.

Cadmium OB-9 3.5 µg/L 2 <2 - 5.7 Cadmium concentration in OB-9 is consistent with historical readings at well.

Chromium MW-4 13.1 µg/L 10 5.8 - 29 Chromium concentration in MW-4 is consistent with historical readings at well.

MW-4 374 µg/L 26 - 8,516 Iron concentration in MW-4 is consistent with historical readings at well.
OB-4 419 µg/L 26 - 4,553 Iron concentration in OB-4 is consistent with historical readings at well.
OB-5 314 µg/L 49.6 - 18,886 Iron concentration in OB-5 is consistent with historical readings at well.

MW2-7 418 µg/L 71 - 469 Manganese concentration in MW2-7 is consistent with historical readings at well.
OB-4 3,410 µg/L 45 - 5,779 Manganese concentration in OB-4 is consistent with historical readings at well.
OB-9 2,590 µg/L 1,010 - 3,766 Manganese concentration in OB-9 is consistent with historical readings at well.

Nitrate as 
Nitrogen

MW2-7 40,600 µg/L 10,000 <300 - 43,900 Nitrate as Nitrogen concentration in MW2-7 is consistent with historical readings at well.

MW2-7 178 µg/L 66.3 - 204 Selenium concentration in MW2-7 is consistent with historical readings at well.
OB-4 42.8 µg/L 10.6 - 350 Selenium concentration in OB-4 is consistent with historical readings at well.
OB-9 332 µg/L 126 - 401 Selenium concentration in OB-9 is consistent with historical readings at well.

MW2-7 1,090,000 µg/L 190,400 - 1,240,000 Sulfate concentration in MW2-7 is consistent with historical readings at well.
OB-4 1,390,000 µg/L 26,000 - 1,746,550 Sulfate concentration in OB-4 is consistent with historical readings at well.
OB-9 1,140,000 µg/L 44,790 - 1,311,000 Sulfate concentration in OB-9 is consistent with historical readings at well.

MW2-7 1,890,000 µg/L 536,000 - 2,130,000 Total dissolved solids concentration in MW2-7 is consistent with historical readings at well.
OB-4 1,950,000 µg/L 1,950,000 - 2,900,000 Total dissolved solids concentration in OB-4 is the lowest concentration measured over the period of monitoring.  
OB-9 1,800,000 µg/L 1,530,000 - 2,170,000 Total dissolved solids concentration in OB-9 is consistent with historical readings at well.

Notes:
 1.  15A NCAC 2L Standard refers to Class GA Standards as found in 15A NCAC 02L .0202 Groundwater Standards, last amended on April 1, 2013 (Appendix I revised April 1, 2013).
 2.  µg/L indicates micrograms per liter.
 3.  SU indicates Standard Units.
 4.  NTU indicates Nephelometric Turbidity Units.
 5.  Historical concentrations based on data in Duke Energy Carolinas, LLC analytical results database.
 6.  Constituents not detected at concentrations which equal the laboratory method reporting limit (MRL) are presented as <MRL.
 7.  Semiannual constituents refers to constituents required to be analyzed in the Groundwater Monitoring, Sampling and Analysis Plan for the Pine Hall Road Ash Landfill dated November 1, 2008.
 8. Analytical results obtained from Electronic Data Deliverable (EDD) provided by Tim Hunsucker of Duke Energy Carolinas, LLC on November 10, 2014.

Total
Dissolved

Solids
500,000

20Selenium

Sulfate 250,000
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Boron

Manganese
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300Iron

pH 6.5 - 8.5



Table 7-- Semiannual Constituents 15A NCAC 2L Groundwater Quality Exceedances
at or Beyond Review Boundary

Duke Energy Carolinas, LLC/Belews Creek Steam Station
Pine Hall Road Ash Landfill - Permit No. 8503

Page 1 of 1

Parameter Sample ID Result Units
15A NCAC

2L Standard Historical Concentrations Cause and Significance
MW-1 4.8 SU 4.3 - 5.6 pH in MW-1 is consistent with historical readings at well.
MW-3 5.5 SU 5.0 - 6.1 pH in MW-3 is consistent with historical readings at well.  MW-3 is the site background water quality monitoring well.
MW-5 5.6 SU 5.0 - 6.4 pH in MW-5 is consistent with historical readings at well.
MW-6 5.2 SU 4.9 - 5.7 pH in MW-6 is consistent with historical readings at well.
MW-7 5.4 SU 5.1 - 6.2 pH in MW-7 is consistent with historical readings at well.

MW2-9 5.9 SU 5.7 - 7.2 pH in MW2-9 is consistent with historical readings at well.
SW-1A 6.0 SU 5.5 - 6.6 pH at SW-1A is consistent with historical readings at well.
SW-2 6.1 SU 5.9 - 6.7 pH at SW-2 is consistent with historical readings.

MW-7 3,630 µg/L 12.4 - 6,740 Boron concentration in MW-7 is consistent with historical readings at well.
MW2-9 1,730 µg/L 338 - 1,950 Boron concentration in MW2-9 is consistent with historical readings at well.
SW-1A 19,100 µg/L 885 - 21,600 Boron concentration at SW-1A is consistent with historical readings.
SW-2 1,760 µg/L 1,410 - 19,161 Boron concentration at SW-2 is consistent with historical readings.

Chromium MW2-9 12.7 µg/L 10 1.1 - 12.7 Chromium concentration in MW2-9 is the highest concentration measured over the period of monitoring.
Turbidity measured at 17.8 NTUs.

MW-3 436 µg/L <10 - 8,540 Iron concentration in MW-3 is consistent with historical readings at well.  Turbidity measured at 19 NTUs.
MW-3 is the site background water quality monitoring well.

MW-5 1,320 µg/L <10 - 3,850 Iron concentration in MW-5 is consistent with historical readings at well.  Turbidity measured at 20 NTUs.
MW-7 1,910 µg/L 265 - 38,000 Iron concentration in MW-7 is consistent with historical readings at well.  Turbidity measured at 68.3 NTUs.

MW2-9 2,920 µg/L 2,090 - 11,960 Iron concentration in MW2-9 is consistent with historical readings at well.  Turbidity measured at 17.8 NTUs.

MW2-9 880 µg/L 793 - 13,070 Manganese concentration in MW2-9 is consistent with historical readings at well.  Turbidity measured at 17.8 NTUs.
SW-1A 511 µg/L 45 - 1,660 Manganese concentration at SW-1A is consistent with historical readings.

Nitrate as 
Nitrogen

SW-1A 26,800 µg/L 10,000 1,160 - 32,300 Nitrate as nitrogen concentration at SW-1A is consistent with historical readings.

MW-7 32.7 µg/L 6.7 - 66.7 Selenium concentration in MW-7 is consistent with historical readings at well.  Turbidity measured at 68.3 NTUs.
SW-1A 125 µg/L <10 - 159 Selenium concentration at SW-1A is consistent with historical readings.  

Sulfate SW-1A 950,000 µg/L 250,000 31,600 - 1,020,000 Sulfate concentration at SW-1A is consistent with historical readings.

Total Dissolved 
Solids

SW-1A 1,630,000 µg/L 500,000 182,000 - 1,810,000 Total dissolved solids concentration at SW-1A is consistent with historical readings.

Notes:
 1.  15A NCAC 2L Standard refers to Class GA Standards as found in 15A NCAC 02L .0202 Groundwater Standards, last amended on April 1, 2013 (Appendix I revised April 1, 2013).
 2.  µg/L indicates micrograms per liter.
 3.  SU indicates Standard Units.
 4.  NTU indicates Nephelometric Turbidity Units.
 5.  Historical concentrations based on data in Duke Energy Carolinas, LLC analytical results database.
 6.  Constituents not detected at concentrations which equal the laboratory method reporting limit (MRL) are presented as <MRL.
 7.  Semiannual constituents refers to constituents required to be analyzed in the Groundwater Monitoring, Sampling and Analysis Plan for the Pine Hall Road Ash Landfill dated November 1, 2008.
 8. Analytical results obtained from Electronic Data Deliverable (EDD) provided by Tim Hunsucker of Duke Energy Carolinas, LLC on November 10, 2014.
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Table 8--Appendix I Constituents 15A NCAC 2L Groundwater Quality Exceedances
for Wells Within Review Boundary

Duke Energy Carolinas, LLC/Belews Creek Steam Station
Pine Hall Road Ash Landfill - Permit No. 8503

Page 1 of 1

Parameter Sample ID Result Units
15A NCAC

2L Standard Historical Concentrations Cause and Significance
Antimony OB-4 9.69 µg/L 1* 7.1 - 98.5 Antimony concentration in OB-4 is consistent with historical readings at well.

Cobalt OB-4 1.45 µg/L 1* <1 - <5 Cobalt concentration in OB-4 is consistent with historical readings at well.

Thallium OB-4 10.9 µg/L 0.2* 8.4 - 25.8 Thallium concentration in OB-4 is consistent with historical readings at well.

MW-1D 0.419 J µg/L <0.5 - <5 Vanadium concentration in MW-1D is an estimated value less than the MRL of 1 µg/L.  The vanadium SWSL is 25 µg/L.
MW-4 2.74 µg/L <1 - <5 Vanadium concentration in MW-4 is consistent with historical readings at well.

MW2-7 0.556 J µg/L 0.44 - <5 Vanadium concentration in MW2-7 is an estimated value less than the MRL of 1 µg/L.  The vanadium SWSL is 25 µg/L.
OB-4 129 µg/L 97.8 - 218 Vanadium concentration in OB-4 is consistent with historical readings at well.
OB-5 0.704 J µg/L <1 - <5 Vanadium concentration in 0B-5 is an estimated value less than the MRL of 1 µg/L.  The vanadium SWSL is 25 µg/L.

Notes:
 1.  15A NCAC 2L Standard refers to Class GA Standards as found in 15A NCAC 02L .0202 Groundwater Standards, last amended on April 1, 2013 (Appendix I revised April 1, 2013).
 2.  µg/L indicates micrograms per liter.
 3.  SU indicates Standard Units.
 4.  NTU indicates Nephelometric Turbidity Units.
 5.  Historical concentrations based on data in Duke Energy Carolinas, LLC analytical results database.
 6.  Constituents not detected at concentrations which equal the laboratory method reporting limit (MRL) are presented as <MRL.
 7. * Indicates a 2L Standard Interim Maximum Allowable Concentration (IMAC).
 8.  J indicates an estimated concentration which equals or is greater than the laboratory method detection limit (MDL) but is less than the MRL.
 9.  Analytical results obtained from Electronic Data Deliverable (EDD) provided by Tim Hunsucker of Duke Energy Carolinas, LLC on November 10, 2014.
10.  Semiannual constituents refers to constituents required to be analyzed in the Groundwater Monitoring, Sampling and Analysis Plan for the Pine Hall Road Ash Landfill dated November 1, 2008.
11. Only Appendix I constituents that are not also semiannual constituents with 2L Standard exceedances are presented.

Vanadium 0.3*

Sample Date:  October 20, 2014



Table 9--Appendix I Constituents 15A NCAC 2L Groundwater Quality Exceedances
at or Beyond Review Boundary

Duke Energy Carolinas, LLC/Belews Creek Steam Station
Pine Hall Road Ash Landfill - Permit No. 8503

Page 1 of 1

Parameter Sample ID Result Units
15A NCAC

2L Standard Historical Concentrations Cause and Significance
MW2-9 1.12 µg/L <1 - <5 Antimony concentration in MW2-9 is consistent with historical readings at well.  Turbidity measured at 17.8 NTUs.
SW-2 1.20 µg/L <1 - <10 Antimony concentration at SW-2 is consistent with historical readings.

Cobalt MW2-9 3.08 µg/L 1* 1.17 - 20.6 Cobalt concentration in MW2-9 is consistent with historical readings at well.  Turbidity measured at 17.8 NTUs.

MW-3 0.999 J µg/L <1 - <5 Vanadium concentration in MW-3 is an estimated value less than the MRL of 1 µg/L.  
The vanadium SWSL is 25 µg/L.  MW-3 is the site background water quality monitoring well. 

MW-5 2.72 µg/L 0.37 - <5 Vanadium concentration in MW-5 is consistent with historical readings at well.  Turbidity measured at 20 NTUs. 

MW-6 0.324 J µg/L <1 - <5
Vanadium concentration in MW-6 is an estimated value less than the MRL of 1 µg/L.  
The vanadium SWSL is 25 µg/L.  

MW-7 1.85 µg/L <1 - 25.3 Vanadium concentration in MW-7 is consistent with historical readings at well.  Turbidity measured at 68.3 NTUs.

MW2-9 1.44 µg/L 0.23 - <5 Vanadium concentration in MW2-9 is consistent with historical readings at well.  Turbidity measured at 17.8 NTUs.

Notes:
 1.  15A NCAC 2L Standard refers to Class GA Standards as found in 15A NCAC 02L .0202 Groundwater Standards, last amended on April 1, 2013 (Appendix I revised April 1, 2013).
 2.  µg/L indicates micrograms per liter.
 3.  SU indicates Standard Units.
 4.  NTU indicates Nephelometric Turbidity Units.
 5.  Historical concentrations based on data in Duke Energy Carolinas, LLC analytical results database.
 6.  Constituents not detected at concentrations which equal the laboratory method reporting limit (MRL) are presented as <MRL. 
 7. * Indicates a 2L Standard Interim Maximum Allowable Concentration (IMAC).
 8.  J indicates an estimated concentration which equals or is greater than the laboratory method detection limit (MDL) but is less than the MRL.
 9.  Analytical results obtained from Electronic Data Deliverable (EDD) provided by Tim Hunsucker of Duke Energy Carolinas, LLC on November 10, 2014.
10.  Semiannual constituents refers to constituents required to be analyzed in the Groundwater Monitoring, Sampling and Analysis Plan for the Pine Hall Road Ash Landfill dated November 1, 2008.
11. Only Appendix I constituents that are not also semiannual constituents with 2L Standard exceedances are presented.

Sample Date:  October 20, 2014

Vanadium 0.3*

Antimony 1*
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ANALYZER SERIAL #:

WEATHER CONDITIONS:

DATE: TIME: DATE: TIME:

Calibation Instrument Standard Instrument Standard
Standard Value Value Value Value

SS 0.0 ▬/▬► 0.0 0.0 ▬/▬► 0.0
SS 225.7 ▬▬► 227 226.3 ▬/▬► 227
SS 73.2 ▬/▬► 75 73.4 ▬/▬► 75

B (7.00) 7.14 ▬▬► 7.02 6.82 ▬/▬► 7.02
B (4.00) 3.99 ▬▬► 4.00 3.85 ▬/▬► 4.00
B (10.00) 10.10 ▬/▬► 10.06 9.80 ▬/▬► 10.06

19.56 20.34
Mid-Day Ck B (7.00) ▬▬►

Time:

SS (7.00) 301 ▬▬► 296 294 ▬/▬► 294
SS (4.00) N/A ▬/▬► 471 N/A ▬/▬► 469

19.48 20.61

W 8.10 8.30
W 8.00 8.40

AW 7.92 ▬▬► 8.05 8.21 ▬/▬► 8.35

SS 52.1 ▬/▬► 51.0 52.3 ▬/▬► 51.0

NIST N/A ▬/▬► N/A N/A ▬/▬► N/A

SS N/A ▬/▬► N/A N/A ▬/▬► N/A
SS N/A ▬/▬► N/A N/A ▬/▬► N/A

KEY:

NOTES:

COLLECTORS: LDC, PSP SURFACE UNIT SERIAL #: S0205

ANALYZER MODEL#: MS5 49130

OTHER EQUIPMENT:

FIELD SAMPLING CALIBRATION FORM
STUDY: BELEWS CREEK STEAM STATION - PINE HALL LANDFILL GROUNDWATER MONITORING

DATE (s): October 20, 2014 SURFACE UNIT READER: LDC

TURBIDIMETER NO.2 - 3260-GW Partly cloudy, slight breeze, 50 to 70 deg F.

PROCEDURE #: HYDROLAB 3210.5 VALIDATED BY:

Calibration Date / Time 20-Oct-14 4:00 21-Oct-14 5:00
BP (mmHg) 745.0 BP (mmHg) 740.4

Calibration Results

SPEC. COND. 
(uS/cm)

Instrument Zeroed

Parameter Calibration Results

Zero Pass
Calibration Accepted Calibration Pass
Calibration Accepted Calibration Pass

ORP Temp. ORP Temp.

ORP                 
(mV)

Calibration Accepted Calibration Pass

pH           
(units)

Buffer Temp.

Calibration Accepted
Buffer Temp. Buffer Temp.

Calibration Accepted Calibration Pass
Calibration Accepted Calibration Pass

Calibration Fail

Calibration Accepted

DO          
(mg/L)

Calibration Accepted Calibration Pass

Temp Cert Device #

TURB        
(ntu) Calibration Accepted

TEMP        
(deg C)

Adjustment Not Available Adjustment Not Available

AMMONIUM 
(mg/L)

Replaced Ref. Electrode Tip

Tested - OK Replaced ref Electrode KCL

INSTRUMENT MAINTENANCE DATE / TIME
Conductance Subsystem pH Subsystem

Cleaned Electrode Removed Electrode / Installed Plug

Cleaned Electrodes Cleaned Electrodes

See Notes
Tested - OK See Notes

Dissolved Oxygen Subsystem Ammonium Subsystem

See Notes Tested - OK

Replaced Teflon Membrane Cleaned Electrode Tip

Cleaned Electrode & Wiper

Replaced DO electrolyte Installed New Electrode

See Notes

See Notes Tested - OK See Notes

Oxidation Reduction Subsystem Turbidity Subsystem
Cleaned Electrode
Tested - OK

Specific cond post cal from 1st day sampling - XXXX not adj to 3200 and XXX not adj to 350 uS/cm.

Temperature Subsystem Depth Subsystem
Cleaned Electrode

B = Buffer W = Winkler ▬▬► = Adjusted To N/A = Not Applicable
SS = Standard solution AW = Average Winkler ▬/▬►= Not Adjusted To

Reset / Calibrated
See NotesTested - OK See Notes Tested - OK



ANALYZER SERIAL #:

WEATHER CONDITIONS:

DATE: TIME: DATE: TIME:

Calibation Instrument Standard Instrument Standard
Standard Value Value Value Value

SS 0.0 ▬/▬► 0.0 0.0 ▬/▬► 0.0
SS 3251.0 ▬▬► 3200 230.6 ▬/▬► 227
SS 343.0 ▬/▬► 350 75.8 ▬/▬► 75

B (7.00) 7.08 ▬▬► 7.02 7.05 ▬/▬► 7.02
B (4.00) 4.00 ▬▬► 4.00 4.05 ▬/▬► 4.00
B (10.00) 10.08 ▬/▬► 10.06 10.04 ▬/▬► 10.04

19.53 20.56
Mid-Day Ck B (7.00) ▬▬►

Time:

SS (7.00) 302 ▬▬► 296 290 ▬/▬► 294
SS (4.00) N/A ▬/▬► 471 N/A ▬/▬► 469

19.46 20.64

W 8.10 8.30
W 8.00 8.40

AW 7.76 ▬▬► 8.05 8.20 ▬/▬► 8.35

SS 52.4 ▬/▬► 52.0 52.5 ▬/▬► 52.0

NIST N/A ▬/▬► N/A N/A ▬/▬► N/A

SS N/A ▬/▬► N/A N/A ▬/▬► N/A
SS N/A ▬/▬► N/A N/A ▬/▬► N/A

KEY:

NOTES:

1310 hrs 3200 = 3221 350 = 345 (not adjusted) 1315hrs 227 = 220.4 (adjusted) 75 = 75.1

B = Buffer W = Winkler ▬▬► = Adjusted To N/A = Not Applicable
SS = Standard solution AW = Average Winkler ▬/▬►= Not Adjusted To

See Notes

Tested - OK See Notes Tested - OK

Temperature Subsystem Depth Subsystem
Cleaned Electrode Reset / Calibrated

Tested - OK See Notes

See Notes

Cleaned Electrode Cleaned Electrode & Wiper
Tested - OK See Notes Tested - OK

Oxidation Reduction Subsystem Turbidity Subsystem

Replaced DO electrolyte Installed New Electrode

Cleaned Electrode Removed Electrode / Installed Plug
See Notes

Tested - OK See Notes

Dissolved Oxygen Subsystem Ammonium Subsystem
Replaced Teflon Membrane Cleaned Electrode Tip

Tested - OK Replaced ref Electrode KCL

See Notes Replaced Ref. Electrode Tip

INSTRUMENT MAINTENANCE DATE / TIME
Conductance Subsystem pH Subsystem

Cleaned Electrodes Cleaned Electrodes

AMMONIUM 
(mg/L)

Temp Cert Device #

TEMP        
(deg C)

Adjustment Not Available Adjustment Not Available

Calibration Accepted Calibration Pass

DO          
(mg/L)

ORP                 
(mV)

TURB        
(ntu) Calibration Accepted Calibration Accepted

Calibration Accepted Calibration Pass

Buffer Temp.

ORP Temp. ORP Temp.

pH           
(units) Calibration Accepted

Calibration Accepted Calibration Pass
Calibration Accepted Calibration Pass

Calibration Pass
Buffer Temp. Buffer Temp.

Parameter Calibration Results Calibration Results

SPEC. COND. 
(uS/cm)

Instrument Zeroed Zero Pass
Calibration Accepted Calibration Pass
Calibration Accepted Calibration Pass

Calibration Date / Time 20-Oct-14 4:05 21-Oct-14 5:20
BP (mmHg) 745.0 BP (mmHg) 740.4

COLLECTORS: LDC, PSP SURFACE UNIT SERIAL #: S06479

ANALYZER MODEL#:

OTHER EQUIPMENT:

PROCEDURE #: HYDROLAB 3210.5 VALIDATED BY:

TURBIDIMETER NO.1 - 3260-GW Partly cloudy, slight breeze, 50 to 70 deg F.

FIELD SAMPLING CALIBRATION FORM
STUDY: BELEWS CREEK STEAM STATION - PINE HALL LANDFILL GROUNDWATER MONITORING

DATE (s): October 20, 2014 SURFACE UNIT READER: PSP

MS5 47630



37.20 47.20

25 (psi) 12 (sec) (sec)

(gal)

1.73 (gal)

@

(YES/NO)

1.75

OXYGEN

4.0 420 8.28
8.22422

423

10/20/2014 1435

(ft)

NO 14.83 17

DATE

VOLUME EVACUATION COND.
WATER LEVEL 
AFTER PURGE *

PURGE METHOD
Conventional

DISCHARGE

(gal)

RECHARGEPRESSURE 8
PUMP CONTROLLER SETTINGS

0.1631CONVERSION FACTOR

Well Volume = water column X conversion factor                                            
(Conversion factor dependent on well diameter                                 

and selected well volume units)       
1.73WELL VOLUME

SAMPLING INFORMATION

MONITORING WELL INFORMATION
2

SAMPLING DATE(s) 20-Oct-2014

42.20

WELL/LOCATION NAME

PROCEDURE NO 3175.2DUKE ENERGY
GROUNDWATER MONITORING DATA SHEET

FOR CONVENTIONAL SAMPLING

85-03 SITE ID 

PROJECT NAME PINE HALL LANDFILL FIELD CREW LDC, PSP

N/ASITE NAME BELEWS CREEK STEAM STATION PERMIT #

46.20PUMP INTAKE DEPTH (ft TOC)47.20
TOC ELEV (ft msl)
GS ELEV (ft msl)

852.69
850.55

MW-1

SCREEN LENGTH (ft) 10.00 ELEV REF NAVD 88
WELL DEPTH (ft TOC)
WELL DIAMETER (in) MIDDLE OF WETTED SCREEN (ft toc)

SCREEN INTERVAL (ft TOC) TO

WELL VOLORP DISSOLVED 

INITIAL DEPTH TO WATER (ft TOC) 36.59 WATER COLUMN (ft) 10.61

EQUIPMENT INFORMATION
LEVEL METER SERIAL# 28651 SAMPLING EQUIPMENT

TUBING DIAMETER (in) 1/2 OD
QED T1200

PURGE COMPLETE TEMP SPECIFIC pH TURBIDITY

WATER ELEVATION (ft msl) 816.10

APPEARANCE

DETECTED ODOR None

Normal

(recalculates on 
current  water 

level)(deg C) (umho/cm) (SU) (NTU) (mV-NHE) (mg/L)

8.19 1.30
1.50 NO

4.75
14.66

86.939.22

1.50 NO 14.83 17 4.79
17 4.76 24.2

COLLECT SAMPLE - SAMPLE CRITERIA SATISFIED
CHLORINE (mg/l)

SAMPLE COLLECTED BY TIME
LDC 0

TOTAL PURGE 
VOLUME

4.75

* Optional measurement  to recalculate well      
volume when purging results in substantial 

drawdown  of water column

Good Condition
Good Tag

QC By:

Good Condition

WELL CASING
Good Condition

ADDITIONAL WELL CONDITION NOTESWELL CONDITION
PROTECTIVE CASING

SAMPLING NOTES

WELL PAD

WELL TAG



85.53 90.53

60 (psi) 9 (sec) (sec)

(gal)

7.61 (gal)

@

SAMPLING NOTES
After initial well is removed, recalculate well volume for subsequent readings.

PROTECTIVE CASING Good Condition
WELL PAD Good Condition
WELL CASING Good Condition
WELL TAG Good Tag

QC By:

WELL CONDITION ADDITIONAL WELL CONDITION NOTES

TOTAL PURGE 
VOLUME

* Optional measurement  to recalculate well      
volume when purging results in substantial 

drawdown  of water column

COLLECT SAMPLE - SAMPLE CRITERIA SATISFIED

14.00 LDC 10/20/2014 1030

CHLORINE (mg/l)
SAMPLE COLLECTED BY DATE TIME

0

3.00 NO 14.28 130 6.43 1.3 319 4.07
3.00 NO 14.27 131 6.43 1.5 311 3.85

OXYGEN (recalculates on 
current  water 

level)(mV-NHE) (mg/L)

8.00 73.26 NO 14.22 133 6.44 1.7 309
(ft) (YES/NO) (deg C) (umho/cm) (SU) (NTU)

3.77 2.82

PURGE WATER LEVEL 
AFTER PURGE *

COMPLETE TEMP pH TURBIDITY
VOLUME EVACUATION COND.

ORP DISSOLVED WELL VOLSPECIFIC
(gal)

DETECTED ODOR None CONVERSION FACTOR 0.1631

APPEARANCE Normal

SAMPLING INFORMATION
INITIAL DEPTH TO WATER (ft TOC) 43.85 WATER COLUMN (ft) 46.68 Well Volume = water column X conversion factor                                            

(Conversion factor dependent on well diameter                                 
and selected well volume units)       

WATER ELEVATION (ft msl) 810.30 WELL VOLUME 7.61

PUMP CONTROLLER SETTINGS
PRESSURE RECHARGE DISCHARGE 6

See note below

28651 SAMPLING EQUIPMENT QED T1200 PURGE METHOD
TUBING DIAMETER (in) 1/2 OD Conventional

MONITORING WELL INFORMATION
WELL DIAMETER (in) 2 TOC ELEV (ft msl) 854.15 MIDDLE OF WETTED SCREEN (ft toc) 88.03

SCREEN LENGTH (ft) 5.00 ELEV REF NAVD 88 SCREEN INTERVAL (ft TOC) TO

EQUIPMENT INFORMATION
LEVEL METER SERIAL#

MW-1D
PROJECT NAME PINE HALL LANDFILL

WELL DEPTH (ft TOC) 90.53 GS ELEV (ft msl) 850.99 PUMP INTAKE DEPTH (ft TOC) 89.50

85-03 SITE ID N/A

LDC, PSP

SAMPLING DATE(s) 20-Oct-2014 WELL/LOCATION NAME

FIELD CREW

DUKE ENERGY PROCEDURE NO 3175.2

GROUNDWATER MONITORING DATA SHEET
FOR CONVENTIONAL SAMPLING

SITE NAME BELEWS CREEK STEAM STATION PERMIT #



40.00 50.00

30 (psi) 5 (sec) (sec)

(gal)

1075 (ml)

495 (ml)

1570 (ml) = 0.41 (gal) @

DUKE ENERGY PROCEDURE NO 3175.2

GROUNDWATER MONITORING DATA SHEET
FOR EQUIPMENT PURGE ONLY SAMPLING

SITE NAME BELEWS CREEK STEAM STATION

PROJECT NAME PINE HALL LANDFILL FIELD CREW LDC, PSP

PERMIT # 85-03 SITE ID N/A

GS ELEV (ft msl) 49.50

WELL/LOCATION NAME MW-2SAMPLING DATE(s) 20-Oct-2014

MONITORING WELL INFORMATION
WELL DIAMETER (in) 2 TOC ELEV (ft msl) 858.05 MIDDLE OF WETTED SCREEN (ft toc) 48.41

SCREEN LENGTH (ft) 10.00 ELEV REF NAVD 88 SCREEN INTERVAL (ft TOC) TO

PUMP CONTROLLER SETTINGS
PRESSURE RECHARGE DISCHARGE 5

PUMP INTAKE DEPTH (ft TOC)

EQUIPMENT INFORMATION
LEVEL METER SERIAL#

WELL DEPTH (ft TOC) 50.00 855.44

28651 SAMPLING EQUIPMENT QED T1200 PURGE METHOD
TUBING DIAMETER (in) 1/2 OD Equip. Only Purge

DETECTED ODOR CONVERSION FACTOR 0.1631
WELL VOLUME 0.52

See note below

APPEARANCE

SAMPLING INFORMATION
INITIAL DEPTH TO WATER (ft TOC) 46.81 WATER COLUMN (ft) 3.19 Well Volume = water column X conversion factor                                            

(Conversion factor dependent on well diameter                                 
and selected well volume units)       

WATER ELEVATION (ft msl) 811.24

INITIAL FLOW FINAL TEMP SPECIFIC pH TURBIDITY ORP DISSOLVED 

(ft) (ml/min) (ft) (deg C) (umho/cm)

WATER LEVEL RATE WATER LEVEL OXYGENCOND.
(SU) (NTU) (mV -NEH) (mg/L)

Removed 2000 mL EQUIPMENT PURGE ONLY SAMPLE CHLORINE 
(mg/l)Pump (Bladder) Volume

46.81

NA
SAMPLE COLLECTED BY DATE TIME

N/A

Tubing Volume

Total Purge Volume LDC 10/20/2014

QC By:

WELL CONDITION ADDITIONAL WELL CONDITION NOTES

No sample - see note below

PROTECTIVE CASING Good Condition Ants inside well casing.

WELL PAD Major Cracks / Broken
WELL CASING Good Condition
WELL TAG Good Tag

SAMPLING NOTES
4/24/12 - Replaced pump and tubing in well and set intake to 49.5 ft (six inches from well bottom).  Could not get pump to discharge - pulled pump and ant carcasses were 
covering pump - suspect bladder is clogged with dead ants - This well should be replaced.



39.50 49.50

25 (psi) 10 (sec) (sec)

(gal)

0.98 (gal)

@

DUKE ENERGY PROCEDURE NO 3175.2

GROUNDWATER MONITORING DATA SHEET
FOR CONVENTIONAL SAMPLING

SITE NAME BELEWS CREEK STEAM STATION

PROJECT NAME PINE HALL LANDFILL FIELD CREW LDC, PSP

PERMIT # 85-03 SITE ID N/A

GS ELEV (ft msl) 48.50

WELL/LOCATION NAME MW-3SAMPLING DATE(s) 20-Oct-2014

MONITORING WELL INFORMATION
WELL DIAMETER (in) 2 TOC ELEV (ft msl) 842.81 MIDDLE OF WETTED SCREEN (ft toc) 46.49

SCREEN LENGTH (ft) 10.00 ELEV REF NAVD 88 SCREEN INTERVAL (ft TOC) TO

PUMP CONTROLLER SETTINGS
PRESSURE RECHARGE DISCHARGE 10

PUMP INTAKE DEPTH (ft TOC)

EQUIPMENT INFORMATION
LEVEL METER SERIAL#

WELL DEPTH (ft TOC) 49.50 840.57

28651 SAMPLING EQUIPMENT QED T1200 PURGE METHOD
TUBING DIAMETER (in) 1/2 OD Conventional

DETECTED ODOR None CONVERSION FACTOR 0.1631
WELL VOLUME 0.98

APPEARANCE Normal

SAMPLING INFORMATION
INITIAL DEPTH TO WATER (ft TOC) 43.47 WATER COLUMN (ft) 6.03 Well Volume = water column X conversion factor                                            

(Conversion factor dependent on well diameter                                 
and selected well volume units)       

WATER ELEVATION (ft msl) 799.34

(gal)

PURGE WATER LEVEL 
AFTER PURGE *

COMPLETE TEMP SPECIFIC pH TURBIDITY ORP DISSOLVED WELL VOL
VOLUME EVACUATION COND. OXYGEN (recalculates on 

current  water 
level)(mV-NHE) (mg/L)

1.00 47.71 NO 14.24 57 5.54 11.1 369
(ft) (YES/NO) (deg C) (umho/cm) (SU) (NTU)

8.70 0.29
0.50 YES 14.25 57 5.54 19.0 370 9.13

CHLORINE (mg/l)
SAMPLE COLLECTED BY DATE TIME

1.50 LDC 10/20/2014 1105 0

TOTAL PURGE 
VOLUME

* Optional measurement  to recalculate well      
volume when purging results in substantial 

drawdown  of water column

COLLECT SAMPLE - SAMPLE CRITERIA SATISFIED

QC By:

WELL CONDITION ADDITIONAL WELL CONDITION NOTES

Evacuated 10/20/14 at 1100 hrs.

PROTECTIVE CASING Good Condition
WELL PAD Good Condition
WELL CASING Good Condition
WELL TAG Good Tag

SAMPLING NOTES
Only discharging 20 mL per cycle.



30.20 40.20

22 (psi) 10 (sec) (sec)

(gal)

4.50 (gal)

@

DUKE ENERGY PROCEDURE NO 3175.2

GROUNDWATER MONITORING DATA SHEET
FOR CONVENTIONAL SAMPLING

SITE NAME BELEWS CREEK STEAM STATION

PROJECT NAME PINE HALL LANDFILL FIELD CREW LDC, PSP

PERMIT # 85-03 SITE ID N/A

GS ELEV (ft msl) 39.20

WELL/LOCATION NAME MW-4SAMPLING DATE(s) 20-Oct-2014

MONITORING WELL INFORMATION
WELL DIAMETER (in) 2 TOC ELEV (ft msl) 767.58 MIDDLE OF WETTED SCREEN (ft toc) 35.20

SCREEN LENGTH (ft) 10.00 ELEV REF NAVD 88 SCREEN INTERVAL (ft TOC) TO

PUMP CONTROLLER SETTINGS
PRESSURE RECHARGE DISCHARGE 5

PUMP INTAKE DEPTH (ft TOC)

EQUIPMENT INFORMATION
LEVEL METER SERIAL#

WELL DEPTH (ft TOC) 40.20 766.10

28651 SAMPLING EQUIPMENT QED T1200 PURGE METHOD
TUBING DIAMETER (in) 1/2 OD Conventional

DETECTED ODOR None CONVERSION FACTOR 0.1631
WELL VOLUME 4.50

APPEARANCE Normal

SAMPLING INFORMATION
INITIAL DEPTH TO WATER (ft TOC) 12.59 WATER COLUMN (ft) 27.61 Well Volume = water column X conversion factor                                            

(Conversion factor dependent on well diameter                                 
and selected well volume units)       

WATER ELEVATION (ft msl) 754.99

(gal)

PURGE WATER LEVEL 
AFTER PURGE *

COMPLETE TEMP SPECIFIC pH TURBIDITY ORP DISSOLVED WELL VOL
VOLUME EVACUATION COND. OXYGEN (recalculates on 

current  water 
level)(mV-NHE) (mg/L)

4.50 25.78 NO 14.67 246 5.91 31.8 263
(ft) (YES/NO) (deg C) (umho/cm) (SU) (NTU)

3.24 2.35

2.50 NO 14.66 255 5.87 6.5 275 2.69
2.50 NO 14.65 264 5.88 11.2 242 2.80

2.50 NO 14.66 243 5.87 292 2.63

CHLORINE (mg/l)
SAMPLE COLLECTED BY DATE TIME

4.7

12.00 LDC 10/20/2014 0915 0

TOTAL PURGE 
VOLUME

* Optional measurement  to recalculate well      
volume when purging results in substantial 

drawdown  of water column

COLLECT SAMPLE - SAMPLE CRITERIA SATISFIED

QC By:

WELL CONDITION ADDITIONAL WELL CONDITION NOTES
PROTECTIVE CASING Good Condition
WELL PAD Good Condition
WELL CASING Good Condition
WELL TAG Good Tag

SAMPLING NOTES



50.20 60.20

30 (psi) 6 (sec) (sec)

(gal)

5.59 (gal)

@

DUKE ENERGY PROCEDURE NO 3175.2

GROUNDWATER MONITORING DATA SHEET
FOR CONVENTIONAL SAMPLING

SITE NAME BELEWS CREEK STEAM STATION

PROJECT NAME PINE HALL LANDFILL FIELD CREW LDC, PSP

PERMIT # 85-03 SITE ID N/A

GS ELEV (ft msl) 59.20

WELL/LOCATION NAME MW-5SAMPLING DATE(s) 20-Oct-2014

MONITORING WELL INFORMATION
WELL DIAMETER (in) 2 TOC ELEV (ft msl) 786.77 MIDDLE OF WETTED SCREEN (ft toc) 55.20

SCREEN LENGTH (ft) 10.00 ELEV REF NAVD 88 SCREEN INTERVAL (ft TOC) TO

PUMP CONTROLLER SETTINGS
PRESSURE RECHARGE DISCHARGE 9

PUMP INTAKE DEPTH (ft TOC)

EQUIPMENT INFORMATION
LEVEL METER SERIAL#

WELL DEPTH (ft TOC) 60.20 785.39

26055 SAMPLING EQUIPMENT QED T1200 PURGE METHOD
TUBING DIAMETER (in) 1/2 OD Conventional

DETECTED ODOR None CONVERSION FACTOR 0.1631
WELL VOLUME 5.59

APPEARANCE Normal

SAMPLING INFORMATION
INITIAL DEPTH TO WATER (ft TOC) 25.94 WATER COLUMN (ft) 34.26 Well Volume = water column X conversion factor                                            

(Conversion factor dependent on well diameter                                 
and selected well volume units)       

WATER ELEVATION (ft msl) 760.83

(gal)

PURGE WATER LEVEL 
AFTER PURGE *

COMPLETE TEMP SPECIFIC pH TURBIDITY ORP DISSOLVED WELL VOL
VOLUME EVACUATION COND. OXYGEN (recalculates on 

current  water 
level)(mV-NHE) (mg/L)

5.75 47.94 NO 14.69 37 5.56 32.4 422
(ft) (YES/NO) (deg C) (umho/cm) (SU) (NTU)

7.89 2.00

2.00 NO 14.80 38 5.56 24.6 419 7.19
2.50 NO 14.78 38 5.59 24.1 421 7.24

2.00 NO 14.89 37 5.60 418 7.24

CHLORINE (mg/l)
SAMPLE COLLECTED BY DATE TIME

20.0

12.25 PSP 10/20/2014 1500 0

TOTAL PURGE 
VOLUME

* Optional measurement  to recalculate well      
volume when purging results in substantial 

drawdown  of water column

COLLECT SAMPLE - SAMPLE CRITERIA SATISFIED

QC By:

WELL CONDITION ADDITIONAL WELL CONDITION NOTES
PROTECTIVE CASING Good Condition
WELL PAD Good Condition
WELL CASING Good Condition
WELL TAG Good Tag

SAMPLING NOTES



26.84 36.84

25 (psi) 11 (sec) (sec)

(gal)

0.32 (gal)

@

DUKE ENERGY PROCEDURE NO 3175.2

GROUNDWATER MONITORING DATA SHEET
FOR CONVENTIONAL SAMPLING

SITE NAME BELEWS CREEK STEAM STATION

PROJECT NAME PINE HALL LANDFILL FIELD CREW LDC, PSP

PERMIT # 85-03 SITE ID N/A

GS ELEV (ft msl) 35.84

WELL/LOCATION NAME MW-6SAMPLING DATE(s) 20-Oct-2014

MONITORING WELL INFORMATION
WELL DIAMETER (in) 2 TOC ELEV (ft msl) 836.91 MIDDLE OF WETTED SCREEN (ft toc) 35.86

SCREEN LENGTH (ft) 10.00 ELEV REF NAVD 88 SCREEN INTERVAL (ft TOC) TO

PUMP CONTROLLER SETTINGS
PRESSURE RECHARGE DISCHARGE 4

PUMP INTAKE DEPTH (ft TOC)

EQUIPMENT INFORMATION
LEVEL METER SERIAL#

WELL DEPTH (ft TOC) 36.84 834.40

28651 SAMPLING EQUIPMENT QED T1250 PURGE METHOD
TUBING DIAMETER (in) 1/4 OD Conventional

DETECTED ODOR None CONVERSION FACTOR 0.1631
WELL VOLUME 0.32

APPEARANCE Normal

SAMPLING INFORMATION
INITIAL DEPTH TO WATER (ft TOC) 34.88 WATER COLUMN (ft) 1.96 Well Volume = water column X conversion factor                                            

(Conversion factor dependent on well diameter                                 
and selected well volume units)       

WATER ELEVATION (ft msl) 802.03

(gal)

PURGE WATER LEVEL 
AFTER PURGE *

COMPLETE TEMP SPECIFIC pH TURBIDITY ORP DISSOLVED WELL VOL
VOLUME EVACUATION COND. OXYGEN (recalculates on 

current  water 
level)(mV-NHE) (mg/L)

0.50 35.24 NO 14.85 57 5.24 3.7 371
(ft) (YES/NO) (deg C) (umho/cm) (SU) (NTU)

2.55 0.26
0.25

0.25 NO 15.17 55 5.23 4.9 363 2.75
0.50 35.28 NO 15.11 55 5.23 5.3 361 2.62

CHLORINE (mg/l)
SAMPLE COLLECTED BY DATE TIME

1.25 LDC 10/20/2014 1230 0

TOTAL PURGE 
VOLUME

* Optional measurement  to recalculate well      
volume when purging results in substantial 

drawdown  of water column

COLLECT SAMPLE - SAMPLE CRITERIA SATISFIED

QC By:

WELL CONDITION ADDITIONAL WELL CONDITION NOTES
PROTECTIVE CASING Good Condition
WELL PAD Good Condition
WELL CASING Good Condition
WELL TAG Good Tag

SAMPLING NOTES
Should discuss well access - unsafe backing into opening from main road with traffic and haul trucks speeding.  Needs a clearing to turn work truck around in woods.  After 
retrieving water level probe from 2nd reading - probe tip had thin roots wrapped around it - suspect well screen has clogged.



4.26 14.26

20 (psi) 20 (sec) (sec)

(gal)

0.93 (gal)

@

DUKE ENERGY PROCEDURE NO 3175.2

GROUNDWATER MONITORING DATA SHEET
FOR CONVENTIONAL SAMPLING

SITE NAME BELEWS CREEK STEAM STATION

PROJECT NAME PINE HALL LANDFILL FIELD CREW LDC, PSP

PERMIT # 85-03 SITE ID N/A

GS ELEV (ft msl) 13.26

WELL/LOCATION NAME MW-7SAMPLING DATE(s) 20-Oct-2014

MONITORING WELL INFORMATION
WELL DIAMETER (in) 2 TOC ELEV (ft msl) 815.57 MIDDLE OF WETTED SCREEN (ft toc) 11.40

SCREEN LENGTH (ft) 10.00 ELEV REF NAVD 88 SCREEN INTERVAL (ft TOC) TO

PUMP CONTROLLER SETTINGS
PRESSURE RECHARGE DISCHARGE 5

PUMP INTAKE DEPTH (ft TOC)

EQUIPMENT INFORMATION
LEVEL METER SERIAL#

WELL DEPTH (ft TOC) 14.26 812.52

26055 SAMPLING EQUIPMENT QED T1200 PURGE METHOD
TUBING DIAMETER (in) 1/2 OD Conventional

DETECTED ODOR None CONVERSION FACTOR 0.1631
WELL VOLUME 0.93

See note below

APPEARANCE Turbid

SAMPLING INFORMATION
INITIAL DEPTH TO WATER (ft TOC) 8.54 WATER COLUMN (ft) 5.72 Well Volume = water column X conversion factor                                            

(Conversion factor dependent on well diameter                                 
and selected well volume units)       

WATER ELEVATION (ft msl) 807.03

(gal)

PURGE WATER LEVEL 
AFTER PURGE *

COMPLETE TEMP SPECIFIC pH TURBIDITY ORP DISSOLVED WELL VOL
VOLUME EVACUATION COND. OXYGEN (recalculates on 

current  water 
level)(mV-NHE) (mg/L)

1.00 NO 18.29 491 5.37 26.8 367
(ft) (YES/NO) (deg C) (umho/cm) (SU) (NTU)

4.88

1.00 11.58 NO 17.61 494 5.39 31.1 369 3.74 0.44
1.00 NO 18.17 491 5.39 17.4 369 3.56

0.44
0.50 YES 17.07 495 5.37 68.3
0.50 11.58 YES 17.15 491 5.37 368 4.29

CHLORINE (mg/l)
SAMPLE COLLECTED BY DATE TIME

367 4.13
52.7

4.00 PSP 10/20/2014 0845 0

TOTAL PURGE 
VOLUME

* Optional measurement  to recalculate well      
volume when purging results in substantial 

drawdown  of water column

COLLECT SAMPLE - SAMPLE CRITERIA SATISFIED

QC By:

WELL CONDITION ADDITIONAL WELL CONDITION NOTES

Evacuated 10/20/2014 @ 0825 HRS

PROTECTIVE CASING Good Condition
WELL PAD Good Condition
WELL CASING Good Condition
WELL TAG Good Tag

SAMPLING NOTES
Pump with 20 psi to evacuate the well and turbidity will fall below 10 ntu.



20.62 30.62

25 (psi) 5 (sec) (sec)

(gal)

2.65 (gal)

@

DUKE ENERGY PROCEDURE NO 3175.2

GROUNDWATER MONITORING DATA SHEET
FOR CONVENTIONAL SAMPLING

SITE NAME BELEWS CREEK STEAM STATION

PROJECT NAME PINE HALL LANDFILL FIELD CREW LDC, PSP

PERMIT # 85-03 SITE ID N/A

GS ELEV (ft msl) 29.62

WELL/LOCATION NAME MW2-7SAMPLING DATE(s) 20-Oct-2014

MONITORING WELL INFORMATION
WELL DIAMETER (in) 2 TOC ELEV (ft msl) 777.64 MIDDLE OF WETTED SCREEN (ft toc) 25.62

SCREEN LENGTH (ft) 10.00 ELEV REF NAVD 88 SCREEN INTERVAL (ft TOC) TO

PUMP CONTROLLER SETTINGS
PRESSURE RECHARGE DISCHARGE 7

PUMP INTAKE DEPTH (ft TOC)

EQUIPMENT INFORMATION
LEVEL METER SERIAL#

WELL DEPTH (ft TOC) 30.62 775.45

26055 SAMPLING EQUIPMENT QED T1200 PURGE METHOD
TUBING DIAMETER (in) 1/2 OD Conventional

DETECTED ODOR None CONVERSION FACTOR 0.1631
WELL VOLUME 2.65

APPEARANCE Normal

SAMPLING INFORMATION
INITIAL DEPTH TO WATER (ft TOC) 14.39 WATER COLUMN (ft) 16.23 Well Volume = water column X conversion factor                                            

(Conversion factor dependent on well diameter                                 
and selected well volume units)       

WATER ELEVATION (ft msl) 763.25

(gal)

PURGE WATER LEVEL 
AFTER PURGE *

COMPLETE TEMP SPECIFIC pH TURBIDITY ORP DISSOLVED WELL VOL
VOLUME EVACUATION COND. OXYGEN (recalculates on 

current  water 
level)(mV-NHE) (mg/L)

3.25 NO 15.53 1700 5.11 3.8 387
(ft) (YES/NO) (deg C) (umho/cm) (SU) (NTU)

0.03

2.75 NO 15.46 2044 5.15 3.0 376 0.37
3.75 NO 15.58 1930 5.15 4.3 374 0.54

2.75 NO 15.53 2092 5.17 2.9
2.75 NO 15.39 2088 5.16 377 0.20

CHLORINE (mg/l)
SAMPLE COLLECTED BY DATE TIME

379 0.20
3.0

15.25 PSP 10/20/2014 1045 0

TOTAL PURGE 
VOLUME

* Optional measurement  to recalculate well      
volume when purging results in substantial 

drawdown  of water column

COLLECT SAMPLE - SAMPLE CRITERIA SATISFIED

QC By:

WELL CONDITION ADDITIONAL WELL CONDITION NOTES
PROTECTIVE CASING Good Condition
WELL PAD Good Condition
WELL CASING Good Condition
WELL TAG Good Tag

SAMPLING NOTES
Purged Larger volumes for first two well volumes due to retrieving samples from SW-1A.



4.61 14.61

10 (psi) 5 (sec) (sec)

(gal)

1.01 (gal)

@

DUKE ENERGY PROCEDURE NO 3175.2

GROUNDWATER MONITORING DATA SHEET
FOR CONVENTIONAL SAMPLING

SITE NAME BELEWS CREEK STEAM STATION

PROJECT NAME PINE HALL LANDFILL FIELD CREW LDC, PSP

PERMIT # 85-03 SITE ID N/A

GS ELEV (ft msl) 13.61

WELL/LOCATION NAME MW2-9SAMPLING DATE(s) 20-Oct-2014

MONITORING WELL INFORMATION
WELL DIAMETER (in) 2 TOC ELEV (ft msl) 797.38 MIDDLE OF WETTED SCREEN (ft toc) 11.52

SCREEN LENGTH (ft) 10.00 ELEV REF NAVD 88 SCREEN INTERVAL (ft TOC) TO

PUMP CONTROLLER SETTINGS
PRESSURE RECHARGE DISCHARGE 10

PUMP INTAKE DEPTH (ft TOC)

EQUIPMENT INFORMATION
LEVEL METER SERIAL#

WELL DEPTH (ft TOC) 14.61 794.75

26055 SAMPLING EQUIPMENT QED T1200 PURGE METHOD
TUBING DIAMETER (in) 1/2 OD Conventional

DETECTED ODOR None CONVERSION FACTOR 0.1631
WELL VOLUME 1.01

APPEARANCE Normal

SAMPLING INFORMATION
INITIAL DEPTH TO WATER (ft TOC) 8.42 WATER COLUMN (ft) 6.19 Well Volume = water column X conversion factor                                            

(Conversion factor dependent on well diameter                                 
and selected well volume units)       

WATER ELEVATION (ft msl) 788.96

(gal)

PURGE WATER LEVEL 
AFTER PURGE *

COMPLETE TEMP SPECIFIC pH TURBIDITY ORP DISSOLVED WELL VOL
VOLUME EVACUATION COND. OXYGEN (recalculates on 

current  water 
level)(mV-NHE) (mg/L)

1.00 11.99 YES 15.32 329 5.91 17.8 317
(ft) (YES/NO) (deg C) (umho/cm) (SU) (NTU)

6.97 0.43

CHLORINE (mg/l)
SAMPLE COLLECTED BY DATE TIME

1.00 PSP 10/20/2014 1300 0

TOTAL PURGE 
VOLUME

* Optional measurement  to recalculate well      
volume when purging results in substantial 

drawdown  of water column

COLLECT SAMPLE - SAMPLE CRITERIA SATISFIED

QC By:

WELL CONDITION ADDITIONAL WELL CONDITION NOTES

Evacuated 10/20/2014 @ 0745 HRS

PROTECTIVE CASING Good Condition
WELL PAD Good Condition
WELL CASING Good Condition
WELL TAG Good Tag

SAMPLING NOTES
water level @ 1300 hrs is 11.99 ft (0.43 gal) collected full VOC's and half of all other 3 samples due to insufficient well recovery volume.  



15.03 30.03

15 (psi) 5 (sec) (sec)

(gal)

1.20 (gal)

@

DUKE ENERGY PROCEDURE NO 3175.2

GROUNDWATER MONITORING DATA SHEET
FOR CONVENTIONAL SAMPLING

SITE NAME BELEWS CREEK STEAM STATION

PROJECT NAME PINE HALL LANDFILL FIELD CREW LDC, PSP

PERMIT # 85-03 SITE ID N/A

GS ELEV (ft msl) 29.10

WELL/LOCATION NAME OB-4SAMPLING DATE(s) 20-Oct-2014

MONITORING WELL INFORMATION
WELL DIAMETER (in) 2 TOC ELEV (ft msl) 777.60 MIDDLE OF WETTED SCREEN (ft toc) 26.36

SCREEN LENGTH (ft) 15.00 ELEV REF NAVD 88 SCREEN INTERVAL (ft TOC) TO

PUMP CONTROLLER SETTINGS
PRESSURE RECHARGE DISCHARGE 10

PUMP INTAKE DEPTH (ft TOC)

EQUIPMENT INFORMATION
LEVEL METER SERIAL#

WELL DEPTH (ft TOC) 30.03 774.72

26055 SAMPLING EQUIPMENT QED T1200 PURGE METHOD
TUBING DIAMETER (in) 1/2 OD Conventional

DETECTED ODOR None CONVERSION FACTOR 0.1631
WELL VOLUME 1.20

APPEARANCE Normal

SAMPLING INFORMATION
INITIAL DEPTH TO WATER (ft TOC) 22.68 WATER COLUMN (ft) 7.35 Well Volume = water column X conversion factor                                            

(Conversion factor dependent on well diameter                                 
and selected well volume units)       

WATER ELEVATION (ft msl) 754.92

(gal)

PURGE WATER LEVEL 
AFTER PURGE *

COMPLETE TEMP SPECIFIC pH TURBIDITY ORP DISSOLVED WELL VOL
VOLUME EVACUATION COND. OXYGEN (recalculates on 

current  water 
level)(mV-NHE) (mg/L)

1.25 NO 15.14 2427 7.09 6.0 92
(ft) (YES/NO) (deg C) (umho/cm) (SU) (NTU)

0.17

1.25 NO 15.15 2414 7.23 6.0 119 0.17
1.25 NO 15.13 2418 7.12 6.3 99 0.10

CHLORINE (mg/l)
SAMPLE COLLECTED BY DATE TIME

3.75 PSP 10/20/2014 1130 0

TOTAL PURGE 
VOLUME

* Optional measurement  to recalculate well      
volume when purging results in substantial 

drawdown  of water column

COLLECT SAMPLE - SAMPLE CRITERIA SATISFIED

QC By:

WELL CONDITION ADDITIONAL WELL CONDITION NOTES
PROTECTIVE CASING Good Condition
WELL PAD Good Condition
WELL CASING Good Condition
WELL TAG Good Tag

SAMPLING NOTES



21.60 36.60

18 (psi) 8 (sec) (sec)

(gal)

1.71 (gal)

@

DUKE ENERGY PROCEDURE NO 3175.2

GROUNDWATER MONITORING DATA SHEET
FOR CONVENTIONAL SAMPLING

SITE NAME BELEWS CREEK STEAM STATION

PROJECT NAME PINE HALL LANDFILL FIELD CREW LDC, PSP

PERMIT # 85-03 SITE ID N/A

GS ELEV (ft msl) 35.50

WELL/LOCATION NAME OB-5SAMPLING DATE(s) 20-Oct-2014

MONITORING WELL INFORMATION
WELL DIAMETER (in) 2 TOC ELEV (ft msl) 780.93 MIDDLE OF WETTED SCREEN (ft toc) 31.36

SCREEN LENGTH (ft) 15.00 ELEV REF NAVD 88 SCREEN INTERVAL (ft TOC) TO

PUMP CONTROLLER SETTINGS
PRESSURE RECHARGE DISCHARGE 7

PUMP INTAKE DEPTH (ft TOC)

EQUIPMENT INFORMATION
LEVEL METER SERIAL#

WELL DEPTH (ft TOC) 36.60 778.13

28651 SAMPLING EQUIPMENT QED T1200 PURGE METHOD
TUBING DIAMETER (in) 1/2 OD Conventional

DETECTED ODOR None CONVERSION FACTOR 0.1631
WELL VOLUME 1.71

APPEARANCE Normal

SAMPLING INFORMATION
INITIAL DEPTH TO WATER (ft TOC) 26.11 WATER COLUMN (ft) 10.49 Well Volume = water column X conversion factor                                            

(Conversion factor dependent on well diameter                                 
and selected well volume units)       

WATER ELEVATION (ft msl) 754.82

(gal)

PURGE WATER LEVEL 
AFTER PURGE *

COMPLETE TEMP SPECIFIC pH TURBIDITY ORP DISSOLVED WELL VOL
VOLUME EVACUATION COND. OXYGEN (recalculates on 

current  water 
level)(mV-NHE) (mg/L)

1.75 NO 15.02 29 5.09 4.8 399
(ft) (YES/NO) (deg C) (umho/cm) (SU) (NTU)

5.77

1.75 NO 15.03 28 5.16 5.7 413 5.77
1.75 NO 15.01 28 5.12 4.6 404 5.65

CHLORINE (mg/l)
SAMPLE COLLECTED BY DATE TIME

5.25 LDC 10/20/2014 0755 0

TOTAL PURGE 
VOLUME

* Optional measurement  to recalculate well      
volume when purging results in substantial 

drawdown  of water column

COLLECT SAMPLE - SAMPLE CRITERIA SATISFIED

QC By:

WELL CONDITION ADDITIONAL WELL CONDITION NOTES
PROTECTIVE CASING Good Condition
WELL PAD Good Condition
WELL CASING Good Condition
WELL TAG Good Tag

SAMPLING NOTES



39.17 48.57

25 (psi) 10 (sec) (sec)

(gal)

1.73 (gal)

@

SAMPLING NOTES

PROTECTIVE CASING Good Condition
WELL PAD Good Condition
WELL CASING Good Condition
WELL TAG Good Tag

QC By:

WELL CONDITION ADDITIONAL WELL CONDITION NOTES

TOTAL PURGE 
VOLUME

* Optional measurement  to recalculate well      
volume when purging results in substantial 

drawdown  of water column

COLLECT SAMPLE - SAMPLE CRITERIA SATISFIED

5.25 PSP 10/20/2014 1210

CHLORINE (mg/l)
SAMPLE COLLECTED BY DATE TIME

0

1.75 NO 14.73 2010 5.10 2.5 311 0.00
1.75 NO 14.71 2019 5.06 3.0 301 0.00

OXYGEN (recalculates on 
current  water 

level)(mV-NHE) (mg/L)

1.75 NO 14.78 2009 5.04 3.7 283
(ft) (YES/NO) (deg C) (umho/cm) (SU) (NTU)

0.00

PURGE WATER LEVEL 
AFTER PURGE *

COMPLETE TEMP pH TURBIDITY
VOLUME EVACUATION COND.

ORP DISSOLVED WELL VOLSPECIFIC
(gal)

1.73
DETECTED ODOR None CONVERSION FACTOR 0.1631

761.62 WELL VOLUME

APPEARANCE Normal

SAMPLING INFORMATION
INITIAL DEPTH TO WATER (ft TOC) 37.97 WATER COLUMN (ft) 10.60 Well Volume = water column X conversion factor                                            

(Conversion factor dependent on well diameter                                 
and selected well volume units)       

WATER ELEVATION (ft msl)

PUMP CONTROLLER SETTINGS
PRESSURE RECHARGE DISCHARGE 10

26055 SAMPLING EQUIPMENT QED T1200 PURGE METHOD
TUBING DIAMETER (in) 1/2 OD Conventional

LEVEL METER SERIAL#

MONITORING WELL INFORMATION
WELL DIAMETER (in) 2 TOC ELEV (ft msl) 799.59 MIDDLE OF WETTED SCREEN (ft toc) 43.87
WELL DEPTH (ft TOC)
SCREEN LENGTH (ft) 9.40 ELEV REF NAVD 88 SCREEN INTERVAL (ft TOC) TO

EQUIPMENT INFORMATION

48.57 GS ELEV (ft msl) 797.11 PUMP INTAKE DEPTH (ft TOC) 46.00

PROJECT NAME PINE HALL LANDFILL FIELD CREW LDC, PSP

SAMPLING DATE(s) 20-Oct-2014 WELL/LOCATION NAME OB-9

SITE NAME BELEWS CREEK STEAM STATION PERMIT # 85-03 SITE ID N/A

DUKE ENERGY PROCEDURE NO 3175.2

GROUNDWATER MONITORING DATA SHEET
FOR CONVENTIONAL SAMPLING



N/A

(psi) (sec) (sec)

(gal)

(ft) = (in) @

SAMPLING NOTES

PROTECTIVE CASING
WELL PAD
WELL CASING
WELL TAG

QC By:

WELL CONDITION ADDITIONAL WELL CONDITION NOTES

0930

341 6.17

DATE TIMESAMPLE COLLECTED BY

6.04 4.6 N/A

Deployed Water Column In Screen                       
Above Top Of Hydrasleeve

NO PURGE SAMPLE CHLORINE 
(mg/l)Top Weight 

0

LENGTH DEPTH (top) DEPLOYED COND. OXYGEN
(deg C)

PSP 10/20/2014

(NTU) (mV-NHE) (mg/L)

N/A N/AN/A
(umho/cm) (SU)

11.39 1828

HYDRASLEEVE DEPLOYED DATE TEMP SPECIFIC pH

(inches) (ft TOC)

TURBIDITY ORP DISSOLVED 

N/A
DETECTED ODOR None CONVERSION FACTOR

N/A WELL VOLUME

APPEARANCE Normal

SAMPLING INFORMATION
INITIAL DEPTH TO WATER (ft TOC) N/A WATER COLUMN (ft) N/A Well Volume = water column X conversion factor                                            

(Conversion factor dependent on well diameter                                 
and selected well volume units)       

WATER ELEVATION (ft msl)

Surface Water Location PUMP CONTROLLER SETTINGS
PRESSURE RECHARGE DISCHARGE

N/A SAMPLING EQUIPMENT PERISTALTIC PUMP PURGE METHOD
TUBING DIAMETER (in) 3/8 OD No Purge

LEVEL METER SERIAL#

MONITORING WELL INFORMATION
WELL DIAMETER (in) TOC ELEV (ft msl) N/A MIDDLE OF WETTED SCREEN (ft toc) N/A
WELL DEPTH (ft TOC)
SCREEN LENGTH (ft) N/A ELEV REF NAVD 88 SCREEN INTERVAL (ft TOC) TO

EQUIPMENT INFORMATION

N/A GS ELEV (ft msl) 762.27 PUMP INTAKE DEPTH (ft TOC) N/A

PROJECT NAME PINE HALL LANDFILL FIELD CREW LDC, PSP

SAMPLING DATE(s) 20-Oct-2014 WELL/LOCATION NAME SW-1A

SITE NAME BELEWS CREEK STEAM STATION PERMIT # 85-03 SITE ID N/A

DUKE ENERGY PROCEDURE NO 3175.2

GROUNDWATER MONITORING DATA SHEET
FOR NO PURGE SAMPLING



N/A

(psi) (sec) (sec)

(gal)

(ft) = (in) @

SAMPLING NOTES

PROTECTIVE CASING
WELL PAD
WELL CASING
WELL TAG

QC By:

WELL CONDITION ADDITIONAL WELL CONDITION NOTES

1235

246 8.15

DATE TIMESAMPLE COLLECTED BY

6.13 6.3 N/A

Deployed Water Column In Screen                       
Above Top Of Hydrasleeve

NO PURGE SAMPLE CHLORINE 
(mg/l)Top Weight 

0

LENGTH DEPTH (top) DEPLOYED COND. OXYGEN
(deg C)

PSP 10/20/2014

(NTU) (mV-NHE) (mg/L)

N/A N/AN/A
(umho/cm) (SU)

14.97 178

HYDRASLEEVE DEPLOYED DATE TEMP SPECIFIC pH

(inches) (ft TOC)

TURBIDITY ORP DISSOLVED 

N/A
DETECTED ODOR None CONVERSION FACTOR

N/A WELL VOLUME

APPEARANCE Normal

SAMPLING INFORMATION
INITIAL DEPTH TO WATER (ft TOC) N/A WATER COLUMN (ft) N/A Well Volume = water column X conversion factor                                            

(Conversion factor dependent on well diameter                                 
and selected well volume units)       

WATER ELEVATION (ft msl)

Surface Water Location PUMP CONTROLLER SETTINGS
PRESSURE RECHARGE DISCHARGE

N/A SAMPLING EQUIPMENT PERISTALTIC PUMP PURGE METHOD
TUBING DIAMETER (in) 3/8 OD No Purge

LEVEL METER SERIAL#

MONITORING WELL INFORMATION
WELL DIAMETER (in) TOC ELEV (ft msl) N/A MIDDLE OF WETTED SCREEN (ft toc) N/A
WELL DEPTH (ft TOC)
SCREEN LENGTH (ft) N/A ELEV REF NAVD 88 SCREEN INTERVAL (ft TOC) TO

EQUIPMENT INFORMATION

N/A GS ELEV (ft msl) 775.30 PUMP INTAKE DEPTH (ft TOC) N/A

PROJECT NAME PINE HALL LANDFILL FIELD CREW LDC, PSP

SAMPLING DATE(s) 20-Oct-2014 WELL/LOCATION NAME SW-2

SITE NAME BELEWS CREEK STEAM STATION PERMIT # 85-03 SITE ID N/A

DUKE ENERGY PROCEDURE NO 3175.2

GROUNDWATER MONITORING DATA SHEET
FOR NO PURGE SAMPLING



PERMIT #

MW-1 MW-1D MW-2 MW-3 MW-4 MW-5 MW-6 MW-7 MW2-7 MW2-9 OB-4 OB-5 OB-9 SW-1 SW-2

YES YES YES YES YES YES SEE NOTE YES YES YES YES YES YES YES YES
YES YES YES YES YES YES YES YES YES YES YES YES YES YES YES

YES YES YES YES YES YES YES YES YES YES YES YES YES N/A N/A

YES YES YES YES YES YES YES YES YES YES YES YES YES N/A N/A

YES YES YES YES YES YES YES YES YES YES YES YES YES N/A N/A

YES YES YES YES YES YES YES YES YES YES YES YES N/A N/A

SEE NOTE

YES YES YES YES YES YES YES YES YES YES YES YES N/A N/A

YES

YES YES YES YES YES YES YES YES YES YES YES YES YES N/A N/A

N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A

YES YES YES YES YES YES YES YES YES YES YES YES YES N/A N/A
WELL ID TAGS

Well tag in good condition

Lacks required information - Total well depth
Lacks required information - Depth to screen
Lacks required information - Non potable tag

NOTE: MW-6 - Should discuss well access - unsafe backing into opening from main road with traffic and haul trucks speeding.  Needs a clearing to turn work truck around in woods.     MW-2 could not be sampled - Pump would not discharge.  When 
protective casing was opened, ants were everywhere inside well casing.  After trying several settings, I pulled pump to inspect and ant carcasses were all over pump and inside discharge tubing so I suspect ants are also clogging the bladder.  A 
new pump was placed into this well in April 2012.  This well also has a broken well pad.

Lacks required information - Completion date

Well tag missing
Well tag damaged / illegible

Lacks required information - Driller Reg #

Replaced damaged well cap

FLUSH MOUNT WELLS
Vault in good condition

Water inside vault
Vault bolt holes broken or stripped

Bolts stripped
Vault lid cracked or broken

Damaged / needs replacement

Undermined / washing out
Fire ants around concrete pad

WELL PROTECTIVE CASINGS
Casing in good condition

Damaged casing / still functional
Damaged casing / repair required

Broken hinge on protective lid
Wasp nest inside protective casing

Ants inside protective casing

WELL CAPS
Well cap in good conditon

Damaged casing / repair required

CONCRETE PADS
Pad in good condition

Minor cracks
Major cracks / broken / repair required

WELL LOCK CONDITION
Lock in good condition

Lock rusted, difficult to open / needs replacing
Replaced damaged lock

WELL CASINGS
Casing in good condition

Damaged casing / still functional

WELL SECURITY
Well found locked

Well found unlocked

SITE CONTACT

PAGE 1 OF 1

ACCESS TO WELLS
Access cleared into well

Access cleared around well

Road washing out / muddy / needs grading
Tall grass or weeds - needs mowing

BELEWS CREEK STEAM STATION - PINE HALL LANDFILL GROUNDWATER MONITORING
FIELD CREW LDC, PSP

Fallen tree blocking access

WEATHER Partly cloudy, slight breeze, 50 to 70 deg F.
Melonie Martin, Kim Hutchinson

NORTH CAROLINA GROUNDWATER SAMPLING SITE CHECKLIST

LOCATION / SITE 85-03 SAMPLE DATE October 20, 2014
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13339 Hagers Ferry Road
Huntersville, NC 28078-7929

McGuire Nuclear Complex - MG03A2
Phone: 980-875-5245   Fax: 980-875-4349

Order Summary Report

Analytical Laboratory

Order Number: J14100008
Project Name: BELEWS LANDFILL FOR PINE HALL (85-03)

Lab Contact: Jason C Perkins

Date: 11/4/2014

Customer Address: 3195 Pine Hall Rd

Customer Name(s): Chuck Campbell, T. Hunsucker, Ed Sullivan

Mailcode: Belews Steam Station

Belews Creek, NC 28012

Phone: 980-875-5348

Report Authorized By:
(Signature)

Program Comments:

Please contact the Program Manager (Jason C Perkins) with any questions regarding this report.

Data Flags & Calculations:

Any analytical tests or individual analytes within a test flagged with a Qualifier indicate a deviation from the method quality 
system or quality control requirement.  The qualifier description is found at the end of the Certificate of Analysis (sample results) 
under the qualifiers heading.  All results are reported on a dry weight basis unless otherwise noted.  Subcontracted data 
included on the Duke Certificate of Analysis is to be used as information only.  Certified vendor results can be found in the 
subcontracted lab final report.  Duke Energy Analytical Laboratory subcontracts analyses to other vendor laboratories that have 
been qualified by Duke Energy to perform these analyses except where noted.

Data Package:

This data package includes analytical results that are applicable only to the samples described in this narrative. An estimation of 
the uncertainty of measurement for the results in the report is available upon request. This report shall not be reproduced, except 
in full, without the written consent of the Analytical Laboratory. Please contact the Analytical laboratory with any questions. The 
order of individual sections within this report is as follows:

Job Summary Report, Sample Identification, Technical Validation of Data Package, Analytical Laboratory Certificate of Analysis, 
Analytical Laboratory QC Reports, Sub-contracted Laboratory Results, Customer Specific Data Sheets, Reports & 
Documentation, Customer Database Entries, Test Case Narratives, Chain of Custody (COC)

Certification:

The Analytical Laboratory holds the following State Certifications :  North Carolina (DENR) Certificate #248, South Carolina 
(DHEC) Laboratory ID # 99005.   Contact the Analytical Laboratory for definitive information about the certification status of 
specific methods.  

Jason C Perkins
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Sample ID's & Descriptions:

Sample ID Plant/Station
Collection 

Date and  Time Collected By Sample Description

2014028404 BELEWS 19-Oct-14  9:20 AM C Campbell Trip Blank  

2014028405 BELEWS 20-Oct-14  2:35 PM C Campbell MW-1  

2014028406 BELEWS 20-Oct-14  10:30 AM C Campbell MW-1D  

2014028408 BELEWS 20-Oct-14  11:05 AM C Campbell MW-3  

2014028409 BELEWS 20-Oct-14  9:15 AM C Campbell MW-4  

2014028410 BELEWS 20-Oct-14  3:00 PM PSP MW-5  

2014028411 BELEWS 20-Oct-14  12:30 PM C Campbell MW-6  

2014028412 BELEWS 20-Oct-14  8:45 AM PSP MW-7  

2014028413 BELEWS 20-Oct-14  10:45 AM PSP MW2-7  

2014028414 BELEWS 20-Oct-14  1:00 PM PSP MW2-9  

2014028415 BELEWS 20-Oct-14  11:30 AM PSP OB-4  

2014028416 BELEWS 20-Oct-14  7:55 AM C Campbell OB-5  

2014028417 BELEWS 20-Oct-14  12:10 PM PSP OB-9  

2014028418 BELEWS 20-Oct-14  9:30 AM PSP SW-1A  

2014028419 BELEWS 20-Oct-14  12:35 PM PSP SW-2  

2014028420 BELEWS 20-Oct-14  3:30 PM C Campbell FIELD BLANK  

16 Total Samples
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COC and .pdf report are in agreement with sample totals 
and analyses (compliance programs and procedures).

All Results are less than the laboratory reporting limits.

All laboratory QA/QC requirements are acceptable.

Yes No

Technical Validation Review

Checklist:

Yes No

Yes No

Report Sections Included:

Job Summary Report Sub-contracted Laboratory Results

Sample Identification Customer Specific Data Sheets, Reports, & Documentation

Technical Validation of Data Package Customer Database Entries

Analytical Laboratory Certificate of Analysis

Analytical Laboratory QC Report

Chain of Custody

Reviewed By: DBA Account Date: 11/4/2014

Electronic Data Deliverable (EDD) Sent Separatel
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Certificate of Laboratory Analysis
This report shall not be reproduced, except in full.

Order # J14100008

2014028404

Collection Date: 19-Oct-14  9:20 AM

Site: Trip Blank  

Matrix: GW_RCRA

Analyte Analysis Date/TimeMethodUnits Qualifiers RDLResult

Sample #:

AnalystDF

VOLATILES - (Analysis Performed by Test America)

Benzene Complete Vendor Method V_T. America
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Certificate of Laboratory Analysis
This report shall not be reproduced, except in full.

Order # J14100008

2014028405

Collection Date: 20-Oct-14  2:35 PM

Site: MW-1  

Matrix: GW_RCRA

Analyte Analysis Date/TimeMethodUnits Qualifiers RDLResult

Sample #:

AnalystDF

LOW LEVEL ALKALINITY (FIXED END POINT)

Alkalinity (mg/L CaCO3) < 5 mg/L 
(CaCO3)

SM 2320B4d 10/22/2014 10:40 TJA70675 1

INORGANIC IONS BY IC

Chloride 1.9 mg/L EPA 300.0 10/21/2014 11:00 BGN90340.1 1

Fluoride < 0.1 mg/L EPA 300.0 10/21/2014 11:00 BGN90340.1 1

Nitrate 0.67 mg/L EPA 300.0 10/21/2014 11:00 BGN90340.1 1

Nitrate as N 0.15 mg-N/L EPA 300.0 10/21/2014 11:00 BGN90340.023 1

Sulfate 0.67 mg/L EPA 300.0 10/21/2014 11:00 BGN90340.1 1

MERCURY (COLD VAPOR) IN WATER

Mercury (Hg) < 0.05 ug/L EPA 245.1 10/24/2014 11:36 DKJOHN20.05 1

TOTAL RECOVERABLE METALS BY ICP

Barium (Ba) 0.018 mg/L EPA 200.7 10/27/2014 11:44 MHH71310.005 1

Beryllium (Be) < 0.005 mg/L EPA 200.7 10/27/2014 11:44 MHH71310.005 1

Boron (B) < 0.05 mg/L EPA 200.7 10/27/2014 11:44 MHH71310.05 1

Calcium (Ca) 0.103 mg/L EPA 200.7 10/27/2014 11:44B1 MHH71310.01 1

Chromium (Cr) < 0.005 mg/L EPA 200.7 10/27/2014 11:44 MHH71310.005 1

Copper (Cu) < 0.005 mg/L EPA 200.7 10/27/2014 11:44 MHH71310.005 1

Iron (Fe) 0.067 mg/L EPA 200.7 10/27/2014 11:44 MHH71310.01 1

Magnesium (Mg) 0.260 mg/L EPA 200.7 10/27/2014 11:44 MHH71310.005 1

Manganese (Mn) 0.024 mg/L EPA 200.7 10/27/2014 11:44 MHH71310.005 1

Nickel (Ni) < 0.005 mg/L EPA 200.7 10/27/2014 11:44 MHH71310.005 1

Potassium (K) 0.357 mg/L EPA 200.7 10/27/2014 11:44 MHH71310.1 1

Silver (Ag) < 0.005 mg/L EPA 200.7 10/27/2014 11:44 MHH71310.005 1

Sodium (Na) 1.83 mg/L EPA 200.7 10/27/2014 11:44 MHH71310.05 1

Zinc (Zn) 0.008 mg/L EPA 200.7 10/27/2014 11:44 MHH71310.005 1

TOTAL RECOVERABLE METALS BY ICP-MS

Antimony (Sb) < 1 ug/L EPA 200.8 10/31/2014 10:18 DJSULL11 1

Arsenic (As) < 1 ug/L EPA 200.8 10/31/2014 10:18 DJSULL11 1

Cadmium (Cd) < 1 ug/L EPA 200.8 10/31/2014 10:18 DJSULL11 1

Cobalt (Co) < 1 ug/L EPA 200.8 10/31/2014 10:18 DJSULL11 1

Lead (Pb) < 1 ug/L EPA 200.8 10/31/2014 10:18 DJSULL11 1

Selenium (Se) < 1 ug/L EPA 200.8 10/31/2014 10:18 DJSULL11 1

Thallium (Tl) Low Level < 0.2 ug/L EPA 200.8 10/31/2014 10:18 DJSULL10.2 1

Vanadium (V) < 1 ug/L EPA 200.8 10/31/2014 10:18 DJSULL11 1

TOTAL DISSOLVED SOLIDS

TDS < 25 mg/L SM2540C 10/22/2014 10:06 GHUTCHI25 1
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Certificate of Laboratory Analysis
This report shall not be reproduced, except in full.

Order # J14100008

2014028405

Collection Date: 20-Oct-14  2:35 PM

Site: MW-1  

Matrix: GW_RCRA

Analyte Analysis Date/TimeMethodUnits Qualifiers RDLResult

Sample #:

AnalystDF

VOLATILES - (Analysis Performed by Test America)

Benzene Complete Vendor Method V_T. America
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Certificate of Laboratory Analysis
This report shall not be reproduced, except in full.

Order # J14100008

2014028406

Collection Date: 20-Oct-14  10:30 AM

Site: MW-1D  

Matrix: GW_RCRA

Analyte Analysis Date/TimeMethodUnits Qualifiers RDLResult

Sample #:

AnalystDF

LOW LEVEL ALKALINITY (FIXED END POINT)

Alkalinity (mg/L CaCO3) 40 mg/L 
(CaCO3)

SM 2320B4d 10/22/2014 10:40 TJA70675 1

INORGANIC IONS BY IC

Chloride 8.2 mg/L EPA 300.0 10/21/2014 11:56 BGN90340.1 1

Fluoride 0.14 mg/L EPA 300.0 10/21/2014 11:56 BGN90340.1 1

Nitrate 8.3 mg/L EPA 300.0 10/21/2014 11:56 BGN90340.1 1

Nitrate as N 1.9 mg-N/L EPA 300.0 10/21/2014 11:56 BGN90340.023 1

Sulfate 1.1 mg/L EPA 300.0 10/21/2014 11:56 BGN90340.1 1

MERCURY (COLD VAPOR) IN WATER

Mercury (Hg) < 0.05 ug/L EPA 245.1 10/24/2014 11:34 DKJOHN20.05 1

TOTAL RECOVERABLE METALS BY ICP

Barium (Ba) < 0.005 mg/L EPA 200.7 10/27/2014 11:56 MHH71310.005 1

Beryllium (Be) < 0.005 mg/L EPA 200.7 10/27/2014 11:56 MHH71310.005 1

Boron (B) < 0.05 mg/L EPA 200.7 10/27/2014 11:56 MHH71310.05 1

Calcium (Ca) 5.95 mg/L EPA 200.7 10/27/2014 11:56B1 MHH71310.01 1

Chromium (Cr) < 0.005 mg/L EPA 200.7 10/27/2014 11:56 MHH71310.005 1

Copper (Cu) < 0.005 mg/L EPA 200.7 10/27/2014 11:56 MHH71310.005 1

Iron (Fe) 0.017 mg/L EPA 200.7 10/27/2014 11:56 MHH71310.01 1

Magnesium (Mg) 5.48 mg/L EPA 200.7 10/27/2014 11:56 MHH71310.005 1

Manganese (Mn) 0.009 mg/L EPA 200.7 10/27/2014 11:56 MHH71310.005 1

Nickel (Ni) < 0.005 mg/L EPA 200.7 10/27/2014 11:56 MHH71310.005 1

Potassium (K) 1.91 mg/L EPA 200.7 10/27/2014 11:56 MHH71310.1 1

Silver (Ag) < 0.005 mg/L EPA 200.7 10/27/2014 11:56 MHH71310.005 1

Sodium (Na) 10.8 mg/L EPA 200.7 10/27/2014 11:56 MHH71310.05 1

Zinc (Zn) < 0.005 mg/L EPA 200.7 10/27/2014 11:56 MHH71310.005 1

TOTAL RECOVERABLE METALS BY ICP-MS

Antimony (Sb) < 1 ug/L EPA 200.8 10/31/2014 10:30 DJSULL11 1

Arsenic (As) < 1 ug/L EPA 200.8 10/31/2014 10:30 DJSULL11 1

Cadmium (Cd) < 1 ug/L EPA 200.8 10/31/2014 10:30 DJSULL11 1

Cobalt (Co) < 1 ug/L EPA 200.8 10/31/2014 10:30 DJSULL11 1

Lead (Pb) < 1 ug/L EPA 200.8 10/31/2014 10:30 DJSULL11 1

Selenium (Se) < 1 ug/L EPA 200.8 10/31/2014 10:30 DJSULL11 1

Thallium (Tl) Low Level < 0.2 ug/L EPA 200.8 10/31/2014 10:30 DJSULL10.2 1

Vanadium (V) < 1 ug/L EPA 200.8 10/31/2014 10:30 DJSULL11 1

TOTAL DISSOLVED SOLIDS

TDS 89 mg/L SM2540C 10/22/2014 10:06 GHUTCHI25 1
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Certificate of Laboratory Analysis
This report shall not be reproduced, except in full.

Order # J14100008

2014028406

Collection Date: 20-Oct-14  10:30 AM

Site: MW-1D  

Matrix: GW_RCRA

Analyte Analysis Date/TimeMethodUnits Qualifiers RDLResult

Sample #:

AnalystDF

VOLATILES - (Analysis Performed by Test America)

Benzene Complete Vendor Method V_T. America
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Certificate of Laboratory Analysis
This report shall not be reproduced, except in full.

Order # J14100008

2014028408

Collection Date: 20-Oct-14  11:05 AM

Site: MW-3  

Matrix: GW_RCRA

Analyte Analysis Date/TimeMethodUnits Qualifiers RDLResult

Sample #:

AnalystDF

LOW LEVEL ALKALINITY (FIXED END POINT)

Alkalinity (mg/L CaCO3) 6.7 mg/L 
(CaCO3)

SM 2320B4d 10/22/2014 10:40 TJA70675 1

INORGANIC IONS BY IC

Chloride 10 mg/L EPA 300.0 10/21/2014 13:12 BGN90340.2 2

Fluoride < 0.1 mg/L EPA 300.0 10/21/2014 13:12 BGN90340.1 1

Nitrate < 0.1 mg/L EPA 300.0 10/21/2014 13:12 BGN90340.1 1

Nitrate as N < 0.023 mg-N/L EPA 300.0 10/21/2014 13:12 BGN90340.023 1

Sulfate 0.19 mg/L EPA 300.0 10/21/2014 13:12 BGN90340.1 1

MERCURY (COLD VAPOR) IN WATER

Mercury (Hg) < 0.05 ug/L EPA 245.1 10/24/2014 11:27 DKJOHN20.05 1

TOTAL RECOVERABLE METALS BY ICP

Barium (Ba) 0.057 mg/L EPA 200.7 10/27/2014 12:00 MHH71310.005 1

Beryllium (Be) < 0.005 mg/L EPA 200.7 10/27/2014 12:00 MHH71310.005 1

Boron (B) < 0.05 mg/L EPA 200.7 10/27/2014 12:00 MHH71310.05 1

Calcium (Ca) 3.88 mg/L EPA 200.7 10/27/2014 12:00B1 MHH71310.01 1

Chromium (Cr) < 0.005 mg/L EPA 200.7 10/27/2014 12:00 MHH71310.005 1

Copper (Cu) < 0.005 mg/L EPA 200.7 10/27/2014 12:00 MHH71310.005 1

Iron (Fe) 0.436 mg/L EPA 200.7 10/27/2014 12:00 MHH71310.01 1

Magnesium (Mg) 1.28 mg/L EPA 200.7 10/27/2014 12:00 MHH71310.005 1

Manganese (Mn) 0.010 mg/L EPA 200.7 10/27/2014 12:00 MHH71310.005 1

Nickel (Ni) < 0.005 mg/L EPA 200.7 10/27/2014 12:00 MHH71310.005 1

Potassium (K) 2.45 mg/L EPA 200.7 10/27/2014 12:00 MHH71310.1 1

Silver (Ag) < 0.005 mg/L EPA 200.7 10/27/2014 12:00 MHH71310.005 1

Sodium (Na) 3.06 mg/L EPA 200.7 10/27/2014 12:00 MHH71310.05 1

Zinc (Zn) 0.021 mg/L EPA 200.7 10/27/2014 12:00 MHH71310.005 1

TOTAL RECOVERABLE METALS BY ICP-MS

Antimony (Sb) < 1 ug/L EPA 200.8 10/31/2014 10:34 DJSULL11 1

Arsenic (As) < 1 ug/L EPA 200.8 10/31/2014 10:34 DJSULL11 1

Cadmium (Cd) < 1 ug/L EPA 200.8 10/31/2014 10:34 DJSULL11 1

Cobalt (Co) < 1 ug/L EPA 200.8 10/31/2014 10:34 DJSULL11 1

Lead (Pb) < 1 ug/L EPA 200.8 10/31/2014 10:34 DJSULL11 1

Selenium (Se) < 1 ug/L EPA 200.8 10/31/2014 10:34 DJSULL11 1

Thallium (Tl) Low Level < 0.2 ug/L EPA 200.8 10/31/2014 10:34 DJSULL10.2 1

Vanadium (V) < 1 ug/L EPA 200.8 10/31/2014 10:34 DJSULL11 1

TOTAL DISSOLVED SOLIDS

TDS 52 mg/L SM2540C 10/23/2014 11:07 GHUTCHI25 1
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Certificate of Laboratory Analysis
This report shall not be reproduced, except in full.

Order # J14100008

2014028408

Collection Date: 20-Oct-14  11:05 AM

Site: MW-3  

Matrix: GW_RCRA

Analyte Analysis Date/TimeMethodUnits Qualifiers RDLResult

Sample #:

AnalystDF

VOLATILES - (Analysis Performed by Test America)

Benzene Complete Vendor Method V_T. America
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Certificate of Laboratory Analysis
This report shall not be reproduced, except in full.

Order # J14100008

2014028409

Collection Date: 20-Oct-14  9:15 AM

Site: MW-4  

Matrix: GW_RCRA

Analyte Analysis Date/TimeMethodUnits Qualifiers RDLResult

Sample #:

AnalystDF

LOW LEVEL ALKALINITY (FIXED END POINT)

Alkalinity (mg/L CaCO3) 31 mg/L 
(CaCO3)

SM 2320B4d 10/22/2014 10:40 TJA70675 1

INORGANIC IONS BY IC

Chloride 2.5 mg/L EPA 300.0 10/21/2014 15:05 BGN90340.1 1

Fluoride < 0.1 mg/L EPA 300.0 10/21/2014 15:05 BGN90340.1 1

Nitrate 3.7 mg/L EPA 300.0 10/21/2014 15:05 BGN90340.1 1

Nitrate as N 0.83 mg-N/L EPA 300.0 10/21/2014 15:05 BGN90340.023 1

Sulfate 75 mg/L EPA 300.0 10/21/2014 15:05 BGN90341 10

MERCURY (COLD VAPOR) IN WATER

Mercury (Hg) < 0.05 ug/L EPA 245.1 10/24/2014 11:39 DKJOHN20.05 1

TOTAL RECOVERABLE METALS BY ICP

Barium (Ba) < 0.005 mg/L EPA 200.7 10/27/2014 12:04 MHH71310.005 1

Beryllium (Be) < 0.005 mg/L EPA 200.7 10/27/2014 12:04 MHH71310.005 1

Boron (B) 0.612 mg/L EPA 200.7 10/27/2014 12:04 MHH71310.05 1

Calcium (Ca) 21.2 mg/L EPA 200.7 10/27/2014 12:04B1 MHH71310.1 10

Chromium (Cr) 0.013 mg/L EPA 200.7 10/27/2014 12:04 MHH71310.005 1

Copper (Cu) < 0.005 mg/L EPA 200.7 10/27/2014 12:04 MHH71310.005 1

Iron (Fe) 0.374 mg/L EPA 200.7 10/27/2014 12:04 MHH71310.01 1

Magnesium (Mg) 12.1 mg/L EPA 200.7 10/27/2014 12:04 MHH71310.005 1

Manganese (Mn) 0.006 mg/L EPA 200.7 10/27/2014 12:04 MHH71310.005 1

Nickel (Ni) < 0.005 mg/L EPA 200.7 10/27/2014 12:04 MHH71310.005 1

Potassium (K) 1.15 mg/L EPA 200.7 10/27/2014 12:04 MHH71310.1 1

Silver (Ag) < 0.005 mg/L EPA 200.7 10/27/2014 12:04 MHH71310.005 1

Sodium (Na) 7.68 mg/L EPA 200.7 10/27/2014 12:04 MHH71310.05 1

Zinc (Zn) 0.046 mg/L EPA 200.7 10/27/2014 12:04 MHH71310.005 1

TOTAL RECOVERABLE METALS BY ICP-MS

Antimony (Sb) < 1 ug/L EPA 200.8 10/31/2014 10:38 DJSULL11 1

Arsenic (As) < 1 ug/L EPA 200.8 10/31/2014 10:38 DJSULL11 1

Cadmium (Cd) < 1 ug/L EPA 200.8 10/31/2014 10:38 DJSULL11 1

Cobalt (Co) < 1 ug/L EPA 200.8 10/31/2014 10:38 DJSULL11 1

Lead (Pb) < 1 ug/L EPA 200.8 10/31/2014 10:38 DJSULL11 1

Selenium (Se) 16.7 ug/L EPA 200.8 10/31/2014 10:38 DJSULL11 1

Thallium (Tl) Low Level < 0.2 ug/L EPA 200.8 10/31/2014 10:38 DJSULL10.2 1

Vanadium (V) 2.74 ug/L EPA 200.8 10/31/2014 10:38 DJSULL11 1

TOTAL DISSOLVED SOLIDS

TDS 180 mg/L SM2540C 10/23/2014 11:07 GHUTCHI25 1
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Certificate of Laboratory Analysis
This report shall not be reproduced, except in full.

Order # J14100008

2014028409

Collection Date: 20-Oct-14  9:15 AM

Site: MW-4  

Matrix: GW_RCRA

Analyte Analysis Date/TimeMethodUnits Qualifiers RDLResult

Sample #:

AnalystDF

VOLATILES - (Analysis Performed by Test America)

Benzene Complete Vendor Method V_T. America
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Certificate of Laboratory Analysis
This report shall not be reproduced, except in full.

Order # J14100008

2014028410

Collection Date: 20-Oct-14  3:00 PM

Site: MW-5  

Matrix: GW_RCRA

Analyte Analysis Date/TimeMethodUnits Qualifiers RDLResult

Sample #:

AnalystDF

LOW LEVEL ALKALINITY (FIXED END POINT)

Alkalinity (mg/L CaCO3) 6.9 mg/L 
(CaCO3)

SM 2320B4d 10/22/2014 10:40 TJA70675 1

INORGANIC IONS BY IC

Chloride 2.0 mg/L EPA 300.0 10/21/2014 12:15 BGN90340.1 1

Fluoride < 0.1 mg/L EPA 300.0 10/21/2014 12:15 BGN90340.1 1

Nitrate 3.0 mg/L EPA 300.0 10/21/2014 12:15 BGN90340.1 1

Nitrate as N 0.68 mg-N/L EPA 300.0 10/21/2014 12:15 BGN90340.023 1

Sulfate 0.10 mg/L EPA 300.0 10/21/2014 12:15 BGN90340.1 1

MERCURY (COLD VAPOR) IN WATER

Mercury (Hg) < 0.05 ug/L EPA 245.1 10/24/2014 11:41 DKJOHN20.05 1

TOTAL RECOVERABLE METALS BY ICP

Barium (Ba) 0.040 mg/L EPA 200.7 10/27/2014 12:08 MHH71310.005 1

Beryllium (Be) < 0.005 mg/L EPA 200.7 10/27/2014 12:08 MHH71310.005 1

Boron (B) < 0.05 mg/L EPA 200.7 10/27/2014 12:08 MHH71310.05 1

Calcium (Ca) 1.61 mg/L EPA 200.7 10/27/2014 12:08B1 MHH71310.01 1

Chromium (Cr) < 0.005 mg/L EPA 200.7 10/27/2014 12:08 MHH71310.005 1

Copper (Cu) 0.102 mg/L EPA 200.7 10/27/2014 12:08 MHH71310.005 1

Iron (Fe) 1.32 mg/L EPA 200.7 10/27/2014 12:08 MHH71310.01 1

Magnesium (Mg) 0.825 mg/L EPA 200.7 10/27/2014 12:08 MHH71310.005 1

Manganese (Mn) 0.032 mg/L EPA 200.7 10/27/2014 12:08 MHH71310.005 1

Nickel (Ni) < 0.005 mg/L EPA 200.7 10/27/2014 12:08 MHH71310.005 1

Potassium (K) 2.84 mg/L EPA 200.7 10/27/2014 12:08 MHH71310.1 1

Silver (Ag) < 0.005 mg/L EPA 200.7 10/27/2014 12:08 MHH71310.005 1

Sodium (Na) 3.69 mg/L EPA 200.7 10/27/2014 12:08 MHH71310.05 1

Zinc (Zn) 0.065 mg/L EPA 200.7 10/27/2014 12:08 MHH71310.005 1

TOTAL RECOVERABLE METALS BY ICP-MS

Antimony (Sb) < 1 ug/L EPA 200.8 10/31/2014 10:43 DJSULL11 1

Arsenic (As) 2.02 ug/L EPA 200.8 10/31/2014 10:43 DJSULL11 1

Cadmium (Cd) < 1 ug/L EPA 200.8 10/31/2014 10:43 DJSULL11 1

Cobalt (Co) < 1 ug/L EPA 200.8 10/31/2014 10:43 DJSULL11 1

Lead (Pb) 14.5 ug/L EPA 200.8 10/31/2014 10:43 DJSULL11 1

Selenium (Se) < 1 ug/L EPA 200.8 10/31/2014 10:43 DJSULL11 1

Thallium (Tl) Low Level < 0.2 ug/L EPA 200.8 10/31/2014 10:43 DJSULL10.2 1

Vanadium (V) 2.72 ug/L EPA 200.8 10/31/2014 10:43 DJSULL11 1

TOTAL DISSOLVED SOLIDS

TDS 44 mg/L SM2540C 10/23/2014 11:07 GHUTCHI25 1
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Certificate of Laboratory Analysis
This report shall not be reproduced, except in full.

Order # J14100008

2014028410

Collection Date: 20-Oct-14  3:00 PM

Site: MW-5  

Matrix: GW_RCRA

Analyte Analysis Date/TimeMethodUnits Qualifiers RDLResult

Sample #:

AnalystDF

VOLATILES - (Analysis Performed by Test America)

Benzene Complete Vendor Method V_T. America
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Certificate of Laboratory Analysis
This report shall not be reproduced, except in full.

Order # J14100008

2014028411

Collection Date: 20-Oct-14  12:30 PM

Site: MW-6  

Matrix: GW_RCRA

Analyte Analysis Date/TimeMethodUnits Qualifiers RDLResult

Sample #:

AnalystDF

LOW LEVEL ALKALINITY (FIXED END POINT)

Alkalinity (mg/L CaCO3) < 5 mg/L 
(CaCO3)

SM 2320B4d 10/22/2014 10:40 TJA70675 1

INORGANIC IONS BY IC

Chloride 8.6 mg/L EPA 300.0 10/21/2014 12:34 BGN90340.1 1

Fluoride < 0.1 mg/L EPA 300.0 10/21/2014 12:34 BGN90340.1 1

Nitrate < 0.1 mg/L EPA 300.0 10/21/2014 12:34 BGN90340.1 1

Nitrate as N < 0.023 mg-N/L EPA 300.0 10/21/2014 12:34 BGN90340.023 1

Sulfate < 0.1 mg/L EPA 300.0 10/21/2014 12:34 BGN90340.1 1

MERCURY (COLD VAPOR) IN WATER

Mercury (Hg) < 0.05 ug/L EPA 245.1 10/24/2014 11:43 DKJOHN20.05 1

TOTAL RECOVERABLE METALS BY ICP

Barium (Ba) 0.056 mg/L EPA 200.7 10/27/2014 12:12 MHH71310.005 1

Beryllium (Be) < 0.005 mg/L EPA 200.7 10/27/2014 12:12 MHH71310.005 1

Boron (B) < 0.05 mg/L EPA 200.7 10/27/2014 12:12 MHH71310.05 1

Calcium (Ca) 1.57 mg/L EPA 200.7 10/27/2014 12:12B1 MHH71310.01 1

Chromium (Cr) < 0.005 mg/L EPA 200.7 10/27/2014 12:12 MHH71310.005 1

Copper (Cu) < 0.005 mg/L EPA 200.7 10/27/2014 12:12 MHH71310.005 1

Iron (Fe) 0.122 mg/L EPA 200.7 10/27/2014 12:12 MHH71310.01 1

Magnesium (Mg) 0.729 mg/L EPA 200.7 10/27/2014 12:12 MHH71310.1 20

Manganese (Mn) < 0.005 mg/L EPA 200.7 10/27/2014 12:12 MHH71310.005 1

Nickel (Ni) < 0.005 mg/L EPA 200.7 10/27/2014 12:12 MHH71310.005 1

Potassium (K) 0.693 mg/L EPA 200.7 10/27/2014 12:12 MHH71310.1 1

Silver (Ag) < 0.005 mg/L EPA 200.7 10/27/2014 12:12 MHH71310.005 1

Sodium (Na) 7.76 mg/L EPA 200.7 10/27/2014 12:12 MHH71310.05 1

Zinc (Zn) 0.007 mg/L EPA 200.7 10/27/2014 12:12 MHH71310.005 1

TOTAL RECOVERABLE METALS BY ICP-MS

Antimony (Sb) < 1 ug/L EPA 200.8 10/31/2014 10:47 DJSULL11 1

Arsenic (As) < 1 ug/L EPA 200.8 10/31/2014 10:47 DJSULL11 1

Cadmium (Cd) < 1 ug/L EPA 200.8 10/31/2014 10:47 DJSULL11 1

Cobalt (Co) < 1 ug/L EPA 200.8 10/31/2014 10:47 DJSULL11 1

Lead (Pb) < 1 ug/L EPA 200.8 10/31/2014 10:47 DJSULL11 1

Selenium (Se) < 1 ug/L EPA 200.8 10/31/2014 10:47 DJSULL11 1

Thallium (Tl) Low Level < 0.2 ug/L EPA 200.8 10/31/2014 10:47 DJSULL10.2 1

Vanadium (V) < 1 ug/L EPA 200.8 10/31/2014 10:47 DJSULL11 1

TOTAL DISSOLVED SOLIDS

TDS 54 mg/L SM2540C 10/23/2014 11:07 GHUTCHI25 1

15 of 106



Certificate of Laboratory Analysis
This report shall not be reproduced, except in full.

Order # J14100008

2014028411

Collection Date: 20-Oct-14  12:30 PM

Site: MW-6  

Matrix: GW_RCRA

Analyte Analysis Date/TimeMethodUnits Qualifiers RDLResult

Sample #:

AnalystDF

VOLATILES - (Analysis Performed by Test America)

Benzene Complete Vendor Method V_T. America
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Certificate of Laboratory Analysis
This report shall not be reproduced, except in full.

Order # J14100008

2014028412

Collection Date: 20-Oct-14  8:45 AM

Site: MW-7  

Matrix: GW_RCRA

Analyte Analysis Date/TimeMethodUnits Qualifiers RDLResult

Sample #:

AnalystDF

LOW LEVEL ALKALINITY (FIXED END POINT)

Alkalinity (mg/L CaCO3) 7.3 mg/L 
(CaCO3)

SM 2320B4d 10/22/2014 10:40 TJA70675 1

INORGANIC IONS BY IC

Chloride 9.7 mg/L EPA 300.0 10/21/2014 16:21 BGN90340.5 5

Fluoride < 0.1 mg/L EPA 300.0 10/21/2014 16:21 BGN90340.1 1

Nitrate 25 mg/L EPA 300.0 10/21/2014 16:21 BGN90340.5 5

Nitrate as N 5.6 mg-N/L EPA 300.0 10/21/2014 16:21 BGN90340.023 1

Sulfate 190 mg/L EPA 300.0 10/21/2014 16:21 BGN90342.5 25

MERCURY (COLD VAPOR) IN WATER

Mercury (Hg) < 0.05 ug/L EPA 245.1 10/24/2014 11:46 DKJOHN20.05 1

TOTAL RECOVERABLE METALS BY ICP

Barium (Ba) 0.039 mg/L EPA 200.7 10/27/2014 12:16 MHH71310.005 1

Beryllium (Be) < 0.005 mg/L EPA 200.7 10/27/2014 12:16 MHH71310.005 1

Boron (B) 3.63 mg/L EPA 200.7 10/27/2014 12:16 MHH71310.05 1

Calcium (Ca) 44.5 mg/L EPA 200.7 10/27/2014 12:16B1 MHH71310.1 10

Chromium (Cr) < 0.005 mg/L EPA 200.7 10/27/2014 12:16 MHH71310.005 1

Copper (Cu) < 0.005 mg/L EPA 200.7 10/27/2014 12:16 MHH71310.005 1

Iron (Fe) 1.91 mg/L EPA 200.7 10/27/2014 12:16 MHH71310.01 1

Magnesium (Mg) 21.1 mg/L EPA 200.7 10/27/2014 12:16 MHH71310.05 10

Manganese (Mn) 0.049 mg/L EPA 200.7 10/27/2014 12:16 MHH71310.005 1

Nickel (Ni) < 0.005 mg/L EPA 200.7 10/27/2014 12:16 MHH71310.005 1

Potassium (K) 3.42 mg/L EPA 200.7 10/27/2014 12:16 MHH71310.1 1

Silver (Ag) < 0.005 mg/L EPA 200.7 10/27/2014 12:16 MHH71310.005 1

Sodium (Na) 19.2 mg/L EPA 200.7 10/27/2014 12:16 MHH71310.05 1

Zinc (Zn) 0.019 mg/L EPA 200.7 10/27/2014 12:16 MHH71310.005 1

TOTAL RECOVERABLE METALS BY ICP-MS

Antimony (Sb) < 1 ug/L EPA 200.8 10/31/2014 10:51 DJSULL11 1

Arsenic (As) < 1 ug/L EPA 200.8 10/31/2014 10:51 DJSULL11 1

Cadmium (Cd) < 1 ug/L EPA 200.8 10/31/2014 10:51 DJSULL11 1

Cobalt (Co) < 1 ug/L EPA 200.8 10/31/2014 10:51 DJSULL11 1

Lead (Pb) 1.01 ug/L EPA 200.8 10/31/2014 10:51 DJSULL11 1

Selenium (Se) 32.7 ug/L EPA 200.8 10/31/2014 10:51 DJSULL11 1

Thallium (Tl) Low Level < 0.2 ug/L EPA 200.8 10/31/2014 10:51 DJSULL10.2 1

Vanadium (V) 1.85 ug/L EPA 200.8 10/31/2014 10:51 DJSULL11 1

TOTAL DISSOLVED SOLIDS

TDS 390 mg/L SM2540C 10/23/2014 11:07 GHUTCHI25 1

Page 17 of 47



Certificate of Laboratory Analysis
This report shall not be reproduced, except in full.

Order # J14100008

2014028412

Collection Date: 20-Oct-14  8:45 AM

Site: MW-7  

Matrix: GW_RCRA

Analyte Analysis Date/TimeMethodUnits Qualifiers RDLResult

Sample #:

AnalystDF

VOLATILES - (Analysis Performed by Test America)

Benzene Complete Vendor Method V_T. America
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Certificate of Laboratory Analysis
This report shall not be reproduced, except in full.

Order # J14100008

2014028413

Collection Date: 20-Oct-14  10:45 AM

Site: MW2-7  

Matrix: GW_RCRA

Analyte Analysis Date/TimeMethodUnits Qualifiers RDLResult

Sample #:

AnalystDF

LOW LEVEL ALKALINITY (FIXED END POINT)

Alkalinity (mg/L CaCO3) 15 mg/L 
(CaCO3)

SM 2320B4d 10/22/2014 10:40 TJA70675 1

INORGANIC IONS BY IC

Chloride 13 mg/L EPA 300.0 10/21/2014 16:40 BGN90341 10

Fluoride < 1 mg/L EPA 300.0 10/21/2014 16:40 BGN90341 10

Nitrate 180 mg/L EPA 300.0 10/21/2014 16:40 BGN90342 20

Nitrate as N 41 mg-N/L EPA 300.0 10/21/2014 16:40 BGN90340.023 1

Sulfate 1100 mg/L EPA 300.0 10/21/2014 16:40 BGN903420 200

MERCURY (COLD VAPOR) IN WATER

Mercury (Hg) 0.17 ug/L EPA 245.1 10/24/2014 11:48 DKJOHN20.05 1

TOTAL RECOVERABLE METALS BY ICP

Barium (Ba) 0.032 mg/L EPA 200.7 10/27/2014 12:20 MHH71310.005 1

Beryllium (Be) < 0.005 mg/L EPA 200.7 10/27/2014 12:20 MHH71310.005 1

Boron (B) 22.1 mg/L EPA 200.7 10/27/2014 12:20 MHH71310.5 10

Calcium (Ca) 260 mg/L EPA 200.7 10/27/2014 12:20B1 MHH71310.2 20

Chromium (Cr) < 0.005 mg/L EPA 200.7 10/27/2014 12:20 MHH71310.005 1

Copper (Cu) < 0.005 mg/L EPA 200.7 10/27/2014 12:20 MHH71310.005 1

Iron (Fe) 0.099 mg/L EPA 200.7 10/27/2014 12:20 MHH71310.01 1

Magnesium (Mg) 128 mg/L EPA 200.7 10/27/2014 12:20 MHH71310.1 20

Manganese (Mn) 0.418 mg/L EPA 200.7 10/27/2014 12:20 MHH71310.005 1

Nickel (Ni) 0.014 mg/L EPA 200.7 10/27/2014 12:20 MHH71310.005 1

Potassium (K) 4.08 mg/L EPA 200.7 10/27/2014 12:20 MHH71310.1 1

Silver (Ag) < 0.005 mg/L EPA 200.7 10/27/2014 12:20 MHH71310.005 1

Sodium (Na) 73.2 mg/L EPA 200.7 10/27/2014 12:20 MHH71311 20

Zinc (Zn) 0.018 mg/L EPA 200.7 10/27/2014 12:20 MHH71310.005 1

TOTAL RECOVERABLE METALS BY ICP-MS

Antimony (Sb) < 1 ug/L EPA 200.8 10/31/2014 10:55 DJSULL11 1

Arsenic (As) < 1 ug/L EPA 200.8 10/31/2014 10:55 DJSULL11 1

Cadmium (Cd) < 1 ug/L EPA 200.8 10/31/2014 10:55 DJSULL11 1

Cobalt (Co) < 1 ug/L EPA 200.8 10/31/2014 10:55 DJSULL11 1

Lead (Pb) < 1 ug/L EPA 200.8 10/31/2014 10:55 DJSULL11 1

Selenium (Se) 178 ug/L EPA 200.8 10/31/2014 10:55 DJSULL11 1

Thallium (Tl) Low Level < 0.2 ug/L EPA 200.8 10/31/2014 10:55 DJSULL10.2 1

Vanadium (V) < 1 ug/L EPA 200.8 10/31/2014 10:55 DJSULL11 1

TOTAL DISSOLVED SOLIDS

TDS 1900 mg/L SM2540C 10/23/2014 11:07 GHUTCHI25 1
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Certificate of Laboratory Analysis
This report shall not be reproduced, except in full.

Order # J14100008

2014028413

Collection Date: 20-Oct-14  10:45 AM

Site: MW2-7  

Matrix: GW_RCRA

Analyte Analysis Date/TimeMethodUnits Qualifiers RDLResult

Sample #:

AnalystDF

VOLATILES - (Analysis Performed by Test America)

Benzene Complete Vendor Method V_T. America
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Certificate of Laboratory Analysis
This report shall not be reproduced, except in full.

Order # J14100008

2014028414

Collection Date: 20-Oct-14  1:00 PM

Site: MW2-9  

Matrix: GW_RCRA

Analyte Analysis Date/TimeMethodUnits Qualifiers RDLResult

Sample #:

AnalystDF

ALKALINITY (FIXED END POINT 4.5)

Alkalinity (mg/L CaCO3) 77 mg/L 
(CaCO3)

SM2320B 10/24/2014 10:51 TJA706720 1

INORGANIC IONS BY IC

Chloride 8.4 mg/L EPA 300.0 10/21/2014 15:24 BGN90340.1 1

Fluoride 0.12 mg/L EPA 300.0 10/21/2014 15:24 BGN90340.1 1

Nitrate 0.33 mg/L EPA 300.0 10/21/2014 15:24 BGN90340.1 1

Nitrate as N 0.07 mg-N/L EPA 300.0 10/21/2014 15:24 BGN90340.023 1

Sulfate 92 mg/L EPA 300.0 10/21/2014 15:24 BGN90341 10

MERCURY (COLD VAPOR) IN WATER

Mercury (Hg) < 0.05 ug/L EPA 245.1 10/24/2014 11:50 DKJOHN20.05 1

TOTAL RECOVERABLE METALS BY ICP

Barium (Ba) 0.084 mg/L EPA 200.7 10/27/2014 12:25 MHH71310.005 1

Beryllium (Be) < 0.005 mg/L EPA 200.7 10/27/2014 12:25 MHH71310.005 1

Boron (B) 1.73 mg/L EPA 200.7 10/27/2014 12:25 MHH71310.05 1

Calcium (Ca) 32.3 mg/L EPA 200.7 10/27/2014 12:25B1 MHH71310.1 10

Chromium (Cr) 0.013 mg/L EPA 200.7 10/27/2014 12:25 MHH71310.005 1

Copper (Cu) < 0.005 mg/L EPA 200.7 10/27/2014 12:25 MHH71310.005 1

Iron (Fe) 2.92 mg/L EPA 200.7 10/27/2014 12:25 MHH71310.01 1

Magnesium (Mg) 15.7 mg/L EPA 200.7 10/27/2014 12:25 MHH71310.005 1

Manganese (Mn) 0.880 mg/L EPA 200.7 10/27/2014 12:25 MHH71310.005 1

Nickel (Ni) 0.013 mg/L EPA 200.7 10/27/2014 12:25 MHH71310.005 1

Potassium (K) 5.21 mg/L EPA 200.7 10/27/2014 12:25 MHH71310.1 1

Silver (Ag) < 0.005 mg/L EPA 200.7 10/27/2014 12:25 MHH71310.005 1

Sodium (Na) 18.7 mg/L EPA 200.7 10/27/2014 12:25 MHH71310.05 1

Zinc (Zn) 0.012 mg/L EPA 200.7 10/27/2014 12:25 MHH71310.005 1

TOTAL RECOVERABLE METALS BY ICP-MS

Antimony (Sb) 1.12 ug/L EPA 200.8 10/31/2014 10:59 DJSULL11 1

Arsenic (As) < 1 ug/L EPA 200.8 10/31/2014 10:59 DJSULL11 1

Cadmium (Cd) < 1 ug/L EPA 200.8 10/31/2014 10:59 DJSULL11 1

Cobalt (Co) 3.08 ug/L EPA 200.8 10/31/2014 10:59 DJSULL11 1

Lead (Pb) < 1 ug/L EPA 200.8 10/31/2014 10:59 DJSULL11 1

Selenium (Se) 2.93 ug/L EPA 200.8 10/31/2014 10:59 DJSULL11 1

Thallium (Tl) Low Level < 0.2 ug/L EPA 200.8 10/31/2014 10:59 DJSULL10.2 1

Vanadium (V) 1.44 ug/L EPA 200.8 10/31/2014 10:59 DJSULL11 1

TOTAL DISSOLVED SOLIDS

TDS 240 mg/L SM2540C 10/23/2014 11:07 GHUTCHI125 1

Page 21 of 47



Certificate of Laboratory Analysis
This report shall not be reproduced, except in full.

Order # J14100008

2014028414

Collection Date: 20-Oct-14  1:00 PM

Site: MW2-9  

Matrix: GW_RCRA

Analyte Analysis Date/TimeMethodUnits Qualifiers RDLResult

Sample #:

AnalystDF

VOLATILES - (Analysis Performed by Test America)

Benzene Complete Vendor Method V_T. America
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Certificate of Laboratory Analysis
This report shall not be reproduced, except in full.

Order # J14100008

2014028415

Collection Date: 20-Oct-14  11:30 AM

Site: OB-4  

Matrix: GW_RCRA

Analyte Analysis Date/TimeMethodUnits Qualifiers RDLResult

Sample #:

AnalystDF

ALKALINITY (FIXED END POINT 4.5)

Alkalinity (mg/L CaCO3) 170 mg/L 
(CaCO3)

SM2320B 10/24/2014 10:51 TJA706720 1

INORGANIC IONS BY IC

Chloride 8.7 mg/L EPA 300.0 10/21/2014 16:59 BGN90341 10

Fluoride < 1 mg/L EPA 300.0 10/21/2014 16:59 BGN90341 10

Nitrate < 1 mg/L EPA 300.0 10/21/2014 16:59 BGN90341 10

Nitrate as N 0.08 mg-N/L EPA 300.0 10/21/2014 16:59 BGN90340.023 1

Sulfate 1400 mg/L EPA 300.0 10/21/2014 16:59 BGN903450 500

MERCURY (COLD VAPOR) IN WATER

Mercury (Hg) < 0.05 ug/L EPA 245.1 10/24/2014 11:53 DKJOHN20.05 1

TOTAL RECOVERABLE METALS BY ICP

Barium (Ba) 0.039 mg/L EPA 200.7 10/27/2014 12:29 MHH71310.005 1

Beryllium (Be) < 0.005 mg/L EPA 200.7 10/27/2014 12:29 MHH71310.005 1

Boron (B) 21.5 mg/L EPA 200.7 10/27/2014 12:29 MHH71312.5 50

Calcium (Ca) 522 mg/L EPA 200.7 10/27/2014 12:29B1 MHH71310.5 50

Chromium (Cr) < 0.005 mg/L EPA 200.7 10/27/2014 12:29 MHH71310.005 1

Copper (Cu) < 0.005 mg/L EPA 200.7 10/27/2014 12:29 MHH71310.005 1

Iron (Fe) 0.419 mg/L EPA 200.7 10/27/2014 12:29 MHH71310.01 1

Magnesium (Mg) 55.4 mg/L EPA 200.7 10/27/2014 12:29 MHH71310.25 50

Manganese (Mn) 3.41 mg/L EPA 200.7 10/27/2014 12:29 MHH71310.005 1

Nickel (Ni) < 0.005 mg/L EPA 200.7 10/27/2014 12:29 MHH71310.005 1

Potassium (K) 57.7 mg/L EPA 200.7 10/27/2014 12:29 MHH71315 50

Silver (Ag) < 0.005 mg/L EPA 200.7 10/27/2014 12:29 MHH71310.005 1

Sodium (Na) 20.0 mg/L EPA 200.7 10/27/2014 12:29 MHH71312.5 50

Zinc (Zn) 0.007 mg/L EPA 200.7 10/27/2014 12:29 MHH71310.005 1

TOTAL RECOVERABLE METALS BY ICP-MS

Antimony (Sb) 9.69 ug/L EPA 200.8 10/31/2014 11:03 DJSULL11 1

Arsenic (As) 30.9 ug/L EPA 200.8 10/31/2014 11:03 DJSULL11 1

Cadmium (Cd) < 1 ug/L EPA 200.8 10/31/2014 11:03 DJSULL11 1

Cobalt (Co) 1.45 ug/L EPA 200.8 10/31/2014 11:03 DJSULL11 1

Lead (Pb) < 1 ug/L EPA 200.8 10/31/2014 11:03 DJSULL11 1

Selenium (Se) 42.8 ug/L EPA 200.8 10/31/2014 11:03 DJSULL11 1

Thallium (Tl) Low Level 10.9 ug/L EPA 200.8 10/31/2014 11:03 DJSULL10.2 1

Vanadium (V) 129 ug/L EPA 200.8 10/31/2014 11:03 DJSULL11 1

TOTAL DISSOLVED SOLIDS

TDS 1900 mg/L SM2540C 10/23/2014 11:07 GHUTCHI25 1
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Certificate of Laboratory Analysis
This report shall not be reproduced, except in full.

Order # J14100008

2014028415

Collection Date: 20-Oct-14  11:30 AM

Site: OB-4  

Matrix: GW_RCRA

Analyte Analysis Date/TimeMethodUnits Qualifiers RDLResult

Sample #:

AnalystDF

VOLATILES - (Analysis Performed by Test America)

Benzene Complete Vendor Method V_T. America
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Certificate of Laboratory Analysis
This report shall not be reproduced, except in full.

Order # J14100008

2014028416

Collection Date: 20-Oct-14  7:55 AM

Site: OB-5  

Matrix: GW_RCRA

Analyte Analysis Date/TimeMethodUnits Qualifiers RDLResult

Sample #:

AnalystDF

LOW LEVEL ALKALINITY (FIXED END POINT)

Alkalinity (mg/L CaCO3) < 5 mg/L 
(CaCO3)

SM 2320B4d 10/22/2014 10:40 TJA70675 1

INORGANIC IONS BY IC

Chloride 3.4 mg/L EPA 300.0 10/21/2014 18:33 BGN90340.1 1

Fluoride < 0.1 mg/L EPA 300.0 10/21/2014 18:33 BGN90340.1 1

Nitrate < 0.1 mg/L EPA 300.0 10/21/2014 18:33 BGN90340.1 1

Nitrate as N < 0.023 mg-N/L EPA 300.0 10/21/2014 18:33 BGN90340.023 1

Sulfate 0.15 mg/L EPA 300.0 10/21/2014 18:33 BGN90340.1 1

MERCURY (COLD VAPOR) IN WATER

Mercury (Hg) < 0.05 ug/L EPA 245.1 10/24/2014 12:12 DKJOHN20.05 1

TOTAL RECOVERABLE METALS BY ICP

Barium (Ba) 0.112 mg/L EPA 200.7 10/27/2014 13:24 MHH71310.005 1

Beryllium (Be) < 0.005 mg/L EPA 200.7 10/27/2014 13:24 MHH71310.005 1

Boron (B) < 0.05 mg/L EPA 200.7 10/27/2014 13:24 MHH71310.05 1

Calcium (Ca) 1.08 mg/L EPA 200.7 10/27/2014 13:24B1 MHH71310.01 1

Chromium (Cr) < 0.005 mg/L EPA 200.7 10/27/2014 13:24 MHH71310.005 1

Copper (Cu) < 0.005 mg/L EPA 200.7 10/27/2014 13:24 MHH71310.005 1

Iron (Fe) 0.314 mg/L EPA 200.7 10/27/2014 13:24 MHH71310.01 1

Magnesium (Mg) 0.573 mg/L EPA 200.7 10/27/2014 13:24 MHH71310.005 1

Manganese (Mn) 0.010 mg/L EPA 200.7 10/27/2014 13:24 MHH71310.005 1

Nickel (Ni) < 0.005 mg/L EPA 200.7 10/27/2014 13:24 MHH71310.005 1

Potassium (K) 2.68 mg/L EPA 200.7 10/27/2014 13:24 MHH71310.1 1

Silver (Ag) < 0.005 mg/L EPA 200.7 10/27/2014 13:24 MHH71310.005 1

Sodium (Na) 1.80 mg/L EPA 200.7 10/27/2014 13:24 MHH71310.05 1

Zinc (Zn) 0.008 mg/L EPA 200.7 10/27/2014 13:24 MHH71310.005 1

TOTAL RECOVERABLE METALS BY ICP-MS

Antimony (Sb) < 1 ug/L EPA 200.8 10/31/2014 11:19 DJSULL11 1

Arsenic (As) < 1 ug/L EPA 200.8 10/31/2014 11:19 DJSULL11 1

Cadmium (Cd) < 1 ug/L EPA 200.8 10/31/2014 11:19 DJSULL11 1

Cobalt (Co) < 1 ug/L EPA 200.8 10/31/2014 11:19 DJSULL11 1

Lead (Pb) < 1 ug/L EPA 200.8 10/31/2014 11:19 DJSULL11 1

Selenium (Se) < 1 ug/L EPA 200.8 10/31/2014 11:19 DJSULL11 1

Thallium (Tl) Low Level < 0.2 ug/L EPA 200.8 10/31/2014 11:19 DJSULL10.2 1

Vanadium (V) < 1 ug/L EPA 200.8 10/31/2014 11:19 DJSULL11 1

TOTAL DISSOLVED SOLIDS

TDS 34 mg/L SM2540C 10/23/2014 11:07 GHUTCHI25 1

Page 25 of 47



Certificate of Laboratory Analysis
This report shall not be reproduced, except in full.

Order # J14100008

2014028416

Collection Date: 20-Oct-14  7:55 AM

Site: OB-5  

Matrix: GW_RCRA

Analyte Analysis Date/TimeMethodUnits Qualifiers RDLResult

Sample #:

AnalystDF

VOLATILES - (Analysis Performed by Test America)

Benzene Complete Vendor Method V_T. America
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Certificate of Laboratory Analysis
This report shall not be reproduced, except in full.

Order # J14100008

2014028417

Collection Date: 20-Oct-14  12:10 PM

Site: OB-9  

Matrix: GW_RCRA

Analyte Analysis Date/TimeMethodUnits Qualifiers RDLResult

Sample #:

AnalystDF

LOW LEVEL ALKALINITY (FIXED END POINT)

Alkalinity (mg/L CaCO3) 6.6 mg/L 
(CaCO3)

SM 2320B4d 10/22/2014 10:40 TJA70675 1

INORGANIC IONS BY IC

Chloride 11 mg/L EPA 300.0 10/21/2014 21:04 BGN90341 10

Fluoride < 1 mg/L EPA 300.0 10/21/2014 21:04 BGN90341 10

Nitrate 24 mg/L EPA 300.0 10/21/2014 21:04 BGN90341 10

Nitrate as N 5.4 mg-N/L EPA 300.0 10/21/2014 21:04 BGN90340.023 1

Sulfate 1100 mg/L EPA 300.0 10/21/2014 21:04 BGN903420 200

MERCURY (COLD VAPOR) IN WATER

Mercury (Hg) 0.15 ug/L EPA 245.1 10/24/2014 12:07 DKJOHN20.05 1

TOTAL RECOVERABLE METALS BY ICP

Barium (Ba) 0.016 mg/L EPA 200.7 10/27/2014 13:28 MHH71310.005 1

Beryllium (Be) < 0.005 mg/L EPA 200.7 10/27/2014 13:28 MHH71310.005 1

Boron (B) 30.1 mg/L EPA 200.7 10/27/2014 13:28 MHH71311 20

Calcium (Ca) 233 mg/L EPA 200.7 10/27/2014 13:28B1 MHH71310.2 20

Chromium (Cr) < 0.005 mg/L EPA 200.7 10/27/2014 13:28 MHH71310.005 1

Copper (Cu) < 0.005 mg/L EPA 200.7 10/27/2014 13:28 MHH71310.005 1

Iron (Fe) < 0.01 mg/L EPA 200.7 10/27/2014 13:28 MHH71310.01 1

Magnesium (Mg) 102 mg/L EPA 200.7 10/27/2014 13:28 MHH71310.1 20

Manganese (Mn) 2.59 mg/L EPA 200.7 10/27/2014 13:28 MHH71310.005 1

Nickel (Ni) 0.017 mg/L EPA 200.7 10/27/2014 13:28 MHH71310.005 1

Potassium (K) 8.54 mg/L EPA 200.7 10/27/2014 13:28 MHH71310.1 1

Silver (Ag) < 0.005 mg/L EPA 200.7 10/27/2014 13:28 MHH71310.005 1

Sodium (Na) 112 mg/L EPA 200.7 10/27/2014 13:28 MHH71311 20

Zinc (Zn) 0.070 mg/L EPA 200.7 10/27/2014 13:28 MHH71310.005 1

TOTAL RECOVERABLE METALS BY ICP-MS

Antimony (Sb) < 1 ug/L EPA 200.8 10/31/2014 11:23 DJSULL11 1

Arsenic (As) < 1 ug/L EPA 200.8 10/31/2014 11:23 DJSULL11 1

Cadmium (Cd) 3.50 ug/L EPA 200.8 10/31/2014 11:23 DJSULL11 1

Cobalt (Co) < 1 ug/L EPA 200.8 10/31/2014 11:23 DJSULL11 1

Lead (Pb) < 1 ug/L EPA 200.8 10/31/2014 11:23 DJSULL11 1

Selenium (Se) 332 ug/L EPA 200.8 10/31/2014 11:23 DJSULL11 1

Thallium (Tl) Low Level < 0.2 ug/L EPA 200.8 10/31/2014 11:23 DJSULL10.2 1

Vanadium (V) < 1 ug/L EPA 200.8 10/31/2014 11:23 DJSULL11 1

TOTAL DISSOLVED SOLIDS

TDS 1800 mg/L SM2540C 10/23/2014 11:07 GHUTCHI25 1
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Certificate of Laboratory Analysis
This report shall not be reproduced, except in full.

Order # J14100008

2014028417

Collection Date: 20-Oct-14  12:10 PM

Site: OB-9  

Matrix: GW_RCRA

Analyte Analysis Date/TimeMethodUnits Qualifiers RDLResult

Sample #:

AnalystDF

VOLATILES - (Analysis Performed by Test America)

Benzene Complete Vendor Method V_T. America
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Certificate of Laboratory Analysis
This report shall not be reproduced, except in full.

Order # J14100008

2014028418

Collection Date: 20-Oct-14  9:30 AM

Site: SW-1A  

Matrix: GW_RCRA

Analyte Analysis Date/TimeMethodUnits Qualifiers RDLResult

Sample #:

AnalystDF

LOW LEVEL ALKALINITY (FIXED END POINT)

Alkalinity (mg/L CaCO3) 37 mg/L 
(CaCO3)

SM 2320B4d 10/22/2014 10:40 TJA70675 1

INORGANIC IONS BY IC

Chloride 13 mg/L EPA 300.0 10/22/2014 11:06 BGN90341 10

Fluoride < 1 mg/L EPA 300.0 10/22/2014 11:06 BGN90341 10

Nitrate 120 mg/L EPA 300.0 10/22/2014 11:06 BGN90342.5 25

Nitrate as N 27 mg-N/L EPA 300.0 10/22/2014 11:06 BGN90340.023 1

Sulfate 950 mg/L EPA 300.0 10/22/2014 11:06 BGN903420 200

MERCURY (COLD VAPOR) IN WATER

Mercury (Hg) < 0.05 ug/L EPA 245.1 10/24/2014 12:09 DKJOHN20.05 1

TOTAL RECOVERABLE METALS BY ICP

Barium (Ba) 0.039 mg/L EPA 200.7 10/27/2014 13:32 MHH71310.005 1

Beryllium (Be) < 0.005 mg/L EPA 200.7 10/27/2014 13:32 MHH71310.005 1

Boron (B) 19.1 mg/L EPA 200.7 10/27/2014 13:32 MHH71310.05 1

Calcium (Ca) 231 mg/L EPA 200.7 10/27/2014 13:32B1 MHH71310.2 20

Chromium (Cr) < 0.005 mg/L EPA 200.7 10/27/2014 13:32 MHH71310.005 1

Copper (Cu) < 0.005 mg/L EPA 200.7 10/27/2014 13:32 MHH71310.005 1

Iron (Fe) 0.019 mg/L EPA 200.7 10/27/2014 13:32 MHH71310.01 1

Magnesium (Mg) 106 mg/L EPA 200.7 10/27/2014 13:32 MHH71310.1 20

Manganese (Mn) 0.511 mg/L EPA 200.7 10/27/2014 13:32 MHH71310.005 1

Nickel (Ni) 0.011 mg/L EPA 200.7 10/27/2014 13:32 MHH71310.005 1

Potassium (K) 5.31 mg/L EPA 200.7 10/27/2014 13:32 MHH71310.1 1

Silver (Ag) < 0.005 mg/L EPA 200.7 10/27/2014 13:32 MHH71310.005 1

Sodium (Na) 59.4 mg/L EPA 200.7 10/27/2014 13:32 MHH71311 20

Zinc (Zn) 0.016 mg/L EPA 200.7 10/27/2014 13:32 MHH71310.005 1

TOTAL RECOVERABLE METALS BY ICP-MS

Antimony (Sb) < 1 ug/L EPA 200.8 10/31/2014 11:27 DJSULL11 1

Arsenic (As) < 1 ug/L EPA 200.8 10/31/2014 11:27 DJSULL11 1

Cadmium (Cd) < 1 ug/L EPA 200.8 10/31/2014 11:27 DJSULL11 1

Cobalt (Co) < 1 ug/L EPA 200.8 10/31/2014 11:27 DJSULL11 1

Lead (Pb) < 1 ug/L EPA 200.8 10/31/2014 11:27 DJSULL11 1

Selenium (Se) 125 ug/L EPA 200.8 10/31/2014 11:27 DJSULL11 1

Thallium (Tl) Low Level < 0.2 ug/L EPA 200.8 10/31/2014 11:27 DJSULL10.2 1

Vanadium (V) < 1 ug/L EPA 200.8 10/31/2014 11:27 DJSULL11 1

TOTAL DISSOLVED SOLIDS

TDS 1600 mg/L SM2540C 10/23/2014 11:07 GHUTCHI50 1

Page 29 of 47



Certificate of Laboratory Analysis
This report shall not be reproduced, except in full.

Order # J14100008

2014028418

Collection Date: 20-Oct-14  9:30 AM

Site: SW-1A  

Matrix: GW_RCRA

Analyte Analysis Date/TimeMethodUnits Qualifiers RDLResult

Sample #:

AnalystDF

VOLATILES - (Analysis Performed by Test America)

Benzene Complete Vendor Method V_T. America
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Certificate of Laboratory Analysis
This report shall not be reproduced, except in full.

Order # J14100008

2014028419

Collection Date: 20-Oct-14  12:35 PM

Site: SW-2  

Matrix: GW_RCRA

Analyte Analysis Date/TimeMethodUnits Qualifiers RDLResult

Sample #:

AnalystDF

LOW LEVEL ALKALINITY (FIXED END POINT)

Alkalinity (mg/L CaCO3) 12 mg/L 
(CaCO3)

SM 2320B4d 10/22/2014 10:40 TJA70675 1

INORGANIC IONS BY IC

Chloride 5.0 mg/L EPA 300.0 10/21/2014 20:46 BGN90340.1 1

Fluoride < 0.1 mg/L EPA 300.0 10/21/2014 20:46 BGN90340.1 1

Nitrate 2.0 mg/L EPA 300.0 10/21/2014 20:46 BGN90340.1 1

Nitrate as N 0.46 mg-N/L EPA 300.0 10/21/2014 20:46 BGN90340.023 1

Sulfate 56 mg/L EPA 300.0 10/21/2014 20:46 BGN90342 20

MERCURY (COLD VAPOR) IN WATER

Mercury (Hg) < 0.05 ug/L EPA 245.1 10/24/2014 12:00 DKJOHN20.05 1

TOTAL RECOVERABLE METALS BY ICP

Barium (Ba) 0.029 mg/L EPA 200.7 10/27/2014 13:36 MHH71310.005 1

Beryllium (Be) < 0.005 mg/L EPA 200.7 10/27/2014 13:36 MHH71310.005 1

Boron (B) 1.76 mg/L EPA 200.7 10/27/2014 13:36 MHH71310.05 1

Calcium (Ca) 9.81 mg/L EPA 200.7 10/27/2014 13:36B1 MHH71310.01 1

Chromium (Cr) < 0.005 mg/L EPA 200.7 10/27/2014 13:36 MHH71310.005 1

Copper (Cu) < 0.005 mg/L EPA 200.7 10/27/2014 13:36 MHH71310.005 1

Iron (Fe) 0.258 mg/L EPA 200.7 10/27/2014 13:36 MHH71310.01 1

Magnesium (Mg) 6.80 mg/L EPA 200.7 10/27/2014 13:36 MHH71310.005 1

Manganese (Mn) 0.030 mg/L EPA 200.7 10/27/2014 13:36 MHH71310.005 1

Nickel (Ni) < 0.005 mg/L EPA 200.7 10/27/2014 13:36 MHH71310.005 1

Potassium (K) 2.09 mg/L EPA 200.7 10/27/2014 13:36 MHH71310.1 1

Silver (Ag) < 0.005 mg/L EPA 200.7 10/27/2014 13:36 MHH71310.005 1

Sodium (Na) 12.0 mg/L EPA 200.7 10/27/2014 13:36 MHH71310.05 1

Zinc (Zn) 0.006 mg/L EPA 200.7 10/27/2014 13:36 MHH71310.005 1

TOTAL RECOVERABLE METALS BY ICP-MS

Antimony (Sb) 1.20 ug/L EPA 200.8 10/31/2014 11:31 DJSULL11 1

Arsenic (As) < 1 ug/L EPA 200.8 10/31/2014 11:31 DJSULL11 1

Cadmium (Cd) < 1 ug/L EPA 200.8 10/31/2014 11:31 DJSULL11 1

Cobalt (Co) < 1 ug/L EPA 200.8 10/31/2014 11:31 DJSULL11 1

Lead (Pb) < 1 ug/L EPA 200.8 10/31/2014 11:31 DJSULL11 1

Selenium (Se) 11.0 ug/L EPA 200.8 10/31/2014 11:31 DJSULL11 1

Thallium (Tl) Low Level < 0.2 ug/L EPA 200.8 10/31/2014 11:31 DJSULL10.2 1

Vanadium (V) < 1 ug/L EPA 200.8 10/31/2014 11:31 DJSULL11 1

TOTAL DISSOLVED SOLIDS

TDS 140 mg/L SM2540C 10/23/2014 11:07 GHUTCHI50 1
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Certificate of Laboratory Analysis
This report shall not be reproduced, except in full.

Order # J14100008

2014028419

Collection Date: 20-Oct-14  12:35 PM

Site: SW-2  

Matrix: GW_RCRA

Analyte Analysis Date/TimeMethodUnits Qualifiers RDLResult

Sample #:

AnalystDF

VOLATILES - (Analysis Performed by Test America)

Benzene Complete Vendor Method V_T. America
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Certificate of Laboratory Analysis
This report shall not be reproduced, except in full.

Order # J14100008

2014028420

Collection Date: 20-Oct-14  3:30 PM

Site: FIELD BLANK  

Matrix: GW_RCRA

Analyte Analysis Date/TimeMethodUnits Qualifiers RDLResult

Sample #:

AnalystDF

LOW LEVEL ALKALINITY (FIXED END POINT)

Alkalinity (mg/L CaCO3) < 5 mg/L 
(CaCO3)

SM 2320B4d 10/22/2014 10:40 TJA70675 1

INORGANIC IONS BY IC

Chloride < 0.1 mg/L EPA 300.0 10/21/2014 18:14 BGN90340.1 1

Fluoride < 0.1 mg/L EPA 300.0 10/21/2014 18:14 BGN90340.1 1

Nitrate < 0.1 mg/L EPA 300.0 10/21/2014 18:14 BGN90340.1 1

Nitrate as N < 0.023 mg-N/L EPA 300.0 10/21/2014 18:14 BGN90340.023 1

Sulfate < 0.1 mg/L EPA 300.0 10/21/2014 18:14 BGN90340.1 1

MERCURY (COLD VAPOR) IN WATER

Mercury (Hg) < 0.05 ug/L EPA 245.1 10/24/2014 12:14 DKJOHN20.05 1

TOTAL RECOVERABLE METALS BY ICP

Barium (Ba) < 0.005 mg/L EPA 200.7 10/27/2014 13:49 MHH71310.005 1

Beryllium (Be) < 0.005 mg/L EPA 200.7 10/27/2014 13:49 MHH71310.005 1

Boron (B) < 0.05 mg/L EPA 200.7 10/27/2014 13:49 MHH71310.05 1

Calcium (Ca) 0.029 mg/L EPA 200.7 10/27/2014 13:49 MHH71310.01 1

Chromium (Cr) < 0.005 mg/L EPA 200.7 10/27/2014 13:49 MHH71310.005 1

Copper (Cu) < 0.005 mg/L EPA 200.7 10/27/2014 13:49 MHH71310.005 1

Iron (Fe) < 0.01 mg/L EPA 200.7 10/27/2014 13:49 MHH71310.01 1

Magnesium (Mg) < 0.005 mg/L EPA 200.7 10/27/2014 13:49 MHH71310.005 1

Manganese (Mn) < 0.005 mg/L EPA 200.7 10/27/2014 13:49 MHH71310.005 1

Nickel (Ni) < 0.005 mg/L EPA 200.7 10/27/2014 13:49 MHH71310.005 1

Potassium (K) < 0.1 mg/L EPA 200.7 10/27/2014 13:49 MHH71310.1 1

Silver (Ag) < 0.005 mg/L EPA 200.7 10/27/2014 13:49 MHH71310.005 1

Sodium (Na) < 0.05 mg/L EPA 200.7 10/27/2014 13:49 MHH71310.05 1

Zinc (Zn) < 0.005 mg/L EPA 200.7 10/27/2014 13:49 MHH71310.005 1

TOTAL RECOVERABLE METALS BY ICP-MS

Antimony (Sb) < 1 ug/L EPA 200.8 10/31/2014 11:35 DJSULL11 1

Arsenic (As) < 1 ug/L EPA 200.8 10/31/2014 11:35 DJSULL11 1

Cadmium (Cd) < 1 ug/L EPA 200.8 10/31/2014 11:35 DJSULL11 1

Cobalt (Co) < 1 ug/L EPA 200.8 10/31/2014 11:35 DJSULL11 1

Lead (Pb) < 1 ug/L EPA 200.8 10/31/2014 11:35 DJSULL11 1

Selenium (Se) < 1 ug/L EPA 200.8 10/31/2014 11:35 DJSULL11 1

Thallium (Tl) Low Level < 0.2 ug/L EPA 200.8 10/31/2014 11:35 DJSULL10.2 1

Vanadium (V) < 1 ug/L EPA 200.8 10/31/2014 11:35 DJSULL11 1

VOLATILES - (Analysis Performed by Test America)

Benzene Complete Vendor Method V_T. America
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Certificate of Laboratory Analysis
This report shall not be reproduced, except in full.

Order # J14100008

Qualifiers:

B1 Target analyte detected in method blank at or above the reporting limit.  Target analyte concentration in 
sample was greater than 10X the concentration of the target analyte detected in the method blank.  Analyte 
concentration in sample is not affected by contamination.
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Certificate of Laboratory Analysis
This report shall not be reproduced, except in full.

Order # J14100008

Q14100365     ALK_FIX4.5     ALKALINITY (FIXED END POINT 4.5)

Level II QC Summary

Final QualifierDilMeasured Units:Parameter

Duplicate  # 1
RPD

Parent Sample:   J14090401  --  2014027495

Alkalinity (mg/L CaCO3) 0.482mg/L 
(CaCO3)

-11010

Final QualifierDilMeasured Units:Parameter

LCS  # 1
% Recovery LCL UCLSpike

Alkalinity (mg/L CaCO3) 52.3 97.8mg/L 
(CaCO3)

-12080151.2
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Certificate of Laboratory Analysis
This report shall not be reproduced, except in full.

Order # J14100008

Q14100316     ALK_LL_Fix     LOW LEVEL ALKALINITY (FIXED END POINT)

Level II QC Summary

Final QualifierDilMeasured Units:Parameter

Duplicate  # 1
RPD

Parent Sample:   J14100008  --  2014028412

Alkalinity (mg/L CaCO3) 3.43mg/L 
(CaCO3)

-17.51

Final QualifierDilMeasured Units:Parameter

LCS  # 1
% Recovery LCL UCLSpike

Alkalinity (mg/L CaCO3) 10.46 96.1mg/L 
(CaCO3)

-12080110
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Certificate of Laboratory Analysis
This report shall not be reproduced, except in full.

Order # J14100008

Q14100285     Dionex     INORGANIC IONS BY IC

Level II QC Summary

Final QualifierDilMeasured Units:Parameter

Blank  # 1
RDL Relative Concentration

Chloride 0.024 mg/L -10.024 0.1 < 1/2 RDL

Fluoride 0.0222 mg/L -10.0222 0.1 < 1/2 RDL

Nitrate 0.0237 mg/L -10.0237 0.1 < 1/2 RDL

Sulfate 0.0037 mg/L -10.0037 0.1 < 1/2 RDL

Final QualifierDilMeasured Units:Parameter

IS  # 1
% Recovery LCL UCLSpike

Chloride 7.42 5 110mg/L -1208017.42

Fluoride 5.07 5 101mg/L -1208015.07

Nitrate 6.03 5 107mg/L -1208016.03

Sulfate 5.76 5 102mg/L -1208015.76

Final QualifierDilMeasured Units:Parameter

ISD  # 1
RPD% Recovery LCL UCLSpike

Chloride 7.31 5 108 1.86mg/L -1208017.31

Fluoride 5.01 5 99.5 1.31mg/L -1208015.01

Nitrate 5.95 5 106 1.5mg/L -1208015.95

Sulfate 5.68 5 100 1.59mg/L -1208015.68

Final QualifierDilMeasured Units:Parameter

IS  # 2
% Recovery LCL UCLSpike

Chloride 8.92 5 111mg/L -1208018.92

Fluoride 5.06 5 100mg/L -1208015.06

Nitrate 5.38 5 107mg/L -1208015.38

Sulfate 5.6 5 109mg/L -1208015.6

Final QualifierDilMeasured Units:Parameter

ISD  # 2
RPD% Recovery LCL UCLSpike

Chloride 9 5 112 1.44mg/L -1208019

Fluoride 5.09 5 101 0.624mg/L -1208015.09

Nitrate 5.41 5 108 0.555mg/L -1208015.41

Sulfate 5.64 5 110 0.788mg/L -1208015.64

Final QualifierDilMeasured Units:Parameter

LCS  # 1
% Recovery LCL UCLSpike

Chloride 4.83 5 96.5mg/L -1208014.83

Fluoride 4.95 5 99.1mg/L -1208014.95

Nitrate 4.95 5 99mg/L -1208014.95

Sulfate 4.85 5 97mg/L -1208014.85
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Certificate of Laboratory Analysis
This report shall not be reproduced, except in full.

Order # J14100008

Q14100375     HG 245.1     MERCURY (COLD VAPOR) IN WATER

Level II QC Summary

Final QualifierDilMeasured Units:Parameter

Blank  # 1
RDL Relative Concentration

Mercury (Hg) -0.012 ug/L -1-0.012 0.05 < 1/2 RDL

Final QualifierDilMeasured Units:Parameter

Blank  # 2
RDL Relative Concentration

Mercury (Hg) -0.006 ug/L -1-0.006 0.05 < 1/2 RDL

Final QualifierDilMeasured Units:Parameter

Blank  # 3
RDL Relative Concentration

Mercury (Hg) -0.004 ug/L -1-0.004 0.05 < 1/2 RDL

Final QualifierDilMeasured Units:Parameter

IS  # 1
% Recovery LCL UCLSpike

Mercury (Hg) 0.905 1ug/L -1307010.905

Final QualifierDilMeasured Units:Parameter

ISD  # 1
RPD% Recovery LCL UCLSpike

Mercury (Hg) 0.9 1 90.8ug/L -1307010.9

Final QualifierDilMeasured Units:Parameter

LCS  # 1
% Recovery LCL UCLSpike

Mercury (Hg) 1.93 2 96.7ug/L -1158511.93

Final QualifierDilMeasured Units:Parameter

LCS  # 2
% Recovery LCL UCLSpike

Mercury (Hg) 1.96 2 97.8ug/L -1158511.96

Final QualifierDilMeasured Units:Parameter

LCS  # 3
% Recovery LCL UCLSpike

Mercury (Hg) 1.96 2 97.8ug/L -1158511.96

Final QualifierDilMeasured Units:Parameter

MS  # 1
% Recovery LCL UCLSpike

Parent Sample:   J14100430  --  2014030096

Mercury (Hg) 0.789 1 78ug/L -1307010.789

Final QualifierDilMeasured Units:Parameter

MSD  # 1
RPD% Recovery LCL UCLSpike

Parent Sample:   J14100430  --  2014030096

Mercury (Hg) 0.796 1 78.7 0.893ug/L -1307010.796

Final QualifierDilMeasured Units:Parameter

MS  # 2
% Recovery LCL UCLSpike

Parent Sample:   J14090270  --  2014026959

Mercury (Hg) 0.951 1 95.3ug/L -1307010.951

Final QualifierDilMeasured Units:Parameter

MSD  # 2
RPD% Recovery LCL UCLSpike

Parent Sample:   J14090270  --  2014026959

Mercury (Hg) 0.947 1 94.9 0.421ug/L -1307010.947
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Certificate of Laboratory Analysis
This report shall not be reproduced, except in full.

Order # J14100008

Q14100375     HG 245.1     MERCURY (COLD VAPOR) IN WATER

Level II QC Summary

Final QualifierDilMeasured Units:Parameter

MS  # 3
% Recovery LCL UCLSpike

Parent Sample:   J14100008  --  2014028408

Mercury (Hg) 0.962 1 96.8ug/L -1307010.962

Final QualifierDilMeasured Units:Parameter

MSD  # 3
RPD% Recovery LCL UCLSpike

Parent Sample:   J14100008  --  2014028408

Mercury (Hg) 0.954 1 96 0.83ug/L -1307010.954

Final QualifierDilMeasured Units:Parameter

MS  # 4
% Recovery LCL UCLSpike

Parent Sample:   J14100008  --  2014028419

Mercury (Hg) 0.934 1 93.9ug/L -1307010.934

Final QualifierDilMeasured Units:Parameter

MSD  # 4
RPD% Recovery LCL UCLSpike

Parent Sample:   J14100008  --  2014028419

Mercury (Hg) 0.926 1 93.1 0.856ug/L -1307010.926

Final QualifierDilMeasured Units:Parameter

MS  # 5
% Recovery LCL UCLSpike

Parent Sample:   J14100457  --  2014030225

Mercury (Hg) 1.01 1 102ug/L -1307011.01

Final QualifierDilMeasured Units:Parameter

MSD  # 5
RPD% Recovery LCL UCLSpike

Parent Sample:   J14100457  --  2014030225

Mercury (Hg) 1.02 1 102 0.491ug/L -1307011.02

Final QualifierDilMeasured Units:Parameter

MS  # 6
% Recovery LCL UCLSpike

Parent Sample:   J14100010  --  2014028439

Mercury (Hg) 0.986 1 99.3ug/L -1307010.986

Final QualifierDilMeasured Units:Parameter

MSD  # 6
RPD% Recovery LCL UCLSpike

Parent Sample:   J14100010  --  2014028439

Mercury (Hg) 1 1 101 1.7ug/L -1307011

Final QualifierDilMeasured Units:Parameter

MS  # 7
% Recovery LCL UCLSpike

Parent Sample:   J14100450  --  2014030209

Mercury (Hg) 0.922 1 93ug/L -1307010.922

Final QualifierDilMeasured Units:Parameter

MSD  # 7
RPD% Recovery LCL UCLSpike

Parent Sample:   J14100450  --  2014030209

Mercury (Hg) 0.905 1 91.3 1.84ug/L -1307010.905
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Certificate of Laboratory Analysis
This report shall not be reproduced, except in full.

Order # J14100008

Q14100305     ICP_TRM     TOTAL RECOVERABLE METALS BY ICP

Level II QC Summary

Final QualifierDilMeasured Units:Parameter

Blank  # 1
RDL Relative Concentration

Barium (Ba) 0.000145 mg/L -10.000145 0.005 < 1/2 RDL

Beryllium (Be) 0.000049 mg/L -10.000049 0.005 < 1/2 RDL

Boron (B) -0.00362 mg/L -1-0.00362 0.05 < 1/2 RDL

Calcium (Ca) 0.011 mg/L -10.011 0.01 > RDL

Chromium (Cr) 0.000119 mg/L -10.000119 0.005 < 1/2 RDL

Copper (Cu) -0.00106 mg/L -1-0.00106 0.005 < 1/2 RDL

Iron (Fe) 0.000967 mg/L -10.000967 0.01 < 1/2 RDL

Magnesium (Mg) -0.00127 mg/L -1-0.00127 0.005 < 1/2 RDL

Manganese (Mn) 0.000147 mg/L -10.000147 0.005 < 1/2 RDL

Nickel (Ni) 0.000634 mg/L -10.000634 0.005 < 1/2 RDL

Potassium (K) 0.0128 mg/L -10.0128 0.1 < 1/2 RDL

Silver (Ag) 0.00108 mg/L -10.00108 0.005 < 1/2 RDL

Sodium (Na) -0.00598 mg/L -1-0.00598 0.05 < 1/2 RDL

Zinc (Zn) 0.0023 mg/L -10.0023 0.005 < 1/2 RDL

Final QualifierDilMeasured Units:Parameter

LCS  # 1
% Recovery LCL UCLSpike

Barium (Ba) 5.18 5 104mg/L -1208015.18

Beryllium (Be) 5.17 5 104mg/L -1208015.17

Boron (B) 5.15 5 103mg/L -1208015.15

Calcium (Ca) 5.21 5 104mg/L -1208015.21

Chromium (Cr) 5.17 5 103mg/L -1208015.17

Copper (Cu) 5.16 5 103mg/L -1208015.16

Iron (Fe) 5.23 5 105mg/L -1208015.23

Magnesium (Mg) 5.14 5 103mg/L -1208015.14

Manganese (Mn) 5.2 5 104mg/L -1208015.2

Nickel (Ni) 5.24 5 105mg/L -1208015.24

Potassium (K) 5.15 5 103mg/L -1208015.15

Silver (Ag) 0.509 0.5 102mg/L -1208010.509

Sodium (Na) 5.11 5 102mg/L -1208015.11

Zinc (Zn) 5.24 5 105mg/L -1208015.24

Final QualifierDilMeasured Units:Parameter

MS  # 1
% Recovery LCL UCLSpike

Parent Sample:   J14100008  --  2014028405

Barium (Ba) 5.14 5 103mg/L -1257515.14

Beryllium (Be) 5.16 5 103mg/L -1257515.16

Boron (B) 5.09 5 102mg/L -1257515.09

Calcium (Ca) 5.26 5 103mg/L -1257515.26

Chromium (Cr) 5.14 5 103mg/L -1257515.14

Copper (Cu) 5.08 5 102mg/L -1257515.08
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Certificate of Laboratory Analysis
This report shall not be reproduced, except in full.

Order # J14100008

Q14100305     ICP_TRM     TOTAL RECOVERABLE METALS BY ICP

Level II QC Summary

Final QualifierDilMeasured Units:Parameter

MS  # 1
% Recovery LCL UCLSpike

Parent Sample:   J14100008  --  2014028405

Iron (Fe) 5.26 5 104mg/L -1257515.26

Magnesium (Mg) 5.34 5 102mg/L -1257515.34

Manganese (Mn) 5.17 5 103mg/L -1257515.17

Nickel (Ni) 5.2 5 104mg/L -1257515.2

Potassium (K) 5.45 5 102mg/L -1257515.45

Silver (Ag) 0.504 0.5 100mg/L -1257510.504

Sodium (Na) 6.84 5 100mg/L -1257516.84

Zinc (Zn) 5.2 5 104mg/L -1257515.2

Final QualifierDilMeasured Units:Parameter

MSD  # 1
RPD% Recovery LCL UCLSpike

Parent Sample:   J14100008  --  2014028405

Barium (Ba) 5.23 5 104 1.64mg/L -1257515.23

Beryllium (Be) 5.2 5 104 0.752mg/L -1257515.2

Boron (B) 5.15 5 103 1.11mg/L -1257515.15

Calcium (Ca) 5.31 5 104 1mg/L -1257515.31

Chromium (Cr) 5.21 5 104 1.31mg/L -1257515.21

Copper (Cu) 5.17 5 103 1.62mg/L -1257515.17

Iron (Fe) 5.32 5 105 1.13mg/L -1257515.32

Magnesium (Mg) 5.42 5 103 1.48mg/L -1257515.42

Manganese (Mn) 5.24 5 104 1.2mg/L -1257515.24

Nickel (Ni) 5.26 5 105 1.2mg/L -1257515.26

Potassium (K) 5.54 5 104 1.67mg/L -1257515.54

Silver (Ag) 0.51 0.5 102 1.18mg/L -1257510.51

Sodium (Na) 6.95 5 102 1.98mg/L -1257516.95

Zinc (Zn) 5.24 5 105 0.844mg/L -1257515.24
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Certificate of Laboratory Analysis
This report shall not be reproduced, except in full.

Order # J14100008

Q14100308     IMS_TRM     TOTAL RECOVERABLE METALS BY ICP-MS

Level II QC Summary

Final QualifierDilMeasured Units:Parameter

Blank  # 1
RDL Relative Concentration

Antimony (Sb) 0.32 ug/L -10.32 1 < 1/2 RDL

Arsenic (As) 0.0135 ug/L -10.0135 1 < 1/2 RDL

Cadmium (Cd) -0.0553 ug/L -1-0.0553 1 < 1/2 RDL

Cobalt (Co) -0.023 ug/L -1-0.023 1 < 1/2 RDL

Lead (Pb) -0.0495 ug/L -1-0.0495 1 < 1/2 RDL

Selenium (Se) -0.0074 ug/L -1-0.0074 1 < 1/2 RDL

Thallium (Tl) Low Level -0.149 ug/L -1-0.149 0.2 > 1/2 RDL

Vanadium (V) 0.0223 ug/L -10.0223 1 < 1/2 RDL

Final QualifierDilMeasured Units:Parameter

LCS  # 1
% Recovery LCL UCLSpike

Antimony (Sb) 55.1 50 110ug/L -12080155.1

Arsenic (As) 50.5 50 101ug/L -12080150.5

Cadmium (Cd) 49.3 50 98.7ug/L -12080149.3

Cobalt (Co) 49 50 98.1ug/L -12080149

Lead (Pb) 51.8 50 104ug/L -12080151.8

Selenium (Se) 51.6 50 103ug/L -12080151.6

Thallium (Tl) Low Level 50.7 50 101ug/L -150.7

Vanadium (V) 52 50 104ug/L -12080152

Final QualifierDilMeasured Units:Parameter

MS  # 1
% Recovery LCL UCLSpike

Parent Sample:   J14100008  --  2014028405

Antimony (Sb) 54.1 50 107ug/L -12080154.1

Arsenic (As) 49.3 50 98.5ug/L -12080149.3

Cadmium (Cd) 50.2 50 100ug/L -12080150.2

Cobalt (Co) 50.1 50 98.5ug/L -12080150.1

Lead (Pb) 51.4 50 102ug/L -12080151.4

Selenium (Se) 50 50 99.8ug/L -12080150

Thallium (Tl) Low Level 49.9 50 99.8ug/L -149.9

Vanadium (V) 52.4 50 104ug/L -12080152.4

Final QualifierDilMeasured Units:Parameter

MSD  # 1
RPD% Recovery LCL UCLSpike

Parent Sample:   J14100008  --  2014028405

Antimony (Sb) 53.9 50 106 0.357ug/L -12080153.9

Arsenic (As) 50.5 50 101 2.49ug/L -12080150.5

Cadmium (Cd) 50.7 50 101 1.01ug/L -12080150.7

Cobalt (Co) 52.4 50 103 4.54ug/L -12080152.4

Lead (Pb) 51.9 50 103 1.03ug/L -12080151.9

Selenium (Se) 49.5 50 98.8 0.987ug/L -12080149.5

Thallium (Tl) Low Level 50.4 50 101 0.918ug/L -150.4

Page 42 of 47



Certificate of Laboratory Analysis
This report shall not be reproduced, except in full.

Order # J14100008

Q14100308     IMS_TRM     TOTAL RECOVERABLE METALS BY ICP-MS

Level II QC Summary

Final QualifierDilMeasured Units:Parameter

MSD  # 1
RPD% Recovery LCL UCLSpike

Parent Sample:   J14100008  --  2014028405

Vanadium (V) 51.4 50 102 1.99ug/L -12080151.4
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Certificate of Laboratory Analysis
This report shall not be reproduced, except in full.

Order # J14100008

Q14100302     TDS     TOTAL DISSOLVED SOLIDS

Level II QC Summary

Final QualifierDilMeasured Units:Parameter

Blank  # 1
RDL Relative Concentration

TDS mg/L -1-1 25 < 1/2 RDL

Final QualifierDilMeasured Units:Parameter

Duplicate  # 1
RPD

Parent Sample:   J14090270  --  2014026952

TDS 0mg/L -1114

Final QualifierDilMeasured Units:Parameter

LCS  # 1
% Recovery LCL UCLSpike

TDS 100.6 98.4mg/L -11090199
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Certificate of Laboratory Analysis
This report shall not be reproduced, except in full.

Order # J14100008

Q14100324     TDS     TOTAL DISSOLVED SOLIDS

Level II QC Summary

Final QualifierDilMeasured Units:Parameter

Blank  # 1
RDL Relative Concentration

TDS mg/L -10 25 < 1/2 RDL

Final QualifierDilMeasured Units:Parameter

Duplicate  # 1
RPD

Parent Sample:   J14100008  --  2014028408

TDS 0mg/L -152

Final QualifierDilMeasured Units:Parameter

Duplicate  # 2
RPD

Parent Sample:   J14100008  --  2014028418

TDS 0.367mg/L -11640

Final QualifierDilMeasured Units:Parameter

LCS  # 1
% Recovery LCL UCLSpike

TDS 100.6 99.4mg/L -110901100
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ANALYTICAL REPORT
TestAmerica Laboratories, Inc.
TestAmerica Nashville
2960 Foster Creighton Drive
Nashville, TN 37204
Tel: (615)726-0177

TestAmerica Job ID: 490-64486-1
Client Project/Site: Belews Creek Landfill J14100008

For:
Duke Energy Corporation
13339 Hagers Ferry Road
Huntersville, North Carolina 28078

Attn: Lab Customer

Authorized for release by:
10/30/2014 6:55:49 PM

Shali Brown, Project Manager II
(615)301-5031
shali.brown@testamericainc.com

The test results in this report meet all 2003 NELAC and 2009 TNI requirements for accredited
parameters, exceptions are noted in this report. This report may not be reproduced except in full,
and with written approval from the laboratory. For questions please contact the Project Manager
at the e-mail address or telephone number listed on this page.

This report has been electronically signed and authorized by the signatory. Electronic signature is
intended to be the legally binding equivalent of a traditionally handwritten signature.

Results relate only to the items tested and the sample(s) as received by the laboratory.
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Sample Summary
TestAmerica Job ID: 490-64486-1Client: Duke Energy Corporation

Project/Site: Belews Creek Landfill J14100008

Lab Sample ID Client Sample ID ReceivedCollectedMatrix

490-64486-1 TRIP BLANK Water 10/19/14 09:20 10/23/14 08:40

490-64486-2 MW-1 Water 10/20/14 14:35 10/23/14 08:40

490-64486-3 MW-1D Water 10/20/14 10:30 10/23/14 08:40

490-64486-4 MW-3 Water 10/20/14 11:05 10/23/14 08:40

490-64486-5 MW-4 Water 10/20/14 09:15 10/23/14 08:40

490-64486-6 MW-5 Water 10/20/14 15:00 10/23/14 08:40

490-64486-7 MW-6 Water 10/20/14 12:30 10/23/14 08:40

490-64486-8 MW-7 Water 10/20/14 08:45 10/23/14 08:40

490-64486-9 MW2-7 Water 10/20/14 10:45 10/23/14 08:40

490-64486-10 MW2-9 Water 10/20/14 13:00 10/23/14 08:40

490-64486-11 OB-4 Water 10/20/14 11:30 10/23/14 08:40

490-64486-12 OB-5 Water 10/20/14 07:55 10/23/14 08:40

490-64486-13 OB-9 Water 10/20/14 12:10 10/23/14 08:40

490-64486-14 SW-1A Water 10/20/14 09:30 10/23/14 08:40

490-64486-15 SW-2 Water 10/20/14 12:35 10/23/14 08:40

490-64486-16 FIELD BLANK Water 10/20/14 15:30 10/23/14 08:40

TestAmerica Nashville
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Case Narrative
Client: Duke Energy Corporation TestAmerica Job ID: 490-64486-1

Project/Site: Belews Creek Landfill J14100008

Job ID: 490-64486-1

Laboratory: TestAmerica Nashville

Narrative

CASE NARRATIVE

Client: Duke Energy Corporation

Project: Belews Creek Landfill J14100008

Report Number: 490-64486-1

With the exceptions noted as flags or footnotes, standard analytical protocols were followed in the analysis of the samples and no 

problems were encountered or anomalies observed.  In addition all laboratory quality control samples were within established control 

limits, with any exceptions noted below.  Each sample was analyzed to achieve the lowest possible reporting limit within the constraints of 

the method.  In some cases, due to interference or analytes present at high concentrations, samples were diluted.  For diluted samples, 

the reporting limits are adjusted relative to the dilution required.

TestAmerica Nashville attests to the validity of the laboratory data generated by TestAmerica facilities reported herein.  All analyses 

performed by TestAmerica facilities were done using established laboratory SOPs that incorporate QA/QC procedures described in the 

application methods.  TestAmerica’s operations groups have reviewed the data for compliance with the laboratory QA/QC plan, and data 

have been found to be compliant with laboratory protocols unless otherwise noted below.

The test results in this report meet all NELAP requirements for parameters for which accreditation is required or available.  Any exceptions 

to NELAP requirements are noted in this report.  Pursuant to NELAP, this report may not be reproduced, except in full, without the written 

approval of the laboratory.

Calculations are performed before rounding to avoid round-off errors in calculated results.

All holding times were met and proper preservation noted for the methods performed on these samples, unless otherwise detailed in the 

individual sections below.

All solid sample results are reported on an "as received" basis unless otherwise indicated by the presence of a % solids value in the 

method header.

This laboratory report is confidential and is intended for the sole use of TestAmerica and its client.

RECEIPT

The samples were received on 10/23/2014; the samples arrived in good condition, properly preserved and on ice.  The temperature of the 

coolers at receipt was 2.3 C.

VOLATILE ORGANIC COMPOUNDS (GC-MS)

Samples TRIP BLANK (490-64486-1), MW-1 (490-64486-2), MW-1D (490-64486-3), MW-3 (490-64486-4), MW-4 (490-64486-5), MW-5 

(490-64486-6), MW-6 (490-64486-7), MW-7 (490-64486-8), MW2-7 (490-64486-9), MW2-9 (490-64486-10), OB-4 (490-64486-11), OB-5 

(490-64486-12), OB-9 (490-64486-13), SW-1A (490-64486-14), SW-2 (490-64486-15) and FIELD BLANK (490-64486-16) were analyzed 

for volatile organic compounds (GC-MS) in accordance with EPA SW-846 Method 8260B. The samples were analyzed on 10/26/2014 and 

10/28/2014. 

Chloroform was detected in method blank MB 490-201389/6 at a level that was above the method detection limit but below the reporting 

limit. The value should be considered an estimate, and has been flagged.  If the associated sample reported a result above the MDL 

and/or RL, the result has been flagged.  This target analyte concentration was less than the reporting limit (RL); therefore, re-extraction 

and/or re-analysis of samples was not performed.

Vinyl acetate failed the recovery criteria low for LCS 490-201072/3.   There was insufficient sample to perform a re-extraction or re-analysis; 

therefore, the data have been reported.

TestAmerica Nashville
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Case Narrative
Client: Duke Energy Corporation TestAmerica Job ID: 490-64486-1

Project/Site: Belews Creek Landfill J14100008

Job ID: 490-64486-1 (Continued)

Laboratory: TestAmerica Nashville (Continued)

The following sample has been reported with vinyl acetate outside recovery limits low in the laboratory control sample (LCS) for batch 

201072. Reanalysis was performed using a headspace vial. Other vials received were used for matrix spike/matrix spike duplicate. MW-1 

(490-64486-2) Re-analysis from the headspace vial was non-detect and confirmed orignal results; original results have been reported 

and qualified.

4-Methyl-2-pentanone (MIBK) failed the recovery criteria high for LCS 490-201389/3.  This analyte was biased high in the LCS and was not 

detected in the associated samples; therefore, the data have been reported.

The preservative used in the sample containers provided is not compatible with the analytes requested.  The following sample(s) was 

received preserved with hydrochloric acid: FIELD BLANK (490-64486-16), MW-1D (490-64486-3), MW2-7 (490-64486-9), MW2-9 

(490-64486-10), MW-3 (490-64486-4), MW-4 (490-64486-5), MW-5 (490-64486-6), MW-6 (490-64486-7), MW-7 (490-64486-8), OB-4 

(490-64486-11), OB-5 (490-64486-12), OB-9 (490-64486-13), SW-1A (490-64486-14), SW-2 (490-64486-15), TRIP BLANK (490-64486-1), 

MW-1 (490-64486-2).  The requested target analyte list contains 2-chloroethylvinyl ether, acrolein, and/or acrylonitrile, which are acid-labile 

compounds that degrade in an acidic medium.

No additional analytical or quality issues were noted, other than those described above or in the Definitions/Glossary page.

TestAmerica Nashville
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Definitions/Glossary
TestAmerica Job ID: 490-64486-1Client: Duke Energy Corporation

Project/Site: Belews Creek Landfill J14100008

Qualifiers

GC/MS VOA

Qualifier Description

* LCS or LCSD exceeds the control limits

Qualifier

J Result is less than the RL but greater than or equal to the MDL and the concentration is an approximate value.

E Result exceeded calibration range.

B Compound was found in the blank and sample.

Glossary

These commonly used abbreviations may or may not be present in this report.

¤ Listed under the "D" column to designate that the result is reported on a dry weight basis

Abbreviation

%R Percent Recovery

CFL Contains Free Liquid

CNF Contains no Free Liquid

DER Duplicate error ratio (normalized absolute difference)

Dil Fac Dilution Factor

DL, RA, RE, IN Indicates a Dilution, Re-analysis, Re-extraction, or additional Initial metals/anion analysis of the sample

DLC Decision level concentration

MDA Minimum detectable activity

EDL Estimated Detection Limit

MDC Minimum detectable concentration

MDL Method Detection Limit

ML Minimum Level (Dioxin)

NC Not Calculated

ND Not detected at the reporting limit (or MDL or EDL if shown)

PQL Practical Quantitation Limit

QC Quality Control

RER Relative error ratio

RL Reporting Limit or Requested Limit (Radiochemistry)

RPD Relative Percent Difference, a measure of the relative difference between two points

TEF Toxicity Equivalent Factor (Dioxin)

TEQ Toxicity Equivalent Quotient (Dioxin)

TestAmerica Nashville
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Client Sample Results
TestAmerica Job ID: 490-64486-1Client: Duke Energy Corporation

Project/Site: Belews Creek Landfill J14100008

Lab Sample ID: 490-64486-1Client Sample ID: TRIP BLANK
Matrix: WaterDate Collected: 10/19/14 09:20

Date Received: 10/23/14 08:40

Method: 8260B - Volatile Organic Compounds (GC/MS)
RL MDL

Acetone ND 25.0 2.66 ug/L 10/28/14 12:37 1

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

10.0 0.500 ug/L 10/28/14 12:37 1Acrylonitrile ND

1.00 0.200 ug/L 10/28/14 12:37 1Benzene ND

1.00 0.150 ug/L 10/28/14 12:37 1Bromochloromethane ND

1.00 0.170 ug/L 10/28/14 12:37 1Bromodichloromethane ND

1.00 0.290 ug/L 10/28/14 12:37 1Bromoform ND

1.00 0.350 ug/L 10/28/14 12:37 1Bromomethane ND

50.0 2.64 ug/L 10/28/14 12:37 12-Butanone (MEK) ND

1.00 0.220 ug/L 10/28/14 12:37 1Carbon disulfide ND

1.00 0.180 ug/L 10/28/14 12:37 1Carbon tetrachloride ND

1.00 0.180 ug/L 10/28/14 12:37 1Chlorobenzene ND

1.00 0.250 ug/L 10/28/14 12:37 1Chlorodibromomethane ND

1.00 0.360 ug/L 10/28/14 12:37 1Chloroethane ND

1.00 0.230 ug/L 10/28/14 12:37 1Chloroform ND

1.00 0.360 ug/L 10/28/14 12:37 1Chloromethane ND

1.00 0.210 ug/L 10/28/14 12:37 1cis-1,2-Dichloroethene ND

1.00 0.170 ug/L 10/28/14 12:37 1cis-1,3-Dichloropropene ND

10.0 0.940 ug/L 10/28/14 12:37 11,2-Dibromo-3-Chloropropane ND

1.00 0.210 ug/L 10/28/14 12:37 11,2-Dibromoethane (EDB) ND

1.00 0.450 ug/L 10/28/14 12:37 1Dibromomethane ND

1.00 0.190 ug/L 10/28/14 12:37 11,2-Dichlorobenzene ND

1.00 0.170 ug/L 10/28/14 12:37 11,4-Dichlorobenzene ND

1.00 0.240 ug/L 10/28/14 12:37 11,1-Dichloroethane ND

1.00 0.200 ug/L 10/28/14 12:37 11,2-Dichloroethane ND

1.00 0.250 ug/L 10/28/14 12:37 11,1-Dichloroethene ND

1.00 0.250 ug/L 10/28/14 12:37 11,2-Dichloropropane ND

1.00 0.190 ug/L 10/28/14 12:37 1Ethylbenzene ND

10.0 1.28 ug/L 10/28/14 12:37 12-Hexanone ND

10.0 1.50 ug/L 10/28/14 12:37 1Iodomethane ND

5.00 0.220 ug/L 10/28/14 12:37 1Methylene Chloride ND

10.0 0.810 ug/L 10/28/14 12:37 14-Methyl-2-pentanone (MIBK) ND *

1.00 0.280 ug/L 10/28/14 12:37 1Styrene ND

1.00 0.150 ug/L 10/28/14 12:37 11,1,1,2-Tetrachloroethane ND

1.00 0.190 ug/L 10/28/14 12:37 11,1,2,2-Tetrachloroethane ND

1.00 0.140 ug/L 10/28/14 12:37 1Tetrachloroethene ND

1.00 0.170 ug/L 10/28/14 12:37 1Toluene ND

5.00 0.460 ug/L 10/28/14 12:37 1trans-1,4-Dichloro-2-butene ND

1.00 0.230 ug/L 10/28/14 12:37 1trans-1,2-Dichloroethene ND

1.00 0.170 ug/L 10/28/14 12:37 1trans-1,3-Dichloropropene ND

1.00 0.190 ug/L 10/28/14 12:37 11,1,1-Trichloroethane ND

1.00 0.190 ug/L 10/28/14 12:37 11,1,2-Trichloroethane ND

1.00 0.200 ug/L 10/28/14 12:37 1Trichloroethene ND

1.00 0.210 ug/L 10/28/14 12:37 1Trichlorofluoromethane ND

1.00 0.230 ug/L 10/28/14 12:37 11,2,3-Trichloropropane ND

10.0 1.71 ug/L 10/28/14 12:37 1Vinyl acetate ND

1.00 0.180 ug/L 10/28/14 12:37 1Vinyl chloride ND

2.00 0.380 ug/L 10/28/14 12:37 1Xylenes, Total ND
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Client Sample Results
TestAmerica Job ID: 490-64486-1Client: Duke Energy Corporation

Project/Site: Belews Creek Landfill J14100008

Lab Sample ID: 490-64486-1Client Sample ID: TRIP BLANK
Matrix: WaterDate Collected: 10/19/14 09:20

Date Received: 10/23/14 08:40

4-Bromofluorobenzene (Surr) 100 70 - 130 10/28/14 12:37 1

Surrogate Dil FacAnalyzedPreparedQualifier Limits%Recovery

Dibromofluoromethane (Surr) 94 10/28/14 12:37 170 - 130

1,2-Dichloroethane-d4 (Surr) 96 10/28/14 12:37 170 - 130

Toluene-d8 (Surr) 122 10/28/14 12:37 170 - 130
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Client Sample Results
TestAmerica Job ID: 490-64486-1Client: Duke Energy Corporation

Project/Site: Belews Creek Landfill J14100008

Lab Sample ID: 490-64486-2Client Sample ID: MW-1
Matrix: WaterDate Collected: 10/20/14 14:35

Date Received: 10/23/14 08:40

Method: 8260B - Volatile Organic Compounds (GC/MS)
RL MDL

Acetone ND 25.0 2.66 ug/L 10/26/14 04:10 1

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

10.0 0.500 ug/L 10/26/14 04:10 1Acrylonitrile ND

1.00 0.200 ug/L 10/26/14 04:10 1Benzene ND

1.00 0.150 ug/L 10/26/14 04:10 1Bromochloromethane ND

1.00 0.170 ug/L 10/26/14 04:10 1Bromodichloromethane ND

1.00 0.290 ug/L 10/26/14 04:10 1Bromoform ND

1.00 0.350 ug/L 10/26/14 04:10 1Bromomethane ND

50.0 2.64 ug/L 10/26/14 04:10 12-Butanone (MEK) ND

1.00 0.220 ug/L 10/26/14 04:10 1Carbon disulfide ND

1.00 0.180 ug/L 10/26/14 04:10 1Carbon tetrachloride ND

1.00 0.180 ug/L 10/26/14 04:10 1Chlorobenzene ND

1.00 0.250 ug/L 10/26/14 04:10 1Chlorodibromomethane ND

1.00 0.360 ug/L 10/26/14 04:10 1Chloroethane ND

1.00 0.230 ug/L 10/26/14 04:10 1Chloroform ND

1.00 0.360 ug/L 10/26/14 04:10 1Chloromethane ND

1.00 0.210 ug/L 10/26/14 04:10 1cis-1,2-Dichloroethene ND

1.00 0.170 ug/L 10/26/14 04:10 1cis-1,3-Dichloropropene ND

10.0 0.940 ug/L 10/26/14 04:10 11,2-Dibromo-3-Chloropropane ND

1.00 0.210 ug/L 10/26/14 04:10 11,2-Dibromoethane (EDB) ND

1.00 0.450 ug/L 10/26/14 04:10 1Dibromomethane ND

1.00 0.190 ug/L 10/26/14 04:10 11,2-Dichlorobenzene ND

1.00 0.170 ug/L 10/26/14 04:10 11,4-Dichlorobenzene ND

1.00 0.240 ug/L 10/26/14 04:10 11,1-Dichloroethane ND

1.00 0.200 ug/L 10/26/14 04:10 11,2-Dichloroethane ND

1.00 0.250 ug/L 10/26/14 04:10 11,1-Dichloroethene ND

1.00 0.250 ug/L 10/26/14 04:10 11,2-Dichloropropane ND

1.00 0.190 ug/L 10/26/14 04:10 1Ethylbenzene ND

10.0 1.28 ug/L 10/26/14 04:10 12-Hexanone ND

10.0 1.50 ug/L 10/26/14 04:10 1Iodomethane ND

5.00 0.220 ug/L 10/26/14 04:10 1Methylene Chloride ND

10.0 0.810 ug/L 10/26/14 04:10 14-Methyl-2-pentanone (MIBK) ND

1.00 0.280 ug/L 10/26/14 04:10 1Styrene ND

1.00 0.150 ug/L 10/26/14 04:10 11,1,1,2-Tetrachloroethane ND

1.00 0.190 ug/L 10/26/14 04:10 11,1,2,2-Tetrachloroethane ND

1.00 0.140 ug/L 10/26/14 04:10 1Tetrachloroethene ND

1.00 0.170 ug/L 10/26/14 04:10 1Toluene ND

5.00 0.460 ug/L 10/26/14 04:10 1trans-1,4-Dichloro-2-butene ND

1.00 0.230 ug/L 10/26/14 04:10 1trans-1,2-Dichloroethene ND

1.00 0.170 ug/L 10/26/14 04:10 1trans-1,3-Dichloropropene ND

1.00 0.190 ug/L 10/26/14 04:10 11,1,1-Trichloroethane ND

1.00 0.190 ug/L 10/26/14 04:10 11,1,2-Trichloroethane ND

1.00 0.200 ug/L 10/26/14 04:10 1Trichloroethene ND

1.00 0.210 ug/L 10/26/14 04:10 1Trichlorofluoromethane ND

1.00 0.230 ug/L 10/26/14 04:10 11,2,3-Trichloropropane ND

10.0 1.71 ug/L 10/26/14 04:10 1Vinyl acetate ND *

1.00 0.180 ug/L 10/26/14 04:10 1Vinyl chloride ND

2.00 0.380 ug/L 10/26/14 04:10 1Xylenes, Total ND
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Client Sample Results
TestAmerica Job ID: 490-64486-1Client: Duke Energy Corporation

Project/Site: Belews Creek Landfill J14100008

Lab Sample ID: 490-64486-2Client Sample ID: MW-1
Matrix: WaterDate Collected: 10/20/14 14:35

Date Received: 10/23/14 08:40

4-Bromofluorobenzene (Surr) 89 70 - 130 10/26/14 04:10 1

Surrogate Dil FacAnalyzedPreparedQualifier Limits%Recovery

Dibromofluoromethane (Surr) 94 10/26/14 04:10 170 - 130

1,2-Dichloroethane-d4 (Surr) 85 10/26/14 04:10 170 - 130

Toluene-d8 (Surr) 99 10/26/14 04:10 170 - 130
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Client Sample Results
TestAmerica Job ID: 490-64486-1Client: Duke Energy Corporation

Project/Site: Belews Creek Landfill J14100008

Lab Sample ID: 490-64486-3Client Sample ID: MW-1D
Matrix: WaterDate Collected: 10/20/14 10:30

Date Received: 10/23/14 08:40

Method: 8260B - Volatile Organic Compounds (GC/MS)
RL MDL

Acetone ND 25.0 2.66 ug/L 10/28/14 14:25 1

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

10.0 0.500 ug/L 10/28/14 14:25 1Acrylonitrile ND

1.00 0.200 ug/L 10/28/14 14:25 1Benzene ND

1.00 0.150 ug/L 10/28/14 14:25 1Bromochloromethane ND

1.00 0.170 ug/L 10/28/14 14:25 1Bromodichloromethane ND

1.00 0.290 ug/L 10/28/14 14:25 1Bromoform ND

1.00 0.350 ug/L 10/28/14 14:25 1Bromomethane ND

50.0 2.64 ug/L 10/28/14 14:25 12-Butanone (MEK) ND

1.00 0.220 ug/L 10/28/14 14:25 1Carbon disulfide ND

1.00 0.180 ug/L 10/28/14 14:25 1Carbon tetrachloride ND

1.00 0.180 ug/L 10/28/14 14:25 1Chlorobenzene ND

1.00 0.250 ug/L 10/28/14 14:25 1Chlorodibromomethane ND

1.00 0.360 ug/L 10/28/14 14:25 1Chloroethane ND

1.00 0.230 ug/L 10/28/14 14:25 1Chloroform ND

1.00 0.360 ug/L 10/28/14 14:25 1Chloromethane ND

1.00 0.210 ug/L 10/28/14 14:25 1cis-1,2-Dichloroethene ND

1.00 0.170 ug/L 10/28/14 14:25 1cis-1,3-Dichloropropene ND

10.0 0.940 ug/L 10/28/14 14:25 11,2-Dibromo-3-Chloropropane ND

1.00 0.210 ug/L 10/28/14 14:25 11,2-Dibromoethane (EDB) ND

1.00 0.450 ug/L 10/28/14 14:25 1Dibromomethane ND

1.00 0.190 ug/L 10/28/14 14:25 11,2-Dichlorobenzene ND

1.00 0.170 ug/L 10/28/14 14:25 11,4-Dichlorobenzene ND

1.00 0.240 ug/L 10/28/14 14:25 11,1-Dichloroethane ND

1.00 0.200 ug/L 10/28/14 14:25 11,2-Dichloroethane ND

1.00 0.250 ug/L 10/28/14 14:25 11,1-Dichloroethene ND

1.00 0.250 ug/L 10/28/14 14:25 11,2-Dichloropropane ND

1.00 0.190 ug/L 10/28/14 14:25 1Ethylbenzene ND

10.0 1.28 ug/L 10/28/14 14:25 12-Hexanone ND

10.0 1.50 ug/L 10/28/14 14:25 1Iodomethane ND

5.00 0.220 ug/L 10/28/14 14:25 1Methylene Chloride ND

10.0 0.810 ug/L 10/28/14 14:25 14-Methyl-2-pentanone (MIBK) ND *

1.00 0.280 ug/L 10/28/14 14:25 1Styrene ND

1.00 0.150 ug/L 10/28/14 14:25 11,1,1,2-Tetrachloroethane ND

1.00 0.190 ug/L 10/28/14 14:25 11,1,2,2-Tetrachloroethane ND

1.00 0.140 ug/L 10/28/14 14:25 1Tetrachloroethene ND

1.00 0.170 ug/L 10/28/14 14:25 1Toluene ND

5.00 0.460 ug/L 10/28/14 14:25 1trans-1,4-Dichloro-2-butene ND

1.00 0.230 ug/L 10/28/14 14:25 1trans-1,2-Dichloroethene ND

1.00 0.170 ug/L 10/28/14 14:25 1trans-1,3-Dichloropropene ND

1.00 0.190 ug/L 10/28/14 14:25 11,1,1-Trichloroethane ND

1.00 0.190 ug/L 10/28/14 14:25 11,1,2-Trichloroethane ND

1.00 0.200 ug/L 10/28/14 14:25 1Trichloroethene ND

1.00 0.210 ug/L 10/28/14 14:25 1Trichlorofluoromethane ND

1.00 0.230 ug/L 10/28/14 14:25 11,2,3-Trichloropropane ND

10.0 1.71 ug/L 10/28/14 14:25 1Vinyl acetate ND

1.00 0.180 ug/L 10/28/14 14:25 1Vinyl chloride ND

2.00 0.380 ug/L 10/28/14 14:25 1Xylenes, Total ND
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Client Sample Results
TestAmerica Job ID: 490-64486-1Client: Duke Energy Corporation

Project/Site: Belews Creek Landfill J14100008

Lab Sample ID: 490-64486-3Client Sample ID: MW-1D
Matrix: WaterDate Collected: 10/20/14 10:30

Date Received: 10/23/14 08:40

4-Bromofluorobenzene (Surr) 107 70 - 130 10/28/14 14:25 1

Surrogate Dil FacAnalyzedPreparedQualifier Limits%Recovery

Dibromofluoromethane (Surr) 96 10/28/14 14:25 170 - 130

1,2-Dichloroethane-d4 (Surr) 96 10/28/14 14:25 170 - 130

Toluene-d8 (Surr) 121 10/28/14 14:25 170 - 130
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Client Sample Results
TestAmerica Job ID: 490-64486-1Client: Duke Energy Corporation

Project/Site: Belews Creek Landfill J14100008

Lab Sample ID: 490-64486-4Client Sample ID: MW-3
Matrix: WaterDate Collected: 10/20/14 11:05

Date Received: 10/23/14 08:40

Method: 8260B - Volatile Organic Compounds (GC/MS)
RL MDL

Acetone ND 25.0 2.66 ug/L 10/28/14 14:52 1

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

10.0 0.500 ug/L 10/28/14 14:52 1Acrylonitrile ND

1.00 0.200 ug/L 10/28/14 14:52 1Benzene ND

1.00 0.150 ug/L 10/28/14 14:52 1Bromochloromethane ND

1.00 0.170 ug/L 10/28/14 14:52 1Bromodichloromethane ND

1.00 0.290 ug/L 10/28/14 14:52 1Bromoform ND

1.00 0.350 ug/L 10/28/14 14:52 1Bromomethane ND

50.0 2.64 ug/L 10/28/14 14:52 12-Butanone (MEK) ND

1.00 0.220 ug/L 10/28/14 14:52 1Carbon disulfide ND

1.00 0.180 ug/L 10/28/14 14:52 1Carbon tetrachloride ND

1.00 0.180 ug/L 10/28/14 14:52 1Chlorobenzene ND

1.00 0.250 ug/L 10/28/14 14:52 1Chlorodibromomethane ND

1.00 0.360 ug/L 10/28/14 14:52 1Chloroethane ND

1.00 0.230 ug/L 10/28/14 14:52 1Chloroform 0.341 J B

1.00 0.360 ug/L 10/28/14 14:52 1Chloromethane ND

1.00 0.210 ug/L 10/28/14 14:52 1cis-1,2-Dichloroethene ND

1.00 0.170 ug/L 10/28/14 14:52 1cis-1,3-Dichloropropene ND

10.0 0.940 ug/L 10/28/14 14:52 11,2-Dibromo-3-Chloropropane ND

1.00 0.210 ug/L 10/28/14 14:52 11,2-Dibromoethane (EDB) ND

1.00 0.450 ug/L 10/28/14 14:52 1Dibromomethane ND

1.00 0.190 ug/L 10/28/14 14:52 11,2-Dichlorobenzene ND

1.00 0.170 ug/L 10/28/14 14:52 11,4-Dichlorobenzene ND

1.00 0.240 ug/L 10/28/14 14:52 11,1-Dichloroethane ND

1.00 0.200 ug/L 10/28/14 14:52 11,2-Dichloroethane ND

1.00 0.250 ug/L 10/28/14 14:52 11,1-Dichloroethene ND

1.00 0.250 ug/L 10/28/14 14:52 11,2-Dichloropropane ND

1.00 0.190 ug/L 10/28/14 14:52 1Ethylbenzene ND

10.0 1.28 ug/L 10/28/14 14:52 12-Hexanone ND

10.0 1.50 ug/L 10/28/14 14:52 1Iodomethane ND

5.00 0.220 ug/L 10/28/14 14:52 1Methylene Chloride ND

10.0 0.810 ug/L 10/28/14 14:52 14-Methyl-2-pentanone (MIBK) ND *

1.00 0.280 ug/L 10/28/14 14:52 1Styrene ND

1.00 0.150 ug/L 10/28/14 14:52 11,1,1,2-Tetrachloroethane ND

1.00 0.190 ug/L 10/28/14 14:52 11,1,2,2-Tetrachloroethane ND

1.00 0.140 ug/L 10/28/14 14:52 1Tetrachloroethene ND

1.00 0.170 ug/L 10/28/14 14:52 1Toluene ND

5.00 0.460 ug/L 10/28/14 14:52 1trans-1,4-Dichloro-2-butene ND

1.00 0.230 ug/L 10/28/14 14:52 1trans-1,2-Dichloroethene ND

1.00 0.170 ug/L 10/28/14 14:52 1trans-1,3-Dichloropropene ND

1.00 0.190 ug/L 10/28/14 14:52 11,1,1-Trichloroethane ND

1.00 0.190 ug/L 10/28/14 14:52 11,1,2-Trichloroethane ND

1.00 0.200 ug/L 10/28/14 14:52 1Trichloroethene ND

1.00 0.210 ug/L 10/28/14 14:52 1Trichlorofluoromethane ND

1.00 0.230 ug/L 10/28/14 14:52 11,2,3-Trichloropropane ND

10.0 1.71 ug/L 10/28/14 14:52 1Vinyl acetate ND

1.00 0.180 ug/L 10/28/14 14:52 1Vinyl chloride ND

2.00 0.380 ug/L 10/28/14 14:52 1Xylenes, Total ND
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Client Sample Results
TestAmerica Job ID: 490-64486-1Client: Duke Energy Corporation

Project/Site: Belews Creek Landfill J14100008

Lab Sample ID: 490-64486-4Client Sample ID: MW-3
Matrix: WaterDate Collected: 10/20/14 11:05

Date Received: 10/23/14 08:40

4-Bromofluorobenzene (Surr) 106 70 - 130 10/28/14 14:52 1

Surrogate Dil FacAnalyzedPreparedQualifier Limits%Recovery

Dibromofluoromethane (Surr) 93 10/28/14 14:52 170 - 130

1,2-Dichloroethane-d4 (Surr) 96 10/28/14 14:52 170 - 130

Toluene-d8 (Surr) 119 10/28/14 14:52 170 - 130
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Client Sample Results
TestAmerica Job ID: 490-64486-1Client: Duke Energy Corporation

Project/Site: Belews Creek Landfill J14100008

Lab Sample ID: 490-64486-5Client Sample ID: MW-4
Matrix: WaterDate Collected: 10/20/14 09:15

Date Received: 10/23/14 08:40

Method: 8260B - Volatile Organic Compounds (GC/MS)
RL MDL

Acetone ND 25.0 2.66 ug/L 10/28/14 15:20 1

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

10.0 0.500 ug/L 10/28/14 15:20 1Acrylonitrile ND

1.00 0.200 ug/L 10/28/14 15:20 1Benzene ND

1.00 0.150 ug/L 10/28/14 15:20 1Bromochloromethane ND

1.00 0.170 ug/L 10/28/14 15:20 1Bromodichloromethane ND

1.00 0.290 ug/L 10/28/14 15:20 1Bromoform ND

1.00 0.350 ug/L 10/28/14 15:20 1Bromomethane ND

50.0 2.64 ug/L 10/28/14 15:20 12-Butanone (MEK) ND

1.00 0.220 ug/L 10/28/14 15:20 1Carbon disulfide ND

1.00 0.180 ug/L 10/28/14 15:20 1Carbon tetrachloride ND

1.00 0.180 ug/L 10/28/14 15:20 1Chlorobenzene ND

1.00 0.250 ug/L 10/28/14 15:20 1Chlorodibromomethane ND

1.00 0.360 ug/L 10/28/14 15:20 1Chloroethane ND

1.00 0.230 ug/L 10/28/14 15:20 1Chloroform ND

1.00 0.360 ug/L 10/28/14 15:20 1Chloromethane ND

1.00 0.210 ug/L 10/28/14 15:20 1cis-1,2-Dichloroethene ND

1.00 0.170 ug/L 10/28/14 15:20 1cis-1,3-Dichloropropene ND

10.0 0.940 ug/L 10/28/14 15:20 11,2-Dibromo-3-Chloropropane ND

1.00 0.210 ug/L 10/28/14 15:20 11,2-Dibromoethane (EDB) ND

1.00 0.450 ug/L 10/28/14 15:20 1Dibromomethane ND

1.00 0.190 ug/L 10/28/14 15:20 11,2-Dichlorobenzene ND

1.00 0.170 ug/L 10/28/14 15:20 11,4-Dichlorobenzene ND

1.00 0.240 ug/L 10/28/14 15:20 11,1-Dichloroethane ND

1.00 0.200 ug/L 10/28/14 15:20 11,2-Dichloroethane ND

1.00 0.250 ug/L 10/28/14 15:20 11,1-Dichloroethene ND

1.00 0.250 ug/L 10/28/14 15:20 11,2-Dichloropropane ND

1.00 0.190 ug/L 10/28/14 15:20 1Ethylbenzene ND

10.0 1.28 ug/L 10/28/14 15:20 12-Hexanone ND

10.0 1.50 ug/L 10/28/14 15:20 1Iodomethane ND

5.00 0.220 ug/L 10/28/14 15:20 1Methylene Chloride ND

10.0 0.810 ug/L 10/28/14 15:20 14-Methyl-2-pentanone (MIBK) ND *

1.00 0.280 ug/L 10/28/14 15:20 1Styrene ND

1.00 0.150 ug/L 10/28/14 15:20 11,1,1,2-Tetrachloroethane ND

1.00 0.190 ug/L 10/28/14 15:20 11,1,2,2-Tetrachloroethane ND

1.00 0.140 ug/L 10/28/14 15:20 1Tetrachloroethene ND

1.00 0.170 ug/L 10/28/14 15:20 1Toluene ND

5.00 0.460 ug/L 10/28/14 15:20 1trans-1,4-Dichloro-2-butene ND

1.00 0.230 ug/L 10/28/14 15:20 1trans-1,2-Dichloroethene ND

1.00 0.170 ug/L 10/28/14 15:20 1trans-1,3-Dichloropropene ND

1.00 0.190 ug/L 10/28/14 15:20 11,1,1-Trichloroethane ND

1.00 0.190 ug/L 10/28/14 15:20 11,1,2-Trichloroethane ND

1.00 0.200 ug/L 10/28/14 15:20 1Trichloroethene ND

1.00 0.210 ug/L 10/28/14 15:20 1Trichlorofluoromethane ND

1.00 0.230 ug/L 10/28/14 15:20 11,2,3-Trichloropropane ND

10.0 1.71 ug/L 10/28/14 15:20 1Vinyl acetate ND

1.00 0.180 ug/L 10/28/14 15:20 1Vinyl chloride ND

2.00 0.380 ug/L 10/28/14 15:20 1Xylenes, Total ND
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Client Sample Results
TestAmerica Job ID: 490-64486-1Client: Duke Energy Corporation

Project/Site: Belews Creek Landfill J14100008

Lab Sample ID: 490-64486-5Client Sample ID: MW-4
Matrix: WaterDate Collected: 10/20/14 09:15

Date Received: 10/23/14 08:40

4-Bromofluorobenzene (Surr) 104 70 - 130 10/28/14 15:20 1

Surrogate Dil FacAnalyzedPreparedQualifier Limits%Recovery

Dibromofluoromethane (Surr) 93 10/28/14 15:20 170 - 130

1,2-Dichloroethane-d4 (Surr) 99 10/28/14 15:20 170 - 130

Toluene-d8 (Surr) 123 10/28/14 15:20 170 - 130
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Client Sample Results
TestAmerica Job ID: 490-64486-1Client: Duke Energy Corporation

Project/Site: Belews Creek Landfill J14100008

Lab Sample ID: 490-64486-6Client Sample ID: MW-5
Matrix: WaterDate Collected: 10/20/14 15:00

Date Received: 10/23/14 08:40

Method: 8260B - Volatile Organic Compounds (GC/MS)
RL MDL

Acetone ND 25.0 2.66 ug/L 10/28/14 15:47 1

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

10.0 0.500 ug/L 10/28/14 15:47 1Acrylonitrile ND

1.00 0.200 ug/L 10/28/14 15:47 1Benzene ND

1.00 0.150 ug/L 10/28/14 15:47 1Bromochloromethane ND

1.00 0.170 ug/L 10/28/14 15:47 1Bromodichloromethane ND

1.00 0.290 ug/L 10/28/14 15:47 1Bromoform ND

1.00 0.350 ug/L 10/28/14 15:47 1Bromomethane ND

50.0 2.64 ug/L 10/28/14 15:47 12-Butanone (MEK) ND

1.00 0.220 ug/L 10/28/14 15:47 1Carbon disulfide ND

1.00 0.180 ug/L 10/28/14 15:47 1Carbon tetrachloride ND

1.00 0.180 ug/L 10/28/14 15:47 1Chlorobenzene ND

1.00 0.250 ug/L 10/28/14 15:47 1Chlorodibromomethane ND

1.00 0.360 ug/L 10/28/14 15:47 1Chloroethane ND

1.00 0.230 ug/L 10/28/14 15:47 1Chloroform ND

1.00 0.360 ug/L 10/28/14 15:47 1Chloromethane ND

1.00 0.210 ug/L 10/28/14 15:47 1cis-1,2-Dichloroethene ND

1.00 0.170 ug/L 10/28/14 15:47 1cis-1,3-Dichloropropene ND

10.0 0.940 ug/L 10/28/14 15:47 11,2-Dibromo-3-Chloropropane ND

1.00 0.210 ug/L 10/28/14 15:47 11,2-Dibromoethane (EDB) ND

1.00 0.450 ug/L 10/28/14 15:47 1Dibromomethane ND

1.00 0.190 ug/L 10/28/14 15:47 11,2-Dichlorobenzene ND

1.00 0.170 ug/L 10/28/14 15:47 11,4-Dichlorobenzene ND

1.00 0.240 ug/L 10/28/14 15:47 11,1-Dichloroethane ND

1.00 0.200 ug/L 10/28/14 15:47 11,2-Dichloroethane ND

1.00 0.250 ug/L 10/28/14 15:47 11,1-Dichloroethene ND

1.00 0.250 ug/L 10/28/14 15:47 11,2-Dichloropropane ND

1.00 0.190 ug/L 10/28/14 15:47 1Ethylbenzene ND

10.0 1.28 ug/L 10/28/14 15:47 12-Hexanone ND

10.0 1.50 ug/L 10/28/14 15:47 1Iodomethane ND

5.00 0.220 ug/L 10/28/14 15:47 1Methylene Chloride ND

10.0 0.810 ug/L 10/28/14 15:47 14-Methyl-2-pentanone (MIBK) ND *

1.00 0.280 ug/L 10/28/14 15:47 1Styrene ND

1.00 0.150 ug/L 10/28/14 15:47 11,1,1,2-Tetrachloroethane ND

1.00 0.190 ug/L 10/28/14 15:47 11,1,2,2-Tetrachloroethane ND

1.00 0.140 ug/L 10/28/14 15:47 1Tetrachloroethene ND

1.00 0.170 ug/L 10/28/14 15:47 1Toluene ND

5.00 0.460 ug/L 10/28/14 15:47 1trans-1,4-Dichloro-2-butene ND

1.00 0.230 ug/L 10/28/14 15:47 1trans-1,2-Dichloroethene ND

1.00 0.170 ug/L 10/28/14 15:47 1trans-1,3-Dichloropropene ND

1.00 0.190 ug/L 10/28/14 15:47 11,1,1-Trichloroethane ND

1.00 0.190 ug/L 10/28/14 15:47 11,1,2-Trichloroethane ND

1.00 0.200 ug/L 10/28/14 15:47 1Trichloroethene ND

1.00 0.210 ug/L 10/28/14 15:47 1Trichlorofluoromethane ND

1.00 0.230 ug/L 10/28/14 15:47 11,2,3-Trichloropropane ND

10.0 1.71 ug/L 10/28/14 15:47 1Vinyl acetate ND

1.00 0.180 ug/L 10/28/14 15:47 1Vinyl chloride ND

2.00 0.380 ug/L 10/28/14 15:47 1Xylenes, Total ND
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Client Sample Results
TestAmerica Job ID: 490-64486-1Client: Duke Energy Corporation

Project/Site: Belews Creek Landfill J14100008

Lab Sample ID: 490-64486-6Client Sample ID: MW-5
Matrix: WaterDate Collected: 10/20/14 15:00

Date Received: 10/23/14 08:40

4-Bromofluorobenzene (Surr) 103 70 - 130 10/28/14 15:47 1

Surrogate Dil FacAnalyzedPreparedQualifier Limits%Recovery

Dibromofluoromethane (Surr) 96 10/28/14 15:47 170 - 130

1,2-Dichloroethane-d4 (Surr) 96 10/28/14 15:47 170 - 130

Toluene-d8 (Surr) 123 10/28/14 15:47 170 - 130
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Client Sample Results
TestAmerica Job ID: 490-64486-1Client: Duke Energy Corporation

Project/Site: Belews Creek Landfill J14100008

Lab Sample ID: 490-64486-7Client Sample ID: MW-6
Matrix: WaterDate Collected: 10/20/14 12:30

Date Received: 10/23/14 08:40

Method: 8260B - Volatile Organic Compounds (GC/MS)
RL MDL

Acetone ND 25.0 2.66 ug/L 10/28/14 16:14 1

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

10.0 0.500 ug/L 10/28/14 16:14 1Acrylonitrile ND

1.00 0.200 ug/L 10/28/14 16:14 1Benzene ND

1.00 0.150 ug/L 10/28/14 16:14 1Bromochloromethane ND

1.00 0.170 ug/L 10/28/14 16:14 1Bromodichloromethane ND

1.00 0.290 ug/L 10/28/14 16:14 1Bromoform ND

1.00 0.350 ug/L 10/28/14 16:14 1Bromomethane ND

50.0 2.64 ug/L 10/28/14 16:14 12-Butanone (MEK) ND

1.00 0.220 ug/L 10/28/14 16:14 1Carbon disulfide ND

1.00 0.180 ug/L 10/28/14 16:14 1Carbon tetrachloride ND

1.00 0.180 ug/L 10/28/14 16:14 1Chlorobenzene ND

1.00 0.250 ug/L 10/28/14 16:14 1Chlorodibromomethane ND

1.00 0.360 ug/L 10/28/14 16:14 1Chloroethane ND

1.00 0.230 ug/L 10/28/14 16:14 1Chloroform 16.2 B

1.00 0.360 ug/L 10/28/14 16:14 1Chloromethane ND

1.00 0.210 ug/L 10/28/14 16:14 1cis-1,2-Dichloroethene ND

1.00 0.170 ug/L 10/28/14 16:14 1cis-1,3-Dichloropropene ND

10.0 0.940 ug/L 10/28/14 16:14 11,2-Dibromo-3-Chloropropane ND

1.00 0.210 ug/L 10/28/14 16:14 11,2-Dibromoethane (EDB) ND

1.00 0.450 ug/L 10/28/14 16:14 1Dibromomethane ND

1.00 0.190 ug/L 10/28/14 16:14 11,2-Dichlorobenzene ND

1.00 0.170 ug/L 10/28/14 16:14 11,4-Dichlorobenzene ND

1.00 0.240 ug/L 10/28/14 16:14 11,1-Dichloroethane ND

1.00 0.200 ug/L 10/28/14 16:14 11,2-Dichloroethane ND

1.00 0.250 ug/L 10/28/14 16:14 11,1-Dichloroethene ND

1.00 0.250 ug/L 10/28/14 16:14 11,2-Dichloropropane ND

1.00 0.190 ug/L 10/28/14 16:14 1Ethylbenzene ND

10.0 1.28 ug/L 10/28/14 16:14 12-Hexanone ND

10.0 1.50 ug/L 10/28/14 16:14 1Iodomethane ND

5.00 0.220 ug/L 10/28/14 16:14 1Methylene Chloride ND

10.0 0.810 ug/L 10/28/14 16:14 14-Methyl-2-pentanone (MIBK) ND *

1.00 0.280 ug/L 10/28/14 16:14 1Styrene ND

1.00 0.150 ug/L 10/28/14 16:14 11,1,1,2-Tetrachloroethane ND

1.00 0.190 ug/L 10/28/14 16:14 11,1,2,2-Tetrachloroethane ND

1.00 0.140 ug/L 10/28/14 16:14 1Tetrachloroethene ND

1.00 0.170 ug/L 10/28/14 16:14 1Toluene ND

5.00 0.460 ug/L 10/28/14 16:14 1trans-1,4-Dichloro-2-butene ND

1.00 0.230 ug/L 10/28/14 16:14 1trans-1,2-Dichloroethene ND

1.00 0.170 ug/L 10/28/14 16:14 1trans-1,3-Dichloropropene ND

1.00 0.190 ug/L 10/28/14 16:14 11,1,1-Trichloroethane ND

1.00 0.190 ug/L 10/28/14 16:14 11,1,2-Trichloroethane ND

1.00 0.200 ug/L 10/28/14 16:14 1Trichloroethene ND

1.00 0.210 ug/L 10/28/14 16:14 1Trichlorofluoromethane ND

1.00 0.230 ug/L 10/28/14 16:14 11,2,3-Trichloropropane ND

10.0 1.71 ug/L 10/28/14 16:14 1Vinyl acetate ND

1.00 0.180 ug/L 10/28/14 16:14 1Vinyl chloride ND

2.00 0.380 ug/L 10/28/14 16:14 1Xylenes, Total ND
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Client Sample Results
TestAmerica Job ID: 490-64486-1Client: Duke Energy Corporation

Project/Site: Belews Creek Landfill J14100008

Lab Sample ID: 490-64486-7Client Sample ID: MW-6
Matrix: WaterDate Collected: 10/20/14 12:30

Date Received: 10/23/14 08:40

4-Bromofluorobenzene (Surr) 102 70 - 130 10/28/14 16:14 1

Surrogate Dil FacAnalyzedPreparedQualifier Limits%Recovery

Dibromofluoromethane (Surr) 94 10/28/14 16:14 170 - 130

1,2-Dichloroethane-d4 (Surr) 98 10/28/14 16:14 170 - 130

Toluene-d8 (Surr) 123 10/28/14 16:14 170 - 130
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Client Sample Results
TestAmerica Job ID: 490-64486-1Client: Duke Energy Corporation

Project/Site: Belews Creek Landfill J14100008

Lab Sample ID: 490-64486-8Client Sample ID: MW-7
Matrix: WaterDate Collected: 10/20/14 08:45

Date Received: 10/23/14 08:40

Method: 8260B - Volatile Organic Compounds (GC/MS)
RL MDL

Acetone ND 25.0 2.66 ug/L 10/28/14 16:41 1

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

10.0 0.500 ug/L 10/28/14 16:41 1Acrylonitrile ND

1.00 0.200 ug/L 10/28/14 16:41 1Benzene ND

1.00 0.150 ug/L 10/28/14 16:41 1Bromochloromethane ND

1.00 0.170 ug/L 10/28/14 16:41 1Bromodichloromethane ND

1.00 0.290 ug/L 10/28/14 16:41 1Bromoform ND

1.00 0.350 ug/L 10/28/14 16:41 1Bromomethane ND

50.0 2.64 ug/L 10/28/14 16:41 12-Butanone (MEK) ND

1.00 0.220 ug/L 10/28/14 16:41 1Carbon disulfide ND

1.00 0.180 ug/L 10/28/14 16:41 1Carbon tetrachloride ND

1.00 0.180 ug/L 10/28/14 16:41 1Chlorobenzene ND

1.00 0.250 ug/L 10/28/14 16:41 1Chlorodibromomethane ND

1.00 0.360 ug/L 10/28/14 16:41 1Chloroethane ND

1.00 0.230 ug/L 10/28/14 16:41 1Chloroform ND

1.00 0.360 ug/L 10/28/14 16:41 1Chloromethane ND

1.00 0.210 ug/L 10/28/14 16:41 1cis-1,2-Dichloroethene ND

1.00 0.170 ug/L 10/28/14 16:41 1cis-1,3-Dichloropropene ND

10.0 0.940 ug/L 10/28/14 16:41 11,2-Dibromo-3-Chloropropane ND

1.00 0.210 ug/L 10/28/14 16:41 11,2-Dibromoethane (EDB) ND

1.00 0.450 ug/L 10/28/14 16:41 1Dibromomethane ND

1.00 0.190 ug/L 10/28/14 16:41 11,2-Dichlorobenzene ND

1.00 0.170 ug/L 10/28/14 16:41 11,4-Dichlorobenzene ND

1.00 0.240 ug/L 10/28/14 16:41 11,1-Dichloroethane ND

1.00 0.200 ug/L 10/28/14 16:41 11,2-Dichloroethane ND

1.00 0.250 ug/L 10/28/14 16:41 11,1-Dichloroethene ND

1.00 0.250 ug/L 10/28/14 16:41 11,2-Dichloropropane ND

1.00 0.190 ug/L 10/28/14 16:41 1Ethylbenzene ND

10.0 1.28 ug/L 10/28/14 16:41 12-Hexanone ND

10.0 1.50 ug/L 10/28/14 16:41 1Iodomethane ND

5.00 0.220 ug/L 10/28/14 16:41 1Methylene Chloride ND

10.0 0.810 ug/L 10/28/14 16:41 14-Methyl-2-pentanone (MIBK) ND *

1.00 0.280 ug/L 10/28/14 16:41 1Styrene ND

1.00 0.150 ug/L 10/28/14 16:41 11,1,1,2-Tetrachloroethane ND

1.00 0.190 ug/L 10/28/14 16:41 11,1,2,2-Tetrachloroethane ND

1.00 0.140 ug/L 10/28/14 16:41 1Tetrachloroethene ND

1.00 0.170 ug/L 10/28/14 16:41 1Toluene ND

5.00 0.460 ug/L 10/28/14 16:41 1trans-1,4-Dichloro-2-butene ND

1.00 0.230 ug/L 10/28/14 16:41 1trans-1,2-Dichloroethene ND

1.00 0.170 ug/L 10/28/14 16:41 1trans-1,3-Dichloropropene ND

1.00 0.190 ug/L 10/28/14 16:41 11,1,1-Trichloroethane ND

1.00 0.190 ug/L 10/28/14 16:41 11,1,2-Trichloroethane ND

1.00 0.200 ug/L 10/28/14 16:41 1Trichloroethene ND

1.00 0.210 ug/L 10/28/14 16:41 1Trichlorofluoromethane ND

1.00 0.230 ug/L 10/28/14 16:41 11,2,3-Trichloropropane ND

10.0 1.71 ug/L 10/28/14 16:41 1Vinyl acetate ND

1.00 0.180 ug/L 10/28/14 16:41 1Vinyl chloride ND

2.00 0.380 ug/L 10/28/14 16:41 1Xylenes, Total ND
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Client Sample Results
TestAmerica Job ID: 490-64486-1Client: Duke Energy Corporation

Project/Site: Belews Creek Landfill J14100008

Lab Sample ID: 490-64486-8Client Sample ID: MW-7
Matrix: WaterDate Collected: 10/20/14 08:45

Date Received: 10/23/14 08:40

4-Bromofluorobenzene (Surr) 108 70 - 130 10/28/14 16:41 1

Surrogate Dil FacAnalyzedPreparedQualifier Limits%Recovery

Dibromofluoromethane (Surr) 98 10/28/14 16:41 170 - 130

1,2-Dichloroethane-d4 (Surr) 98 10/28/14 16:41 170 - 130

Toluene-d8 (Surr) 122 10/28/14 16:41 170 - 130
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Client Sample Results
TestAmerica Job ID: 490-64486-1Client: Duke Energy Corporation

Project/Site: Belews Creek Landfill J14100008

Lab Sample ID: 490-64486-9Client Sample ID: MW2-7
Matrix: WaterDate Collected: 10/20/14 10:45

Date Received: 10/23/14 08:40

Method: 8260B - Volatile Organic Compounds (GC/MS)
RL MDL

Acetone ND 25.0 2.66 ug/L 10/28/14 17:08 1

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

10.0 0.500 ug/L 10/28/14 17:08 1Acrylonitrile ND

1.00 0.200 ug/L 10/28/14 17:08 1Benzene ND

1.00 0.150 ug/L 10/28/14 17:08 1Bromochloromethane ND

1.00 0.170 ug/L 10/28/14 17:08 1Bromodichloromethane ND

1.00 0.290 ug/L 10/28/14 17:08 1Bromoform ND

1.00 0.350 ug/L 10/28/14 17:08 1Bromomethane ND

50.0 2.64 ug/L 10/28/14 17:08 12-Butanone (MEK) ND

1.00 0.220 ug/L 10/28/14 17:08 1Carbon disulfide ND

1.00 0.180 ug/L 10/28/14 17:08 1Carbon tetrachloride ND

1.00 0.180 ug/L 10/28/14 17:08 1Chlorobenzene ND

1.00 0.250 ug/L 10/28/14 17:08 1Chlorodibromomethane ND

1.00 0.360 ug/L 10/28/14 17:08 1Chloroethane ND

1.00 0.230 ug/L 10/28/14 17:08 1Chloroform ND

1.00 0.360 ug/L 10/28/14 17:08 1Chloromethane ND

1.00 0.210 ug/L 10/28/14 17:08 1cis-1,2-Dichloroethene ND

1.00 0.170 ug/L 10/28/14 17:08 1cis-1,3-Dichloropropene ND

10.0 0.940 ug/L 10/28/14 17:08 11,2-Dibromo-3-Chloropropane ND

1.00 0.210 ug/L 10/28/14 17:08 11,2-Dibromoethane (EDB) ND

1.00 0.450 ug/L 10/28/14 17:08 1Dibromomethane ND

1.00 0.190 ug/L 10/28/14 17:08 11,2-Dichlorobenzene ND

1.00 0.170 ug/L 10/28/14 17:08 11,4-Dichlorobenzene ND

1.00 0.240 ug/L 10/28/14 17:08 11,1-Dichloroethane ND

1.00 0.200 ug/L 10/28/14 17:08 11,2-Dichloroethane ND

1.00 0.250 ug/L 10/28/14 17:08 11,1-Dichloroethene ND

1.00 0.250 ug/L 10/28/14 17:08 11,2-Dichloropropane ND

1.00 0.190 ug/L 10/28/14 17:08 1Ethylbenzene ND

10.0 1.28 ug/L 10/28/14 17:08 12-Hexanone ND

10.0 1.50 ug/L 10/28/14 17:08 1Iodomethane ND

5.00 0.220 ug/L 10/28/14 17:08 1Methylene Chloride ND

10.0 0.810 ug/L 10/28/14 17:08 14-Methyl-2-pentanone (MIBK) ND *

1.00 0.280 ug/L 10/28/14 17:08 1Styrene ND

1.00 0.150 ug/L 10/28/14 17:08 11,1,1,2-Tetrachloroethane ND

1.00 0.190 ug/L 10/28/14 17:08 11,1,2,2-Tetrachloroethane ND

1.00 0.140 ug/L 10/28/14 17:08 1Tetrachloroethene ND

1.00 0.170 ug/L 10/28/14 17:08 1Toluene ND

5.00 0.460 ug/L 10/28/14 17:08 1trans-1,4-Dichloro-2-butene ND

1.00 0.230 ug/L 10/28/14 17:08 1trans-1,2-Dichloroethene ND

1.00 0.170 ug/L 10/28/14 17:08 1trans-1,3-Dichloropropene ND

1.00 0.190 ug/L 10/28/14 17:08 11,1,1-Trichloroethane ND

1.00 0.190 ug/L 10/28/14 17:08 11,1,2-Trichloroethane ND

1.00 0.200 ug/L 10/28/14 17:08 1Trichloroethene ND

1.00 0.210 ug/L 10/28/14 17:08 1Trichlorofluoromethane ND

1.00 0.230 ug/L 10/28/14 17:08 11,2,3-Trichloropropane ND

10.0 1.71 ug/L 10/28/14 17:08 1Vinyl acetate ND

1.00 0.180 ug/L 10/28/14 17:08 1Vinyl chloride ND

2.00 0.380 ug/L 10/28/14 17:08 1Xylenes, Total ND
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Client Sample Results
TestAmerica Job ID: 490-64486-1Client: Duke Energy Corporation

Project/Site: Belews Creek Landfill J14100008

Lab Sample ID: 490-64486-9Client Sample ID: MW2-7
Matrix: WaterDate Collected: 10/20/14 10:45

Date Received: 10/23/14 08:40

4-Bromofluorobenzene (Surr) 104 70 - 130 10/28/14 17:08 1

Surrogate Dil FacAnalyzedPreparedQualifier Limits%Recovery

Dibromofluoromethane (Surr) 95 10/28/14 17:08 170 - 130

1,2-Dichloroethane-d4 (Surr) 96 10/28/14 17:08 170 - 130

Toluene-d8 (Surr) 126 10/28/14 17:08 170 - 130
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Client Sample Results
TestAmerica Job ID: 490-64486-1Client: Duke Energy Corporation

Project/Site: Belews Creek Landfill J14100008

Lab Sample ID: 490-64486-10Client Sample ID: MW2-9
Matrix: WaterDate Collected: 10/20/14 13:00

Date Received: 10/23/14 08:40

Method: 8260B - Volatile Organic Compounds (GC/MS)
RL MDL

Acetone ND 25.0 2.66 ug/L 10/28/14 17:35 1

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

10.0 0.500 ug/L 10/28/14 17:35 1Acrylonitrile ND

1.00 0.200 ug/L 10/28/14 17:35 1Benzene ND

1.00 0.150 ug/L 10/28/14 17:35 1Bromochloromethane ND

1.00 0.170 ug/L 10/28/14 17:35 1Bromodichloromethane ND

1.00 0.290 ug/L 10/28/14 17:35 1Bromoform ND

1.00 0.350 ug/L 10/28/14 17:35 1Bromomethane ND

50.0 2.64 ug/L 10/28/14 17:35 12-Butanone (MEK) ND

1.00 0.220 ug/L 10/28/14 17:35 1Carbon disulfide ND

1.00 0.180 ug/L 10/28/14 17:35 1Carbon tetrachloride ND

1.00 0.180 ug/L 10/28/14 17:35 1Chlorobenzene ND

1.00 0.250 ug/L 10/28/14 17:35 1Chlorodibromomethane ND

1.00 0.360 ug/L 10/28/14 17:35 1Chloroethane ND

1.00 0.230 ug/L 10/28/14 17:35 1Chloroform ND

1.00 0.360 ug/L 10/28/14 17:35 1Chloromethane ND

1.00 0.210 ug/L 10/28/14 17:35 1cis-1,2-Dichloroethene ND

1.00 0.170 ug/L 10/28/14 17:35 1cis-1,3-Dichloropropene ND

10.0 0.940 ug/L 10/28/14 17:35 11,2-Dibromo-3-Chloropropane ND

1.00 0.210 ug/L 10/28/14 17:35 11,2-Dibromoethane (EDB) ND

1.00 0.450 ug/L 10/28/14 17:35 1Dibromomethane ND

1.00 0.190 ug/L 10/28/14 17:35 11,2-Dichlorobenzene ND

1.00 0.170 ug/L 10/28/14 17:35 11,4-Dichlorobenzene ND

1.00 0.240 ug/L 10/28/14 17:35 11,1-Dichloroethane ND

1.00 0.200 ug/L 10/28/14 17:35 11,2-Dichloroethane ND

1.00 0.250 ug/L 10/28/14 17:35 11,1-Dichloroethene ND

1.00 0.250 ug/L 10/28/14 17:35 11,2-Dichloropropane ND

1.00 0.190 ug/L 10/28/14 17:35 1Ethylbenzene ND

10.0 1.28 ug/L 10/28/14 17:35 12-Hexanone ND

10.0 1.50 ug/L 10/28/14 17:35 1Iodomethane ND

5.00 0.220 ug/L 10/28/14 17:35 1Methylene Chloride ND

10.0 0.810 ug/L 10/28/14 17:35 14-Methyl-2-pentanone (MIBK) ND *

1.00 0.280 ug/L 10/28/14 17:35 1Styrene ND

1.00 0.150 ug/L 10/28/14 17:35 11,1,1,2-Tetrachloroethane ND

1.00 0.190 ug/L 10/28/14 17:35 11,1,2,2-Tetrachloroethane ND

1.00 0.140 ug/L 10/28/14 17:35 1Tetrachloroethene ND

1.00 0.170 ug/L 10/28/14 17:35 1Toluene ND

5.00 0.460 ug/L 10/28/14 17:35 1trans-1,4-Dichloro-2-butene ND

1.00 0.230 ug/L 10/28/14 17:35 1trans-1,2-Dichloroethene ND

1.00 0.170 ug/L 10/28/14 17:35 1trans-1,3-Dichloropropene ND

1.00 0.190 ug/L 10/28/14 17:35 11,1,1-Trichloroethane ND

1.00 0.190 ug/L 10/28/14 17:35 11,1,2-Trichloroethane ND

1.00 0.200 ug/L 10/28/14 17:35 1Trichloroethene ND

1.00 0.210 ug/L 10/28/14 17:35 1Trichlorofluoromethane ND

1.00 0.230 ug/L 10/28/14 17:35 11,2,3-Trichloropropane ND

10.0 1.71 ug/L 10/28/14 17:35 1Vinyl acetate ND

1.00 0.180 ug/L 10/28/14 17:35 1Vinyl chloride ND

2.00 0.380 ug/L 10/28/14 17:35 1Xylenes, Total ND
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Client Sample Results
TestAmerica Job ID: 490-64486-1Client: Duke Energy Corporation

Project/Site: Belews Creek Landfill J14100008

Lab Sample ID: 490-64486-10Client Sample ID: MW2-9
Matrix: WaterDate Collected: 10/20/14 13:00

Date Received: 10/23/14 08:40

4-Bromofluorobenzene (Surr) 104 70 - 130 10/28/14 17:35 1

Surrogate Dil FacAnalyzedPreparedQualifier Limits%Recovery

Dibromofluoromethane (Surr) 96 10/28/14 17:35 170 - 130

1,2-Dichloroethane-d4 (Surr) 96 10/28/14 17:35 170 - 130

Toluene-d8 (Surr) 123 10/28/14 17:35 170 - 130
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Client Sample Results
TestAmerica Job ID: 490-64486-1Client: Duke Energy Corporation

Project/Site: Belews Creek Landfill J14100008

Lab Sample ID: 490-64486-11Client Sample ID: OB-4
Matrix: WaterDate Collected: 10/20/14 11:30

Date Received: 10/23/14 08:40

Method: 8260B - Volatile Organic Compounds (GC/MS)
RL MDL

Acetone ND 25.0 2.66 ug/L 10/28/14 18:02 1

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

10.0 0.500 ug/L 10/28/14 18:02 1Acrylonitrile ND

1.00 0.200 ug/L 10/28/14 18:02 1Benzene ND

1.00 0.150 ug/L 10/28/14 18:02 1Bromochloromethane ND

1.00 0.170 ug/L 10/28/14 18:02 1Bromodichloromethane ND

1.00 0.290 ug/L 10/28/14 18:02 1Bromoform ND

1.00 0.350 ug/L 10/28/14 18:02 1Bromomethane ND

50.0 2.64 ug/L 10/28/14 18:02 12-Butanone (MEK) ND

1.00 0.220 ug/L 10/28/14 18:02 1Carbon disulfide ND

1.00 0.180 ug/L 10/28/14 18:02 1Carbon tetrachloride ND

1.00 0.180 ug/L 10/28/14 18:02 1Chlorobenzene ND

1.00 0.250 ug/L 10/28/14 18:02 1Chlorodibromomethane ND

1.00 0.360 ug/L 10/28/14 18:02 1Chloroethane ND

1.00 0.230 ug/L 10/28/14 18:02 1Chloroform ND

1.00 0.360 ug/L 10/28/14 18:02 1Chloromethane ND

1.00 0.210 ug/L 10/28/14 18:02 1cis-1,2-Dichloroethene ND

1.00 0.170 ug/L 10/28/14 18:02 1cis-1,3-Dichloropropene ND

10.0 0.940 ug/L 10/28/14 18:02 11,2-Dibromo-3-Chloropropane ND

1.00 0.210 ug/L 10/28/14 18:02 11,2-Dibromoethane (EDB) ND

1.00 0.450 ug/L 10/28/14 18:02 1Dibromomethane ND

1.00 0.190 ug/L 10/28/14 18:02 11,2-Dichlorobenzene ND

1.00 0.170 ug/L 10/28/14 18:02 11,4-Dichlorobenzene ND

1.00 0.240 ug/L 10/28/14 18:02 11,1-Dichloroethane ND

1.00 0.200 ug/L 10/28/14 18:02 11,2-Dichloroethane ND

1.00 0.250 ug/L 10/28/14 18:02 11,1-Dichloroethene ND

1.00 0.250 ug/L 10/28/14 18:02 11,2-Dichloropropane ND

1.00 0.190 ug/L 10/28/14 18:02 1Ethylbenzene ND

10.0 1.28 ug/L 10/28/14 18:02 12-Hexanone ND

10.0 1.50 ug/L 10/28/14 18:02 1Iodomethane ND

5.00 0.220 ug/L 10/28/14 18:02 1Methylene Chloride ND

10.0 0.810 ug/L 10/28/14 18:02 14-Methyl-2-pentanone (MIBK) ND *

1.00 0.280 ug/L 10/28/14 18:02 1Styrene ND

1.00 0.150 ug/L 10/28/14 18:02 11,1,1,2-Tetrachloroethane ND

1.00 0.190 ug/L 10/28/14 18:02 11,1,2,2-Tetrachloroethane ND

1.00 0.140 ug/L 10/28/14 18:02 1Tetrachloroethene ND

1.00 0.170 ug/L 10/28/14 18:02 1Toluene ND

5.00 0.460 ug/L 10/28/14 18:02 1trans-1,4-Dichloro-2-butene ND

1.00 0.230 ug/L 10/28/14 18:02 1trans-1,2-Dichloroethene ND

1.00 0.170 ug/L 10/28/14 18:02 1trans-1,3-Dichloropropene ND

1.00 0.190 ug/L 10/28/14 18:02 11,1,1-Trichloroethane ND

1.00 0.190 ug/L 10/28/14 18:02 11,1,2-Trichloroethane ND

1.00 0.200 ug/L 10/28/14 18:02 1Trichloroethene ND

1.00 0.210 ug/L 10/28/14 18:02 1Trichlorofluoromethane ND

1.00 0.230 ug/L 10/28/14 18:02 11,2,3-Trichloropropane ND

10.0 1.71 ug/L 10/28/14 18:02 1Vinyl acetate ND

1.00 0.180 ug/L 10/28/14 18:02 1Vinyl chloride ND

2.00 0.380 ug/L 10/28/14 18:02 1Xylenes, Total ND
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Client Sample Results
TestAmerica Job ID: 490-64486-1Client: Duke Energy Corporation

Project/Site: Belews Creek Landfill J14100008

Lab Sample ID: 490-64486-11Client Sample ID: OB-4
Matrix: WaterDate Collected: 10/20/14 11:30

Date Received: 10/23/14 08:40

4-Bromofluorobenzene (Surr) 105 70 - 130 10/28/14 18:02 1

Surrogate Dil FacAnalyzedPreparedQualifier Limits%Recovery

Dibromofluoromethane (Surr) 97 10/28/14 18:02 170 - 130

1,2-Dichloroethane-d4 (Surr) 99 10/28/14 18:02 170 - 130

Toluene-d8 (Surr) 125 10/28/14 18:02 170 - 130
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Client Sample Results
TestAmerica Job ID: 490-64486-1Client: Duke Energy Corporation

Project/Site: Belews Creek Landfill J14100008

Lab Sample ID: 490-64486-12Client Sample ID: OB-5
Matrix: WaterDate Collected: 10/20/14 07:55

Date Received: 10/23/14 08:40

Method: 8260B - Volatile Organic Compounds (GC/MS)
RL MDL

Acetone ND 25.0 2.66 ug/L 10/28/14 18:29 1

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

10.0 0.500 ug/L 10/28/14 18:29 1Acrylonitrile ND

1.00 0.200 ug/L 10/28/14 18:29 1Benzene ND

1.00 0.150 ug/L 10/28/14 18:29 1Bromochloromethane ND

1.00 0.170 ug/L 10/28/14 18:29 1Bromodichloromethane ND

1.00 0.290 ug/L 10/28/14 18:29 1Bromoform ND

1.00 0.350 ug/L 10/28/14 18:29 1Bromomethane ND

50.0 2.64 ug/L 10/28/14 18:29 12-Butanone (MEK) ND

1.00 0.220 ug/L 10/28/14 18:29 1Carbon disulfide ND

1.00 0.180 ug/L 10/28/14 18:29 1Carbon tetrachloride ND

1.00 0.180 ug/L 10/28/14 18:29 1Chlorobenzene ND

1.00 0.250 ug/L 10/28/14 18:29 1Chlorodibromomethane ND

1.00 0.360 ug/L 10/28/14 18:29 1Chloroethane ND

1.00 0.230 ug/L 10/28/14 18:29 1Chloroform ND

1.00 0.360 ug/L 10/28/14 18:29 1Chloromethane ND

1.00 0.210 ug/L 10/28/14 18:29 1cis-1,2-Dichloroethene ND

1.00 0.170 ug/L 10/28/14 18:29 1cis-1,3-Dichloropropene ND

10.0 0.940 ug/L 10/28/14 18:29 11,2-Dibromo-3-Chloropropane ND

1.00 0.210 ug/L 10/28/14 18:29 11,2-Dibromoethane (EDB) ND

1.00 0.450 ug/L 10/28/14 18:29 1Dibromomethane ND

1.00 0.190 ug/L 10/28/14 18:29 11,2-Dichlorobenzene ND

1.00 0.170 ug/L 10/28/14 18:29 11,4-Dichlorobenzene ND

1.00 0.240 ug/L 10/28/14 18:29 11,1-Dichloroethane ND

1.00 0.200 ug/L 10/28/14 18:29 11,2-Dichloroethane ND

1.00 0.250 ug/L 10/28/14 18:29 11,1-Dichloroethene ND

1.00 0.250 ug/L 10/28/14 18:29 11,2-Dichloropropane ND

1.00 0.190 ug/L 10/28/14 18:29 1Ethylbenzene ND

10.0 1.28 ug/L 10/28/14 18:29 12-Hexanone ND

10.0 1.50 ug/L 10/28/14 18:29 1Iodomethane ND

5.00 0.220 ug/L 10/28/14 18:29 1Methylene Chloride ND

10.0 0.810 ug/L 10/28/14 18:29 14-Methyl-2-pentanone (MIBK) ND *

1.00 0.280 ug/L 10/28/14 18:29 1Styrene ND

1.00 0.150 ug/L 10/28/14 18:29 11,1,1,2-Tetrachloroethane ND

1.00 0.190 ug/L 10/28/14 18:29 11,1,2,2-Tetrachloroethane ND

1.00 0.140 ug/L 10/28/14 18:29 1Tetrachloroethene ND

1.00 0.170 ug/L 10/28/14 18:29 1Toluene ND

5.00 0.460 ug/L 10/28/14 18:29 1trans-1,4-Dichloro-2-butene ND

1.00 0.230 ug/L 10/28/14 18:29 1trans-1,2-Dichloroethene ND

1.00 0.170 ug/L 10/28/14 18:29 1trans-1,3-Dichloropropene ND

1.00 0.190 ug/L 10/28/14 18:29 11,1,1-Trichloroethane ND

1.00 0.190 ug/L 10/28/14 18:29 11,1,2-Trichloroethane ND

1.00 0.200 ug/L 10/28/14 18:29 1Trichloroethene ND

1.00 0.210 ug/L 10/28/14 18:29 1Trichlorofluoromethane ND

1.00 0.230 ug/L 10/28/14 18:29 11,2,3-Trichloropropane ND

10.0 1.71 ug/L 10/28/14 18:29 1Vinyl acetate ND

1.00 0.180 ug/L 10/28/14 18:29 1Vinyl chloride ND

2.00 0.380 ug/L 10/28/14 18:29 1Xylenes, Total ND
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Client Sample Results
TestAmerica Job ID: 490-64486-1Client: Duke Energy Corporation

Project/Site: Belews Creek Landfill J14100008

Lab Sample ID: 490-64486-12Client Sample ID: OB-5
Matrix: WaterDate Collected: 10/20/14 07:55

Date Received: 10/23/14 08:40

4-Bromofluorobenzene (Surr) 106 70 - 130 10/28/14 18:29 1

Surrogate Dil FacAnalyzedPreparedQualifier Limits%Recovery

Dibromofluoromethane (Surr) 97 10/28/14 18:29 170 - 130

1,2-Dichloroethane-d4 (Surr) 99 10/28/14 18:29 170 - 130

Toluene-d8 (Surr) 122 10/28/14 18:29 170 - 130
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Client Sample Results
TestAmerica Job ID: 490-64486-1Client: Duke Energy Corporation

Project/Site: Belews Creek Landfill J14100008

Lab Sample ID: 490-64486-13Client Sample ID: OB-9
Matrix: WaterDate Collected: 10/20/14 12:10

Date Received: 10/23/14 08:40

Method: 8260B - Volatile Organic Compounds (GC/MS)
RL MDL

Acetone ND 25.0 2.66 ug/L 10/28/14 18:56 1

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

10.0 0.500 ug/L 10/28/14 18:56 1Acrylonitrile ND

1.00 0.200 ug/L 10/28/14 18:56 1Benzene ND

1.00 0.150 ug/L 10/28/14 18:56 1Bromochloromethane ND

1.00 0.170 ug/L 10/28/14 18:56 1Bromodichloromethane ND

1.00 0.290 ug/L 10/28/14 18:56 1Bromoform ND

1.00 0.350 ug/L 10/28/14 18:56 1Bromomethane ND

50.0 2.64 ug/L 10/28/14 18:56 12-Butanone (MEK) ND

1.00 0.220 ug/L 10/28/14 18:56 1Carbon disulfide ND

1.00 0.180 ug/L 10/28/14 18:56 1Carbon tetrachloride ND

1.00 0.180 ug/L 10/28/14 18:56 1Chlorobenzene ND

1.00 0.250 ug/L 10/28/14 18:56 1Chlorodibromomethane ND

1.00 0.360 ug/L 10/28/14 18:56 1Chloroethane ND

1.00 0.230 ug/L 10/28/14 18:56 1Chloroform ND

1.00 0.360 ug/L 10/28/14 18:56 1Chloromethane ND

1.00 0.210 ug/L 10/28/14 18:56 1cis-1,2-Dichloroethene ND

1.00 0.170 ug/L 10/28/14 18:56 1cis-1,3-Dichloropropene ND

10.0 0.940 ug/L 10/28/14 18:56 11,2-Dibromo-3-Chloropropane ND

1.00 0.210 ug/L 10/28/14 18:56 11,2-Dibromoethane (EDB) ND

1.00 0.450 ug/L 10/28/14 18:56 1Dibromomethane ND

1.00 0.190 ug/L 10/28/14 18:56 11,2-Dichlorobenzene ND

1.00 0.170 ug/L 10/28/14 18:56 11,4-Dichlorobenzene ND

1.00 0.240 ug/L 10/28/14 18:56 11,1-Dichloroethane ND

1.00 0.200 ug/L 10/28/14 18:56 11,2-Dichloroethane ND

1.00 0.250 ug/L 10/28/14 18:56 11,1-Dichloroethene ND

1.00 0.250 ug/L 10/28/14 18:56 11,2-Dichloropropane ND

1.00 0.190 ug/L 10/28/14 18:56 1Ethylbenzene ND

10.0 1.28 ug/L 10/28/14 18:56 12-Hexanone ND

10.0 1.50 ug/L 10/28/14 18:56 1Iodomethane ND

5.00 0.220 ug/L 10/28/14 18:56 1Methylene Chloride ND

10.0 0.810 ug/L 10/28/14 18:56 14-Methyl-2-pentanone (MIBK) ND *

1.00 0.280 ug/L 10/28/14 18:56 1Styrene ND

1.00 0.150 ug/L 10/28/14 18:56 11,1,1,2-Tetrachloroethane ND

1.00 0.190 ug/L 10/28/14 18:56 11,1,2,2-Tetrachloroethane ND

1.00 0.140 ug/L 10/28/14 18:56 1Tetrachloroethene ND

1.00 0.170 ug/L 10/28/14 18:56 1Toluene ND

5.00 0.460 ug/L 10/28/14 18:56 1trans-1,4-Dichloro-2-butene ND

1.00 0.230 ug/L 10/28/14 18:56 1trans-1,2-Dichloroethene ND

1.00 0.170 ug/L 10/28/14 18:56 1trans-1,3-Dichloropropene ND

1.00 0.190 ug/L 10/28/14 18:56 11,1,1-Trichloroethane ND

1.00 0.190 ug/L 10/28/14 18:56 11,1,2-Trichloroethane ND

1.00 0.200 ug/L 10/28/14 18:56 1Trichloroethene ND

1.00 0.210 ug/L 10/28/14 18:56 1Trichlorofluoromethane ND

1.00 0.230 ug/L 10/28/14 18:56 11,2,3-Trichloropropane ND

10.0 1.71 ug/L 10/28/14 18:56 1Vinyl acetate ND

1.00 0.180 ug/L 10/28/14 18:56 1Vinyl chloride ND

2.00 0.380 ug/L 10/28/14 18:56 1Xylenes, Total ND
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Client Sample Results
TestAmerica Job ID: 490-64486-1Client: Duke Energy Corporation

Project/Site: Belews Creek Landfill J14100008

Lab Sample ID: 490-64486-13Client Sample ID: OB-9
Matrix: WaterDate Collected: 10/20/14 12:10

Date Received: 10/23/14 08:40

4-Bromofluorobenzene (Surr) 102 70 - 130 10/28/14 18:56 1

Surrogate Dil FacAnalyzedPreparedQualifier Limits%Recovery

Dibromofluoromethane (Surr) 96 10/28/14 18:56 170 - 130

1,2-Dichloroethane-d4 (Surr) 97 10/28/14 18:56 170 - 130

Toluene-d8 (Surr) 124 10/28/14 18:56 170 - 130
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Client Sample Results
TestAmerica Job ID: 490-64486-1Client: Duke Energy Corporation

Project/Site: Belews Creek Landfill J14100008

Lab Sample ID: 490-64486-14Client Sample ID: SW-1A
Matrix: WaterDate Collected: 10/20/14 09:30

Date Received: 10/23/14 08:40

Method: 8260B - Volatile Organic Compounds (GC/MS)
RL MDL

Acetone ND 25.0 2.66 ug/L 10/28/14 19:23 1

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

10.0 0.500 ug/L 10/28/14 19:23 1Acrylonitrile ND

1.00 0.200 ug/L 10/28/14 19:23 1Benzene ND

1.00 0.150 ug/L 10/28/14 19:23 1Bromochloromethane ND

1.00 0.170 ug/L 10/28/14 19:23 1Bromodichloromethane ND

1.00 0.290 ug/L 10/28/14 19:23 1Bromoform ND

1.00 0.350 ug/L 10/28/14 19:23 1Bromomethane ND

50.0 2.64 ug/L 10/28/14 19:23 12-Butanone (MEK) ND

1.00 0.220 ug/L 10/28/14 19:23 1Carbon disulfide ND

1.00 0.180 ug/L 10/28/14 19:23 1Carbon tetrachloride ND

1.00 0.180 ug/L 10/28/14 19:23 1Chlorobenzene ND

1.00 0.250 ug/L 10/28/14 19:23 1Chlorodibromomethane ND

1.00 0.360 ug/L 10/28/14 19:23 1Chloroethane ND

1.00 0.230 ug/L 10/28/14 19:23 1Chloroform ND

1.00 0.360 ug/L 10/28/14 19:23 1Chloromethane ND

1.00 0.210 ug/L 10/28/14 19:23 1cis-1,2-Dichloroethene ND

1.00 0.170 ug/L 10/28/14 19:23 1cis-1,3-Dichloropropene ND

10.0 0.940 ug/L 10/28/14 19:23 11,2-Dibromo-3-Chloropropane ND

1.00 0.210 ug/L 10/28/14 19:23 11,2-Dibromoethane (EDB) ND

1.00 0.450 ug/L 10/28/14 19:23 1Dibromomethane ND

1.00 0.190 ug/L 10/28/14 19:23 11,2-Dichlorobenzene ND

1.00 0.170 ug/L 10/28/14 19:23 11,4-Dichlorobenzene ND

1.00 0.240 ug/L 10/28/14 19:23 11,1-Dichloroethane ND

1.00 0.200 ug/L 10/28/14 19:23 11,2-Dichloroethane ND

1.00 0.250 ug/L 10/28/14 19:23 11,1-Dichloroethene ND

1.00 0.250 ug/L 10/28/14 19:23 11,2-Dichloropropane ND

1.00 0.190 ug/L 10/28/14 19:23 1Ethylbenzene ND

10.0 1.28 ug/L 10/28/14 19:23 12-Hexanone ND

10.0 1.50 ug/L 10/28/14 19:23 1Iodomethane ND

5.00 0.220 ug/L 10/28/14 19:23 1Methylene Chloride ND

10.0 0.810 ug/L 10/28/14 19:23 14-Methyl-2-pentanone (MIBK) ND *

1.00 0.280 ug/L 10/28/14 19:23 1Styrene ND

1.00 0.150 ug/L 10/28/14 19:23 11,1,1,2-Tetrachloroethane ND

1.00 0.190 ug/L 10/28/14 19:23 11,1,2,2-Tetrachloroethane ND

1.00 0.140 ug/L 10/28/14 19:23 1Tetrachloroethene ND

1.00 0.170 ug/L 10/28/14 19:23 1Toluene 0.664 J

5.00 0.460 ug/L 10/28/14 19:23 1trans-1,4-Dichloro-2-butene ND

1.00 0.230 ug/L 10/28/14 19:23 1trans-1,2-Dichloroethene ND

1.00 0.170 ug/L 10/28/14 19:23 1trans-1,3-Dichloropropene ND

1.00 0.190 ug/L 10/28/14 19:23 11,1,1-Trichloroethane ND

1.00 0.190 ug/L 10/28/14 19:23 11,1,2-Trichloroethane ND

1.00 0.200 ug/L 10/28/14 19:23 1Trichloroethene ND

1.00 0.210 ug/L 10/28/14 19:23 1Trichlorofluoromethane ND

1.00 0.230 ug/L 10/28/14 19:23 11,2,3-Trichloropropane ND

10.0 1.71 ug/L 10/28/14 19:23 1Vinyl acetate ND

1.00 0.180 ug/L 10/28/14 19:23 1Vinyl chloride ND

2.00 0.380 ug/L 10/28/14 19:23 1Xylenes, Total 0.763 J
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Client Sample Results
TestAmerica Job ID: 490-64486-1Client: Duke Energy Corporation

Project/Site: Belews Creek Landfill J14100008

Lab Sample ID: 490-64486-14Client Sample ID: SW-1A
Matrix: WaterDate Collected: 10/20/14 09:30

Date Received: 10/23/14 08:40

4-Bromofluorobenzene (Surr) 108 70 - 130 10/28/14 19:23 1

Surrogate Dil FacAnalyzedPreparedQualifier Limits%Recovery

Dibromofluoromethane (Surr) 95 10/28/14 19:23 170 - 130

1,2-Dichloroethane-d4 (Surr) 96 10/28/14 19:23 170 - 130

Toluene-d8 (Surr) 124 10/28/14 19:23 170 - 130
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Client Sample Results
TestAmerica Job ID: 490-64486-1Client: Duke Energy Corporation

Project/Site: Belews Creek Landfill J14100008

Lab Sample ID: 490-64486-15Client Sample ID: SW-2
Matrix: WaterDate Collected: 10/20/14 12:35

Date Received: 10/23/14 08:40

Method: 8260B - Volatile Organic Compounds (GC/MS)
RL MDL

Acetone ND 25.0 2.66 ug/L 10/28/14 19:50 1

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

10.0 0.500 ug/L 10/28/14 19:50 1Acrylonitrile ND

1.00 0.200 ug/L 10/28/14 19:50 1Benzene ND

1.00 0.150 ug/L 10/28/14 19:50 1Bromochloromethane ND

1.00 0.170 ug/L 10/28/14 19:50 1Bromodichloromethane ND

1.00 0.290 ug/L 10/28/14 19:50 1Bromoform ND

1.00 0.350 ug/L 10/28/14 19:50 1Bromomethane ND

50.0 2.64 ug/L 10/28/14 19:50 12-Butanone (MEK) ND

1.00 0.220 ug/L 10/28/14 19:50 1Carbon disulfide ND

1.00 0.180 ug/L 10/28/14 19:50 1Carbon tetrachloride ND

1.00 0.180 ug/L 10/28/14 19:50 1Chlorobenzene ND

1.00 0.250 ug/L 10/28/14 19:50 1Chlorodibromomethane ND

1.00 0.360 ug/L 10/28/14 19:50 1Chloroethane ND

1.00 0.230 ug/L 10/28/14 19:50 1Chloroform ND

1.00 0.360 ug/L 10/28/14 19:50 1Chloromethane ND

1.00 0.210 ug/L 10/28/14 19:50 1cis-1,2-Dichloroethene ND

1.00 0.170 ug/L 10/28/14 19:50 1cis-1,3-Dichloropropene ND

10.0 0.940 ug/L 10/28/14 19:50 11,2-Dibromo-3-Chloropropane ND

1.00 0.210 ug/L 10/28/14 19:50 11,2-Dibromoethane (EDB) ND

1.00 0.450 ug/L 10/28/14 19:50 1Dibromomethane ND

1.00 0.190 ug/L 10/28/14 19:50 11,2-Dichlorobenzene ND

1.00 0.170 ug/L 10/28/14 19:50 11,4-Dichlorobenzene ND

1.00 0.240 ug/L 10/28/14 19:50 11,1-Dichloroethane ND

1.00 0.200 ug/L 10/28/14 19:50 11,2-Dichloroethane ND

1.00 0.250 ug/L 10/28/14 19:50 11,1-Dichloroethene ND

1.00 0.250 ug/L 10/28/14 19:50 11,2-Dichloropropane ND

1.00 0.190 ug/L 10/28/14 19:50 1Ethylbenzene ND

10.0 1.28 ug/L 10/28/14 19:50 12-Hexanone ND

10.0 1.50 ug/L 10/28/14 19:50 1Iodomethane ND

5.00 0.220 ug/L 10/28/14 19:50 1Methylene Chloride ND

10.0 0.810 ug/L 10/28/14 19:50 14-Methyl-2-pentanone (MIBK) ND *

1.00 0.280 ug/L 10/28/14 19:50 1Styrene ND

1.00 0.150 ug/L 10/28/14 19:50 11,1,1,2-Tetrachloroethane ND

1.00 0.190 ug/L 10/28/14 19:50 11,1,2,2-Tetrachloroethane ND

1.00 0.140 ug/L 10/28/14 19:50 1Tetrachloroethene ND

1.00 0.170 ug/L 10/28/14 19:50 1Toluene 0.900 J

5.00 0.460 ug/L 10/28/14 19:50 1trans-1,4-Dichloro-2-butene ND

1.00 0.230 ug/L 10/28/14 19:50 1trans-1,2-Dichloroethene ND

1.00 0.170 ug/L 10/28/14 19:50 1trans-1,3-Dichloropropene ND

1.00 0.190 ug/L 10/28/14 19:50 11,1,1-Trichloroethane ND

1.00 0.190 ug/L 10/28/14 19:50 11,1,2-Trichloroethane ND

1.00 0.200 ug/L 10/28/14 19:50 1Trichloroethene ND

1.00 0.210 ug/L 10/28/14 19:50 1Trichlorofluoromethane ND

1.00 0.230 ug/L 10/28/14 19:50 11,2,3-Trichloropropane ND

10.0 1.71 ug/L 10/28/14 19:50 1Vinyl acetate ND

1.00 0.180 ug/L 10/28/14 19:50 1Vinyl chloride ND

2.00 0.380 ug/L 10/28/14 19:50 1Xylenes, Total 0.903 J
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Client Sample Results
TestAmerica Job ID: 490-64486-1Client: Duke Energy Corporation

Project/Site: Belews Creek Landfill J14100008

Lab Sample ID: 490-64486-15Client Sample ID: SW-2
Matrix: WaterDate Collected: 10/20/14 12:35

Date Received: 10/23/14 08:40

4-Bromofluorobenzene (Surr) 103 70 - 130 10/28/14 19:50 1

Surrogate Dil FacAnalyzedPreparedQualifier Limits%Recovery

Dibromofluoromethane (Surr) 96 10/28/14 19:50 170 - 130

1,2-Dichloroethane-d4 (Surr) 99 10/28/14 19:50 170 - 130

Toluene-d8 (Surr) 122 10/28/14 19:50 170 - 130
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Client Sample Results
TestAmerica Job ID: 490-64486-1Client: Duke Energy Corporation

Project/Site: Belews Creek Landfill J14100008

Lab Sample ID: 490-64486-16Client Sample ID: FIELD BLANK
Matrix: WaterDate Collected: 10/20/14 15:30

Date Received: 10/23/14 08:40

Method: 8260B - Volatile Organic Compounds (GC/MS)
RL MDL

Acetone ND 25.0 2.66 ug/L 10/28/14 13:04 1

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

10.0 0.500 ug/L 10/28/14 13:04 1Acrylonitrile ND

1.00 0.200 ug/L 10/28/14 13:04 1Benzene ND

1.00 0.150 ug/L 10/28/14 13:04 1Bromochloromethane ND

1.00 0.170 ug/L 10/28/14 13:04 1Bromodichloromethane ND

1.00 0.290 ug/L 10/28/14 13:04 1Bromoform ND

1.00 0.350 ug/L 10/28/14 13:04 1Bromomethane ND

50.0 2.64 ug/L 10/28/14 13:04 12-Butanone (MEK) ND

1.00 0.220 ug/L 10/28/14 13:04 1Carbon disulfide ND

1.00 0.180 ug/L 10/28/14 13:04 1Carbon tetrachloride ND

1.00 0.180 ug/L 10/28/14 13:04 1Chlorobenzene ND

1.00 0.250 ug/L 10/28/14 13:04 1Chlorodibromomethane ND

1.00 0.360 ug/L 10/28/14 13:04 1Chloroethane ND

1.00 0.230 ug/L 10/28/14 13:04 1Chloroform ND

1.00 0.360 ug/L 10/28/14 13:04 1Chloromethane ND

1.00 0.210 ug/L 10/28/14 13:04 1cis-1,2-Dichloroethene ND

1.00 0.170 ug/L 10/28/14 13:04 1cis-1,3-Dichloropropene ND

10.0 0.940 ug/L 10/28/14 13:04 11,2-Dibromo-3-Chloropropane ND

1.00 0.210 ug/L 10/28/14 13:04 11,2-Dibromoethane (EDB) ND

1.00 0.450 ug/L 10/28/14 13:04 1Dibromomethane ND

1.00 0.190 ug/L 10/28/14 13:04 11,2-Dichlorobenzene ND

1.00 0.170 ug/L 10/28/14 13:04 11,4-Dichlorobenzene ND

1.00 0.240 ug/L 10/28/14 13:04 11,1-Dichloroethane ND

1.00 0.200 ug/L 10/28/14 13:04 11,2-Dichloroethane ND

1.00 0.250 ug/L 10/28/14 13:04 11,1-Dichloroethene ND

1.00 0.250 ug/L 10/28/14 13:04 11,2-Dichloropropane ND

1.00 0.190 ug/L 10/28/14 13:04 1Ethylbenzene ND

10.0 1.28 ug/L 10/28/14 13:04 12-Hexanone ND

10.0 1.50 ug/L 10/28/14 13:04 1Iodomethane ND

5.00 0.220 ug/L 10/28/14 13:04 1Methylene Chloride ND

10.0 0.810 ug/L 10/28/14 13:04 14-Methyl-2-pentanone (MIBK) ND *

1.00 0.280 ug/L 10/28/14 13:04 1Styrene ND

1.00 0.150 ug/L 10/28/14 13:04 11,1,1,2-Tetrachloroethane ND

1.00 0.190 ug/L 10/28/14 13:04 11,1,2,2-Tetrachloroethane ND

1.00 0.140 ug/L 10/28/14 13:04 1Tetrachloroethene ND

1.00 0.170 ug/L 10/28/14 13:04 1Toluene ND

5.00 0.460 ug/L 10/28/14 13:04 1trans-1,4-Dichloro-2-butene ND

1.00 0.230 ug/L 10/28/14 13:04 1trans-1,2-Dichloroethene ND

1.00 0.170 ug/L 10/28/14 13:04 1trans-1,3-Dichloropropene ND

1.00 0.190 ug/L 10/28/14 13:04 11,1,1-Trichloroethane ND

1.00 0.190 ug/L 10/28/14 13:04 11,1,2-Trichloroethane ND

1.00 0.200 ug/L 10/28/14 13:04 1Trichloroethene ND

1.00 0.210 ug/L 10/28/14 13:04 1Trichlorofluoromethane ND

1.00 0.230 ug/L 10/28/14 13:04 11,2,3-Trichloropropane ND

10.0 1.71 ug/L 10/28/14 13:04 1Vinyl acetate ND

1.00 0.180 ug/L 10/28/14 13:04 1Vinyl chloride ND

2.00 0.380 ug/L 10/28/14 13:04 1Xylenes, Total ND
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Client Sample Results
TestAmerica Job ID: 490-64486-1Client: Duke Energy Corporation

Project/Site: Belews Creek Landfill J14100008

Lab Sample ID: 490-64486-16Client Sample ID: FIELD BLANK
Matrix: WaterDate Collected: 10/20/14 15:30

Date Received: 10/23/14 08:40

4-Bromofluorobenzene (Surr) 106 70 - 130 10/28/14 13:04 1

Surrogate Dil FacAnalyzedPreparedQualifier Limits%Recovery

Dibromofluoromethane (Surr) 93 10/28/14 13:04 170 - 130

1,2-Dichloroethane-d4 (Surr) 97 10/28/14 13:04 170 - 130

Toluene-d8 (Surr) 120 10/28/14 13:04 170 - 130
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QC Sample Results
TestAmerica Job ID: 490-64486-1Client: Duke Energy Corporation

Project/Site: Belews Creek Landfill J14100008

Method: 8260B - Volatile Organic Compounds (GC/MS)

Client Sample ID: Method BlankLab Sample ID: MB 490-201072/5

Matrix: Water Prep Type: Total/NA

Analysis Batch: 201072

RL MDL

Acetone ND 25.0 2.66 ug/L 10/26/14 02:49 1

MB MB

Analyte Dil FacAnalyzedPreparedDUnitResult Qualifier

ND 0.50010.0 ug/L 10/26/14 02:49 1Acrylonitrile

ND 0.2001.00 ug/L 10/26/14 02:49 1Benzene

ND 0.1501.00 ug/L 10/26/14 02:49 1Bromochloromethane

ND 0.1701.00 ug/L 10/26/14 02:49 1Bromodichloromethane

ND 0.2901.00 ug/L 10/26/14 02:49 1Bromoform

ND 0.3501.00 ug/L 10/26/14 02:49 1Bromomethane

ND 2.6450.0 ug/L 10/26/14 02:49 12-Butanone (MEK)

ND 0.2201.00 ug/L 10/26/14 02:49 1Carbon disulfide

ND 0.1801.00 ug/L 10/26/14 02:49 1Carbon tetrachloride

ND 0.1801.00 ug/L 10/26/14 02:49 1Chlorobenzene

ND 0.2501.00 ug/L 10/26/14 02:49 1Chlorodibromomethane

ND 0.3601.00 ug/L 10/26/14 02:49 1Chloroethane

ND 0.2301.00 ug/L 10/26/14 02:49 1Chloroform

ND 0.3601.00 ug/L 10/26/14 02:49 1Chloromethane

ND 0.2101.00 ug/L 10/26/14 02:49 1cis-1,2-Dichloroethene

ND 0.1701.00 ug/L 10/26/14 02:49 1cis-1,3-Dichloropropene

ND 0.94010.0 ug/L 10/26/14 02:49 11,2-Dibromo-3-Chloropropane

ND 0.2101.00 ug/L 10/26/14 02:49 11,2-Dibromoethane (EDB)

ND 0.4501.00 ug/L 10/26/14 02:49 1Dibromomethane

ND 0.1901.00 ug/L 10/26/14 02:49 11,2-Dichlorobenzene

ND 0.1701.00 ug/L 10/26/14 02:49 11,4-Dichlorobenzene

ND 0.2401.00 ug/L 10/26/14 02:49 11,1-Dichloroethane

ND 0.2001.00 ug/L 10/26/14 02:49 11,2-Dichloroethane

ND 0.2501.00 ug/L 10/26/14 02:49 11,1-Dichloroethene

ND 0.2501.00 ug/L 10/26/14 02:49 11,2-Dichloropropane

ND 0.1901.00 ug/L 10/26/14 02:49 1Ethylbenzene

ND 1.2810.0 ug/L 10/26/14 02:49 12-Hexanone

ND 1.5010.0 ug/L 10/26/14 02:49 1Iodomethane

ND 0.2205.00 ug/L 10/26/14 02:49 1Methylene Chloride

ND 0.81010.0 ug/L 10/26/14 02:49 14-Methyl-2-pentanone (MIBK)

ND 0.2801.00 ug/L 10/26/14 02:49 1Styrene

ND 0.1501.00 ug/L 10/26/14 02:49 11,1,1,2-Tetrachloroethane

ND 0.1901.00 ug/L 10/26/14 02:49 11,1,2,2-Tetrachloroethane

ND 0.1401.00 ug/L 10/26/14 02:49 1Tetrachloroethene

ND 0.1701.00 ug/L 10/26/14 02:49 1Toluene

ND 0.4605.00 ug/L 10/26/14 02:49 1trans-1,4-Dichloro-2-butene

ND 0.2301.00 ug/L 10/26/14 02:49 1trans-1,2-Dichloroethene

ND 0.1701.00 ug/L 10/26/14 02:49 1trans-1,3-Dichloropropene

ND 0.1901.00 ug/L 10/26/14 02:49 11,1,1-Trichloroethane

ND 0.1901.00 ug/L 10/26/14 02:49 11,1,2-Trichloroethane

ND 0.2001.00 ug/L 10/26/14 02:49 1Trichloroethene

ND 0.2101.00 ug/L 10/26/14 02:49 1Trichlorofluoromethane

ND 0.2301.00 ug/L 10/26/14 02:49 11,2,3-Trichloropropane

ND 1.7110.0 ug/L 10/26/14 02:49 1Vinyl acetate

ND 0.1801.00 ug/L 10/26/14 02:49 1Vinyl chloride

ND 0.3802.00 ug/L 10/26/14 02:49 1Xylenes, Total
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QC Sample Results
TestAmerica Job ID: 490-64486-1Client: Duke Energy Corporation

Project/Site: Belews Creek Landfill J14100008

Method: 8260B - Volatile Organic Compounds (GC/MS) (Continued)

Client Sample ID: Method BlankLab Sample ID: MB 490-201072/5

Matrix: Water Prep Type: Total/NA

Analysis Batch: 201072

4-Bromofluorobenzene (Surr) 88 70 - 130 10/26/14 02:49 1

MB MB

Surrogate Dil FacPrepared AnalyzedQualifier Limits%Recovery

94 10/26/14 02:49 1Dibromofluoromethane (Surr) 70 - 130

81 10/26/14 02:49 11,2-Dichloroethane-d4 (Surr) 70 - 130

101 10/26/14 02:49 1Toluene-d8 (Surr) 70 - 130

Client Sample ID: Lab Control SampleLab Sample ID: LCS 490-201072/3

Matrix: Water Prep Type: Total/NA

Analysis Batch: 201072

Acetone 100 78.81 ug/L 79 54 - 145

Analyte

LCS LCS

DUnitResult Qualifier %Rec

Spike

Added

%Rec.

Limits

Acrylonitrile 200 166.5 ug/L 83 61 - 140

Benzene 20.0 18.84 ug/L 94 80 - 121

Bromochloromethane 20.0 20.57 ug/L 103 78 - 129

Bromodichloromethane 20.0 18.43 ug/L 92 75 - 129

Bromoform 20.0 18.99 ug/L 95 46 - 145

Bromomethane 20.0 18.05 ug/L 90 41 - 150

2-Butanone (MEK) 100 76.33 ug/L 76 62 - 133

Carbon disulfide 20.0 17.78 ug/L 89 77 - 126

Carbon tetrachloride 20.0 19.54 ug/L 98 64 - 147

Chlorobenzene 20.0 20.45 ug/L 102 80 - 120

Chlorodibromomethane 20.0 17.39 ug/L 87 69 - 133

Chloroethane 20.0 18.24 ug/L 91 72 - 120

Chloroform 20.0 16.64 ug/L 83 73 - 129

Chloromethane 20.0 15.46 ug/L 77 12 - 150

cis-1,2-Dichloroethene 20.0 16.85 ug/L 84 76 - 125

cis-1,3-Dichloropropene 20.0 17.75 ug/L 89 74 - 140

1,2-Dibromo-3-Chloropropane 20.0 21.84 ug/L 109 54 - 125

1,2-Dibromoethane (EDB) 20.0 19.50 ug/L 97 80 - 129

Dibromomethane 20.0 17.95 ug/L 90 71 - 125

1,2-Dichlorobenzene 20.0 21.77 ug/L 109 80 - 121

1,4-Dichlorobenzene 20.0 20.77 ug/L 104 80 - 120

1,1-Dichloroethane 20.0 16.99 ug/L 85 78 - 125

1,2-Dichloroethane 20.0 15.45 ug/L 77 77 - 121

1,1-Dichloroethene 20.0 19.74 ug/L 99 79 - 124

1,2-Dichloropropane 20.0 16.82 ug/L 84 75 - 120

Ethylbenzene 20.0 19.57 ug/L 98 80 - 130

2-Hexanone 100 80.78 ug/L 81 60 - 142

Iodomethane 20.0 19.57 ug/L 98 40 - 150

Methylene Chloride 20.0 18.60 ug/L 93 79 - 123

4-Methyl-2-pentanone (MIBK) 100 82.30 ug/L 82 60 - 137

Styrene 20.0 19.79 ug/L 99 80 - 127

1,1,1,2-Tetrachloroethane 20.0 20.62 ug/L 103 74 - 135

1,1,2,2-Tetrachloroethane 20.0 18.91 ug/L 95 69 - 131

Tetrachloroethene 20.0 20.43 ug/L 102 80 - 126

Toluene 20.0 19.62 ug/L 98 80 - 126

trans-1,4-Dichloro-2-butene 20.0 15.88 ug/L 79 41 - 147

trans-1,2-Dichloroethene 20.0 16.75 ug/L 84 79 - 126
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QC Sample Results
TestAmerica Job ID: 490-64486-1Client: Duke Energy Corporation

Project/Site: Belews Creek Landfill J14100008

Method: 8260B - Volatile Organic Compounds (GC/MS) (Continued)

Client Sample ID: Lab Control SampleLab Sample ID: LCS 490-201072/3

Matrix: Water Prep Type: Total/NA

Analysis Batch: 201072

trans-1,3-Dichloropropene 20.0 13.47 ug/L 67 63 - 134

Analyte

LCS LCS

DUnitResult Qualifier %Rec

Spike

Added

%Rec.

Limits

1,1,1-Trichloroethane 20.0 16.26 ug/L 81 78 - 135

1,1,2-Trichloroethane 20.0 19.30 ug/L 97 80 - 124

Trichloroethene 20.0 19.61 ug/L 98 80 - 123

Trichlorofluoromethane 20.0 18.46 ug/L 92 65 - 124

1,2,3-Trichloropropane 20.0 17.38 ug/L 87 70 - 131

Vinyl acetate 40.0 20.32 * ug/L 51 54 - 139

Vinyl chloride 20.0 18.75 ug/L 94 68 - 120

Xylenes, Total 40.0 37.69 ug/L 94 80 - 132

4-Bromofluorobenzene (Surr) 70 - 130

Surrogate

89

LCS LCS

Qualifier Limits%Recovery

95Dibromofluoromethane (Surr) 70 - 130

811,2-Dichloroethane-d4 (Surr) 70 - 130

100Toluene-d8 (Surr) 70 - 130

Client Sample ID: MW-1Lab Sample ID: 490-64486-2 MS

Matrix: Water Prep Type: Total/NA

Analysis Batch: 201072

Acetone ND 250 193.2 ug/L 77 45 - 141

Analyte

MS MS

DUnitResult Qualifier %Rec

Spike

Added

Sample

Result

Sample

Qualifier

%Rec.

Limits

Acrylonitrile ND 500 460.9 ug/L 92 50 - 148

Benzene ND 50.0 48.32 ug/L 97 75 - 133

Bromochloromethane ND 50.0 53.94 ug/L 108 67 - 139

Bromodichloromethane ND 50.0 52.53 E ug/L 105 70 - 140

Bromoform ND 50.0 54.70 E ug/L 109 42 - 147

Bromomethane ND 50.0 40.40 ug/L 81 16 - 163

2-Butanone (MEK) ND 250 195.0 ug/L 78 50 - 138

Carbon disulfide ND 50.0 41.86 ug/L 84 48 - 152

Carbon tetrachloride ND 50.0 54.85 E ug/L 110 62 - 164

Chlorobenzene ND 50.0 51.12 ug/L 102 80 - 129

Chlorodibromomethane ND 50.0 49.69 ug/L 99 66 - 140

Chloroethane ND 50.0 45.41 ug/L 91 58 - 137

Chloroform ND 50.0 43.95 ug/L 88 66 - 138

Chloromethane ND 50.0 38.85 ug/L 78 10 - 169

cis-1,2-Dichloroethene ND 50.0 41.64 ug/L 83 68 - 138

cis-1,3-Dichloropropene ND 50.0 46.90 ug/L 94 71 - 141

1,2-Dibromo-3-Chloropropane ND 50.0 42.22 ug/L 84 52 - 126

1,2-Dibromoethane (EDB) ND 50.0 49.52 ug/L 99 75 - 137

Dibromomethane ND 50.0 47.65 ug/L 95 58 - 140

1,2-Dichlorobenzene ND 50.0 57.74 ug/L 115 79 - 128

1,4-Dichlorobenzene ND 50.0 53.93 ug/L 108 78 - 126

1,1-Dichloroethane ND 50.0 46.57 ug/L 93 71 - 139

1,2-Dichloroethane ND 50.0 40.33 ug/L 81 64 - 136

1,1-Dichloroethene ND 50.0 48.41 ug/L 97 70 - 142

1,2-Dichloropropane ND 50.0 44.54 ug/L 89 67 - 131

Ethylbenzene ND 50.0 48.84 ug/L 98 79 - 139
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QC Sample Results
TestAmerica Job ID: 490-64486-1Client: Duke Energy Corporation

Project/Site: Belews Creek Landfill J14100008

Method: 8260B - Volatile Organic Compounds (GC/MS) (Continued)

Client Sample ID: MW-1Lab Sample ID: 490-64486-2 MS

Matrix: Water Prep Type: Total/NA

Analysis Batch: 201072

2-Hexanone ND 250 228.0 ug/L 91 50 - 150

Analyte

MS MS

DUnitResult Qualifier %Rec

Spike

Added

Sample

Result

Sample

Qualifier

%Rec.

Limits

Iodomethane ND 50.0 47.11 ug/L 94 34 - 191

Methylene Chloride ND 50.0 46.33 ug/L 93 64 - 139

4-Methyl-2-pentanone (MIBK) ND 250 230.3 ug/L 92 50 - 147

Styrene ND 50.0 50.81 ug/L 102 61 - 148

1,1,1,2-Tetrachloroethane ND 50.0 55.69 E ug/L 111 73 - 141

1,1,2,2-Tetrachloroethane ND 50.0 51.32 ug/L 103 56 - 143

Tetrachloroethene ND 50.0 50.43 ug/L 101 72 - 145

Toluene ND 50.0 48.91 ug/L 98 75 - 136

trans-1,4-Dichloro-2-butene ND 50.0 38.24 ug/L 76 29 - 156

trans-1,2-Dichloroethene ND 50.0 43.08 ug/L 86 66 - 143

trans-1,3-Dichloropropene ND 50.0 36.41 ug/L 73 59 - 135

1,1,1-Trichloroethane ND 50.0 42.38 ug/L 85 76 - 149

1,1,2-Trichloroethane ND 50.0 49.90 ug/L 100 74 - 134

Trichloroethene ND 50.0 48.33 ug/L 97 73 - 144

Trichlorofluoromethane ND 50.0 47.57 ug/L 95 58 - 139

1,2,3-Trichloropropane ND 50.0 45.43 ug/L 91 53 - 144

Vinyl acetate ND * 100 48.71 ug/L 49 37 - 154

Vinyl chloride ND 50.0 43.80 ug/L 88 56 - 129

Xylenes, Total ND 100 95.59 ug/L 96 74 - 141

4-Bromofluorobenzene (Surr) 70 - 130

Surrogate

82

MS MS

Qualifier Limits%Recovery

96Dibromofluoromethane (Surr) 70 - 130

831,2-Dichloroethane-d4 (Surr) 70 - 130

94Toluene-d8 (Surr) 70 - 130

Client Sample ID: MW-1Lab Sample ID: 490-64486-2 MSD

Matrix: Water Prep Type: Total/NA

Analysis Batch: 201072

Acetone ND 250 212.2 ug/L 85 45 - 141 9 21

Analyte

MSD MSD

DUnitResult Qualifier %Rec

Spike

Added

Sample

Result

Sample

Qualifier

%Rec.

Limits LimitRPD

RPD

Acrylonitrile ND 500 465.1 ug/L 93 50 - 148 1 18

Benzene ND 50.0 48.92 ug/L 98 75 - 133 1 17

Bromochloromethane ND 50.0 54.10 ug/L 108 67 - 139 0 17

Bromodichloromethane ND 50.0 54.09 E ug/L 108 70 - 140 3 18

Bromoform ND 50.0 55.57 E ug/L 111 42 - 147 2 16

Bromomethane ND 50.0 46.06 ug/L 92 16 - 163 13 50

2-Butanone (MEK) ND 250 205.3 ug/L 82 50 - 138 5 19

Carbon disulfide ND 50.0 41.99 ug/L 84 48 - 152 0 21

Carbon tetrachloride ND 50.0 56.41 E ug/L 113 62 - 164 3 19

Chlorobenzene ND 50.0 51.67 ug/L 103 80 - 129 1 14

Chlorodibromomethane ND 50.0 50.87 E ug/L 102 66 - 140 2 15

Chloroethane ND 50.0 45.26 ug/L 91 58 - 137 0 20

Chloroform ND 50.0 44.51 ug/L 89 66 - 138 1 18

Chloromethane ND 50.0 39.04 ug/L 78 10 - 169 0 31

cis-1,2-Dichloroethene ND 50.0 42.06 ug/L 84 68 - 138 1 17
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QC Sample Results
TestAmerica Job ID: 490-64486-1Client: Duke Energy Corporation

Project/Site: Belews Creek Landfill J14100008

Method: 8260B - Volatile Organic Compounds (GC/MS) (Continued)

Client Sample ID: MW-1Lab Sample ID: 490-64486-2 MSD

Matrix: Water Prep Type: Total/NA

Analysis Batch: 201072

cis-1,3-Dichloropropene ND 50.0 48.47 ug/L 97 71 - 141 3 15

Analyte

MSD MSD

DUnitResult Qualifier %Rec

Spike

Added

Sample

Result

Sample

Qualifier

%Rec.

Limits LimitRPD

RPD

1,2-Dibromo-3-Chloropropane ND 50.0 42.15 ug/L 84 52 - 126 0 24

1,2-Dibromoethane (EDB) ND 50.0 50.58 ug/L 101 75 - 137 2 15

Dibromomethane ND 50.0 48.51 ug/L 97 58 - 140 2 16

1,2-Dichlorobenzene ND 50.0 58.18 ug/L 116 79 - 128 1 15

1,4-Dichlorobenzene ND 50.0 53.91 ug/L 108 78 - 126 0 15

1,1-Dichloroethane ND 50.0 48.12 ug/L 96 71 - 139 3 17

1,2-Dichloroethane ND 50.0 40.85 ug/L 82 64 - 136 1 17

1,1-Dichloroethene ND 50.0 49.05 ug/L 98 70 - 142 1 17

1,2-Dichloropropane ND 50.0 46.61 ug/L 93 67 - 131 5 17

Ethylbenzene ND 50.0 49.71 ug/L 99 79 - 139 2 15

2-Hexanone ND 250 234.8 ug/L 94 50 - 150 3 15

Iodomethane ND 50.0 48.49 ug/L 97 34 - 191 3 23

Methylene Chloride ND 50.0 46.40 ug/L 93 64 - 139 0 17

4-Methyl-2-pentanone (MIBK) ND 250 238.2 ug/L 95 50 - 147 3 17

Styrene ND 50.0 51.72 ug/L 103 61 - 148 2 24

1,1,1,2-Tetrachloroethane ND 50.0 57.13 E ug/L 114 73 - 141 3 16

1,1,2,2-Tetrachloroethane ND 50.0 52.31 ug/L 105 56 - 143 2 20

Tetrachloroethene ND 50.0 50.62 ug/L 101 72 - 145 0 16

Toluene ND 50.0 49.62 ug/L 99 75 - 136 1 15

trans-1,4-Dichloro-2-butene ND 50.0 39.48 ug/L 79 29 - 156 3 26

trans-1,2-Dichloroethene ND 50.0 43.47 ug/L 87 66 - 143 1 16

trans-1,3-Dichloropropene ND 50.0 38.28 ug/L 77 59 - 135 5 14

1,1,1-Trichloroethane ND 50.0 43.83 ug/L 88 76 - 149 3 17

1,1,2-Trichloroethane ND 50.0 50.81 ug/L 102 74 - 134 2 15

Trichloroethene ND 50.0 48.91 ug/L 98 73 - 144 1 17

Trichlorofluoromethane ND 50.0 43.75 ug/L 87 58 - 139 8 18

1,2,3-Trichloropropane ND 50.0 46.61 ug/L 93 53 - 144 3 19

Vinyl acetate ND * 100 49.04 ug/L 49 37 - 154 1 21

Vinyl chloride ND 50.0 42.95 ug/L 86 56 - 129 2 17

Xylenes, Total ND 100 96.13 ug/L 96 74 - 141 1 15

4-Bromofluorobenzene (Surr) 70 - 130

Surrogate

82

MSD MSD

Qualifier Limits%Recovery

98Dibromofluoromethane (Surr) 70 - 130

861,2-Dichloroethane-d4 (Surr) 70 - 130

95Toluene-d8 (Surr) 70 - 130

Client Sample ID: Method BlankLab Sample ID: MB 490-201389/6

Matrix: Water Prep Type: Total/NA

Analysis Batch: 201389

RL MDL

Acetone ND 25.0 2.66 ug/L 10/28/14 12:10 1

MB MB

Analyte Dil FacAnalyzedPreparedDUnitResult Qualifier

ND 0.50010.0 ug/L 10/28/14 12:10 1Acrylonitrile

ND 0.2001.00 ug/L 10/28/14 12:10 1Benzene

ND 0.1501.00 ug/L 10/28/14 12:10 1Bromochloromethane

ND 0.1701.00 ug/L 10/28/14 12:10 1Bromodichloromethane
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QC Sample Results
TestAmerica Job ID: 490-64486-1Client: Duke Energy Corporation

Project/Site: Belews Creek Landfill J14100008

Method: 8260B - Volatile Organic Compounds (GC/MS) (Continued)

Client Sample ID: Method BlankLab Sample ID: MB 490-201389/6

Matrix: Water Prep Type: Total/NA

Analysis Batch: 201389

RL MDL

Bromoform ND 1.00 0.290 ug/L 10/28/14 12:10 1

MB MB

Analyte Dil FacAnalyzedPreparedDUnitResult Qualifier

ND 0.3501.00 ug/L 10/28/14 12:10 1Bromomethane

ND 2.6450.0 ug/L 10/28/14 12:10 12-Butanone (MEK)

ND 0.2201.00 ug/L 10/28/14 12:10 1Carbon disulfide

ND 0.1801.00 ug/L 10/28/14 12:10 1Carbon tetrachloride

ND 0.1801.00 ug/L 10/28/14 12:10 1Chlorobenzene

ND 0.2501.00 ug/L 10/28/14 12:10 1Chlorodibromomethane

ND 0.3601.00 ug/L 10/28/14 12:10 1Chloroethane

0.2624 J 0.2301.00 ug/L 10/28/14 12:10 1Chloroform

ND 0.3601.00 ug/L 10/28/14 12:10 1Chloromethane

ND 0.2101.00 ug/L 10/28/14 12:10 1cis-1,2-Dichloroethene

ND 0.1701.00 ug/L 10/28/14 12:10 1cis-1,3-Dichloropropene

ND 0.94010.0 ug/L 10/28/14 12:10 11,2-Dibromo-3-Chloropropane

ND 0.2101.00 ug/L 10/28/14 12:10 11,2-Dibromoethane (EDB)

ND 0.4501.00 ug/L 10/28/14 12:10 1Dibromomethane

ND 0.1901.00 ug/L 10/28/14 12:10 11,2-Dichlorobenzene

ND 0.1701.00 ug/L 10/28/14 12:10 11,4-Dichlorobenzene

ND 0.2401.00 ug/L 10/28/14 12:10 11,1-Dichloroethane

ND 0.2001.00 ug/L 10/28/14 12:10 11,2-Dichloroethane

ND 0.2501.00 ug/L 10/28/14 12:10 11,1-Dichloroethene

ND 0.2501.00 ug/L 10/28/14 12:10 11,2-Dichloropropane

ND 0.1901.00 ug/L 10/28/14 12:10 1Ethylbenzene

ND 1.2810.0 ug/L 10/28/14 12:10 12-Hexanone

ND 1.5010.0 ug/L 10/28/14 12:10 1Iodomethane

ND 0.2205.00 ug/L 10/28/14 12:10 1Methylene Chloride

ND 0.81010.0 ug/L 10/28/14 12:10 14-Methyl-2-pentanone (MIBK)

ND 0.2801.00 ug/L 10/28/14 12:10 1Styrene

ND 0.1501.00 ug/L 10/28/14 12:10 11,1,1,2-Tetrachloroethane

ND 0.1901.00 ug/L 10/28/14 12:10 11,1,2,2-Tetrachloroethane

ND 0.1401.00 ug/L 10/28/14 12:10 1Tetrachloroethene

ND 0.1701.00 ug/L 10/28/14 12:10 1Toluene

ND 0.4605.00 ug/L 10/28/14 12:10 1trans-1,4-Dichloro-2-butene

ND 0.2301.00 ug/L 10/28/14 12:10 1trans-1,2-Dichloroethene

ND 0.1701.00 ug/L 10/28/14 12:10 1trans-1,3-Dichloropropene

ND 0.1901.00 ug/L 10/28/14 12:10 11,1,1-Trichloroethane

ND 0.1901.00 ug/L 10/28/14 12:10 11,1,2-Trichloroethane

ND 0.2001.00 ug/L 10/28/14 12:10 1Trichloroethene

ND 0.2101.00 ug/L 10/28/14 12:10 1Trichlorofluoromethane

ND 0.2301.00 ug/L 10/28/14 12:10 11,2,3-Trichloropropane

ND 1.7110.0 ug/L 10/28/14 12:10 1Vinyl acetate

ND 0.1801.00 ug/L 10/28/14 12:10 1Vinyl chloride

ND 0.3802.00 ug/L 10/28/14 12:10 1Xylenes, Total

4-Bromofluorobenzene (Surr) 104 70 - 130 10/28/14 12:10 1

MB MB

Surrogate Dil FacPrepared AnalyzedQualifier Limits%Recovery

95 10/28/14 12:10 1Dibromofluoromethane (Surr) 70 - 130

96 10/28/14 12:10 11,2-Dichloroethane-d4 (Surr) 70 - 130

121 10/28/14 12:10 1Toluene-d8 (Surr) 70 - 130
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QC Sample Results
TestAmerica Job ID: 490-64486-1Client: Duke Energy Corporation

Project/Site: Belews Creek Landfill J14100008

Method: 8260B - Volatile Organic Compounds (GC/MS) (Continued)

Client Sample ID: Lab Control SampleLab Sample ID: LCS 490-201389/3

Matrix: Water Prep Type: Total/NA

Analysis Batch: 201389

Acetone 100 104.8 ug/L 105 54 - 145

Analyte

LCS LCS

DUnitResult Qualifier %Rec

Spike

Added

%Rec.

Limits

Acrylonitrile 200 214.0 ug/L 107 61 - 140

Benzene 20.0 20.92 ug/L 105 80 - 121

Bromochloromethane 20.0 19.57 ug/L 98 78 - 129

Bromodichloromethane 20.0 22.37 ug/L 112 75 - 129

Bromoform 20.0 18.95 ug/L 95 46 - 145

Bromomethane 20.0 22.14 ug/L 111 41 - 150

2-Butanone (MEK) 100 99.20 ug/L 99 62 - 133

Carbon disulfide 20.0 19.06 ug/L 95 77 - 126

Carbon tetrachloride 20.0 18.69 ug/L 93 64 - 147

Chlorobenzene 20.0 21.46 ug/L 107 80 - 120

Chlorodibromomethane 20.0 18.13 ug/L 91 69 - 133

Chloroethane 20.0 17.76 ug/L 89 72 - 120

Chloroform 20.0 20.15 ug/L 101 73 - 129

Chloromethane 20.0 15.25 ug/L 76 12 - 150

cis-1,2-Dichloroethene 20.0 20.62 ug/L 103 76 - 125

cis-1,3-Dichloropropene 20.0 25.41 ug/L 127 74 - 140

1,2-Dibromo-3-Chloropropane 20.0 19.43 ug/L 97 54 - 125

1,2-Dibromoethane (EDB) 20.0 22.68 ug/L 113 80 - 129

Dibromomethane 20.0 22.71 ug/L 114 71 - 125

1,2-Dichlorobenzene 20.0 23.52 ug/L 118 80 - 121

1,4-Dichlorobenzene 20.0 21.53 ug/L 108 80 - 120

1,1-Dichloroethane 20.0 20.94 ug/L 105 78 - 125

1,2-Dichloroethane 20.0 21.34 ug/L 107 77 - 121

1,1-Dichloroethene 20.0 20.31 ug/L 102 79 - 124

1,2-Dichloropropane 20.0 22.83 ug/L 114 75 - 120

Ethylbenzene 20.0 21.76 ug/L 109 80 - 130

2-Hexanone 100 109.3 ug/L 109 60 - 142

Iodomethane 20.0 14.28 ug/L 71 40 - 150

Methylene Chloride 20.0 20.41 ug/L 102 79 - 123

4-Methyl-2-pentanone (MIBK) 100 137.7 * ug/L 138 60 - 137

Styrene 20.0 21.35 ug/L 107 80 - 127

1,1,1,2-Tetrachloroethane 20.0 19.06 ug/L 95 74 - 135

1,1,2,2-Tetrachloroethane 20.0 24.67 ug/L 123 69 - 131

Tetrachloroethene 20.0 21.44 ug/L 107 80 - 126

Toluene 20.0 25.03 ug/L 125 80 - 126

trans-1,4-Dichloro-2-butene 20.0 21.92 ug/L 110 41 - 147

trans-1,2-Dichloroethene 20.0 21.54 ug/L 108 79 - 126

trans-1,3-Dichloropropene 20.0 19.99 ug/L 100 63 - 134

1,1,1-Trichloroethane 20.0 19.10 ug/L 95 78 - 135

1,1,2-Trichloroethane 20.0 22.72 ug/L 114 80 - 124

Trichloroethene 20.0 19.46 ug/L 97 80 - 123

Trichlorofluoromethane 20.0 19.26 ug/L 96 65 - 124

1,2,3-Trichloropropane 20.0 24.68 ug/L 123 70 - 131

Vinyl acetate 40.0 22.65 ug/L 57 54 - 139

Vinyl chloride 20.0 18.91 ug/L 95 68 - 120

Xylenes, Total 40.0 43.01 ug/L 108 80 - 132
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QC Sample Results
TestAmerica Job ID: 490-64486-1Client: Duke Energy Corporation

Project/Site: Belews Creek Landfill J14100008

Method: 8260B - Volatile Organic Compounds (GC/MS) (Continued)

Client Sample ID: Lab Control SampleLab Sample ID: LCS 490-201389/3

Matrix: Water Prep Type: Total/NA

Analysis Batch: 201389

4-Bromofluorobenzene (Surr) 70 - 130

Surrogate

104

LCS LCS

Qualifier Limits%Recovery

96Dibromofluoromethane (Surr) 70 - 130

1001,2-Dichloroethane-d4 (Surr) 70 - 130

116Toluene-d8 (Surr) 70 - 130

Client Sample ID: Matrix SpikeLab Sample ID: 490-64564-B-1 MS

Matrix: Water Prep Type: Total/NA

Analysis Batch: 201389

Acetone 3.99 J 250 231.1 ug/L 91 45 - 141

Analyte

MS MS

DUnitResult Qualifier %Rec

Spike

Added

Sample

Result

Sample

Qualifier

%Rec.

Limits

Acrylonitrile ND 500 533.9 ug/L 107 50 - 148

Benzene ND 50.0 56.06 ug/L 112 75 - 133

Bromochloromethane ND 50.0 51.04 ug/L 102 67 - 139

Bromodichloromethane ND 50.0 59.43 ug/L 119 70 - 140

Bromoform ND 50.0 53.21 E ug/L 106 42 - 147

Bromomethane ND 50.0 53.03 E ug/L 106 16 - 163

2-Butanone (MEK) 6.80 J 250 247.5 ug/L 96 50 - 138

Carbon disulfide ND 50.0 50.82 ug/L 102 48 - 152

Carbon tetrachloride ND 50.0 52.52 ug/L 105 62 - 164

Chlorobenzene ND 50.0 57.38 ug/L 115 80 - 129

Chlorodibromomethane ND 50.0 50.78 ug/L 102 66 - 140

Chloroethane ND 50.0 52.58 ug/L 105 58 - 137

Chloroform ND 50.0 54.21 ug/L 108 66 - 138

Chloromethane ND 50.0 42.27 ug/L 85 10 - 169

cis-1,2-Dichloroethene ND 50.0 53.49 ug/L 107 68 - 138

cis-1,3-Dichloropropene ND 50.0 65.74 ug/L 131 71 - 141

1,2-Dibromo-3-Chloropropane ND 50.0 44.11 ug/L 88 52 - 126

1,2-Dibromoethane (EDB) ND 50.0 56.64 ug/L 113 75 - 137

Dibromomethane ND 50.0 58.65 ug/L 117 58 - 140

1,2-Dichlorobenzene ND 50.0 57.31 ug/L 115 79 - 128

1,4-Dichlorobenzene ND 50.0 54.06 ug/L 108 78 - 126

1,1-Dichloroethane ND 50.0 56.71 ug/L 113 71 - 139

1,2-Dichloroethane ND 50.0 54.94 ug/L 110 64 - 136

1,1-Dichloroethene ND 50.0 56.39 ug/L 113 70 - 142

1,2-Dichloropropane ND 50.0 60.45 ug/L 121 67 - 131

Ethylbenzene ND 50.0 59.99 ug/L 120 79 - 139

2-Hexanone ND 250 286.3 ug/L 115 50 - 150

Iodomethane ND 50.0 42.65 ug/L 85 34 - 191

Methylene Chloride ND 50.0 51.75 ug/L 103 64 - 139

4-Methyl-2-pentanone (MIBK) ND * 250 355.9 ug/L 142 50 - 147

Styrene ND 50.0 59.16 ug/L 118 61 - 148

1,1,1,2-Tetrachloroethane ND 50.0 53.34 ug/L 107 73 - 141

1,1,2,2-Tetrachloroethane ND 50.0 58.95 ug/L 118 56 - 143

Tetrachloroethene ND 50.0 56.47 ug/L 113 72 - 145

Toluene 0.222 J 50.0 66.37 ug/L 132 75 - 136

trans-1,4-Dichloro-2-butene ND 50.0 50.56 ug/L 101 29 - 156

trans-1,2-Dichloroethene ND 50.0 57.87 ug/L 116 66 - 143
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QC Sample Results
TestAmerica Job ID: 490-64486-1Client: Duke Energy Corporation

Project/Site: Belews Creek Landfill J14100008

Method: 8260B - Volatile Organic Compounds (GC/MS) (Continued)

Client Sample ID: Matrix SpikeLab Sample ID: 490-64564-B-1 MS

Matrix: Water Prep Type: Total/NA

Analysis Batch: 201389

trans-1,3-Dichloropropene ND 50.0 49.78 ug/L 100 59 - 135

Analyte

MS MS

DUnitResult Qualifier %Rec

Spike

Added

Sample

Result

Sample

Qualifier

%Rec.

Limits

1,1,1-Trichloroethane ND 50.0 53.99 ug/L 108 76 - 149

1,1,2-Trichloroethane ND 50.0 55.59 ug/L 111 74 - 134

Trichloroethene ND 50.0 53.92 ug/L 108 73 - 144

Trichlorofluoromethane ND 50.0 58.81 ug/L 118 58 - 139

1,2,3-Trichloropropane ND 50.0 57.61 ug/L 115 53 - 144

Vinyl acetate ND 100 55.14 ug/L 55 37 - 154

Vinyl chloride ND 50.0 56.29 ug/L 113 56 - 129

Xylenes, Total ND 100 116.8 ug/L 117 74 - 141

4-Bromofluorobenzene (Surr) 70 - 130

Surrogate

101

MS MS

Qualifier Limits%Recovery

98Dibromofluoromethane (Surr) 70 - 130

981,2-Dichloroethane-d4 (Surr) 70 - 130

118Toluene-d8 (Surr) 70 - 130

Client Sample ID: Matrix Spike DuplicateLab Sample ID: 490-64564-C-1 MSD

Matrix: Water Prep Type: Total/NA

Analysis Batch: 201389

Acetone 3.99 J 250 231.8 ug/L 91 45 - 141 0 21

Analyte

MSD MSD

DUnitResult Qualifier %Rec

Spike

Added

Sample

Result

Sample

Qualifier

%Rec.

Limits LimitRPD

RPD

Acrylonitrile ND 500 514.7 ug/L 103 50 - 148 4 18

Benzene ND 50.0 56.51 ug/L 113 75 - 133 1 17

Bromochloromethane ND 50.0 52.57 ug/L 105 67 - 139 3 17

Bromodichloromethane ND 50.0 61.36 ug/L 123 70 - 140 3 18

Bromoform ND 50.0 55.01 E ug/L 110 42 - 147 3 16

Bromomethane ND 50.0 68.71 E ug/L 137 16 - 163 26 50

2-Butanone (MEK) 6.80 J 250 241.5 ug/L 94 50 - 138 2 19

Carbon disulfide ND 50.0 52.53 ug/L 105 48 - 152 3 21

Carbon tetrachloride ND 50.0 54.62 ug/L 109 62 - 164 4 19

Chlorobenzene ND 50.0 57.82 ug/L 116 80 - 129 1 14

Chlorodibromomethane ND 50.0 52.98 ug/L 106 66 - 140 4 15

Chloroethane ND 50.0 54.54 ug/L 109 58 - 137 4 20

Chloroform ND 50.0 54.33 ug/L 109 66 - 138 0 18

Chloromethane ND 50.0 44.28 ug/L 89 10 - 169 5 31

cis-1,2-Dichloroethene ND 50.0 53.89 ug/L 108 68 - 138 1 17

cis-1,3-Dichloropropene ND 50.0 66.56 ug/L 133 71 - 141 1 15

1,2-Dibromo-3-Chloropropane ND 50.0 50.04 ug/L 100 52 - 126 13 24

1,2-Dibromoethane (EDB) ND 50.0 56.81 ug/L 114 75 - 137 0 15

Dibromomethane ND 50.0 58.71 ug/L 117 58 - 140 0 16

1,2-Dichlorobenzene ND 50.0 60.48 ug/L 121 79 - 128 5 15

1,4-Dichlorobenzene ND 50.0 59.58 ug/L 119 78 - 126 10 15

1,1-Dichloroethane ND 50.0 58.03 ug/L 116 71 - 139 2 17

1,2-Dichloroethane ND 50.0 55.76 ug/L 112 64 - 136 1 17

1,1-Dichloroethene ND 50.0 57.51 ug/L 115 70 - 142 2 17

1,2-Dichloropropane ND 50.0 60.45 ug/L 121 67 - 131 0 17

Ethylbenzene ND 50.0 59.89 ug/L 120 79 - 139 0 15
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QC Sample Results
TestAmerica Job ID: 490-64486-1Client: Duke Energy Corporation

Project/Site: Belews Creek Landfill J14100008

Method: 8260B - Volatile Organic Compounds (GC/MS) (Continued)

Client Sample ID: Matrix Spike DuplicateLab Sample ID: 490-64564-C-1 MSD

Matrix: Water Prep Type: Total/NA

Analysis Batch: 201389

2-Hexanone ND 250 266.3 ug/L 107 50 - 150 7 15

Analyte

MSD MSD

DUnitResult Qualifier %Rec

Spike

Added

Sample

Result

Sample

Qualifier

%Rec.

Limits LimitRPD

RPD

Iodomethane ND 50.0 44.20 ug/L 88 34 - 191 4 23

Methylene Chloride ND 50.0 52.27 ug/L 105 64 - 139 1 17

4-Methyl-2-pentanone (MIBK) ND * 250 335.6 ug/L 134 50 - 147 6 17

Styrene ND 50.0 59.49 ug/L 119 61 - 148 1 24

1,1,1,2-Tetrachloroethane ND 50.0 55.80 ug/L 112 73 - 141 4 16

1,1,2,2-Tetrachloroethane ND 50.0 61.27 ug/L 123 56 - 143 4 20

Tetrachloroethene ND 50.0 57.08 ug/L 114 72 - 145 1 16

Toluene 0.222 J 50.0 65.82 ug/L 131 75 - 136 1 15

trans-1,4-Dichloro-2-butene ND 50.0 52.82 ug/L 106 29 - 156 4 26

trans-1,2-Dichloroethene ND 50.0 57.87 ug/L 116 66 - 143 0 16

trans-1,3-Dichloropropene ND 50.0 51.91 ug/L 104 59 - 135 4 14

1,1,1-Trichloroethane ND 50.0 54.78 ug/L 110 76 - 149 1 17

1,1,2-Trichloroethane ND 50.0 56.08 ug/L 112 74 - 134 1 15

Trichloroethene ND 50.0 54.04 ug/L 108 73 - 144 0 17

Trichlorofluoromethane ND 50.0 59.94 ug/L 120 58 - 139 2 18

1,2,3-Trichloropropane ND 50.0 59.46 ug/L 119 53 - 144 3 19

Vinyl acetate ND 100 55.91 ug/L 56 37 - 154 1 21

Vinyl chloride ND 50.0 57.12 ug/L 114 56 - 129 1 17

Xylenes, Total ND 100 116.1 ug/L 116 74 - 141 1 15

4-Bromofluorobenzene (Surr) 70 - 130

Surrogate

103

MSD MSD

Qualifier Limits%Recovery

98Dibromofluoromethane (Surr) 70 - 130

971,2-Dichloroethane-d4 (Surr) 70 - 130

112Toluene-d8 (Surr) 70 - 130
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QC Association Summary
TestAmerica Job ID: 490-64486-1Client: Duke Energy Corporation

Project/Site: Belews Creek Landfill J14100008

GC/MS VOA

Analysis Batch: 201072

Lab Sample ID Client Sample ID Prep Type Matrix Method Prep Batch

Water 8260B490-64486-2 MW-1 Total/NA

Water 8260B490-64486-2 MS MW-1 Total/NA

Water 8260B490-64486-2 MSD MW-1 Total/NA

Water 8260BLCS 490-201072/3 Lab Control Sample Total/NA

Water 8260BMB 490-201072/5 Method Blank Total/NA

Analysis Batch: 201389

Lab Sample ID Client Sample ID Prep Type Matrix Method Prep Batch

Water 8260B490-64486-1 TRIP BLANK Total/NA

Water 8260B490-64486-2 MW-1 Total/NA

Water 8260B490-64486-3 MW-1D Total/NA

Water 8260B490-64486-4 MW-3 Total/NA

Water 8260B490-64486-5 MW-4 Total/NA

Water 8260B490-64486-6 MW-5 Total/NA

Water 8260B490-64486-7 MW-6 Total/NA

Water 8260B490-64486-8 MW-7 Total/NA

Water 8260B490-64486-9 MW2-7 Total/NA

Water 8260B490-64486-10 MW2-9 Total/NA

Water 8260B490-64486-11 OB-4 Total/NA

Water 8260B490-64486-12 OB-5 Total/NA

Water 8260B490-64486-13 OB-9 Total/NA

Water 8260B490-64486-14 SW-1A Total/NA

Water 8260B490-64486-15 SW-2 Total/NA

Water 8260B490-64486-16 FIELD BLANK Total/NA

Water 8260B490-64564-B-1 MS Matrix Spike Total/NA

Water 8260B490-64564-C-1 MSD Matrix Spike Duplicate Total/NA

Water 8260BLCS 490-201389/3 Lab Control Sample Total/NA

Water 8260BMB 490-201389/6 Method Blank Total/NA
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Lab Chronicle
Client: Duke Energy Corporation TestAmerica Job ID: 490-64486-1

Project/Site: Belews Creek Landfill J14100008

Client Sample ID: TRIP BLANK Lab Sample ID: 490-64486-1
Matrix: WaterDate Collected: 10/19/14 09:20

Date Received: 10/23/14 08:40

Analysis 8260B 10/28/14 12:37 JJR1 201389 TAL NSH

Type

Batch Batch

MethodPrep Type LabAnalystRun

Prepared

or Analyzed

Batch

Number

Dilution

Factor

Total/NA

Client Sample ID: MW-1 Lab Sample ID: 490-64486-2
Matrix: WaterDate Collected: 10/20/14 14:35

Date Received: 10/23/14 08:40

Analysis 8260B 10/28/14 13:58 JJR1 201389 TAL NSH

Type

Batch Batch

MethodPrep Type LabAnalystRun

Prepared

or Analyzed

Batch

Number

Dilution

Factor

Total/NA

Analysis 8260B 1 201072 10/26/14 04:10 JJR TAL NSHTotal/NA

Client Sample ID: MW-1D Lab Sample ID: 490-64486-3
Matrix: WaterDate Collected: 10/20/14 10:30

Date Received: 10/23/14 08:40

Analysis 8260B 10/28/14 14:25 JJR1 201389 TAL NSH

Type

Batch Batch

MethodPrep Type LabAnalystRun

Prepared

or Analyzed

Batch

Number

Dilution

Factor

Total/NA

Client Sample ID: MW-3 Lab Sample ID: 490-64486-4
Matrix: WaterDate Collected: 10/20/14 11:05

Date Received: 10/23/14 08:40

Analysis 8260B 10/28/14 14:52 JJR1 201389 TAL NSH

Type

Batch Batch

MethodPrep Type LabAnalystRun

Prepared

or Analyzed

Batch

Number

Dilution

Factor

Total/NA

Client Sample ID: MW-4 Lab Sample ID: 490-64486-5
Matrix: WaterDate Collected: 10/20/14 09:15

Date Received: 10/23/14 08:40

Analysis 8260B 10/28/14 15:20 JJR1 201389 TAL NSH

Type

Batch Batch

MethodPrep Type LabAnalystRun

Prepared

or Analyzed

Batch

Number

Dilution

Factor

Total/NA

Client Sample ID: MW-5 Lab Sample ID: 490-64486-6
Matrix: WaterDate Collected: 10/20/14 15:00

Date Received: 10/23/14 08:40

Analysis 8260B 10/28/14 15:47 JJR1 201389 TAL NSH

Type

Batch Batch

MethodPrep Type LabAnalystRun

Prepared

or Analyzed

Batch

Number

Dilution

Factor

Total/NA
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Lab Chronicle
Client: Duke Energy Corporation TestAmerica Job ID: 490-64486-1

Project/Site: Belews Creek Landfill J14100008

Client Sample ID: MW-6 Lab Sample ID: 490-64486-7
Matrix: WaterDate Collected: 10/20/14 12:30

Date Received: 10/23/14 08:40

Analysis 8260B 10/28/14 16:14 JJR1 201389 TAL NSH

Type

Batch Batch

MethodPrep Type LabAnalystRun

Prepared

or Analyzed

Batch

Number

Dilution

Factor

Total/NA

Client Sample ID: MW-7 Lab Sample ID: 490-64486-8
Matrix: WaterDate Collected: 10/20/14 08:45

Date Received: 10/23/14 08:40

Analysis 8260B 10/28/14 16:41 JJR1 201389 TAL NSH

Type

Batch Batch

MethodPrep Type LabAnalystRun

Prepared

or Analyzed

Batch

Number

Dilution

Factor

Total/NA

Client Sample ID: MW2-7 Lab Sample ID: 490-64486-9
Matrix: WaterDate Collected: 10/20/14 10:45

Date Received: 10/23/14 08:40

Analysis 8260B 10/28/14 17:08 JJR1 201389 TAL NSH

Type

Batch Batch

MethodPrep Type LabAnalystRun

Prepared

or Analyzed

Batch

Number

Dilution

Factor

Total/NA

Client Sample ID: MW2-9 Lab Sample ID: 490-64486-10
Matrix: WaterDate Collected: 10/20/14 13:00

Date Received: 10/23/14 08:40

Analysis 8260B 10/28/14 17:35 JJR1 201389 TAL NSH

Type

Batch Batch

MethodPrep Type LabAnalystRun

Prepared

or Analyzed

Batch

Number

Dilution

Factor

Total/NA

Client Sample ID: OB-4 Lab Sample ID: 490-64486-11
Matrix: WaterDate Collected: 10/20/14 11:30

Date Received: 10/23/14 08:40

Analysis 8260B 10/28/14 18:02 JJR1 201389 TAL NSH

Type

Batch Batch

MethodPrep Type LabAnalystRun

Prepared

or Analyzed

Batch

Number

Dilution

Factor

Total/NA

Client Sample ID: OB-5 Lab Sample ID: 490-64486-12
Matrix: WaterDate Collected: 10/20/14 07:55

Date Received: 10/23/14 08:40

Analysis 8260B 10/28/14 18:29 JJR1 201389 TAL NSH

Type

Batch Batch

MethodPrep Type LabAnalystRun

Prepared

or Analyzed

Batch

Number

Dilution

Factor

Total/NA
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Lab Chronicle
Client: Duke Energy Corporation TestAmerica Job ID: 490-64486-1

Project/Site: Belews Creek Landfill J14100008

Client Sample ID: OB-9 Lab Sample ID: 490-64486-13
Matrix: WaterDate Collected: 10/20/14 12:10

Date Received: 10/23/14 08:40

Analysis 8260B 10/28/14 18:56 JJR1 201389 TAL NSH

Type

Batch Batch

MethodPrep Type LabAnalystRun

Prepared

or Analyzed

Batch

Number

Dilution

Factor

Total/NA

Client Sample ID: SW-1A Lab Sample ID: 490-64486-14
Matrix: WaterDate Collected: 10/20/14 09:30

Date Received: 10/23/14 08:40

Analysis 8260B 10/28/14 19:23 JJR1 201389 TAL NSH

Type

Batch Batch

MethodPrep Type LabAnalystRun

Prepared

or Analyzed

Batch

Number

Dilution

Factor

Total/NA

Client Sample ID: SW-2 Lab Sample ID: 490-64486-15
Matrix: WaterDate Collected: 10/20/14 12:35

Date Received: 10/23/14 08:40

Analysis 8260B 10/28/14 19:50 JJR1 201389 TAL NSH

Type

Batch Batch

MethodPrep Type LabAnalystRun

Prepared

or Analyzed

Batch

Number

Dilution

Factor

Total/NA

Client Sample ID: FIELD BLANK Lab Sample ID: 490-64486-16
Matrix: WaterDate Collected: 10/20/14 15:30

Date Received: 10/23/14 08:40

Analysis 8260B 10/28/14 13:04 JJR1 201389 TAL NSH

Type

Batch Batch

MethodPrep Type LabAnalystRun

Prepared

or Analyzed

Batch

Number

Dilution

Factor

Total/NA

Laboratory References:

TAL NSH = TestAmerica Nashville, 2960 Foster Creighton Drive, Nashville, TN 37204, TEL (615)726-0177
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Method Summary
TestAmerica Job ID: 490-64486-1Client: Duke Energy Corporation

Project/Site: Belews Creek Landfill J14100008

Method Method Description LaboratoryProtocol

SW8468260B Volatile Organic Compounds (GC/MS) TAL NSH

Protocol References:

SW846 = "Test Methods For Evaluating Solid Waste, Physical/Chemical Methods", Third Edition, November 1986 And Its Updates.

Laboratory References:

TAL NSH = TestAmerica Nashville, 2960 Foster Creighton Drive, Nashville, TN 37204, TEL (615)726-0177
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Certification Summary
Client: Duke Energy Corporation TestAmerica Job ID: 490-64486-1

Project/Site: Belews Creek Landfill J14100008

Laboratory: TestAmerica Nashville
The certifications listed below are applicable to this report.

Authority Program EPA Region Certification ID Expiration Date

North Carolina (WW/SW) 3874State Program 12-31-14
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Login Sample Receipt Checklist

Client: Duke Energy Corporation Job Number: 490-64486-1

Login Number: 64486

Question Answer Comment

Creator: McBride, Mike

List Source: TestAmerica Nashville

List Number: 1

TrueRadioactivity wasn't checked or is </= background as measured by a 

survey meter.

TrueThe cooler's custody seal, if present, is intact.

N/ASample custody seals, if present, are intact.

TrueThe cooler or samples do not appear to have been compromised or 

tampered with.

TrueSamples were received on ice.

TrueCooler Temperature is acceptable.

TrueCooler Temperature is recorded. 2.3

TrueCOC is present.

TrueCOC is filled out in ink and legible.

TrueCOC is filled out with all pertinent information.

TrueIs the Field Sampler's name present on COC?

TrueThere are no discrepancies between the containers received and the COC.

TrueSamples are received within Holding Time.

TrueSample containers have legible labels.

TrueContainers are not broken or leaking.

TrueSample collection date/times are provided.

TrueAppropriate sample containers are used.

TrueSample bottles are completely filled.

N/ASample Preservation Verified.

TrueThere is sufficient vol. for all requested analyses, incl. any requested 

MS/MSDs

TrueContainers requiring zero headspace have no headspace or bubble is 

<6mm (1/4").

TrueMultiphasic samples are not present.

TrueSamples do not require splitting or compositing.

N/AResidual Chlorine Checked.
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