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April 14, 2016 

 
 
Larry Keith Johnson and Others 
P.O. Box 1064 
Belmont, NC 28012-1064 
 
Ref: Water Treatment System Sampling Results 
  Countryside Estates, 126 Angel Ham Street, Mount Holly, Gaston County 
 Gaston Co. LF (Mt. Holly LF) | Site # NONCD0000321 
 
Dear Mr. Johnson: 
 
Please find attached laboratory analytical results for a water sample collected from the address 
referenced above on March 8, 2016, as part of annual maintenance of the water treatment system.  The 
water treatment system was installed to address contamination associated with the pre-regulatory landfill 
referenced above, which is adjacent to the Countryside Estates property.   
 
A few volatile organic compounds were detected in the water supply prior to entering the water 
treatment system.  However, no contaminants were detected in the water supply after passing through 
the treatment system.   
 
Additional sampling will be conducted during the next annual maintenance event, and those results will 
be communicated as well.   
 
Please contact me at thomas.slusser@ncdenr.gov or 919-707-8331 if you have any questions. 
 
Best regards, 

 
Thomas Slusser, L.G. 
Pre-Regulatory Landfill Unit 
Division of Waste Management 
 
 
Attachment: Laboratory analytical results 
 
 
cc: Gaston County health department 

mailto:thomas.slusser@ncdenr.gov
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SAMPLE ANALYTE COUNT

Pace Project No.:
Project:

92289130
Gaston Co 321POE

Lab ID Sample ID Method
Analytes
Reported LaboratoryAnalysts

92289130001 Effluent EPA 8260 63 PASI-CNB

92289130002 Influent EPA 8260 63 PASI-CNB
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ANALYTICAL RESULTS

Pace Project No.:
Project:

92289130
Gaston Co 321POE

Sample: Effluent Lab ID: 92289130001 Collected: 03/08/16 11:00 Received: 03/08/16 11:35 Matrix: Water

Parameters Results Units DF Prepared Analyzed CAS No. QualReport Limit

Analytical Method: EPA 82608260 MSV Low Level

Acetone ND ug/L 03/09/16 20:39 67-64-125.0 1
Benzene ND ug/L 03/09/16 20:39 71-43-21.0 1
Bromobenzene ND ug/L 03/09/16 20:39 108-86-11.0 1
Bromochloromethane ND ug/L 03/09/16 20:39 74-97-51.0 1
Bromodichloromethane ND ug/L 03/09/16 20:39 75-27-41.0 1
Bromoform ND ug/L 03/09/16 20:39 75-25-21.0 1
Bromomethane ND ug/L 03/09/16 20:39 74-83-9 M12.0 1
2-Butanone (MEK) ND ug/L 03/09/16 20:39 78-93-35.0 1
Carbon tetrachloride ND ug/L 03/09/16 20:39 56-23-51.0 1
Chlorobenzene ND ug/L 03/09/16 20:39 108-90-71.0 1
Chloroethane ND ug/L 03/09/16 20:39 75-00-31.0 1
Chloroform ND ug/L 03/09/16 20:39 67-66-31.0 1
Chloromethane ND ug/L 03/09/16 20:39 74-87-31.0 1
2-Chlorotoluene ND ug/L 03/09/16 20:39 95-49-81.0 1
4-Chlorotoluene ND ug/L 03/09/16 20:39 106-43-41.0 1
1,2-Dibromo-3-chloropropane ND ug/L 03/09/16 20:39 96-12-82.0 1
Dibromochloromethane ND ug/L 03/09/16 20:39 124-48-11.0 1
1,2-Dibromoethane (EDB) ND ug/L 03/09/16 20:39 106-93-41.0 1
Dibromomethane ND ug/L 03/09/16 20:39 74-95-31.0 1
1,2-Dichlorobenzene ND ug/L 03/09/16 20:39 95-50-11.0 1
1,3-Dichlorobenzene ND ug/L 03/09/16 20:39 541-73-11.0 1
1,4-Dichlorobenzene ND ug/L 03/09/16 20:39 106-46-71.0 1
Dichlorodifluoromethane ND ug/L 03/09/16 20:39 75-71-81.0 1
1,1-Dichloroethane ND ug/L 03/09/16 20:39 75-34-31.0 1
1,2-Dichloroethane ND ug/L 03/09/16 20:39 107-06-21.0 1
1,1-Dichloroethene ND ug/L 03/09/16 20:39 75-35-41.0 1
cis-1,2-Dichloroethene ND ug/L 03/09/16 20:39 156-59-21.0 1
trans-1,2-Dichloroethene ND ug/L 03/09/16 20:39 156-60-51.0 1
1,2-Dichloropropane ND ug/L 03/09/16 20:39 78-87-51.0 1
1,3-Dichloropropane ND ug/L 03/09/16 20:39 142-28-91.0 1
2,2-Dichloropropane ND ug/L 03/09/16 20:39 594-20-71.0 1
1,1-Dichloropropene ND ug/L 03/09/16 20:39 563-58-61.0 1
cis-1,3-Dichloropropene ND ug/L 03/09/16 20:39 10061-01-51.0 1
trans-1,3-Dichloropropene ND ug/L 03/09/16 20:39 10061-02-61.0 1
Diisopropyl ether ND ug/L 03/09/16 20:39 108-20-31.0 1
Ethylbenzene ND ug/L 03/09/16 20:39 100-41-41.0 1
Hexachloro-1,3-butadiene ND ug/L 03/09/16 20:39 87-68-31.0 1
2-Hexanone ND ug/L 03/09/16 20:39 591-78-65.0 1
p-Isopropyltoluene ND ug/L 03/09/16 20:39 99-87-61.0 1
Methylene Chloride ND ug/L 03/09/16 20:39 75-09-22.0 1
4-Methyl-2-pentanone (MIBK) ND ug/L 03/09/16 20:39 108-10-15.0 1
Methyl-tert-butyl ether ND ug/L 03/09/16 20:39 1634-04-41.0 1
Naphthalene ND ug/L 03/09/16 20:39 91-20-31.0 1
Styrene ND ug/L 03/09/16 20:39 100-42-51.0 1
1,1,1,2-Tetrachloroethane ND ug/L 03/09/16 20:39 630-20-61.0 1
1,1,2,2-Tetrachloroethane ND ug/L 03/09/16 20:39 79-34-51.0 1
Tetrachloroethene ND ug/L 03/09/16 20:39 127-18-41.0 1
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ANALYTICAL RESULTS

Pace Project No.:
Project:

92289130
Gaston Co 321POE

Sample: Effluent Lab ID: 92289130001 Collected: 03/08/16 11:00 Received: 03/08/16 11:35 Matrix: Water

Parameters Results Units DF Prepared Analyzed CAS No. QualReport Limit

Analytical Method: EPA 82608260 MSV Low Level

Toluene ND ug/L 03/09/16 20:39 108-88-31.0 1
1,2,3-Trichlorobenzene ND ug/L 03/09/16 20:39 87-61-61.0 1
1,2,4-Trichlorobenzene ND ug/L 03/09/16 20:39 120-82-11.0 1
1,1,1-Trichloroethane ND ug/L 03/09/16 20:39 71-55-61.0 1
1,1,2-Trichloroethane ND ug/L 03/09/16 20:39 79-00-51.0 1
Trichloroethene ND ug/L 03/09/16 20:39 79-01-61.0 1
Trichlorofluoromethane ND ug/L 03/09/16 20:39 75-69-41.0 1
1,2,3-Trichloropropane ND ug/L 03/09/16 20:39 96-18-41.0 1
Vinyl acetate ND ug/L 03/09/16 20:39 108-05-42.0 1
Vinyl chloride ND ug/L 03/09/16 20:39 75-01-41.0 1
Xylene (Total) ND ug/L 03/09/16 20:39 1330-20-72.0 1
m&p-Xylene ND ug/L 03/09/16 20:39 179601-23-12.0 1
o-Xylene ND ug/L 03/09/16 20:39 95-47-61.0 1
Surrogates
4-Bromofluorobenzene (S) 98 % 03/09/16 20:39 460-00-470-130 1
1,2-Dichloroethane-d4 (S) 101 % 03/09/16 20:39 17060-07-070-130 1
Toluene-d8 (S) 100 % 03/09/16 20:39 2037-26-570-130 1
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ANALYTICAL RESULTS

Pace Project No.:
Project:

92289130
Gaston Co 321POE

Sample: Influent Lab ID: 92289130002 Collected: 03/08/16 10:45 Received: 03/08/16 11:35 Matrix: Water

Parameters Results Units DF Prepared Analyzed CAS No. QualReport Limit

Analytical Method: EPA 82608260 MSV Low Level

Acetone ND ug/L 03/09/16 20:55 67-64-125.0 1
Benzene ND ug/L 03/09/16 20:55 71-43-21.0 1
Bromobenzene ND ug/L 03/09/16 20:55 108-86-11.0 1
Bromochloromethane ND ug/L 03/09/16 20:55 74-97-51.0 1
Bromodichloromethane ND ug/L 03/09/16 20:55 75-27-41.0 1
Bromoform ND ug/L 03/09/16 20:55 75-25-21.0 1
Bromomethane ND ug/L 03/09/16 20:55 74-83-92.0 1
2-Butanone (MEK) ND ug/L 03/09/16 20:55 78-93-35.0 1
Carbon tetrachloride ND ug/L 03/09/16 20:55 56-23-51.0 1
Chlorobenzene ND ug/L 03/09/16 20:55 108-90-71.0 1
Chloroethane ND ug/L 03/09/16 20:55 75-00-31.0 1
Chloroform ND ug/L 03/09/16 20:55 67-66-31.0 1
Chloromethane ND ug/L 03/09/16 20:55 74-87-31.0 1
2-Chlorotoluene ND ug/L 03/09/16 20:55 95-49-81.0 1
4-Chlorotoluene ND ug/L 03/09/16 20:55 106-43-41.0 1
1,2-Dibromo-3-chloropropane ND ug/L 03/09/16 20:55 96-12-82.0 1
Dibromochloromethane ND ug/L 03/09/16 20:55 124-48-11.0 1
1,2-Dibromoethane (EDB) ND ug/L 03/09/16 20:55 106-93-41.0 1
Dibromomethane ND ug/L 03/09/16 20:55 74-95-31.0 1
1,2-Dichlorobenzene ND ug/L 03/09/16 20:55 95-50-11.0 1
1,3-Dichlorobenzene ND ug/L 03/09/16 20:55 541-73-11.0 1
1,4-Dichlorobenzene ND ug/L 03/09/16 20:55 106-46-71.0 1
Dichlorodifluoromethane ND ug/L 03/09/16 20:55 75-71-81.0 1
1,1-Dichloroethane 1.8 ug/L 03/09/16 20:55 75-34-31.0 1
1,2-Dichloroethane ND ug/L 03/09/16 20:55 107-06-21.0 1
1,1-Dichloroethene ND ug/L 03/09/16 20:55 75-35-41.0 1
cis-1,2-Dichloroethene 1.9 ug/L 03/09/16 20:55 156-59-21.0 1
trans-1,2-Dichloroethene ND ug/L 03/09/16 20:55 156-60-51.0 1
1,2-Dichloropropane ND ug/L 03/09/16 20:55 78-87-51.0 1
1,3-Dichloropropane ND ug/L 03/09/16 20:55 142-28-91.0 1
2,2-Dichloropropane ND ug/L 03/09/16 20:55 594-20-71.0 1
1,1-Dichloropropene ND ug/L 03/09/16 20:55 563-58-61.0 1
cis-1,3-Dichloropropene ND ug/L 03/09/16 20:55 10061-01-51.0 1
trans-1,3-Dichloropropene ND ug/L 03/09/16 20:55 10061-02-61.0 1
Diisopropyl ether ND ug/L 03/09/16 20:55 108-20-31.0 1
Ethylbenzene ND ug/L 03/09/16 20:55 100-41-41.0 1
Hexachloro-1,3-butadiene ND ug/L 03/09/16 20:55 87-68-31.0 1
2-Hexanone ND ug/L 03/09/16 20:55 591-78-65.0 1
p-Isopropyltoluene ND ug/L 03/09/16 20:55 99-87-61.0 1
Methylene Chloride ND ug/L 03/09/16 20:55 75-09-22.0 1
4-Methyl-2-pentanone (MIBK) ND ug/L 03/09/16 20:55 108-10-15.0 1
Methyl-tert-butyl ether ND ug/L 03/09/16 20:55 1634-04-41.0 1
Naphthalene ND ug/L 03/09/16 20:55 91-20-31.0 1
Styrene ND ug/L 03/09/16 20:55 100-42-51.0 1
1,1,1,2-Tetrachloroethane ND ug/L 03/09/16 20:55 630-20-61.0 1
1,1,2,2-Tetrachloroethane ND ug/L 03/09/16 20:55 79-34-51.0 1
Tetrachloroethene 1.4 ug/L 03/09/16 20:55 127-18-41.0 1
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ANALYTICAL RESULTS

Pace Project No.:
Project:

92289130
Gaston Co 321POE

Sample: Influent Lab ID: 92289130002 Collected: 03/08/16 10:45 Received: 03/08/16 11:35 Matrix: Water

Parameters Results Units DF Prepared Analyzed CAS No. QualReport Limit

Analytical Method: EPA 82608260 MSV Low Level

Toluene ND ug/L 03/09/16 20:55 108-88-31.0 1
1,2,3-Trichlorobenzene ND ug/L 03/09/16 20:55 87-61-61.0 1
1,2,4-Trichlorobenzene ND ug/L 03/09/16 20:55 120-82-11.0 1
1,1,1-Trichloroethane ND ug/L 03/09/16 20:55 71-55-61.0 1
1,1,2-Trichloroethane ND ug/L 03/09/16 20:55 79-00-51.0 1
Trichloroethene ND ug/L 03/09/16 20:55 79-01-61.0 1
Trichlorofluoromethane ND ug/L 03/09/16 20:55 75-69-41.0 1
1,2,3-Trichloropropane ND ug/L 03/09/16 20:55 96-18-41.0 1
Vinyl acetate ND ug/L 03/09/16 20:55 108-05-42.0 1
Vinyl chloride ND ug/L 03/09/16 20:55 75-01-41.0 1
Xylene (Total) ND ug/L 03/09/16 20:55 1330-20-72.0 1
m&p-Xylene ND ug/L 03/09/16 20:55 179601-23-12.0 1
o-Xylene ND ug/L 03/09/16 20:55 95-47-61.0 1
Surrogates
4-Bromofluorobenzene (S) 95 % 03/09/16 20:55 460-00-470-130 1
1,2-Dichloroethane-d4 (S) 100 % 03/09/16 20:55 17060-07-070-130 1
Toluene-d8 (S) 99 % 03/09/16 20:55 2037-26-570-130 1
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