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1.0   Introduction 

 

 The North Carolina Department of Environment and Natural Resources (NCDENR), 

Solid Waste Section (SWS) performed a Facility Compliance Audit Report on July 21, 2010, in 

which the SWS required that Haywood County prepare and submit a Landfill Gas Assessment 

and Remediation Plan for the Francis Farm Landfill.  The Plan was submitted to the NCDENR 

on September 13, 2010.  Haywood County enlisted the services of McGill Associates, P.A. to 

carry out the monitoring requirements specified in the Plan and to coordinate implementation of 

the remediation measures included in the Plan.  This report summarizes the findings of the 

assessment monitoring period and describes the remediation measures undertaken by Haywood 

County to control landfill gas (LFG) migration at the Francis Farm Landfill. 

 

 The Francis Farm Landfill, Permit No. 44-03, is located in Haywood County, North 

Carolina on Francis Farm Road, (S.R. 1802), Waynesville, North Carolina and was the County’s 

primary MSW landfill from its opening in the early 1970’s through 1994.  The facility was 

officially closed per a Closure Certification prepared by RCF, Inc. Hazelwood, North Carolina 

dated September 14, 1994 and submitted to the North Carolina Department of Environment and 

Natural Resources (NCDENR).  The original Permit for Closure was issued on December 13, 

1995.  The facility encompasses approximately 33.1 acres as shown on the Environmental 

Monitoring Site Plan Record Drawing, included as Figure 1.  Within the Facility Boundary, in 

addition to the closed landfill, Haywood County Schools (HCS) operates a maintenance/ bus 

garage facility.  The maintenance facility includes the Maintenance (bus garage) Building, an 

equipment storage building, and a maintenance storage building.  The Maintenance Building 

consists of offices, carpentry shop and bus maintenance facility.  Additionally, the HCS parks 

school buses at the southern periphery of the property during summer months.  

  

 The facility property is bounded by private property utilized for residential and 

agricultural uses.  The closest residential structure is located on the Stephens property, 

approximately 340 feet to the south of the facility property line. 

 

 

2.0   Regulatory Compliance 

 

 The Francis Farm Landfill operates under the Permit for Closure with a most recent 

revision dated May 23, 2006.  The Landfill Gas Monitoring Plan was developed to comply with 

the following Methane Gas Remediation Conditions section of the Permit for Closure.  This 

section has been included below: 

 

(8) The owner or operator shall maintain and operate the gas monitoring system to 

ensure that: 

(a) The concentration of methane gas generated by the facility does not exceed 25 

percent of the lower explosive limit for methane in facility structures 

(excluding gas control or recovery system components); and 

(b) The concentration of methane gas does not exceed 100 percent of the lower 

explosive limit for methane at the facility property boundary. 

 

(9) If methane gas levels exceeding these limits are detected, the owner or operator 

must take all steps necessary to meet the standards established in condition 8.  
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Methane gas remediation plans approved by the Division are described in the List 

of Approved Documents, Attachment 1, Part C of the Permit for Closure. 

 

"Lower Explosive Limit" (LEL) is defined as the lowest percent by volume of a mixture of 

explosive gases which will propagate a flame in air at 25° C and atmospheric pressure. 

 

 

3.0   Landfill Gas Assessment Results 

 

 The Landfill Gas Assessment and Remediation Plan outlined a detailed approach to 

monitor LFG migration at the Francis Farm Landfill.  At the beginning of the assessment period, 

an informed evaluation of LFG migration at the Francis Farm Landfill was difficult because of 

the lack of available data.  Part of the Assessment Plan was to further investigate existing 

conditions at the landfill.  This investigation included an in-depth review of available record 

data, field surveys and potential field excavations to verify the waste limits at the landfill.  The 

plan also included installation of additional methane monitoring wells and an increase in the gas 

monitoring frequency during the assessment period from quarterly to monthly monitoring. 

 

 The work conducted by Haywood County over the past year pertaining to the assessment 

of existing conditions at the Francis Farm Landfill, including LFG assessment monitoring, as 

detailed in the LFG Assessment and Remediation Plan, is described as follows: 

 

3.1   Assessment Monitoring  

 

 The compliance monitoring locations were developed based on the relationship of solid 

waste disposal areas to property lines and adjacent landfill structures.  The spacing of the 

monitoring wells is between 300 and 600 feet.  The Francis Farm Landfill was not constructed 

with an impermeable base liner system and cap system.  There may be a chance for landfill gas 

migration through the permeable in situ soils.  The migration of landfill gas is induced by 

pressure gradients. The landfill gas will move from areas of high pressure to those of low 

pressure following the path of least resistance. The landfill gas generally migrates vertically until 

it reaches the landfill cap, where it may begin to flow horizontally. This occurs until it finds a 

pathway out through the permeable in situ soils.  As the landfill gas migrates it will fill the void 

created by the monitoring point’s gravel backfill whereupon a landfill gas detection device will 

detect and read the level of gas concentration. 

  

 The original gas monitoring system included six (6) methane monitoring wells spaced 

along the northern, eastern, and southern reaches of the waste area.  The wells consist of 1-inch 

PVC capped pipe.  The PVC pipe is equipped with a quick coupler for use with the landfill gas 

analyzer.  The actual construction details for these original wells are not available. 

 

 In addition, the County monitors five (5) specific points within the three (3) existing on-

site buildings.  The five (5) points are identified with a small plastic sign at each location within 

the buildings.  There are three (3) locations within the Maintenance Building, one location in the 

Equipment Storage Building, and one location in the Maintenance Storage.  These eleven 

monitoring locations define the existing compliance monitoring points for the landfill and are 

shown on Figure 1, Environmental Monitoring Site Plan Record Drawing. 
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 As part of the Assessment Monitoring Plan, Haywood County installed six (6) new 

landfill gas monitoring wells along the northern, southern and western reaches of the waste area.  

These locations of these wells are shown on Figure 1, Environmental Monitoring Site Plan 

Record Drawings, and well construction details are shown on Figure 2, Environmental 

Monitoring Miscellaneous Details Record Drawing.    Monitoring wells MM-10 through MM-13 

were installed in September 2010 and were included in the October 2010 monthly assessment 

monitoring event.  MM’s 1 and 2 were installed in late October 2010 and were first included in 

the November Assessment monitoring.  In addition to the new monitoring wells, one of the 

original methane wells, MM-8, was re-drilled and re-established during the time that MM’s 10 – 

13 were installed.  Table 1 summarizes the location of the methane monitoring wells and 

methane monitoring locations at the Francis Farm Landfill. 

 

  Table 1 –Landfill Gas Compliance Monitoring Locations 

Compliance Point Description 

MM-1* LFG Monitoring Well along northern property line  

MM-2* LFG Monitoring Well along northern property line 

MM-3 LFG Monitoring Well along northern property line 

MM-4 LFG Monitoring Well along northern property line 

MM-5 LFG Monitoring Well along northern property line 

MM-6 LFG Monitoring Well along eastern property line 

MM-7 LFG Monitoring Well along eastern property line 

MM-8* LFG Monitoring Well along eastern property line 

MM-9 LFG Monitoring Well along southern property line 

MM-10* LFG Monitoring Well along southern property line 

MM-11* LFG Monitoring Well along western property line 

MM-12* LFG Monitoring Well along western property line 

MM-13* LFG Monitoring Well along western property line 

SM-1a Monitoring Point in Maintenance/ Bus Garage Building – Bus Garage 

(base of mezzanine stairs) 

SM-1b Monitoring Point in Maintenance/ Bus Garage Building – Office Area 

(main hallway) 

SM-1c Monitoring Point in Maintenance/ Bus Garage Building  - Carpentry 

Shop  

SM-2 Equipment Storage Building (doorway between garage and storage 

area) 

SM-3 Maintenance Storage Building (middle storage bay at floor drain) 
* Indicates well installed during Assessment Period.  MM-8 reestablished during this period. 

 

 In addition to the compliance monitoring locations noted in Table 1, Haywood County 

proposed to monitor four (4) additional landfill gas monitoring points, as shown in Table 2 and 

in Figure 1.  The owner of the property listed in Table 2 as “SM-4” passed away at the beginning 

of the assessment period and it was not possible to gain access to the structure.  In lieu of this 

monitoring location, groundwater monitoring well MW-12 – located between the landfill and the 

proposed SM-4 location - was added as a monitoring location.  These locations were monitored 

during the assessment monitoring period. 
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Table 2 – Additional Landfill Gas Monitoring Locations 

Monitoring Point Description 

VB-1 Water Valve Box just outside Maintenance/ Bus Garage 

MW-4 Existing Groundwater Monitoring Well 

MW-5 Existing Groundwater Monitoring Well 

SM-4 

 

Replaced with MW-12 

Private Residence (crawlspace) – Not Accessible 

 

Monitoring well located between the southern margin of the 

landfill and private residence 

 

 Haywood County performed the assessment LFG monitoring on a monthly basis for 12 

months in accordance with the Landfill Gas Assessment and Remediation Plan at all of the 

compliance and additional monitoring locations listed in Tables 1 and 2, beginning in August 

2010.  A LandTec LandGEM-2000 analytic monitor was utilized to perform the observations.  

The meter was at the factory for calibration during the October 2010 sampling period, therefore 

the assessment period was extended to include the August 2011 monitoring event.  Additionally, 

data from the regularly scheduled quarterly monitoring period in September 2011 is included in 

this report.   

 

3.2   Assessment Monitoring Results 

 

 See Appendix 1 for the monthly methane monitoring results observed during the 

assessment period.  A summary of the results is included in Appendix 2.  Methane gas was not 

detected in any of the on-site structures during the assessment monitoring period.  Methane gas 

was observed in excess of the 100% LEL level on a regular basis at the following LFG 

monitoring wells: MM-1, 2, 3, 4, 6, 10, 11, and 12.  MM’s 1-6 are located at the northern margin 

of the landfill property.  MM’s 10 – 12 are located at the southwest margin of the landfill.  

Methane gas was not detected at the LFG monitoring wells on the east, southeast, and northwest 

sides of the landfill.  See Figure 3 for a map that illustrates the location of the methane gas 

exceedences. 

 

 Statistical analysis of the results of the methane monitoring is included in Appendix 3.  

Trend lines for methane observations are shown for each location where the 100% LEL limit was 

regularly exceeded.  Microsoft Excel software was used to create the simple trend lines shown on 

the graphs.  Consistent results (except as described below) were observed for most of the 

locations.  This information will be useful in determining the effectiveness of the Gas Collection, 

Combustion, and Electrical Generation System (Section 4.1 below) in controlling LFG 

migration. 

 

 Methane gas readings at the following locations were not consistent and will not be 

useful in determining the effectiveness of any remediation efforts.  Monitoring observations at 

the water valve-box (VB-1) just west of the maintenance building and groundwater monitoring 

wells MW-4 and MW-5 did not produce reliable stable results: 

 The water valve-box is opened to the atmosphere when the cover is removed, and 

although methane gas was detected at this location, the readings would not stabilize and 

would quickly move to 0% methane.  The results at this location are more qualitative than 

quantitative.  Due to the close proximity to the waste mass (±10’ to 12’), one would 

expect methane gas detection here.  The main concern at this location is the potential for 



Report of Landfill Gas Assessment 

Francis Farm Landfill 
Page 7 

the water pipeline trench to act as a conduit for gas migration to the adjacent maintenance 

building.  See Section 4.2 below for the remediation measure taken to minimize LFG 

migration to the Maintenance Building. 

 Readings at MW-4 were inconsistent throughout most of the assessment period, until it 

was determined that the quick-connect fitting on the MW was not working properly.  

This fitting was replaced in June 2011 and there is 4 months of data at this location.  

MW-4 is located in close proximity to the waste mass and is not near the property 

boundary or any building and the usefulness of methane gas readings at this location is 

questionable. 

 MW-5 failed to produce consistent stable methane gas readings throughout the 

assessment period.  Although this groundwater monitoring well is close to the property 

line and storage facility, MM’s 8 and 9 are located nearby as well and act as the 

compliance boundary monitoring locations in the vicinity of MW-5.  The monitoring data 

obtained at this location is not useful for determining the effectiveness of remediation 

measures. 

  

3.3  Repairs and Determination of Well Construction Details of the Existing LFG Wells  

 

 At the beginning of the assessment period, the existing monitoring wells were deficient of 

metal well covers, sampling ports, labeling, and concrete pads.  The County has completed the 

repairs to the existing landfill gas monitoring wells and also to the groundwater monitoring wells 

on site.   

 

 Although well construction details were not found for the existing LFG monitoring wells, 

the depths of the existing LFG monitoring wells were measured and the well depths are noted in 

the Table on Figure 1.  The depths noted for MM’s 4 & 5 are shallow and there may be gravel in 

these wells that may have interfered with the measuring tape.  These wells will continue to be 

monitored during the regularly scheduled quarterly monitoring and the proposed additional 

monitoring period (discussed in Section 5.1 below).  

 

3.4  Evaluation of the LFG Venting and Monitoring Systems at the Maintenance Building 

 

 The existing Maintenance/ Bus Garage Building has a continuous gas monitoring system 

that is operated by Haywood County Schools (HCS) staff.  The gas monitoring system is 

calibrated on a monthly basis and gas observations using the LandTec LandGEM-2000 meter 

during the assessment monitoring period corresponded to the readings observed by the 

continuous monitor.  The methane gas monitoring system continuously monitors for methane gas 

at three (3) strategic locations within the building, including the base of the mezzanine stairs, the 

hallway of the office area, and the Carpentry Shop.  The monitoring system sounds an alert horn 

if the methane gas readings are detected above 25 percent of the lower explosive limit of 

methane gas. 

 

 The Maintenance Building is equipped with a gas ventilation system constructed below 

the concrete building slab.  The system is operated and maintained by the HCS staff.  The below-

slab ventilation system was installed as part of the original construction of the building.  The 

system consists of a network of pipes tied to the gravel foundation of the building within the bus 

maintenance portion of the building.  The system utilizes four 4-inch pvc intake pipes located 

approximately 18 inches above the finish floor of the building that vent fresh outside air to the 

stone area beneath the building slab.  The vent locations are spaced apart on the south and west 
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sides of the maintenance building.   At 5 locations, 4-inch pvc piping extends from below the 

slab to the ceiling area of the facility where the piping is connected to an exhaust fan.  The fan 

runs continuously and exhausts air to the outside of the building on the west side.  The operation 

of the fan is checked periodically by HCS staff.  See Figure 4 for a sketch of the Maintenance 

Building LFG venting system. 

 

 There are two additional storage buildings on-site operated by the Haywood County 

School System.  Haywood County has made a recommendation to the HCS to install the 

appropriate continuous monitoring equipment in each of these buildings and will work with the 

HCS to insure that the proper monitoring equipment is installed and functions correctly.   

 

3.5   Waste Limits Survey 

 

 The Francis Farm Landfill began operation in the early 1970’s.  Two sets of drawings 

were obtained from the Asheville office of the NCDENR-SWS pertaining to construction of the 

Landfill - one set from 1972 and the other from 1987.  These drawings are included in Appendix 

4.  Neither set of drawings shows a waste limits line; however, the information is useful is 

determining the approximate waste limits.  In the 1970’s, landfill activities began along the 

northern margin of the property and extended south towards the current access road that leads to 

the school bus facility.  The 1972 cross-section drawing shows an earthen berm and waste-fill 

behind the berm.  In October and November 2010, Haywood County, with the assistance of 

McGill Associates, performed excavations in order to define the limits of waste on the property.  

Approximately 25 test pits were dug around the periphery of the site and additional test pits were 

dug within the waste mass to verify the depth of cover.  The test pits dug along the northern 

property line confirm the location of the berm shown on the 1972 drawing, with no waste 

encountered to a depth of 14 feet.  Waste is located uphill above the berm with a cover that 

varies from 3 to 6 feet.  The second set of as-built information from 1987 shows the continuation 

of the landfill in a southerly direction to an area just west of the current school bus maintenance 

facility.  The approximate waste limits were determined, as observed in the test pits, and from 

the existing as-built documentation and are shown on the Environmental Monitoring Site Plan 

Record Drawing, Figure 1.   

 

 

4.0   Landfill Gas Remediation Measures 

 

 In conjunction with the assessment monitoring period described in Section 3 above, a 

portion of the Assessment Plan addressed remediation efforts available to the County in order to 

control LFG migration off of the property and to the on-site buildings occupied by HCS staff.  

The Plan noted the installation of LFG extraction wells within the waste mass, the installation of 

additional monitoring wells (discussed in Section 3.1 above), and the need to control LFG 

migration to the Maintenance Building.  The County has performed these measures and has 

proceeded with additional measures – the installation of an active gas collection system that will 

utilize LFG to create electricity.  The remediation measures performed by the County are 

described below.   

 

4.1   Installation of Gas Collection, Combustion, and Electrical Generation Project 

 

 Haywood County has already taken a major step in addressing methane gas migration by 

installing 21 new passive landfill gas extraction wells (September 2010) within the waste mass as 
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Phase 1 of the Gas Collection, Combustion, and Electrical Generation System.  The County is 

proceeding with the implementation of Phases 2 and 3 of the Project.  Phase 2 consists of the 

installation of gas collection piping, well dewatering pumps, a blower/flare station, and a 

wastewater pumping station.  The project also included the removal of 34 existing shallow vents 

at the site and the repair of the landfill cap by adding approximately 9 feet of compacted fill 

material to an area of the cap that has experienced significant subsidence over the years.  The 

County has begun construction of Phase 2 and hopes to complete construction by the end of 

2011.  The County received a grant to produce electricity from the combustion of landfill gas and 

Phase 3 of the project – the installation of a 75 KW generator – is under way.  Phase 3 will be 

completed after the necessary Phase 2 items (i.e. flare station, blower, collection piping) are 

completed.  The goal is to have Phase 3 on line and producing electricity by the end of January 

2012.  The plans for Phases 1 and 2 of the Project were submitted to the NCDENR-SWS on 

November 6, 2009 and approved on March 17, 2010.  Phase 3 of the project obtained NCDENR-

SWS approval on April 5, 2011.  The proposed locations of the landfill cap repair, gas extraction 

wells, gas collection piping, flare station, and electrical generator are shown on the construction 

drawing for Phase 2 of the Project, Landfill Gas Collection System, included as Figure 6.  As-

built information of the Gas Collection System will be provided to the NCDENR-SWS upon 

completion of construction.    

 

 The Gas Collection, Combustion and Generation System will assist the County with the 

control of LFG migration by combusting up to 200 scfm of landfill gas continuously.  Over time, 

the gas flow gradient will be diverted from the LFG monitoring wells at the periphery of the 

property to the extraction wells instead, where the gas will then be collected and used to create 

electricity.  As noted above, the monthly monitoring data collected as part of the LFG 

Assessment & Remediation Plan has been consistent and will provide a good measure of the 

effectiveness of the Gas Collection, Combustion and Generation System when it comes on line.  

In addition to controlling the migration of landfill gas, leachate will be removed from the 

extraction wells and discharged into the Town of Waynesville Waste Water Treatment system.  

Within the first few weeks of operation of the dewatering pumps, we anticipate that 

approximately 200,000 gallons of leachate will be removed from the landfill.  After the initial 

pump down of leachate, leachate removal rates will be lower, with the intent to continuously 

pump from 5 locations within the landfill.  The design of the dewatering pumps is such that if an 

area of the landfill becomes dry, the pumps can be moved to other extraction wells to allow the 

County to remove leachate from different areas of the landfill. 

 

4.2   Installation of Clay Seal along Existing Water Line 

 

 The landfill gas monitoring point, VB-1 has historically yielded a high methane gas 

reading.  VB-1 is a water valve box located on the west side of the Maintenance/ Bus Garage 

Building.  Haywood County excavated down to the water line and installed a bentonite clay seal 

around the water line in order to eliminate the migration of landfill gas towards the building 

along this pipe, as shown in Figure 5.  The location of the valve box is routinely covered in 

gravel and is difficult to access; furthermore, the open air nature of the valve cover 

(approximately 10” in diameter) does not allow for reliable LFG observations.  The County will 

recommend removing this location from future LFG monitoring. 
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5.0   Proposed Recommendations for Further Landfill Gas Monitoring and Remediation 

 

 Additional methane monitoring and/or remediation measures are available to the County 

to monitor and control the migration of methane gas off of the property.  The County proposes 

the following continued LFG monitoring schedule and locations (Section 5.1), once the electrical 

generation system is brought on line, likely in January 2012.  A 12-month period of additional 

LFG monitoring is proposed in order to allow the Gas Collection, Combustion, and Electrical 

Generation System to begin operation and reach operating efficiency.  Potential future 

remediation options are noted below; however, these and other remediation options should be 

evaluated after the 12-month monitoring period is completed and the impact that the Gas 

Collection, Combustion, and Electrical Generation System has on the migration of methane gas 

is better understood. 

 

5.1   Continued Landfill Gas Monitoring 

 

 Haywood County has already taken a major step in addressing methane gas migration at 

the Francis Farm Landfill by installing the Gas Collection, Combustion, and Electrical 

Generation System.  An important component of determining the effectiveness of this system 

will be ongoing LFG monitoring at the methane gas monitoring wells around the site and within 

all on-site structures.  The County will monitor the 13 LFG wells, on-site structures, and 

groundwater MW-12 on a monthly basis for 12 months from the completion of the electrical 

generation station in order to analyze trends in methane gas observations.  In the interim prior to 

the completion of the electrical generation system, the County will monitor the 13 LFG wells, 

on-site structures, and MW-12 on a quarterly basis, beginning in the last quarter of 2011.  At the 

end of the 12-month monitoring period, the data will be analyzed and a report of the results will 

be submitted to the NCDENR.  The report will address the effectiveness of the Gas Collection, 

Combustion, and Electrical Generation System in controlling LFG migration and any additional 

monitoring and/or remediation measures that may be needed, including a revised monitoring 

schedule, the need for additional monitoring wells, and the need for additional extraction wells 

(see 5.2 below). 

 

 The proposed methane monitoring locations are noted in Table 3 below.  The County will 

begin monthly monitoring at these locations at the completion of the installation of the electrical 

generation system, estimated to be in January 2012.  A 12-month monitoring period will be 

observed. 

 

Table 3 – Proposed Methane Gas Monitoring Locations 

Compliance Point Description 

MM-1 LFG Monitoring Well along northern property line 

MM-2 LFG Monitoring Well along northern property line 

MM-3 LFG Monitoring Well along northern property line 

MM-4 LFG Monitoring Well along northern property line 

MM-5 LFG Monitoring Well along northern property line 

MM-6 LFG Monitoring Well along eastern property line 

MM-7 LFG Monitoring Well along eastern property line 

MM-8 LFG Monitoring Well along eastern property line 

MM-9 LFG Monitoring Well along southern property line 
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MM-10 LFG Monitoring Well along southern property line 

MM-11 LFG Monitoring Well along western property line 

MM-12 LFG Monitoring Well along western property line 

MM-13 LFG Monitoring Well along western property line 

MW-12 Groundwater MW near SE periphery of the property 

SM-1a Monitoring Point in Maintenance Building –  

Bus Garage (base of mezzanine stairs) 

SM-1b Monitoring Point in Maintenance Building –  

Office Area (main hallway) 

SM-1c Monitoring Point in Maintenance Building -  

Carpentry Shop  

SM-2 Equipment Storage Building - 

(doorway between garage and storage area) 

SM-3 Maintenance Storage Building (middle storage bay at floor drain) 

 

 Please note that the following locations that were included in the LFG Assessment 

Monitoring Plan – MW 4, MW 5, the valve box west of the Maintenance Building, and SM-4 – 

will not be monitored during the additional 12-month monitoring period due to the fact that these 

locations are not at a compliance boundary and the monitoring results observed at these locations 

during the assessment period were not consistent and will not be useful in determining the 

effectiveness of any remediation measures. 

 

5.2   Installation of Additional Landfill Gas Extraction Wells 

 

 In the event the methane gas observation data for the 12-month period following the 

completion of the electrical generation station shows that the Gas Collection and Combustion 

System is not facilitating a downward trend in methane gas observations at the monitoring wells, 

the County may choose to install 4 or 5 additional extraction wells at the northern portion of the 

landfill, north of EW’s 18-21.  These wells would be especially useful in the event that the 

northern monitoring wells (i.e. MM’s 1-6) are not trending downward. 

 

5.3   Adjustment of Blower/Flare System 

 

 It may take several months following the installation of the electrical generation system 

to balance the extraction well field such that the County has a thorough understanding of the gas 

flow at the site.  It will be an important aspect of the operation of the blower/flare/generator 

system to keep monitoring ongoing around the site, in addition to the proposed monthly 

monitoring.  The County will perform spot checks of the methane gas monitoring wells on an as-

needed basis beyond the once per month minimum requirement in order to best operate the Gas 

Collection, Combustion, and Electrical Generation System.  The County’s procedures for 

operating the system will be under constant review in order to maximize the efficiency of the 

system and to minimize or eliminate methane gas migration from the site. 

 



Report of Landfill Gas Assessment 

Francis Farm Landfill 
Page 12 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

FIGURES



Report of Landfill Gas Assessment 

Francis Farm Landfill 
Page 13 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

FIGURE 1 

 

Francis Farm Landfill 

Environmental Monitoring Site Plan Record Drawing 



R

A

C

C

O

O

N

 

 

 

 

 

 

C

R

E

E

K

R

A

C

C

O

O

N

 
 
 
 
 
 
C

R

E

E

K

R

A

T

C

L

I
F

F

E

 
 
 
 
 
 
C

O

V

E

 
 
 
 
 
 
B

R

A

N

C

H

BLANTON    

  BRANCH

R

A

T
C

L
I
F

F
E

 
 
 
 
 
 
C

O

V

E

 
 
 
 
 
 
B

R

A

N

C

H

SM-2

MM-8

MM-1

MM-10

MM-11

MM-12

SM-1a

SM-1c

SM-1b

SM-3

MM-7

MM-6

MM-9

MM-3

MW-1A

MW-1

MW-2A

MW-3A

MW-4

MW-5

MM-13

MM-2

MM-5

MM-4

MM-5

SM-1a

R

A

C

C

O

O

N

 

 

 

 

 

 

C

R

E

E

K

R

A

C

C

O

O

N

 
 
 
 
 
 
C

R

E

E

K

R

A

T

C

L

I
F

F

E

 
 
 
 
 
 
C

O

V

E

 
 
 
 
 
 
B

R

A

N

C

H

BLANTON    

  BRANCH

R

A

T
C

L
I
F

F
E

 
 
 
 
 
 
C

O

V

E

 
 
 
 
 
 
B

R

A

N

C

H

SM-2

MM-8

MM-1

MM-10

MM-11

MM-12

SM-1a

SM-1c

SM-1b

SM-3

MM-7

MM-6

MM-9

MM-3

MW-1A

MW-1

MW-2A

MW-3A

MW-4

MW-5

MM-13

MM-2

MM-5

MM-4

MM-5

SM-1a

F
R

A
N

C
I
S

 
F

A
R

M
 
L

A
N

D
F

I
L

L

H
A

Y
W

O
O

D
 
C

O
U

N
T

Y
,
 
 
N

O
R

T
H

 
C

A
R

O
L

I
N

A

H
A

Y
W

O
O

D
 
C

O
U

N
T

Y

 
M

O
N

I
T

O
R

I
N

G

FIGURE

D
E

S
I
G

N
 
R

E
V

I
E

W
:
 
_
_
_
_
_

D
E

S
I
G

N
E

D
 
B

Y
:
 
D

P

J
O

B
 
N

O
.
:
 
1
0
.
0
0
7
2
6

D
A

T
E

:
 
N

O
V

E
M

B
E

R
 
2
0
1
1

C
A

D
D

 
B

Y
:
 
D

P

C
O

N
S

T
.
 
R

E
V

I
E

W
:
 
_
_
_
_
_





NO. DATE BY REVISION DESCRIPTION

Q
:
\
2

0
1

0
\
1

0
.
0

0
7

2
6

\
D

e
s
i
g

n
\
S

o
l
i
d

 
W

a
s
t
e

\
D

r
a

w
i
n

g
s
\
E

n
v
 
M

o
n

i
t
o

r
i
n

g
 
A

s
-
B

u
i
l
t
 
1

1
-
1

1
-
1

1
.
d

w
g

 
1

1
/
1

5
/
2

0
1

1
 
1

0
:
0

6
 
A

M
 
D

A
V

E

F
I
L
E

 
N

A
M

E
:
 

PLAN



     

E
N

V
I
R

O
N

M
E

N
T

A
L

S
I
T

E
 
P

L
A

N

GROUND WATER MONITORING WELLS

MONITORING

WELL

NORTHING

MW 1

MW 1A

MW 2A

MW 3A

MW 4

MW 5

MW 6

MW 7

662,529.13 822,317.14

662,590.73 822,083.15

662,347.08 822,814.69

661,921.62 823,026.22

661,420.29 822,245.39

661,286.31
822,167.91

662,941.12 822,167.78

662,800.72 822,584.39

EASTING

GROUND

ELEVATION

TOP OF

ELEVATION

CASING

AS-BUILT INFORMATION

MW 8
662,619.60 822,989.68

MW 9
662,309.84 823,295.25

MW 10
661,947.33 823,365.59

MW 11
661,509.39 822,572.73

MW 12
661,078.94 822,142.39

MW 13
661,377.43 821,791.88

MW 14
661,894.81 821,755.37

MW 15
662,338.59 821,896.86

2666.59

2690.88

2643.78

2674.29

2789.47

2797.08

2612.63

2621.33

2620.05

2618.87

2623.60

2756.22

2803.11

2799.14

2770.34

2719.57

2663.72

2687.97

2640.98

2671.59

2786.88

2797.37

2613.03

2621.48

2620.25

2619.19

2623.96

2756.46

2800.28

2799.51

2770.64

2716.89

PASSIVE LANDFILL GAS EXTRACTION WELLS

EXTRACTION

WELL

NORTHING

EW 1

EW 2

EW 3

EW 4

EW 5

EW 6

EW 7

661,555.49 821,859.83

661,467.47 822,026.74

661,566.28 822,186.05

661,736.12 821,889.02

661,654.72
822,032.92

661,736.17 822,202.22

661,670.35 822,357.16

EASTING

GROUND

ELEVATION

TOP OF

ELEVATION

CASING

AS-BUILT INFORMATION

EW 8
661,922.84 821,947.50

EW 9
661,827.34 822,044.64

EW 10
661,899.24 822,239.54

EW 11
661,845.22 822,410.81

EW 12
662,045.34 822,041.19

EW 13
662,048.23 822,187.69

EW 14
662,049.11 822,354.97

EW 15
662,020.00 822,520.81

2803.72

2805.52

2802.37

2799.96

2807.22

2801.41

2782.66

2791.01

2801.52

2796.45

2777.83

2787.56

2787.65

2771.01

2756.87

2801.56

2803.23

2800.45

2798.07

2805.08

2799.33

2780.55

2789.07

2799.37

2794.41

2775.81

2785.66

2785.99

2769.05

2755.11

EW 16
662,184.21 822,186.41 2766.32 2764.27

EW 17
661,944.57 822,751.82 2731.57 2729.67

EW 18
662,116.02 822,708.85 2728.07 2726.18

EW 19
662,224.72 822,562.62 2723.86 2721.92

EW 20
662,326.82 822,413.92 2718.25 2716.33

EW 21
662,432.43 822,270.03 2713.00 2710.32

2772

2773

2760

2758

2765

2743

2751

2739

2747

2728

2726

2741

2726

2720

2724

2714

2705

2681

2677

2681

2680

BOTTOM

ELEVATION

OF WELL

RECORD DRAWING

By __________________________Date________

This Drawing has been modified to reflect

changes made during construction based

upon information provided by the

Contractor and construction observations

made by the Owner's Authorized

Representative.

LANDFILL GAS MONITORING WELL

LFG 

WELL

NORTHING

MM 1 662,564.90

662,475.77

662,403.33 822,681.29

662,343.89 822,823.83

662,149.37 822,899.42

661,899.09 823,023.56

661,595.86

661,245.11 822,091.01

EASTING

GROUND

ELEVATION

TOP OF

ELEVATION

CASING

AS-BUILT INFORMATION

MM 2

MM 3

MM 4

MM 5

MM 6

MM 7

MM 8

MM 9

MM 10

MM 11

MM 12

MM 13

822,217.57

822,474.72

661,362.92

661,645.69

821,814.38

821,705.77

661,928.99

662,216.37

821,797.36

821,886.21

661,342.80 822,426.37

822,699.27

2644.27

2644.11

2669.27

2672.93

2806.93

2740.61

2641.09

2640.91

2666.09

2670.38

2803.88

2737.63

SCREENED

ELEVATION

INTERVAL

2640.6

2663.3

2653.4

2720.6

2782.9

SCREENED

ELEVATION

INTERVAL

2669.00 2666.14

2655.62 2652.77

2756.58 2753.35
2750.3-2743.3

2798.37 2798.47

2793.68

2763.45

2793.82

2763.64

2730.112729.83

2795.4-2778.5

2790.8-2773.8

2760.4-2743.6

2727.3-2710.1

2630.9

U.K.

U.K.

2629.0 - 2614.0

U.K.

U.K.

2724.3 - 2709.3

2610.7 - 2600.7

2617.5 - 2602.5

2617.3 - 2607.3

2517.2 - 2502.2

2622.0 - 2612.0

2685.0 - 2670.7

2735.5 - 2720.5

2725.5 - 2710.5

2676.8 - 2661.8

2641.1 - 2626.1

2748.3-2743.3

2661.6-2656.6

MONITORING

NOTES:

    1. SCREENED INTERVAL ELEVATIONS UNKNOWN, BOTTOM OF WELL ELEVATION NOTED HERE.

    2. MM's 8 AND 10-13 INSTALLED SEPTEMBER 2010, SCREENED INTERVAL ELEVATIONS PROVIDED

        BY BLE, INC.

    3. MM's 1 AND 2 INSTALLED OCTOBER - NOVEMBER 2010.  DRILLED HOLES INTERVAL ELEVATIONS

        PROVIDED BY CONTRACTOR.

1

1

1

1

1

1

NOTE:      MW's 6-15 INSTALLED SEPTEMBER 2010 AND MW's 16-21 INSTALLED OCTOBER 2011.

                 SCREENED INTERVAL ELEVATIONS FOR THESE WELLS PROVIDED BY BLE, INC.

NOTE:

  PASSIVE EXTRACTION WELLS INSTALLED AUGUST - SEPTEMBER 2010.

  WELL BOTTOM ELEVATIONS PROVIDED BY CONTRACTOR.

MW 16
661,203.62 821,457.75 2716.16 2716.29

2661.5 - 2646.5

MW 17
661,739.15 821,178.09 2664.77 2665.07

2615.3 - 2600.3

MW 18
662,150.91 821,256.31 2620.91 2620.93

2595.1 - 2580.1

MW 19
662,965.29 822,624.55 2615.08 2615.29

2609.8 - 2594.8

MW 20
661,973.29 823,503.41 2621.94 2622.13

2616.8 - 2606.8

MW 21
661,424.40 823,203.28 2658.37 2658.72

2639.9 - 2624.9



Report of Landfill Gas Assessment 

Francis Farm Landfill 
Page 14 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

FIGURE 2 

 

Environmental Monitoring  

Miscellaneous Details Record Drawing 



LANDFILL GAS MONITORING WELL

M

M

#

LANDFILL GAS MONITORING WELL

PASSIVE LANDFILL GAS EXTRACTION WELL CONSTRUCTION DETAIL

GROUNDWATER MONITORING WELL CONSTRUCTION DETAIL

WITH UPRIGHT STEEL PROTECTIVE COVER

GROUNDWATER MONITORING WELL CONSTRUCTION DETAIL

WITH FLUSH-MOUNTED STEEL PROTECTIVE COVER

WITH UPRIGHT STEEL PROTECTIVE COVERWITH FLUSH-MOUNTED STEEL PROTECTIVE COVER

LANDFILL GAS MONITORING WELL

FIGURE 2

WITH DRILLED HOLES

M

M

#

M

W

#

E

W

#

F
R

A
N

C
I
S

 
F

A
R

M
 
L

A
N

D
F

I
L

L

H
A

Y
W

O
O

D
 
C

O
U

N
T

Y
,
 
 
N

O
R

T
H

 
C

A
R

O
L

I
N

A

H
A

Y
W

O
O

D
 
C

O
U

N
T

Y

 
M

O
N

I
T

O
R

I
N

G

FIGURE

D
E

S
I
G

N
 
R

E
V

I
E

W
:
 
_
_
_
_
_

D
E

S
I
G

N
E

D
 
B

Y
:
 
D

P

J
O

B
 
N

O
.
:
 
1
0
.
0
0
7
2
6

D
A

T
E

:
 
N

O
V

E
M

B
E

R
 
2
0
1
1

C
A

D
D

 
B

Y
:
 
D

P

C
O

N
S

T
.
 
R

E
V

I
E

W
:
 
_
_
_
_
_


 


NO. DATE BY REVISION DESCRIPTION

Q
:
\
2

0
1

0
\
1

0
.
0

0
7

2
6

\
D

e
s
i
g

n
\
S

o
l
i
d

 
W

a
s
t
e

\
D

r
a

w
i
n

g
s
\
E

n
v
 
M

o
n

i
t
o

r
i
n

g
 
A

s
-
B

u
i
l
t
 
1

1
-
1

1
-
1

1
.
d

w
g

 
1

1
/
1

5
/
2

0
1

1
 
8

:
4

6
 
A

M
 
D

A
V

E

F
I
L
E

 
N

A
M

E
:
 

E
N

V
I
R

O
N

M
E

N
T

A
L

M
I
S

C
E

L
L

A
N

E
O

U
S

 
D

E
T

A
I
L

S

RECORD DRAWING

By __________________________Date________

This Drawing has been modified to reflect

changes made during construction based

upon information provided by the

Contractor and construction observations

made by the Owner's Authorized

Representative.



Report of Landfill Gas Assessment 

Francis Farm Landfill 
Page 15 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

FIGURE 3 

 

Location of Methane Gas Exceedences 
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Fig. 3: Locations of Methane Gas Exceedances
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FIGURE 4 

 

Maintenance Building LFG Vent System 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 



Fig. 4: Maintenance Building LFG Vent System
FRANCIS FARM LANDFILL

HAYWOOD COUNTY,  NORTH CAROLINA
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FIGURE 5 

 

Trench Repair at Water Line 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 



Fig. 5: Trench Repair At Water Line

FRANCIS FARM LANDFILL

HAYWOOD COUNTY,  NORTH CAROLINA   
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FIGURE 6 

 

Landfill Gas Collection System 
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