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BAR SCREEN

8000 GALLON HOLDING TANK 8'DIA.x21" WITH 2HP PUMP
POLYMER TANK/N140 PUMP

DEWATERING BOX 30 YD BOX 8'x20'x8’

1000 GALLON FILTER TANK/A300 FILTER

2) 4000 GALLON HOLDING TANK/N140 PUMP 5'DIA.x24’
SCAT PRE—TREATMENT

FLOW DIVIDER

PUMP TANK/N140 PUMP (1000 GAL. TANK)

1200 GALLON DRIP PUMP TANK/P—TE-20 PUMP 1), HORSE POWER
. DRIP SYSTEM (5000 FEET %" TUBING)

. ZONE DIVERTER PRESSURE LINE

. 1 J” PRESSURE LINE SCH 40

COMPOST BINS 12'x16’

. 1000 GALLON DRIP PUMP TANK

. AIR BLOWER

. DRIP SYSTEM #2 (2500 FEET J" TUBING)

.31 V& RETURN LINE

. " +AIR LINE
. 2 EPS PRE-TREATMENT UNIT 600 GAL.

. DRIP FIELD #3 (10,000 FEET %" TUBING)
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22. 10,000 GALLON STORAGE TANK 8'DIA.x27’
23. TWO (2) BALL VALVES & AIR INTO #2
24, INSET DIAGRAM
25. 1200 GALLON DRIP PUMP TANK/P-—-TE-20 PUMP 1 1/2 HP
26.: 100° GAL. PLASTIC TANK]| N 140 PUMP 1/2 HP
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John T. Coxey Consulting Engineering, P.A.

53 Fox Chase Road West

Asheville, North Carolina, 28804

Ph 828-645-4040 Fax 828-655-1304

Civil / Environmental / Water / Wastewater
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